
John D. O'Toole 
Assistant Vice Preident 

Consolidated Edison Company of New York, Inc.  
4 Irving Place, New York, N Y 10003 
Telephone (212) 460-2533 

December 30, 1980 

Re: Indian Point Unit No. 2 
Docket No. 50-247 

Mr. Boyce H. Grier, Director 
Office of Inspection and Enforcement 
Region IJAIINr018b-t 
U. S. Nuclear Regulatory Commission 
631 Park Avenue Cz MSSM 
King of Prussia, Pa 19406 

Dear Mr. Grier: 

By letter dated July 16, 1979 and August 17, 1979, Con Edison 
responded to IE Bulletin No. 79-13. Those submittals provided 
the results of special feedwater system inspections conducted 
during the unit's third refueling/maintenance outage, and addressed 
the scope of and schedule for the remaining inspections.  

With issuance of Revision 2 to IE Bulletin No. 79-13 on October 
17, 1979, the inspection requirements were modified from the 
original bulletin based on the results of inspections completed 
at other nuclear facilities. By letter dated November 23, 1979, 
Con Edison responded to Revision 2 and provided its revised 
plan for the remaining feedwater system inspections. Specifically, 
the remaining inspections consisted of volumetric examination on 
each main feedwater line of all pipe girth welds between the 
steam generator and the first feedwater piping support not in
spected during the third refueling/maintenance outage program.  
At the time of the November 23, 1979 letter, these remaining 
inspections were scheduled for the unit's fourth refueling outage.  

During the January-February 1980 turbine inspection outage for 
Indian Point Unit No. 2, Con Edison was able to schedule and complete 
all the remaining feedwater weld examinations discussed above. As 
was the case for all previous examinations, evaluation of the results 
of these additional examinations has again revealed no indications 
of cracking.  
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Con Edison believes that it has satisfactorily completed 
all actions required by IE Bulletin No. 79-13, as revised, 
and has verified the integrity of the Indian Point Unit No. 2 
feedwater piping system.  

Should you or your staff have any further questions regarding 
this matter, please contact us.  

Very truly yours, 

John D. O'Too 
Assistant Vice President 

cc: Office of Inspection and Enforcement 
Division of Reactor Operations Inspection 
U. S. Nuclear Regulatory Commission 
Washington, D. C. 20555 

Mr. Steven A. Varga, Chief 
Operating Reactors Branch No. 1 
Division of Operating Reactors 
U. S. Nuclear Regulatory Commission 
Washington, D. C. 20555 

Mr. T. Rebelowski, Resident Inspector 
U. S. Nuclear Regulatory Commission 
P. 0. Box 38 
Buchanan, N. Y. 10511


