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Dr.. Gludkmann has completed his review of the information submitted.  
to us in the January, 1-968 report concerning the containment building 
liner plate buckle. We have concluded that the repair measures taken 
to correct the buckle were adequate and that an acceptalbl6 structural 
fix has been made.  

In tbe event a formal report is to be submitted, we suggest that the 
applicant be advised to include more detailed and definitive bases 
for the conclusions presented in the report.  

cc: D. R. Muller, DRL 
K. Knaiel, DRL
J. 'P. O'Reilly, CG 
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DRL Reading 
AD/RT Reading 
C&CTB Reading 
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