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TRANSFER OF LEAD RESPONSIBILITY o
| g ®
Date: PEC b

Serial Wo.: RO=CE&O~T3~16

To: D. J. Skovholt, Assistant Director for Qﬁerating Reactors

Subject: Failure 6£ 18 inch Feedwater Line to Steam Generator
Facility: Consolidated Edison of New York, Indian Point 2
‘ Dael@et NOp 50""247 -

Responsible RO Assistant Director: B. H. Grler

Deggr;ptiéﬁLof,Itemﬁkéqhirigg:Reéﬁlution:

A thiough wall break occurred in an 18 inch feedwater pipe at the

Indian Point 2 reactor, apparently caused by one or more hydrodynamic
ghocks from an undetermined origin., A number of corrective actions

are in progress including a/yﬁfﬁﬁéﬁéie stedy_of medes (causal) to

postulate worst-case-&gnditions. Since these evants.and studies may :
result in design ghanges to the system or invelve unreviewed safety
questions, crifical evaluation of the corrective actions and the

‘analyses is nesded to assure that additional fallures do not oceur

in' this plant 6r other similarly designed plants. I

Referanices: ™ -

1. Letter reporting the incident to RO:1 €rom Consolidated Edison
of New Yogk; dated November 14,:1973. :

2. Directorate of Regulatory Operations Notification (Blue Sﬁeig) .
of an Indident or O¢currence No.® 102, dated November 14, 1973

~

3. News Release issued by the Regulator&JOParations Region 1 office,

dated November 15, 1973. . ’ ’

4. Letter te J. P. 0'Reilly from W. J. Cahill, Jr., Consolidéted
Edison, dated November 30, 1973. '
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