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SUMMARY OF MEETING, INDIAN POINT UNIT 2-EMERGENCY CORE COOLING ANALYSIS 
CONSOLIDATED EDISON CO. OF NEW YORK INC. -DOCKET NO. 50-247 

August 13, 1971 
The principal purpose of this meeting was to discuss details and results 
of ECCS calculations for Indian Point Unit 2 which were requested from 
the applicant by letter in connection with the-reevaluation of ECCS 
performance in accordance with the AEC interim policy statement. This 
information was not included in the applicants additional hearing.  
testimony dated July 14, 1971.

The applicants presentation res 
provided by the Staff: 

Details of the Flooding-Calcula 
Flooding-Rate vs time 
Heat transfer coefficient vs 
Time to empty accumulators

ponded to the-following outline previously 

tion

I time

Missing information in Supplementary Testimony 
Hot leg break 
Half square foot cold leg break 
Two break models, single ended and double ended

The presentation appeared to satisfy the requirement for additional 
information needed to complete the staff supplementary safety evaluation.  
The applicant-agreed to file th information as supplementary testimony 
in the next few days.

There was a brief discussion regarding the need-for Westinghouse to file 
a topical document describing the Satan Code in 'a non-proprietary form.  
A reference to WCAP 7263 (W proprietary) "~A Comprehensive 
Space-Time Analysis of Loss-of-Coolant (Satan Digital Code)"is given in 
the supplementary testimony. Ng'such report has ever been submitted.  
Although the general features 0± -te code have been described to the 
staff a number of times a document describing the physical and 
mathematical-basis for the code1 would be desirable. A listing of 
the code itself is not required' and-is::not necessary.- The applicant 
agreed to provide a record of-previous-references already submitted
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which describe the code as well as--a single -report-on the SATAN co de 
itself.  

There was some discussion-of the applicant's interpretation of the 
Semiscale Tests-as presented in his hearing testimony and also of the 
questions addressed to the-applicant by the-ASLB at the Palisades 
hearing.  

An attendance list is attached 

Karl Kniel 
PRProjects Branch #1 

Division of Reactor Licensing
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MEDT, FIE 

'THRU:. -T ~ eppler 

IIIIDIANP POIN~T 2 - OP8RATING LICE-USE TOR, CORE LODA'DING 

Messrs. Keppler, and HiJldreth met wIth Mes, Xs~i -e~oung n-ne 
en ,June 26, 1 I9rI, to discuss the-p z~poed, ,peftn~l~ for 
Indfiatn Point 0j, two signif ica 4nt 1%~m whh hive, n -b4 
complIeted, and - o00pii44nce t s propoased pasition on, these itema.  

Mr. DY'eug stated, that, with minorecpin,-h oo4p 
,V.6rk -should be -completed. prior to "isu ne of -A limited pievatin 
lk16ense (1-e.,, fuel loading and sub-critical testing)-v 

1. All systems-and all work inside the contaiismenat.  

2. AUl syst-e=s outside conta1lnment, but connected 

directly tothe reactor co&iaht system; and 

3. AUl enginee~red safety syst-ems; including the diesels.  

Mr epler stated, tilt Region I bei-ieveal and we. cnur, that 
(1) al pipig -systjei which will be hliated dur.n . thp sbl-cica 

testing, should. btd &,pleted , including Anstaliatlen df4 pipe 
restrai-nt's a-nd, hangers, and (2) the. .repdi to - the sieam, geraos 
sho IdA be cotpleted prior to fuel 16adimng, K r ~eplcr sta -tha 
tie li dsee did not agree with our paWink' thdt. we "domld 
expect these items to be escalated by '1e lienseel within 'Regulatory.  

Mr D~ongstted that. our positions w ite rea-0di#ab1,e and that 

he too was, of the opinion, that thie #ppe haz~grs W11d, restraints 
should be complet.ed prei-r to fuel. loaditng. Cond:rn idtg- '.the steam 
generator repa~iir, 'b!E btated tha~tj as an -alteftate .0, completng
the repa~irs, the- lf~ensee could submi~t a report on tbe falure, 2 
the prpsd f ix; ahd 'thl licen-see evhluatlon on. "why, th re 'ir Y 
shouild net be -a reqireinert -for li_'eA nl and tht I~T ol 

'evaluAte the rep~rt Prior to issuingithe license.  

Wr-'. Keppler and Mr.. Hildreth called, "Mr., Mseley and &iseusrsed tihe 
116Petil~gi It was-agred 'that :Compliance's positio wald~etaV 
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both'items should be completed prior to issuance of the limited 
operating license., In discussing t he steam gene.-rat+r repairs..  
the alternate solution of submittinig a 'report- to, DRL wOduld also 
be discussed with thez licensee.  

M. S. Hildret~h 

J. B. Hendet-sonj CO 
N. MoseleyCI
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TO (Name and unit) INITIALS REARKS WC2 I ~We should not have "exparte"lv I 

H. Denton DATE discussions with the intervenor 

________(or any other party) in a contested 
TO (Name and u )O iNITIALS REMARKS 

hearing.' 

TO (Name and unit) INITIALS REMARKS 

DATE /. ~ / 

FROM (Name and unit) REMARKS 

P. A. Morris7 
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