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MEMORANDUM FOR: A. Schwencer, Chief, Operating Reactors Branch #1, 
Division of Operating Reactors 

FROM: G. Lainas, Chief, Plant Systems Branch, Division of 
Operating Reactors 

SUBJECT: INDIAN POINT 2- FIRE PROTECTION DESIGN INFORMATION 

Plant Name; Indian Point, Unit 2 
Licensee: Consolidated Edison Company 
Docket No.: 50-247 
Project Manager: L. Olshan 
Status: See enclosure.  

By letter of November 2, 1979, the licensee provided information 
concerning the design of the following proposed modifications:- 3.1.4,.  
Diesel Driven Fire Pump and Water Supply; 3.1.15, Fire Detector Locations 
Inside Containment; and 3.1.16, Diesel Generator Splash Shields. We 
have reviewed the design details for these modifications and find that 
the proposed designs will provide the protection intended in our SER.  
Accordingly, these designs are acceptable.  

Design information on proposed modifications 3.1.13 (Reactor Coolant 
Pump Oil Collection System) and 3.1.25(7) (Control Building/Turbine 
Building Firewall) has not yet been received. The licensee should be 
requested to provide this information by March 1, 1980,.  

G. Lainas, Chief 
Plant Systems Branch 
Division of Operating Reactors 

Contact: 
H. George, X27136 

Enclosure: 
Review Status - Indian Point 2 

cc w/enclosure: 
D. Eisenhut L. Olshan| 
R. Tedesco - T. Wambach 
G. Lainas H. George 
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ENCLOSURE

FIRE PROTECTION 
REVIEW STATUS - INDIAN POINT 2

Staf f 
I tern Eval uation

Licensee 
Response Required

3.1.4 Water Supply 
3.1.13 Reactor Coolant Pump Oil 

Collection System 
3.1.24 Technical Specification for 

Gas Turbines 
3.1.15 Fire Detectors 
3.1.16 Diesel Generator Protection 
3.1.25(7) Control Building Firewall

Complete 

Awaiting Info.  

Compilete 
Compl ete 
Complete 

Awaiting Info.

None 

March 1, 1980

Non e 
None 
None 

March 1, 1980


