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' OPERATING DATA REPORT

I JDOCKET NO.  
DATE 

COMPLETED BY 
TELEPHONE 

OPERATING STATUS 

1. Unit Name: Indian Point Unit No. 2 Notes A planned .s 

2. Reporting Period: November, 1979 on Nov. 27. te rmin 

3. Licensed Thermal Power (MWt): 2758 continuous "on-li 

4.. Nameplate Rating (Gross NMWe): 1013 I of over 63 days.  

5. Design Electrical Rating (Net MWe): 873 

6. Maximum Dependable Capacity (Gross MWe): 9 00 
7. Maximum Dependable Capacity (Net MWc): 864 

8. If Changes Occur in Capacity Ratings'(Items Number 3 Through 7)Since Last Report, Give Reasons: 
None " ''

O -

9; Power Level To Which Restricted, If Any (Net MWe): None 

10. Reasons For Restrictions.If Any: None

This Month Yr.-to-Date

II. Hours In Reporting Period 720 8016 

12. Number Of Hours Reactor Was Critical 649.17 5 757.91 

13. Reactor Reserve Shutdown flours 70.83 119.83 

14. lours Generator On-Line . 647.72 5 *584.28 
15. Unit Reserve Shutdown Hours 0 0 

16. Gross Thermal Energy Generated (MVH) 1 712 578 14 660 648 L,1 538 470 4 602 1301 
17. Gross Electrical Energy Generated (MWH) 5 70 

18. 'Net Electrical Energy Generated (MWII) 515 797 4 394 :133 

19. Unit Service Factor 9010 69.7 
20. Unit Availability Factor 90.0 .69.7 

21. Unit Capacity Factor (Using MDC Net) 82. 9 64.1 

22. Unit Capaciy Factor (Using DER Net) 82 1 .. 62.8 

23. Unit Forced OutIge RaC N0 2.6 

24. Shutdowns Scheduled.Over Next 6 Months (Type. Date, and Duration of Each): 
None

Cumulative 

47 497 
31 703.18 

241.49 
30 813.28 

0 
79 463 841 
24 701 566 
23 554 305 

64.9
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56.8 
7.4

II F'

25. If Shut Down At End Of Report Period, Estimated Date of StartIp: i 

26. Units In Test S;atus (Prior to Commercial Operation):1 
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AVERAG 

MONTH November, 1979 

..:Y AVERAGE DAILY POWER LEVEL 
(AlWe-Net) 
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E DAILY UNIT POWER LEVEL

DOCKET NO. 50-247 

UNIT Indian Point No. 2 

DATE 12-4-79 

COMPLETED Y L. Kawula 

TELEPHONE 914-694-6000 
Ext. 209 @ I.P.
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DAY AVERAGE DAILY POWER LEVEL 

(MWe-Net) 
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" UNIT.SHUTDOW, 'S "ANiD.PO ','ER REDUCTIONS..  

REPORT MONTH November, 1979

/-

LicenseecZ Cause & Corrective NoDt ",:-epot! 
Q>. Action to 

> Report 4 U Prevent Recurrence 
.; ....... ..  

N/A 11-2-79 S 0 A N/A CH PumpXX Load reduction to repair 21 &-2 
. B Main Boiler Feed Pumps.  

28 11-27-79 S 72.28 B 1 
NA PipeXX 

A. Unit shutdown to repair misc.  
steam leaks and replace motors 
on CRDM cooling fans.  

*Unit-remains shutdown at end 
of reporting period.  

-' F:Force

• F: Forced 
S: Scheduled 

('177)

Reason: 
A-Equipment Failure (Explain) 
B-Maintenance of Test 
C-Refueling 
D-Regulatory Restriction 
E-Operator Training & License Examination 
F-Ad minis! rat ive 
G-Oper.tional Error (Explain) 
1 I-Other (Explain)

Method: 
I1-Manual 
2-Manual Scram.  
3-Automatic Scram.  
4-Other (Explain)

V.

4
Ex.hibit G- Instructions 
for Prepara'ion of Data 
Entry Sheets for Licensee 
Event Report (LER) File (NUREG
0161)

Exhibit I - Same Source

-., KET.NO. 50-2 ,7 . .. .  
UNIT NAM -t.P... .Unito-.- :2 " ..  

• ". - DATE.. 2 2- 9- ' " • 
COMPLETEDB.y' L. Ka-wula 

TELEPHONE 914-694-6000



"_'_ I I'l~lt I 
"" i Indian Point Station 

ket NI 4 

Socket N0.1 :50-247__ 

. I Unit Unit No. 2.  

Date December. 4, 1979 
I. :.' Completed By J. Makepeace 

S..Telephone 914-739-8823 

Summary of Operating Experience - November, 1979 

With the exception of a load reduction on Nov. 2 to'conduct 
%,''the monthly turbine control and stop valve exercising test and 

to perform miscellaneous maintenance work on the main boiler 
feedwater pumps, Unit No. 2 operated essentially at full power 
Until 2343 hours on Nov. 27'at which time-it was removed from 
service for.a planned outage. The purpose of the outage was to 

. replace three of the four CRDM cooling fan motors which had 
failed over a period of about one week and to-perform miscellane
ous maintenance work. on the secondary side of the plant.

At 
tenanrce 
made to 

7[.. , .

the end of the report period, all of the planned 
work had been accomplished and preparations were 
return the Unit to service.

main
being
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