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India n 't : ' '  ' .. ' !! ' 2 O I -". ItT.t .AFY.ln -.... Rin'.aion Unit % No. '"2 :. .. " .  

DATE October 3 1975 ..  

COMPLETED Y S* D. Julias 
Performance General. Supervisor Tele. -#914-694-6000 Ext.  

O P E R AT I N G S T A T U S 

1. REPORTING PERIOD: 0000,750901 THROUGH 2359.750930".  

GROSS HOURS IN REPORTING PERIOD: 720 

2. CURRENTLY AUTHORIZED POWER LEVEL MWt 2758 rWe-NET 864"* 

3. POWER LEVEL TO WHICH RESTRICTED (IF ANY): None MVe-NET 

4. RAfOFE FOR RESTRICTIONS (IF ANY):

231 @ I.P.

THIS 
MONTH

HOURS REACTOR WAS CRITICAL . . . .. . . 668.6 

REACTOR RESERVE SHUTDOIN4 HOURS (5) . . . 0 

HOURS GENERATOR ON-LINE . . .... 651. 47 

UNIT RESERVE SHUTDOWNHOURS (6) " ' ... .. ,0 

GROSS THERMAL POWER GENERATED (MWH) . . 1459784 
GROSS ELECTRICAL POWER GENERATED (MMH) . ... 447710 

NET ELECTRICAL POWER GENERATED (MW) ."........426461 

REACTOR AVAILABILITY FACTOR (1) 92.9 

PLANT AVAILABILITY FACTOR,(2)..... .... 90.5 

PLANT CAPACITY FACTOR (3) ......... 68.6 

FORCED OUTAGE RATE (4) .3.... ...... .35 

SiIUTDOI ,,S SCHIEDULED TO BEGIN IN NEXT 6 MONTHS (STATE,. TYPE,

YR-TO-DATE

5002.33 

0 

4820.59 

0 

12196 341 

3789020 

3615736 

76.4 
73.6 
63.9 

*3.58 

DATE AND-

** 
CUMULATIVE 

TO DATE 

8592IA8 
0 

8306.09 
0 

20476513 

6340840 
6043561 

78.3 
75.7 
63.8 
5.50

DURATION OF EACH): Scheduled 3 day shutdown in:December for inspection of 
Bergen-Patterson seismic restraints.

. IF SHUTDOWN AT END OF 

PLANTS IN TEST STATUS

INITIAL CRITICA 

INITIAL ELECTRI 
POWER GENERATI 

COMMERCIAL OPER 

(1): .REACTOR AVAILABILITY FACTOR 

(2) PLANT AVAILABILITY FACTOR =

5.  

6.  

7.  

8.  

9.  

10.  

11.  

1.2.  

.4.  

15.  

].6.  

17.  

18.

(3) PLANT CAPACITY FACTOR = NET ELECTRICAL POWER GENERATED 
CURRENTLY LICENSED POWER LYVEL X rROSS HOURS IN REPORTINP DERIOD 

(4) -FORCED OUTAGE RATE = FORCED OUTAGE IHOURS . . X100
HOURS GENERATOR ON-LINE + FORCED OUTAGE HOURS 

(5) REACTOR RESERVE SHUTDOWN HOURS = THE DURATION IN HOURS THAT THE REACTOR WAS REMOVED 
FROM SERVICE FOR ADMINISTRATIVE OR OTH1ER REASONS 
BUT WAS AVAILABLE FOR OPERATION.  

(6) UNIT RESERVE SHUTDOWN HOURS TIE DURATION IN HOURS THAT THE UNIT WAS REMOVED FROM 
SERVICE FOR ECONOMIC OR SIMILAR REASONS, BUT WAS 
AVAILABLE FOR OPERATION.  

*Maximum Dependable Capacity 6111120326 751007 
**See March, 1975 Report PD DOCK 050004 

R PDR

REPORT PERIOD, ESTIMATED DATE OF STARTUP:, 

(PRIOR TO COMMERCIAL OPERATION) REPORT THE FOLLOWING: 

DATE LAST DATE REASON FOR 
FORECAST. ACHIEVED DIFFERENCE 

LITY_____ _____ 

CAL ONN.A." 

ATION _ ____.____ 

= HOURS REACTOR WAS CRITICAL X100 
GROSS HOURS IN REPORTING PERIOD 

FOURS GENERATOR ON-LINE X100 .  
GROSS HOURS IN REPORTING PERIOD

100X
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DAILY, PLANT "'PO!.ER' OUTPUT

SURE A

-Indi 
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S. D 
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Supe 
Tel.  
Ext.

MONTH September, -1975 ,.. ......  

DAY AVERAGE DAILY "e -ne DAY .D

643 .  25 

2 640 26 

3 637. 27 

4 620- 28,', 
5 614 29 

6 592 '~ ~ 4 ~ 

7475 31, 
8 74 ., .  

9 586 
10 " 610 

-11 625 

12 - 556 

13 0.  

14 64 .  

15 677 

16 ';"825 . ' :...  

17 69.  

18 , . 4.  

19 521: 
20 .,526 

21 68

24
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ormance General 
rvisor 
#914-694-6000 
231 @ I.P.  

VERAGE DAILY ll.%e-net 
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548 
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tAr:_Although plantvaila -C~L AR? p ant la 
:bility factor was high (90.5%) 

for the month, plant capacity 
factor was adversely affected 
by equipment problems on the 
secondary side.

UTN 'Indian Point Station Unit No. 2 

DATE October 3, 1975 

*COMPLTED BY S. D. Julias 
Performance General Supervisor 
Tel. #914-694-6000 Ext. 231 @ I

i~J P LA NT SItUT D 0W NS

~II u.,, 
~'.-.'i ~u. DATE.-

Ty PZ 
F-1'ORCED 
S-5CiUEDULED

F_

DU'LATIO'i 
(11GUiLS) ~U~ASON (1)

IN-W1IOD OF 
SRUTTINGC DOWN 
'111B RLACTOR. (2)

t I-__ __ _ *
2.8 C -

V K +
9-12-75

,9-28575

S. .46. B.

I I 4 4-
-118 .. 0 A

- i _________ - ____________________ I

4~1I 

.- ".. - - _ _ .

.< .-. i i: - " . "- : . - - -

-.:o75 A C

COj~al.11TS.

Reactor tripped due to #23 S.G. Io level-' 
mismatch caused by trip of #21 M.B.F.P..

Unit taken off- for repairs to heater 
drain tank level control valves and 
leaking nipple in downstream piping.

unittaken .off tO repair weld leak.on' 
Main Boiler- Feed Pump Discharge Header 
Drain -Valve-.

Reactor tripped du 
#23 S.G."-

e -to hi' evel on

(1) IWA' 0:J: 
A-EUI ItWIT FAT IJ.W (EXPLAIN) 
IJ-. Art; ". Olt TEST

(2)

D-RI.1'LAT: Y IR-E;TRlICTIO'J H 
L-Oi;' .'.Tiua 7TAi dN1;;GA;D 

F -AflH1 NI TRATIVE 
G-OV"IATION:AL*ZRROa 

(iXLA)

uRpORT xlin, September, .1975

HflTUOD: 

B- IIANUAL'S-M 

C- AUTOMATIC SCRAX

.9",7-75
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