Comanche Peak Nuclear Power Plant, Units 3 & 4
COL Application
Part 2, FSAR
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Explanation Item No. Description
1 Reactor Building (R/B) Sources: WG| Drawing GAS-05-11-200-001 (rev. B)
Seismic Classifications 2 Auxiliary Building (A/B)
Category 3 Power Source Building (PS/B) Projection: NAD83 State Plane, Texas North Central (ft) o a00 ft
[ cati 4 Power Source Fuel Storage Vault (PSFSV)
5 Turbine Building (T/B)
KX cat 6 |Ultimate Heat Sink (UHS) 0 100 m
— Units 3 & 4 Layout 7 Essential Service Water Pipe Tunnel (ESWPT)

Figure 2.5.4-216 Seismic Classification for Units 3 and 4
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