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April 7, 1972 

J. G. Keppler, Chief, Reactor Testin ad Operations Brnch 

Division of Compliance, HQ 

CO INQUIRY REPORT 50-247/72-12 

CONSOLIDATED EDISON COMPANY (INDIAN POINT 2) 

NEW YORK STATE PRESS RELEASE 

The subject inquiry report is forwarded for your information..  

Evaluations are still being performed by Consolidated Edison. Pending 

the results of these evaluations and acceptance of the New York State 

Department of Environmental Conservation requirements by Consolidated 

Edison, it is reported that the condenser coolant pumps will not be 

operated..

Eld6n4 Brunner 

Senior Reactor Inspector
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