
UNTED STAT-ES ATOMIC EN iH GY COMMISSION 

.1IDIV.ISION OF .COMPLIANCE 201 64- 3942 
REGION I 

970 BROAD STREET 

NEWARK. NEW JERSEY O7!02 

April 6, 1972 

J, C Keppler, Chief, Reactor Testing & Operations Branch, 

Division of Compliance, HQ 

CO INQUIRY REPORT NO. 50-247/72-11 

CONSOLIDATED EDISON COMPANY 

INDIAN POINT 2 - PWR 

OPERATOR ERROR - PRIMARY SYSTEM PRESSURE SURGE 

The subject inquiry report is forwarded for your information.  

Similar pressure surges were encountered on February 16 and 17 and 

March 8, 1972 and reports were submitted to DRL.  

A copy of the TWX from the licensee is enclosed.  

Ellon J. Brunner 
Se ior Reactor Inspector 
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