
January 21, 2010 
 
Mr. Jerald G. Head 
Senior Vice President, Regulatory Affairs 
GE Hitachi Nuclear Energy 
3901 Castle Hayne Road MC A-18 
Wilmington, NC  28401 
 
SUBJECT: REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 406 RELATED TO 

ESBWR DESIGN CERTIFICATION APPLICATION   
 
Dear Mr. Head: 
 
By letter dated August 24, 2005, GE Hitachi Nuclear Energy (GEH) submitted an application for 
final design approval and standard design certification of the economic simplified boiling water 
reactor (ESBWR) standard plant design pursuant to 10 CFR Part 52.  The U.S. Nuclear 
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable 
the staff to reach a conclusion on the safety of the proposed design.   
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter.  
 
If you have any questions or comments concerning this matter, you may contact me at  
301-415-3179 or Ilka.Berrios@nrc.gov or you may contact Amy Cubbage at 301-415-2875 or 
Amy.Cubbage@nrc.gov.   
 
      Sincerely, 
 
      /RA/ 
 
 
      Ilka Berrios, Project Manager 
      ESBWR/ABWR Projects Branch 1 
      Division of New Reactor Licensing 
      Office of New Reactors 
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Enclosure 

Requests for Additional Information (RAIs) 
ESBWR Design Control Document (DCD), Revision 6 

 

RAI 
Number 

Reviewer 
Question 
Summary 

Full Text 

RAI 6.2-148 
S03 

Wagage H Provide details of 
vacuum breaker 
leakage detection 
testing; use limiting 
conditions for the 
feasibility 
calculation. 

A. In RAI 6.2-148 S02, the staff requested GEH to describe test conditions and 
how the tests will be performed for detecting vacuum breaker leakage 
following a loss-of-coolant accident.  In response, GEH pointed to DCD 
sections which define type tests. 
 
Description provided for type tests is not specific enough for the vacuum 
breaker leak detection tests that are to be used for making set points for the 
vacuum breaker isolation valve because the staff has not previously reviewed 
such tests.  Provide details of the tests, detailed test description, test 
conditions, and test matrix for the staff’s review and include this information in 
a licensing document. 

 
B. GEH’s TRACG modeling of the vacuum breaker leak detection appears to 

have not shown that the difference in temperature between the vacuum 
breaker extension pipe and the wetwell is sufficient to detect leakage under 
most limiting conditions.  GEH should use all applicable conditions to 
demonstrate the feasibility of the method. 

 
1. The calculation assumed drywell and wetwell conditions at 50 s when the 

vacuum breaker first opens.  However, when the vacuum breaker opens 
later the drywell and wetwell temperature difference will be lower, and thus, 
leakage may be harder to detect using the temperature difference between 
the vacuum breaker extension pipe and the wetwell. 

 
2. Both main steam break accident (MSLB) and feedwater line break accident 

(FWLB) bounding cases have similar accident responses.  Therefore, GEH 
should consider both accident cases and use the conditions for the most 
limiting case.  For example, FWLB may have lower temperature difference 
between the drywell and wetwell when the vacuum breakers are open, and 
therefore, more limiting than for MSLB for vacuum breaker leakage 
detection. 
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RAI 
Number 

Reviewer 
Question 
Summary 

Full Text 

RAI 6.2-202 
Revised 

Wagage H 
Chakrabarti S 

Le T 

Explain how 
ESBWR would 
address possible 
accumulation of 
high 
concentrations of 
hydrogen and 
oxygen in the 
PCCS.  Confirm 
that a similar 
condition would 
not exist for the IC.

During the blowdown period of a LOCA, most of the nitrogen in the drywell of 
ESBWR would relocate into the wetwell air space.  Radiolysis in the core generates 
hydrogen and oxygen at the stoichiometric ratio, which would be released into the 
drywell with steam.  A mixture of steam, hydrogen, oxygen, and any nitrogen 
remained in the drywell would be drawn into the PCCS where steam gets 
condensed leaving mainly hydrogen and oxygen in the PCCS.  Although, a part of 
hydrogen and oxygen that accumulates in the PCCS would relocate to the wetwell 
air space through the PCC vent line, it is possible for the remaining hydrogen and 
oxygen to reach concentration levels that would lead to combustion.  Hydrogen and 
oxygen that accumulates in the PCCS will likely be in the stochiometric ratio that 
supports combustion.   
 

A. Under these conditions, explain how ESBWR would address possible 
accumulation of high concentrations of hydrogen and oxygen in the PCCS to 
meet 10 CFR 50.46(b)(5), 10 CFR 100.11(a)(1), 10 CFR 100.11(a)(2), and 
GDC 19 of 10 CFR 50 Appendix A.  Update the ESBWR DCD to reflect the 
response. 

 
B. Confirm that hydrogen and oxygen would not accumulate to detonable levels 

in the isolation condenser following a LOCA and update the ESBWR DCD to 
reflect the response. 

 
C. The PCCS condenser was analyzed and designed as containment boundary 

according to ASME Section III, Division 1, Class MC component.  Hydrogen 
detonation inside the PCCS condenser will introduce new loads that were not 
previously considered, and therefore, be addressed. 

 
1. Describe the methodology of assessment for hydrogen accumulation in the 

PCCS condenser. 
 

2. Describe in DCD Section 3.8.2 the hydrogen detonation load in the PCCS 
condenser, and how this load is treated in loading combination for design. 

 
3. Describe in detail how the effect due to hydrogen detonation is determined 

and used for analysis and design of the PCCS condenser including its 
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RAI 
Number 

Reviewer 
Question 
Summary 

Full Text 

support structure.  Include in the response any reference material that is 
not readily available. 

 
4. Update information provided in DCD Appendix 3G, Section 3G.1.5.4.1.5, 

and DCD Table3G.1-60, to reflect consideration of hydrogen detonation 
effects on PCCS condenser design. 

 
5. Address in the response the impact, if any, of hydrogen detonation inside 

the PCCS condenser on the reinforced concrete containment vessel 
design, and update DCD as appropriate. 
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cc: 
Ms. Michele Boyd 
Legislative Director 
Energy Program 
Public Citizens Critical Mass Energy 
  and Environmental Program 
215 Pennsylvania Avenue, SE 
Washington, DC  20003 
       
Mr. Tom Sliva 
7207 IBM Drive 
Charlotte, NC  28262 
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Email 
aec@nrc.gov  (Amy Cubbage) 
APH@NEI.org   (Adrian Heymer) 
awc@nei.org   (Anne W. Cottingham) 
bevans@enercon.com   (Bob Evans) 
BrinkmCB@westinghouse.com   (Charles Brinkman) 
cberger@energetics.com   (Carl Berger) 
charles.bagnal@ge.com 
charles@blackburncarter.com   (Charles Irvine) 
chris.maslak@ge.com   (Chris Maslak) 
CumminWE@Westinghouse.com   (Edward W. Cummins) 
cwaltman@roe.com   (C. Waltman) 
Daniel.Chalk@nuclear.energy.gov   (Daniel Chalk 
david.hinds@ge.com   (David Hinds) 
david.lewis@pillsburylaw.com   (David Lewis) 
David.piepmeyer@ge.com   (David Piepmeyer) 
donaldf.taylor@ge.com   (Don Taylor) 
erg-xl@cox.net   (Eddie R. Grant) 
gcesare@enercon.com   (Guy Cesare) 
GEH-NRC@hse.gsi.gov.uk  (Geoff Grint) 
GovePA@BV.com   (Patrick Gove) 
gzinke@entergy.com   (George Alan Zinke) 
hickste@earthlink.net   (Thomas Hicks) 
hugh.upton@ge.com   (Hugh Upton) 
james.beard@gene.ge.com   (James Beard) 
jerald.head@ge.com   (Jerald G. Head) 
Jerold.Marks@ge.com   (Jerold Marks) 
jgutierrez@morganlewis.com   (Jay M. Gutierrez) 
Jim.Kinsey@inl.gov  (James Kinsey) 
jim.riccio@wdc.greenpeace.org   (James Riccio) 
JJNesrsta@cpsenergy.com  (James J. Nesrsta) 
joel.Friday@ge.com   (Joel Friday) 
John.O'Neill@pillsburylaw.com   (John O'Neill) 
Joseph_Hegner@dom.com    (Joseph Hegner) 
junichi_uchiyama@mnes-us.com   (Junichi Uchiyama) 
kimberly.milchuck@ge.com   (Kimberly Milchuck) 
KSutton@morganlewis.com   (Kathryn M. Sutton) 
kwaugh@impact-net.org   (Kenneth O. Waugh) 
lchandler@morganlewis.com   (Lawrence J. Chandler) 
lee.dougherty@ge.com 
Marc.Brooks@dhs.gov   (Marc Brooks) 
maria.webb@pillsburylaw.com   (Maria Webb) 
mark.beaumont@wsms.com   (Mark Beaumont) 
Marvin.Smith@dom.com   (Marvin L. Smith) 
matias.travieso-diaz@pillsburylaw.com   (Matias Travieso-Diaz) 
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rick.kingston@ge.com   (Rick Kingston) 
RJB@NEI.org   (Russell Bell) 
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tom.miller@hq.doe.gov   (Tom Miller) 
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VictorB@bv.com   (Bill Victor) 
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