
William J. Cahill, Jr.  
Vice President 

Consolidated Edison Company of New York, Inc.  
4 Irving Place, New York, N Y 10003 
Telephone (212) 460-3819 

March 10, 1976 

RE: Indian Point Unit No. 3 
Docket No. 50-286 

Director of Nuclear Reactor Regulation 
ATTN: Mr. Dominic B. Vassallo, Chief fRL tI Vt 

Light Water Reactor Branch No. AR i176 
Division of Project Management OTO 

U.S. Nuclear Regulatory Commission COu-s' 93" 
Washington, D.C. 20555 

Dear Mr. Vassallo: 

We wish to clarify our response to Question 9.34 in 
the Indian Point Unit No. 3 FSAR which indicates that 
all gaseous flows from the primary auxiliary building 
(PAB) will pass through roughing, HEPA and charcoal 
filters. The system will be operated in such a manner 
that all gaseous flows will pass through the roughing 
and HEPA filters at all times and,on high gross 
activity in the PAB, gaseous effluents will be passed 
through the charcoal filters.  

Very truly yours, 

William J. Cahill, Jr.  
Vice President 
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