
Carl L. Newman 
Vice President 

Consolidated Edison Corn 
4 Irving Place. New Y 003 
Telephone (212) 46 

December 30, 1976 

Re: Indian Point Unit No. 3 
6 Docket No. 50-286 

R.O. -76-3-43(B) 

Mr. James P. O'Reilly, Director 
Office of Inspection and Enforcement f 
Region 1 
U.S. Nuclear Regulatory Commission 1A 
631 Park Avenue 
King of Prussia, Pennsylvania 19406 

Dear Mr. O' Reilly:

We transmit herewith Reportable Occurrence report R.O.  
-76-3-43(B). Three copies of this letter and the attach
ment are enclosed as required.  

Very truly yours, 

Carl L. Newman 
Vice President 

attach.  
PK/mmg 

Copy to: Director of Nuclear Reactor Regulation 
ATTN: Dr. Ernst Vo'lgenau, Director (30 copies) 

Office of Inspection and Enforcement 
U.S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Director of Nuclear Reactor Regulation 

ATTN: Mr. William G. McDonald, Director (3 copies) 
Office of Management Information and 
Program Control 

U.S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Mr. George T. Berry 
General Manager and Chief Engineer 
Power Authority of the State of New York 
10 Columbus Circle 
New York, N.Y. 10019 

00286 108



•-CENSEE EVENT REPORT. .-.  

- CONTROL BLOCK: (PLEASE PRINT ALL REQUIRED INFORMATION] 
- 1 6 

LICENSEE 'CENSE EVENT 
NAME LICENSE NUMBER TYNE TYPE 

1 llY l TPIS l31 Iool-I lol ollol-lol ol 14 010 11101 3 
7 89 14 15 25 26 30 31 32 

" " ' " '" ' REPORT REPORT :--' " - :.. .• : -
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE : EDN'T[LJ ILlI L 1 10151 01-1 01218 161 I 111l31017161 IlziL 10171[.1 

7 . 57 .58 59 60 61 68 69 74 75 2 1 1 0 7 0: ..  

- EVENT DESCRIPTION 

Ul Iuring surveillance testing of nuclear power range channels, the over-: 
7 -89 

'80 03 Ipower and overtemperature AT setpoints for Channel II were found to be I 
7 8 9 

80 04 s les. conservative than the required Tech. Spec. value. The channel was 
789 80 
0Iplaced in the trip condition as per plant procedures, and the affected I 7 89 

8 T1 linstrumentation was iadiu i-01. =. l-,- .,q q - . .... -_ . . ..- -

7,. e S......i ar events _ 7E 
-

9 PRI80 
SYSTEM CAUSE COMPONENT COMPONENT 

CODE CODE COMPONENT CODE, SUPPLER MANUFACTURER VIOLATION lI I [ - li NISITi Rl Ul .1N 1 Fil 18101 INI 7 88 10 11 12. 17 . -43 44 47 48 
CAUSE DESCRIPTION 

IA Foxboro static gain unit, Model-DQ, -was found to have been out of ad- I 7 89- 
80 09 lustment. Extensive examination of this unit is beina undertaken, but' 

7 89 
8 0 Slas yet, the malfunction cannot, be duplicated. i 7 89 
so FACILITY METHOD OF STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION ii5 LI - 0I815n1 1I IB ISurveillance Testing " .7. .8 9 10 12 13 44 45 46 80 FORM OF 

ACTIVITY COINTENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 12 z L [.[ I I NA " 

778 9 10 .11 44 45 80 
PERSONNEL EXPOSURES 

NUMBER TYPE DESCRIPTION 

1 1 0101 INA 
7 8,9 11 12 -13 

PERSONNEL INJURIES 
. NUMBER DESCRIPTION 
14 1 o0100 1 o IA ..  

7 8.9_ 11 12 
.80 

PROBABLE CONSEQUENCES 15 I. ,NA - I- " .': :'.-. - : :- .- ' . .  
7 89 

80 
-LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

10 

7 8 9 1 
80 

89 

7- 'A D D IT IO N A L -F A C T O R S " -: ; • - ". . . . • - . . , " . " : " . - , . . _ ' - " " " • " " _ . , : 
.[(Event .. esc. Cont.) -occurred on July 22 and October 29, 1976., 

7 S9 80 
"" ' L -- --- t- - / -- 43(B ) ]..
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