
William J. Cahill, Jr. .  

,A Vice President 

Consolidated Edison Company of New York. Inc.  
4 Irving Place. New York, N Y 10003.  
Telephone (212) 460-3819 " July:14'1976 

July 14, 1976 

Re: Indian Point Unit No..
Docket No. 50-286-, L 
R.O. -76-3-21B) 

Mr. James P. O'Reilly,,Director....
Office of Inspection and Enforcement,.-• , 

Region 1NS-1 
U.S. Nuclear Regulatory Commission 
King of Prussia, PA 19406 

Dear Mr. O'Reilly: 

In accordance with the requirements of the Technical 
Specifications to Facility Operating License DPR-64, the 
attached report of Reportable Occurrence R.O.-76-3-21(B) 
is submitted. This report fulfills the requirement for a 
written report within 30 days of a Reportable Occurrence 
and is in accordance with the format set forth in Regula
tory Guide 1.16, Revision 4.  

Three copies of this letter and the attachment are en
closed as required.  

Very truly yours, 

William J. Cahill, Jr.  
Enc. Vice President 
mw 

Copies to: Director of Nuclear Reactor Regulation 
ATTN: ,Dr. Ernst Volgenau, Director (30 copies) 

Office of Inspection and Enforcement 
U.S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Director of Nuclear Reactor Regulation 
ATTN: Mr. William G. McDonald, Director (3 copies) 

Office of Management Information and 
Program Control 

U.S. Nuclear Regulatory Commission * Washington, D.C. 20555 

Mr. George T. Berry 

General Manager and Chief Engineer 
Power Authority of the State of New York 
10 Columbus Circle 
New York, N.Y. 10019 

87136 
B DR ADOCK 05000286 .s 00286 .
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-CONTROL:BO4: 

LICE"LSEE LICE.SE 
NAME LICENSE NUMiBER TYPE 'TYPE 

173 ,, TIPIs I 31 I ol oI' ofoo I 1 -lo ol 140 I0 1l01 11L,13  
-7 89 14 15 25 26 .30 31 32 

REPORT REPORT" 
CATEGORY TYPE SOURCE DOCKET NUMBER EVENT DATE REPORT DATE 

- _CON'TL. Li L_1 10151 o1 01 21 .1 61 I 1 611 417161 I 61711 14176 I 
7 8 57 58 59 60 61 68 69 74 75 8 0 

EVENT DESCRIPTION f .  

' While at critical, zero power operation, valve 956E, which isolates the I 
7 8 9 80 

3 Ireactor coolant sample from hot"leq loops one and three, failed to close I 
7 89 :

E I on actuation of its control switch. Series valve 956F was remotely 
7 6 9 so 
05 Iclosed, and manual valve 989J, downstream of the failed valve, was 

7 8 9 so 
06 Iclosed to provide isolation of the sample line. The valve was removed, 

7 8 9 PRIME so 
SYSTEM CAUSE COMPONENT COMPONENT 
CODE CODE COMPONENT CODE SUPPUEFI MANUFACTURER VIOLATION 

07 lP I BIj Iv -I Al L I lVxl _ 1 I 113-1 !l lI 
7 89 10 11 12 17 43 44 47 48 

CAUSE DESCRIPTION 

0 A Worthinqton. Model 38-30571,.3/8", reverse actuation valve was found I 
7 8 9 60 

709 Ito have a slight bow in the stem. A new plug/sten assembly will be in- I 
7 8 9 so 
10 Istalled at the next opportunity.  

7 8 9 80 
FACILITY METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION [F IJ I l ° I -  I [ 1 Indicating Lights I 

7 8 9 10 12 13 44 45 46 80 
FORM OF 
ACTIVITY COb]TENT 
RELEASED OF RELEASE AMOUNT OF ACTIVITY LOCATION OF RELEASE 

1 2 [~ ~ NA I TA 
7 8 9 10 11 44 45 so 

PERSONNEL EXPOSURES 
NUMBER TYPE DESCRIPTION 

13 O Il 0 1 17,1 I 1 NA 
7 8"9 11 12 13 So 

PERSONNEL INJURIES 
NUMBER CESCR:PTION 

M-'W [ I01 _0[! A 0 
7 8 9 11 12 60 

PROBABLE CONSEQUENCES 

15 INA 
7 8 9 S0 

LOSS OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

7 8 9 10 60 

PUBLICITY 

17j NA 
7 3 9 

ADDITONAL FACTORS 

k veri, Desc Cont.) insnected, and reinstalled in the shut position.  
7 89 

I_ w internals are on ordr. [R. . -76-3-21(B) .  

7 89 

NAME: Austin J. Decker II p'N: 914-73,-3823
GPO 035. 37

}


