
Consofi:Jated Ediscon Comp~tnv (if- r%1FvJ Yok. Inc: 
S ~~ 4 Irving Place' New York. N V 100-03.  

"larch 17, 10 T 

Re: nin~'n- Aa~-Ura, 

*Mr. Jamnes P. One i 33y, rDirctor 
O f i c cOF Insnection and Fnforcerinnt, Rezyin 

U. S.Zuclear Reaulatory Comisnicn 
63 iPrk 'venue.  

K ing of Prussia, Pennsylvania- 19 406 

Dea-r Mr.: O'Rejillv:

In accordance with the- Technical, Speci f icat ion S~ 0,7ac ilILOperating License No. DPR-64, the. £olown I-n In the 
telephone notification to _5r. J.ohn Streeter of, ~ a cc 
on M4arch 17, 1976 of. Reportable QccuZzrrence 1,6 
The occurrence is the type defined by Regulatory Guidxe 1.1.r 
Revision 4, Section C 2.'a(3).  

Durina a ro-utine plant'status inspection, while at thce !not 
shutdown. condition, a slight leak was observ .ed at the nipple 
to socket connection of -vent valveb S112 and line NTo. 3 S I 
The connection is locate6 on the-discharae line of No. 31 
accumulator,. do-nstream of check valve 89.7A. The nlant is 
currently being cooled down and-dopressurized to effec-t 
repairs.  

Very truly youirs, 

Waltr Sti, 'anacer 
N~uclear Power Generation 
Indian Point Stationl 
Ruchan an, lew York191 

Copy to: Director of Nuclear- Reactor Regulation 
Attn-: Mr. Williamn F. Mc~onald, Director (2 copies) 

Office of Manacrement information and 
Program Control 
US. Naiclear Regulatory Commnission.  

Washirgton, D. C. 2,0 --55 
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