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TECIMICAL SPECIFICATIONS

1.0 DEFINITIONS 

The following used terms are defined for uniform interpretation of thL 

specifications.  

1.1 REACTOR CONDITIONS 

1.1.1 Rated Power 

A steady state reactor core output of 3025 MWt.  

1.1.2 Reactor Pressure 

The pressure in the steam space of th pressurizer.

1.1.3 T 
avg 

Average temperature across the reactor vessel as 

measured by the hot and cold leg temperature detectors.  

1.2 REACTOR OPERATING CONDIiIONS 

1.2.1 Cold Shutdown Condition 

When the reactor is subcritical by at least 1% A k/k and 

T is < 2000F.  
avg 

1.2.2 Hot Shutdown Condition 

When the reactor is subcritical, by an amount greater than 

or equal to the margin as specified in Technical Specifica

tion 3.10 and T is > 200OF but < 555 0F.  avg
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1.2.3 Reactor Critical" 

When the neutron chain reaction is self-sustaining and Q 
keff = 1.0.  

1.2.4 Power Operation Condition 

When the reactor is critical and the neutron flux power 

range instrumentation indicates greater than 2% of rated 

power.  

1.2.5 Refueling Operation Condition 

When the reactor is subcritical by at least 10% A k/k and 

T is < 140*F and core alterations are being made with avg 

the head completely unbolted.  

1.3 REFUELING OUTAGE 

An outage in which core alterations are performed in order to compensate 

for fuel burnup.o 

1.4 CORE ALTERATION 

The addition, removal, relocation or other movement of fuel, controls, or 

installed equipment or material in a reactor core, except for functions 

normally performed during conventional reactor operation in accordance 

with intended design of equipment, such as control rod or instrument 

detector movement or performance of flux scans.  

1.5 OPERABLE 

Properly installed in the system and capable of performing the intended 

functions in the intended manner as verified by testing and tested at the 

frequency required by the Technical Specifications.  

10 
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1.6 OPERATING/INSERVICE 1, f; 77 Ki 3 

Performing the intended functions in the intended manner.  

1.7 PROTECTION INSTRUMENTATION AND LOGIC 

The protection system consists of the actuation devices of both the reactor 

protection system and the engineered safety features systems.  

1.7.1 Instrument Channel 

An arrangement of components and modules as required to 

generate a single protective action signal when required 

by a plant condition. An instrument channel loses its 

identity where single action signals are combined.  

1.7.2 Logic Channel 

A group of relay contact matrices which operate in response 

to the instrument channels signals to generate a protective 

action signal.  

1.8 DEGREE OF REDUNDANCY 

The difference between the number of operable channels and the number of 

channels which when tripped will cause an automatic-system trip.  

1.9" INSTRUMENTATION SURVEILLANCE 

1.9.1 Instrument Channel Check 

A qualitative determination of acceRtable operability by 

observation of channel behavior during operation. This 

determination shall include, where possible, comparison 

of the channel with other independent channels measuring 

the same variable.
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1.9.2 Instrument Channel Functional Test 

Injection of a simulated signal into the. channel Lo verity 

that it is operable, including alarm and/or trip initiating 

action.  

19.3 Instrument Channel Calibration 

Adjustment of channel output such that it responds, with 

acceptable range and accuracy, to Inown values of the 

parameter which the channel measures. Calibration shall 

encompass the entire channel, including alarm or trip, 

and shall be deemed to include the channel functional test.  

1.9.4 Logic Channel Functional Test

The operation of relays or switch contacts, in all the 

combinations required, to produce the required output.  

1.10 CONTAINMENT INTEGRITY 

Containment integrity is defined to exist when: 

i.10.1 All non-automatic containment isolation valves which are 

not required to be open during accident conditions, e cep 

those required to be open for normal plant operatioa 0l \ 
identified in Table 3.6-1, are closed and blind flanges 

are installed where required.  

1.10.2 The equipment door is properly closed.  

1.10.3 At least one door in each personnel air lock is properly 

closed.  

1.10.4 All automatic containment isolation valves are either 

operable or in the closed position, or isolated by a 

closed manual valve or flange that meets the same design 

criteria as the isolation valve.  

1.10.5 The containment leakage satisfies Specification 4.4.



OCPoTRRLEN.  1.11 - OCCURRENCE

. - a- occurrence shall be any of those conditions specified 

in RevisionXof Regulatory Guide 1.16, "Reporting of Operating 

Information - Appendix A Technical Specifications." 

1.11.1 Events requiring prompt notification of the NRC 

in accordance with Section C.2a of Revision of

Regulatory Guide 1.16 are as follows: 

a. Failure of the reactor protection system or other systems 

subject to limiting safety-system settings to initiate 

the required protective function by the time a monitored 

parameter reaches the setpoint specified as the limiting 

safety system setting in the technical specifications or 

failure to complete the required protective function.  

b. Operation of the unit or affected systems when any para

meter or operation subject to a limiting condition for 

opeiation is less conservative than the least conservative 

aspect of the limiting condition for operation established 

in the technical specifications.  

c. Abnormal degradation discovered in fuel cladding, reactor 

coolant pressure boundary, or primary containment.

4

d. Reactivity anomalies involving disagreement with the pre

dicted value of reactivity balance u der teady state 

conditions greater than or equal to $ ; ,a calculated 

reactivity balance indicating a shutdown margin less con

servative than specified in the technical specifications; 

short-term reactivity increases that correspond to a

N OV ?.0 Iq1.6 
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reactor period of less than 5 seconds or if sub-critical, /0 
an unplanned reactivity insertion of more than I; or 

• occurrence of any unplanned criticality.  

e. Failure or malfunction of one or more components which 

prevents or could prevent, by itself, the fulfillment of 

the functional requirements of system(s) used to cope 

with accidents analyzed in the FSAR.  

f. Personnel error or procedural inadequacy which prevents 

or could prevent, by itself, the fulfillment of the func

tional requirements of systems required to cope with 

accidents analyzed in the FSAR.  

g. Conditions arising from natural or manmade events that, 

as a direct result of the event, require plant shutdown, 

operation of safety systems, or other protective measures 

.required by technical specifications.  

h. Errors discovered in the transient or accident analyses 

or in the methods used for such analyses as described in 

the FSAR or in the bases for the Technical Specifications 

that have or could have permitted reactor operation in a 

manner less conservative than assumed in the analyses.  

i. Performance of structures, systems or'components that 

requires remedial action or corrective measures to prevent 

operation in a manner less conservative than that assumed 

in the accident analyses in the FSARor Technical Specifi

cations bases; or discovery during plant life of conditions 

not specifically considered in the FSAR or Technical Speci

fications that require remedial action or corrective measures 

to prevent the existence or development of an unsafe condition.

1.3t 1-6
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1.11.2 Events requiring the submittal of a written report to the NRC 

within 30 days of occurrence in accordance with Section C.2b 

of Revision of Regulatory Guide 1.16 are as follows: 

a. Reactor protection system or engineered safety feature 

instrument settings which are found to be less conserva

tive than those established by the Technical Specifica

tions but which do not prevent the fulfillment ofthe " 

functional requirements of affected systems.  

b. Conditions leading to operation in a degraded mode 

permitted by a limiting condition for operation, or 

plant shutdown required by a limiting condition for 

operation.  

C. Observed inadequacies in the implementation of admin

istrative or procedural controls which threaten to 

cause reduction of degree of redundancy provided in 

reactor protection systems or engineered safety features.  

d. Abnormal degradation of systems other than those specified 

in l.ll.lc, above, designed to contain radioactive material 

resulting from the fission process.  

1.12 QUADRANT POWER TILT RATIO 

The quadrant power tilt ratio is defined as the ratic of maximum to average 
of the upper excore detector currents or the ratio of maximum to average of 

the lower excore detector currents, whichever is greater. If one excore 

detector is out of service, the three inservice detectors are used in com

puting the average.



1.13 SURVEILLANCE INTERVAL 

When Refueling Outage is used to designate a surveillance interval, the 

surveillance will be performed during the refueling outage or up to six 

months before the refueling outage. hen a refueling outage occurs within 

eight months of the previous refueling outage, the surveillance testing need' 

not be performed. The maximum interval between surveillance tests is /7 
months.  

Surveillance intervals, with the exception of refueling, shift and daily 

periods, are defined as the specified period plus or minus 25% of the 

specified period.



2 SAFETY LIMITS AND LIMITING SAFETY SYSTEM4 SETTINGS 

2.1 SAFETY LIMIT, REACTOR CORE 

Applicability 

Applies to the limiting combinations of thermal power, Reactor Coolant 

System pressure and coolant temperature during four-loop and three-loop 

operation.  

Obective 

To maintain the integrity of the fuel cladding.  

Specification 

The combination of thermal power level, coolant pressure, and coolant temperature 

shall not exceed the limits shown in Figures 2.1-1 and 2.1-2 for four and 

three-loop operation, respectively. The safety limit is exceeded if the point 

defined by the combination of Reactor Coolant System average temperature 

and power level is at any time above the appropriate pressure line.  

Basis 

To maintain the integrity of the fuel cladding and prevent fission product 

release, it is necessary to prevent overheating of the cladding under 

all operating conditions. This is accomplished by operating the hot region 

of the core within the nucleate boiling regime of heat transfer, wherein 

the heat transfer coefficient is very large and the clad surface temperature 

is only a few degrees Fahrenheit above the coolant saturation temperature.  

The upper boundary of the nucleate boiling regime is termed departure 

from nucleate boiling (DNB) and at this point there is a gharp reduction 

of the heat transfer coefficient, which would result in high clad temperaLur.i 

and the possibility of clad failure. DNB is not, however, an observable 

parameter during reactor operation. Therefore, the observable parameters:

2.1-1



thermal power, reactor coolant temperature and pressure have been related 

to DNB through the W-3 DNB "L" grid geometry correlation. (3 ) The W-3 DNB 

correlation has been developed to predict the DNB flux and the location 

of DNB-for axially uniform and non-uniform heat flux distributions. The 

local DNB heat flux ratio, DNBR, defined as the ratio of the heat flux 

that would cause DNB at a particular core location to the local heat flux, 

is indicative of the margin to DNB. The minimum value of the.DNBR during 

steady state operation, normal operational transients, and anticipated 

transients is limited to 1.30. This corresponds to a 95% probability at 

a 95% confidence level that DNB will not occur and is chosen as an appro

priate margin to DNB for all operating conditions.  

The curves of Figures 2.1-1 and 2.1-2 represent the loci of points of 

thermal power, coolant system pressure and average temperature for which 

the DNBR is no less than 1.30. The area where clad integrity is assured 

is below these lines.  

N The calculation of these limits includes an F of 1.55, DNB penalties for 

increased pellet eccentricity, local power spikes, 8% uncertainty in FN. and ' &~H'an 
(3) 

a reference cosine with a peak of 1.55 for axial power shape.  

Figures 2.1-1 and 2.1-2 include an allowance for an increase in the enthalpy 

rise hot channel factor at reduced power based on the expression: 

N(3 
F U= 1.55 [1 + 0.2 (l-P)] where P is the fraction of rated poter. (3 ) 

The control rod insertion limits are covered by Specification 3.10.  

Higher hot channel factors could occur at lower power levels because 

additional control rods are in the core. However, the control rod 

insertion limits for four loop and three loop operation as dictated by 

Figures 3.10-4 and 3.10-5, respectively, insure that the DNBR is always 

(3) greater at partial power than at full power.

2.1-2
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The hot channel factors are also sufficiently large to account for the Q 
degree of malpositioning of part-length rods that is allowed before the 

reactor trip set points are reduced and rod withdrawal block and load 
(2) 

runback may be required. Rod withdrawal block and load runback occurs 

if reactor trip setpoints are approached within a fixed limit.  

The Reactor Control and Protection System is designed to prevent any 

anticipated combination of transient conditions that would result in a 

DNBR of less than 1.30.
(4 ) 

References 

(1)FSAR Section 3.2.2 

(2)FSAR Section 3.2.1 

(3)WCAP-8147, "Fuel Densification-Indian Point Nuclear Generating Unit 

No. 3", July, 1973; Westinghouse Non-Proprietary Class 3.  

(4)FSAR Section 14.1.1 
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2.2 SAFETY LIMITi REACTOR COOLANT SYSTEM PRESSURE 

Applicability 

Applies to the maximum limit on Reactor Coolant System pressure.  

Objective 

T.c maintain the integrity of the Reactor Coolant System and to prevent 

.he release of excessive amounts of fission product activity to the 

containment.  

Specif icat ion 

The Reactor Coolant System pressure shall not exceed 2735 psig with fuel 

assemblies installed in the reactor vessel.  

Basis 

The Reactor Coolant System(l) serves as a barrier preventing radionuclides 

contained in the reactor coolant from reaching the atmosphere. In the 

event of a fuel cladding failure, the Reactor Coolant System is the primary 

barrier against the release of fission products. By establishing a system 

pressure limit, the continued integrity of the Reactor Coolant System 

is assured. The maximum transient pressure allowable in the Reactor 

Coolant System pressure vessel under the ASME Code, Section III is 110% 

of design pressure. The maximum transient pressure allowable in the 

Reactor Coolant System piping, valves and fittings under USAS Section 

B31.1 is 120% of design pressure. Thus, the safety limit of 2735 psig 

(110% of design pressure) has been established.,

2.2-1
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The setting of the power operated relief valves (2335 psig)( 2) and the 

highpresuretri (235 pig)(2) reactor high pressure trip (2385 psig) have been established to assure 

that the Reactor Coolant System pressure limit is never reached and that 

the system pressure does not exceed the design limits of the fuel cladding.  

(3) 

In addition, the Reactor Coolant System safety valves are sized to 

prevent system pressure from exceeding the design pressure by more than 

10 percent (2735 psig) in accordance with Section III of the ASME Boiler 

and Pressure-Vessel Code, assuming complete loss of load without a direct 

reactor trip or any other control, except that the safety valves on 

the secondary plant are assumed to open when the steam pressure reaches 

the secondary plant safety valves settings.  

As an assurance of system integrity, the system is hydrotested in accordance 

with Power Piping Code USAS B31.1 (1967) Drior to initial operation.  

References

FSAR Section 4 

FSAR Table 4.1-1 

FSAR Section 4.3.4

2.2-2



2.3 LIMITING SAFETY SYSTEM SETTINGS, PROTECTIVE INSTRUMENTATI '" JaOI?7( z 

Applicability 

Applies to trip settings for instruments monitoring reactor power and 

reactor coolant pressure, temperature, flow, and pressurizer level.  

Objective 

To provide for automatic protective action such that the principal pro

cess variables do not exceed a safety limit.  

Specification 

1. Protective instrumentation for reactor trip settings shall be as 

follows: 

A. Startup protection 

(1) High flux, power range (low set point) - <25% of rated 

power.  

B. Core limit protection 

(1) High flux, power range (high set point) - <109% of rated 

power.  

(2) High pressurizer pressure - <2385 psig.  

(3) Low pressurizer pressure - >1800 psig.  

(4) Overtemperature 4T 

AT < AT [K 1 K K2 ( T') + K3 (P -P.) f f(AI)]/

2.3-1
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TA k. 10. ..1

where

AT. Indicated AT at rated power, 57.8*F 

TA =Average temperature, OF 

V Indicated T at nominal conditions at rated power, 571.5
0F 

avg 

P = Pressurizer pressure, psig 

P' = Indicated nominal pressurizer pressure at rated power = 2235 psig 

K I  < 1.200 'K1 < i.ii0 ] 
2our Loop Three Loop 

K > 0.0129 K > 0.0129 

K Operation. 2 .Operation 

K3  < 0.00073) K3 < 0.00073 

K is a constant which defines the over temperature AT trip margin 

during steady state operation if the temperature, pressure and 

f(AlI) terms are zero.  

K is a constant which defines the dependence of the overtemperature 2 
AT set point to T avg 

K3  is a constant which defines the dependence of the overtemperature 

AT set point to pressurizer pressure..  

AI q - q where q and q are the percent power in the top 

and bottom halves of the core respectively, and q + q is total 

core power in percent of rated power.  

f(Al) = a function of the indicated difference between top and 

bottom detectors of the power-range nuclear ion chambers; with 

gains to be selected based on measured instrument response 

during plant startup tests, where qt and qb are as defined 

above such that: 

(a) for q- q within -20, +16 percent, f(AI) = 0.  

(b) for each percent that the magnitude of q- q exceeds 

+16 percent, the AT trip set point shall be automatically 

reduced by an equivalent of 6.0 percent of rated power.  

(c) for-each percent that the magnitude of q- q exceeds 

-20 percent, the AT trip setpoint shall be automatically 

reduced by an equivalent of 1.5 percent of rated power.

0

0
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(5) Overpower AT

AT< AT [K K5 dT-&K (T f(Al)] 
- 0 4 5 dt K6 

where 

AT = indicated AT at rated power, 'F 
0 T -a 

TAY 6 average temperature, *F 

TV = indicated T at nominal conditions at rated avg 

power, 571.5 0 F 

K4  < 1.09 

K = 0 for decreasing average temperature 

> 0.175 sec/°F for increasing average temperature.  

K6  0 for T < T' 

> 0.00127 for T > T' 

K 4 is a constant which defines the overpower AT trip 

margin during steady state operation if the 

temperature and the f(LI) terms are zero.  

K5  is a constant determined by dynamic considerations 

to compensate for piping delays from the core to the 

loop temperature detectors; it represents the com

bination of the equipment static gain setting and 

the time constant setting.  

K6  is a constant which defines the dependence of the 

overpower AT setpoint to T avg 

f(AI) = as defined above.  

d--Y&=dt rate of change of Tlo 
dt. Ave 

(6) Low reactor coolant loop flow: 

(a) > 90% of normal indicated loop flow 

(b) Low reactor coolant'pump frequency - > 55.0 cps 

(7) Undervoltage - > 70% of normal voltage

2.3-3
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C. Other reactor trips 

(1) High pressurizer water level - 92% of span.  

(2) Low-low steam generator water level - > 5% of narrow 

range.instrument span.  

2. -Protective instrumentation settings for reactor trip interlocks 

shall satisfy the following conditions: 

A. The reactor trips on low pressurizer pressure, high pressurizer 

level, and low reactor coolant flow for two or more loops shall 

be unblocked when: 

(1) Power range nuclear flux > 10% of rated power, or 

(2) Turbine first stage pressure > 10% of equivalent full 

load.  

B. The single loop loss of flow reactor trip may be bypassed when 

the power range nuclear instrumentation indicates <50% of 

rated power. The single loop loss of flow reactor trip may 

be bypassed below 75% of rated power only after the overtemperature 

IT trip setpoint has been adjusted to the three-loop operation 

value given in 2.3.l.B(4)above. The single loop loss-of-flow 

trip setpoint is hereafter referred to as P-8.  

Basis 

The high flux reactor trips provide redundant protection in the power 

range for a power excursion beginning from low power. This trip was used 

in the safety analysis.  

The power range nuclear flux reactor tri7 high set point protects the reoictor 

core against reactivity excursions which are too rapid to be protected by 

temperature and pressure protective circuitry. The prescribed set point, 

with allowance fo: errors, is consistent with the trip point assumed in the 

accident analysis.() ( 

2.3-4



The source and intermediate range reactor trips do not app.- ,' i 

specification as these settings are not used in the trans i cVt7-_i,-.  

analysis. (FSAR Section 14). Both trips provide protection during reactor 

+5 startup. The former is set at about 10 counts/sec and the latter at 

a current proportional to approximately 25% of rated full power.  

The high and low pressure reactor trips limit the pressure range in 

which reactor operation is permitted. The high pressurizer pressure 

reactor trip is backed up by the pressurizer code safety valves for 

overpressure protection, and is therefore set lower than the set pressure .  

for these valves (2485 psig). The low pressurizer pressure reactor trip

also trips the reactor in the unlikely event of a-loss of coolant accident.  

Its setting limit is consistent with the value assumed in the loss of 

(4) coolant analysis.  

The overtemperature Delta-T reactor trip provides core protection against 

DNB for all combinations of pressure, power, coolant temperature, and 

axial power distribution, provided only that (1) the transient is slow 

with respect to piping transit delays from the core to the temperature 

(5) detectors (about 3.5 seconds) , and (2) pressure is within the range 

between the high and low pressure reactor trips. With normal axial power 

distribution, the reactor trip limit, with allowance for errors (2 , 

is-always below the core safety limit as shown on Figure 2.1-1. If 

axial peaks are greater than design, as indicated by difference between 

top and bottom power range nuclear detectors, the reactor trip limit 

is automatically reduced. (6)(7) The values of the constants KI, K2, 

and K are determined during the design of the core, both for operation 3 
with all reactor loops in service and for operation with one loop out 

of service. The values are then specified for the reactor protection 

system manufacturer and for calibration.  

In order to operate with a reactor coolant loop out of service (three

loop operation) no reactor protection system setpoints require modification.  

The four-loop operation P-8 setpoint is selected to protect against 

DNB during three-loop operation exclusive of the overtemperature AT 

setpoints. Sustained operation with a reactor coolant loop out of service 

is expected to be an infrequent occurance. If operation above the four

loop P-8 setpoint is desired,.the overtemperature AT channels may be

2.3-5



recalibrated using the three loop operation values of KI
, K .,, 

after which the P-8 setpoint may be raised to its three 1oon) OjuULdL_.t, 

value. These adjustments and calibrations must be made in the protection 

system racks and are performed as is done for four-loop o~eration 

using calibration procedures. The setpoint adjustments are made based 

on limits for reduced power three-loop operation and pro;ide sufficient 

margin for three-loop operations.  

The overpower Delta-T reactor trip prevents Dower densit: 
anu:here in 

the core from exceeding 112% of design power density, as described in 

Section 7.2.3 and 14.1.2 and includes corrections for axial Dower distribution, 

change in density and heat capacity of water with temperature, 
and d:na-ic 

compensation (via the overall gain in the rate controller) for piping delays 

from the core to the loop temperature detectors. The specified set points meet 

this requirement and include allowance for instrument errors. (2) The values 

of the constants K4 , K and K are determined during the design of the core 
415' 6 

and the reactor protection system. The values are then specified for the reactor 

protection system manufacturer and for calibration.  

The overpower and overtemperature protection system set-ints include 

the effects of fuel densification on core safety limits. 
Tne revise

setpoints as given above will ensure that the combinaticn of ;ower, 

temperature, and pressure will not exceed the revised ccre safety 
li-i-_s 

(10) 
as shown in Figures 2.1-1 and 2.1-2.  

The overpower limit criteria is that core power be prevented from reachinn 

a value at which fuel pellet centerline melting would occur. Fuel 

temperature decreases due to cladding creepdown with burnun and conse

quential reduction of pellet-cladding gap. Thus overpo,.er li-its beco-e 

less restrictive as fuel burnup proceeds.  

The low flow reactor trip protects the core against DNB in the event 

of a loss of one or two reactor coolant pumDs. The undervoltage reactor 

trip protects the core against DNB in the event of a loss of two or 

more reactor coolant pumps. The set points specified ore consistent 

with the values used in the accident analysis. The Iaw frequency 

reactor coolant pump trip also protects against a decrease in flow. The 

specified set point assures a reactor trip signal by ovcning the reactor 

Coolant pump breaker before the low flow trip point is racIlex.  

2.3-6



The high pressurizer water level reactor trip protects the p,-,, Z 17. .  

safety valves against water relief. Approximately 1600 ft
3 

(39.75 ft above the lower instrument tap) corresponds to 92% of span.  

The specified set point allows margin for instrument error and transient 

level overshoot beyond their trip setting so that the trip function prevents

the water level from reaching the safety valves.  

The low-low steam generator water level reactor trip protects against 

postulated loss of feedwater accidents. The specified set point assures 

that there will be sufficient water inventory in the steam generators 

at the time of trip to allow for starting delays for the Auxiliary Feedwater 

System.(9) 

Specified reactor trips are blocked at low power where they are not required 

for protection and would otherwise interfere with normal plant operations.  

The prescribed set point at which these trips are unblocked assures 

their availability in the power range where needed.  

Above 10% power, an automatic reactor trip will occur if two reactor 

coolant pumps are lost during operation. Above the P-8 setpoint for 

four-loop ,operation, an automatic reactor trip will occur if any pump 

is lost. This latter trip will prevent the minimum value of the DNB 

ratio, NBR, from going below 1.30 during normal operational transients 

and anticipated transients when only threeloops are in operation and 

the overtemperature .xT trip setpoint is adjusted to the value specified 

for four loop operation. When the overtemperature AT trip and P-8 

setpoints are adjusted to the values specified for three loop operation, 

the P-8 setpoint for three-loop operation will prevent the minimum value 

of the DNBR from going below 1.30 during normal operational transients 

and anticipated transients when only three loops are in operation.  

The turbine and steam-feedwater flow mismatch trips do not appear in 

the specification as these settings are not used in the transient and 

accident analysis (FSAR Section 14).  

2.3-7
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3 LIMITING CONDITIONS FOR OPERATION 

For the cases where no exception time is specified for inoperable components, 

this time is assumed to be zero.  

3.1 REACTOR COOLANT SYSTEM 

Applicability 

Applies to the operating status of the Reactor Coolant System; operational 

components; heatup, cooldown, criticality, activity, chemistry and leakage.  

Obj ective 

To specify those limiting conditions for operation of the Reactor Coolant 

System which must be met to ensure safe reactor operation.  

Specification 

A. OPERATIONAL COMPONENTS 

1. Coolant Pumps 

a. At least one reactor coolant pump or one residual heat 

removal pump in the Residual Heat Removal System when 

connected to the Reactor Coolant System shall be in 

operation when a reduction is made in the boron concen

tration of the reactor coolant.  

b. When the reactor is critical and above 2% rated power, 

except for natural circulation tests, at least two 

reactor coolant pumps shall be in operation.  

6010o 
c.o, Reactor power shall not be increased above of rated 

power with only three pumps in operation unless the over

temperature AT trip setpoint for three loop operation 

has been set in accordance with Specification 2.3.1.B(4).

3.1-1



2. Safety Valves 

a. At least one pressurizer code safety valve shall be 

operable whenever the reactor head is on the vessel 

except for hydrostatically testing the RCS in accordance 

with Section XI of the ASME Roller and Pressure Vessel Code.  

b. All pressurizer code safety valves shall be operable..  

whenever the reactor is above the cold shutdown con

dition except during reactor coolant system hydrostatic 

tests and/or safety valve settings.  

c. The pressurizer code safety valve lift setting shall be 

set at 2485 psig with 4- 1% allowance for error.  

Basis 

When the boron concentration of the Reactor Coolant System is to be 

reduced the process must be uniform to prevent sudden reactivity changes 

in the reactor. Mixing of the reactor coolant will be sufficient to 

maintain a uniform boron concentration if at least one reactor coolant 

pump or one residual heat removal pump is running while the change is' 

taking place. The residual heat removal pump will circulate the primary 

system volume in approximately one half hour. The pressurizer is of 

no concern because of the low pressurizer volume and because the pressurizer 

boron concentration will be higher than that of the rest of the reactor 

coolant.  

Heat transfer analyses show that reactor heat equivalent to 10% of rated 

power can be removed with natural circulation only(l); hence, the specified 

upper limit of 2% rated power without operating pumps provides a substantial 

safety factor.  

0 
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Each of the pressurizer code safety valves is designed to relieve 420,000 

lbs. per hr. of saturated steam at the valve set point.  

If no residual heat were removed by the Residual Heat Removal System the 

amount of steam which could be generated at safety valve relief pressure 

would be less than half the capacity of a single valve. One valve there

fore provides adequate protection for over-pressurization.  

The combined capacity of the three pressurizer safety valves is greater 
(2) 

than the maximum surge rate resulting from complete loss of load without 

a direct reactor trip or any other control.  

References 

1) FSAR Section 14.1.6 

2) FSAR Section 14.1.8
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B. HEATUP AND COOLDOWN IoV 0 9 

Specifications 

1. The reactor co9nt teperaturend pressure and system heatup and 

cooldown rate wit the exception of the pressurizer) shall be I 

limited in accordance with Figure 3.1-1 and Figure 3.1-2 for the 

first full power service period.  

a. Allowable combinations of pressure and temperature for specific 

temperature change rates are below and to the right of the limit 

lines shown. Limit lines for cooldown rates between those 

presented may be obtained by interpolation.  

b. Figure 3.1-1 and Figure 3.1-2 define limits to assure prevention 

of non-ductile failure only. For normal operation other inherent 

plant characteristics, e.g., pump heat addition and pressurizer 

heater capacity may limit the heatup and cooldown rates that 

can be achieved over certain pressure-temperature ranges.  

2. The limit lines shc -n in Figure 3.1-1 and Figure. 3.1-2 shall be recal

culated periodically using methods discussed in the Basis and 

results of surveillance specimens as covered in Specification 4.2.  

3. The secondary side of the steam generator shall not be pressurized 

above 200 psig if the temperature of the steam generator is below 

70"F.  

4. The pressurizer heatup and cooldown rate shrl l not exceed 200OF/hr.  

The spray shall-not be used if the temperature difference between 

the pressurizer and the spray fluid is greater than 320
0 F.  

5. Reactor Coolant System leak tests shall be performed in accordance 

with Section 4.3.  

Basis 

Fracture Toughness Properties 

The fracture toughness properties of the ferritic materials in the 
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reactor vessel are determined in accordance with the Summer 1965 

Section III of the ASME Boiler and Pressure Vessel Codg 

and ASTM E185 and in accordance with additional reactor 

vessel requirements. These properties are then evaluated in accordance 

with Appendix G of the 1972 Sumnr Addenda to Section III of the ASME 

Boiler and Pressure Vessel Code, -,ag and the calculation Ii 
methods described in 

Heatup and cooldown limit curves are calculated using the most limiting 
value-of RT at the end of two years of service life. 'The two-year 

NDT 
service life period is chosen such that the limiting RTDT at the 1/4 

T location in the core region is higher than the RT of the limiting 
NDT 

unirradiated-material. This service period assures that all components 

in the Reactor Coolant System will be operated conservatively in accord

ance with Code recommendations.  

The highest RT NDTof the core region material is determined by adding 

the radiation induced ART for the applicable time period to the 
NDT j 

original RTNT shown in Table Q4 .2-IL3
] . The fast neutron (E > 1 Mev) 

fluence at 1/4 thickness and 3/4 thickness vessel locations is given 

as a function of full power service life in Figure 4.2-10 [4 ]  Using 

the applicable fluence at the end of the two-year period and the copper 

content of the material in question, the ART is obtained from Figure 4.4-3 
NDT 

Values of ARTNDT determined in this manner may be used until the results 

from the material surveillance program, when evaluated according to ASTM 

E185, are available. The first capsule will be removed early in the 

service life of the reactor vessel, note FSAR Section 4.5.1. The heatup 

and cooldown curves will be re-evaluated if the ART determined from 
NDT 

the surveillance capsule is different from the predicted ART D
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Heatup and Cooldown Curves ".  

Allowable pressure-temperature relationships for various heatup and 

cooldown rates are calculated using methods derived from Non Mandatory 

Appendix GI*n Section III of the ASME Boiler and Pressure Vessel 

Code- and discussed in detail in [2.j. ' 

The approach specifies that the allowable total stress intensity factor 

(KI) at any time durin heatup or cooldown cannot be greater than that.  

shown on the KIR curve for the metal temperature at that 

time. Furthermore, the approach appliet an explicit safety factor of 

2.0 on the stress intensity factor induced by pressure gradients.  

Thus, the governing equation for the heatup-cooldown analysis is: 

2 K + Kit<KIR (I) 

where: 

K is the stress intensity factor caused by membrane (pressure) stress 

KIt is the stress intensity factor caused by the thermal gradients 

K iR is provided by the code as a function of temperature relative to 

the RT of the material.  
NDT 

During the heatup analysis, Equation (1) is evaluated for two distinct situations.  

First, allowable pressure-temperature relationships are developed for steady 

state (i.e., zero rate of change of temperature) conditions assuming the 

presence of the code reference 1/4 T deep flaw at the ID of the pressure vessel.  

Due to the fact that, during heatup, the thermal gradients in the vessel wall, 

tend to produce compressive stresses at the 1/4 T locationt"the tensile stresses' 
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induced by internal pressure are somewhat alleviated. Thus, a pressure-

temperature curve based on steady state conditions (i.e., no thermal stresses) 

represents a lower bound of all similar curves for finite heatup rates when 

the 1/4 T location is treated as the governing factor.  

The second portion of the heatup analysis concerns the calculation of 

pressure temperature limitations for the case in which the 3/4 T location 

becomes the controlling factor. Unlike the situation at the 1/4 T location, 

at the 3/4 T position (i.e., the tip of the 1/4 T deep O.D. flaw) the thermal 

gradients established during heatup produce stresses which are tensile in 

nature; and, thus, tend to reinforce the pressure stresses present. These 

thermal stresses are, of course, dependent on both the rate of heatup and 

the time (or water temperature) along the heatup ramp. Furthermore, since 

the thermal stresses at 3/4 T are tensile and increase with increasing heatup 

rate, a lower bound curve similar to that described in the preceding paragraph 

cannot be defined. Rather, each heatup rate of interest must be analyzed on 

on individual basis.  

Following the generation of pressure-temperature curves for both the steady 

state and finite heatup rate situations, the final limit curves are produced 

in the following fashion.' First, a composite curve is constructed based on 

a point by point comparison of the steady'state and finite heatup rate data.  

At any given temperature, the allowable pressure is taken to be the lesser 

of the two values taken from tne curves under consideration. The composite 

curve is then adjusted to allow for possible errors in the pressure and 

temperature sensing instruments.  

The use of the composite curve becomes mandatory in setting heatup limita

tions because it is possible for conditions to exist such that over the course 

of the heatup ramp the controlling analysis switches from the O.D. to the I.D.  

location; and the pressure limit must, at all times, be based on the most 

conservative case.  

The cooldown analysis proceeds in the same fashion as that for heatup, with 

the exception that the controlling location is always at 1/4 T. The thermal

3.1-7
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gradients induced during cooldown tend to produce tensile stresses at: 

the 1/4 T location and compressivestresses at the 3/4 T position. Thus, 

the ID flaw is clearly the worst case.  

As in the case of heatup, allowable pressure temperature relations are 

generated for both steady state and finite cooldown rate situations. Composite 

limit curves are then constructed for each cooldown rate of interest. Again 

adjustments are made to account for pressure and temperature instrumentation 

error.  

The use of the composite curve in the cooldown analysis is necessary because 

system control is based on a measurement of reactor coolant temperature, 

whereas the limiting pressure is calculated using the material temperature 

at the tip of the assumed reference flaw. During cooldown, the 1/4 T vessel 

location is at a higher temperature than the fluiA- adjacent to the vessel I.D.  

This condition is, of course, not true for the steady-state situation. It.  

follows that the AT induced during cooldown results in a calculated higher 

allowable KIR for finite cooldown rates than for steady state under certain 

conditions.a 

Because operation control is on coolant temperature, and cooldown rate may 

vary during the cooldown transient, the limit curves shown in Figure 3.1-2 

represent a composite curve consisting of the more conservative values calcu

lated for steady state and the specific cooling rate shown.  

Details of these calculations are provided in 

Pressurizer Limits 

Although the pressurizer operates at temperature ranges above those for 

which there is reason for concern about brittle fracture, operating limits 

are provided to assure compatability of operation with the fatigue analysis 

performed in accordance with the ASME Boiler and Pressure Vessel Code, 

Section III, 1965 Edition and associated Code Addenda through the Summer 

1966 Addendum.  
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REFERENCES: 

1. ASME Boiler and Pressure Vessel Code, Section III, 1972 Summer Addenda.  

2. WCAP-7924, "Basis for Heatup and Cooldo-w.n Limit Curves", 

W. S. Hazelton, S. L. Anderson, S. E. Yanichko, July 1972.  

3. FSAR Volume 5, Response to Question Q4.2.  

4. FSAR Section 4.  

5. ASTM E185-70, Surveillance Tests on Structural Materials in 

Nuclear Reactors.  

6. ASME Boiler and Pressure Vessel Code, Section III, Summer 1965.  
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C. MINIMUM CONDITIONS FOR CRITICALITY 

1. Except during low power physics tests, the reactor shall not 

be made critical at any temperature above which the moderator 

temperature coefficient is positive.  

2. The reactor shall not be brought to a critical condition until 

the pressure temperature state is to the right of the critical

ity limit line shown in Figure 3.1-1.  

3. The reactor shall be maintained subcritical by at least i% 

until normal water level, is established in the pressurizer.  

Basis: 

During the early part of the initial fuel cycle, the moderator temoerature 

coefficient is calculated to be slightly positive at coolant temperatures 
(1)(2) below the power operating range. The moderator coefficient at low 

temperatures will be most positive at the beginning of life of the fuel 

cycle, when the boron- concentration in the coolant is the greatest.  

Later in the life of the fuel cycle, the boron concentration in the 

coolant will be lower and the moderator coefficient will be either less 

positive or will be negative. At all times, the moderator coefficient 

(1)(2) is negative in the power operating range. Suitable physics rmeasure

ments of moderator coefficient of reactivity will be made as part of the 

startup program to verify analytic predictions.  

The requirement that the reactor is not to be made critical when the 

moderator coefficient is positive has been imposed to prevent any unexpected 

power excursion during normal operations as a result of an increase / 
moderator temperature. This requirement is waived during low power physics 

tests to permit measurement of reactor moderator coefficient and other 

physics design parameters of interest. During physics tests, special 

operating preeautions will be taken.  
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The requirement that the reactor is not to be made critical except in 

accordance with Figure 3.1-1 provides increased assurance that the proper 

relationship between reactor coolant pressure and temperature will be 

maintained during system heatup and pressurization whenever the reactor 

vessel is in the nil-ductility temperature range. Heatup to this tempera

ture will be accomplished by operating the reactor coolant pumps.  

The requirement for bubble formation in the pressurizer when the reactor 

has passed the threshold of 1% subcriticality will assure that the Reactor 

Coolant System will not be solid when criticality is achieved.  

References:

FSAR Table 3.2.1-1 

FSAR Figure 3.2.1-9
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D. Primary Coolant Activity

Specification 

1. Whenever the reactor is critical or the average reactor coolant 

temperature is > 500'F, the specific activity of the 
primary 

coolant shall be limited to:

< 1.O'Ci/cc Dose Equivalent 1-131, and 

< 100/EpCi/cc for all noble gases with half-lives 

greater than 10 minutes

2. If the specific activity of the primary coolant is > 1.0 

pCi/cc Dose Equivalent 1-131 but within the allowable 

limit (below and to the left of the line) shown on Figure 3.1-3, 

operation may continue for up to 48 hours, provided that opera

tion under these circumstances shall not exceed 10 percent of 

the unit's total yearly operating time.  

3. If the specific activity of the primary coolant 
is > 1.0 

pCi/cc Dose Equivalent 1-131 for more than 48 hours 
during 

one continuous time interval or exceeds the limit line sho..n.  

on Figure 3.1-3, the reactor shall be immediately 
brought to 

the hot shutdown condition with T < 500'F utilizing normal 

operating procedures.

4. If the specific activity of the primary coolant is > 100/E 

j.Ci/cc for all noble gases with half-lives greater than 

10 minutes, the reactor shall be immediately brought to the 

hot shutdown condition with T < 500°F utilizing normal 

operating procedures.  

5. If the specific activity of the primary coolant is > 1.0 

VCi/cc Dose Equivalent 1-131 r > 10 fvCi/cc for all 

noble asts with half-lives greater than 10 minutes, 

,Sccurrence Report shall be prepared and submitted 

to the Commission pursuant to Specification 6. ;n 

addition to the information required by the' ccur

rence Report, this report shall contain the results of the
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specific activity ;ialyses, together with the follow -.  

information: 

a. reactor power history starting 48 hours prior to the 

first sample in which the limit was exceeded.  

b. fuel burnup by core region.  

c. cleanup flow history starting 48 hours prior to the 

first sample in which the limit was exceeded.  

d. history of de-gassing operations, if any, and 

e. the time duration when the specific activity of 

the primary coolant exceeded 1.OjiCi/cc Dose 

Equivalent 1-131.  

Bases 

The limitations on the specific activity of the primary coolant 

insure that the resulting 2-hour doses at the site boundary will 

not exceed 1.5 rem to the thyroid and 0.5 rem whole body following 

a steam generator tube rupture accident in conjunction with an 

assumed steady state primary-to-secondary steam generator leakage 

rate of 1.0 GPM and a resultant loss of offsite power. Accident 

meteorological conditions (5% X/Q) are assumed to exist.  

The Action statement permitting Power Operation to continue for 

limited time periods with the primary coolant's specific- activity 

> 1.0Ci/cc Dose Equivalent 1-131, but within the allowable limit 

shoin on Figure 3.1-3, accommodates possible iodine spiking phenomenon 

which may occur following changes in Thermal Power. Operation with 

specific activity levels exceeding 1.0 iCi/cc Dbse Equivalent 1-131 

but within the limits shown on Figure 3.1-3 must be restricted to no 

more than 10 percent of the unit's yearly operating time, since the 
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activity levels allowed by Figure 3.1-3 could increase the 2-hour 

thyroid dose at the site boundary by a factor of up to 20 following a 

postulated steam generator tube rupture.  

Reducing T to < 500*F prevents the release of activity, should a avg .  

steam generator tube rupture, since the saturation pressure of the 

primary coolant is below the lift pressure of the atmospheric steam 

relief valves. The surveillance requirements provide adequate assur

ance that excessive specific activity levels in the primary coolant 

will be detected in sufficient time to take corrective action. Increased 

surveillance for performing isotopic analyses for iodine is required 

whenever the Dose Equivalent 1-131 exceeds 1.0 Ci/cc and following 

a significant change in power level to monitor possible icdine spiking 

phenomenon.  
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E. MAXIMUM REACTOR COOLANT OXYGEN, CHLORIDE AND FLUORIDE CON CENTRATION 

Specification 

1. Concentrations of contaminants in the reactor shall not exceed the 

following limits when the reactor coolant is above 250'F: 

Normal Steady-State Transients not to Exceed 

Containment Operation (PPM) 24 Hours (PPM) 

a. Oxygen 0.10 1.00 

b. Chloride 0.15 1.50 

c. Fluoride 0.15 1.50 

2. If any of the normal steady-state operating limits as specified in 

3.l.E.l,above, are exceeded, or if it is anticipated that they may 

be exceeded, corrective action shall be taken immediately.  

3. If the concentrations of any of the contaminants cannot be ccntrolled 

within the limits of Specification 3.1.E.1, namely, steady-state limit 

not restored within 24 hours or transient limit exceeded, the reactor 

shall be brought to the cold shutdown condition, utilizing normal 

operating procedures, and the cause of the out-of-specification 

operation ascertained and corrected. The reactor may then be restarted 

and operation resumed if the maximum concentration of any of the con

taminants did not exceed the permitted transient values. Otherwise, 

a safety review is required before startup.  

4. Concentrations of contaminants in the reactor coolant shall not exceed 

the following maximum limits when the reactor coolant temperature is 

below 250°F: 
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Normal Concentration Transit.nt not to 

Contaminant (PPM) exceed 48 hours (PPM) 

a. Oxygen Saturated Saturated 

b. Chloride 0.15 1.5 

c. Fluoride 0.15 1.5 

If the limits above are exceeded, namely, nornal concentration limits 

not restored within 48 hours or the transient limits exceeded, the 

reactor shall be immediately brought to the cold shutdown condition 

and the cause of the out-of-specification condition ascertained and 

corrected.  

5. For the purposes of correcting the contaminant concentrations to 

meet Specifications 3.l.E.I and 3.1.E.4 above, increase in coolant 

temperature consistent with operation of reactor coolant pumps for 

a short period of time to assure zixing of the coolant shall be 

permitted. This increase in temperature to assure mixing shall 

in no case cause the coolant temperature to exceed 250'F.  

Basis: 

By maintaining the oxygen, chloride and fluoride concentrations in the 

reactor coolant below the limits as specified in 3.I.E.i and 3.1.E.4, 

the integrity of the reactor coolant system is assured against stress 
(1) 

corrosion cracking under all operating conditions.  

If these limits are exceeded, measures can be taken to correct the 

condition, e.g., replacement of ion exchange resin or adjustment of the 
(2) 

hydrogen concentration in the volume control tank during power operation.  

Because of the time dependent nature of any adverse effects arising from 

oxygen, chloride, and fluoride concentration in excess of the limits, it 

is unnecessary to shut down immediately, As the condition can be corrected.  

Thus, the periods of either 24 hours or 48 hours for corrective action to 

restore concentrations within the limits have been established. If the 

.corrective action has not been effective at the end of the proper period 

(24 hours or 48 hours), then the reactor will be brought to the cold shut

down condition and the corrective action will continue.
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The effects of contaminants in the reactor coolant are time and temperature 

dependent. It is consistent, therefore, to permit a transient concentration 

to exist for a longer period of time and still provide the assurance that 

the integrity of the primary coolant system will be maintained.  

In order to restore the contaminant concentrations to within specification 

limits in the event sucf limits were exceeded, mixing of the primary coolant 

with the reactor coolant pumps may be required. This will result in a small 

heatup of short duration and will not increase the average coolant tempera

ture above 250*F.  

References 

1) FSAR Section 4.2 

2) FSAR Section 9.2 
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F. LEAKAGE OF REACTOR COOLANT

Specification 

1. If leakage of reactor coolant is indicated by the means available 

such as water inventory balance, monitoring equipment or direct 

observation, a follow-up evaluation of the safety implications 

shall be initiated as soon as practicable but no later than within 

4 hours. Any indicated leak shall be considered to be a real 

leak until is determined that the indicated leak cannot be 

substantiated by direct observation or other indication.  

2. If the leakage rate, excluding controlled leakage sources such as 

the Reactor Coolant Pump Controlled Leakage Seals and Leakage 

into Closed Systems, exceeds 1 gpm and the source of leakage is 

not identified with twenty-four hours of detection, the reactor 

shall be brought to hot shutdo-n within four hours. If the source 

of leakage is not identified within an. additional twenty-four 

hours, the reactor shall be brought to a cold shutdown condition 

within the next twenty-four hours.  

3. If the sources of leakaze are identified and the results of the 

evaluation are that continued operation is safe, operation of 

the reactor with a total leakage, other than from controlled 

sources or into closed systems, not exceeding 10 gpm shall be 

permitted except as specified in 3.1.F.4 below7.
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4. If it is determined that leakage exists through a non-isolable 

fault which has developed in a Reactor Coolant System Component 

Body, pipe wall (excluding steam generator tubes), vessel wall 

or pipe weld, the reactor shall be brought to the cold shutdon 

condition within twenty-four hours.  

5. If the total leakage, other than from controlled sources or 

into closed systems, exceeds 10 gpm or if the leakage through any one 

steam generator exceeds 1.0 gpm with allowance for instrument 

error, the reactor shall be placed in the hot shutdown condition 

within four hours and the cold.shutdown condition within an 

additional twenty-four hours.  

6. The reactor shall not be restarted following shutdown as per 

items 3.1.F.2, 3, 4 or 5, above, until the leak is repaired 

or until the problem is otherwise corrected.  

7. When the reactor is critical and above 2% power, two reactor 

coolant leak detection systems of different principles capable 

of detecting leakage into containment shall be in operation, 

with one of the two systems sensitive to radioactivity. The 

system sensitive to radioactivity may be out-of-service for 

48 hours, provided two other systems are available.
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Basis: 

Water inventory balances, monitoring equipment, radioactive tracing, 
boric 

acid crystalline deposits, and physical inspections can disclose 
reactor 

coolant leaks. Any leak of radioactive fluid, whether from the reactor 

coolant system primary boundary or not can be a serious problem 
with 

respect to in-plant radioactivity contamination and cleanup or it could 

develop into a still more serious problem; and therefore, first 
indications 

of such leakage will be followed up as soon as practicable.  

Although some leak rates on the order of GPM may be tolerable from 
a dose 

point of view, it must be recognized that small leaks through 
any of the 

walls of the primary system could be indicative of materials failure 
such 

as by stress corrosion cracking. If depressurization, isolation and/or 

other safety measures are not taken promptly, these small leaks could 

develop into much larger leaks. Therefore, the nature of the leak, as 

.well as the magnitude of the leakage must be considered in the safety 

evaluation.  

The distinction between identified and unidentified leakage in the speci

fication is made because once the leakage source is identified, the serious

ness can be easily evaluated. The strict limit of 1 gallon per minute 

for unidentified leakage is adopted because in the worst case the leakage 

source may increase with time or the coolant may impinge on or accumulate 

in a critical component.  

When the source of leakage has been identified, the situation can be eval

uated to determine if operation can safely continue. This evaluation will 

be performed by the Watch Force. Under these conditions, an allowable 

primary system leakage rate of 10 gpm has been established. This explained 

leakage rate of 10 gpm is also well within the capacity of one charging 

pump and makeup would be available even under the loss of off-site power 

condition.  

0
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Controlled sources of reactor coolant system leakage are sources which 

are designed to leak at a controlled rate. For example, the reactor 

coolant pump seals are controlled leakage sources. Leakage through a 

valve packing or a closed valve is not considered as controlled leakage.  

Leakage into closed systems is that leakage which can be accounted for 

and contained by a system not directly connected to the atmosphere.  

Leakage past the pressurizer safety valve seats and steam generator 

.tube leakage are examples of reactor coolant system leakage into closed 

systems.  

If leakage is to the containment, it may be identified by one or more

of the following methods: 

a. The containment air particulate monitor (R-11).  

b. The containment radiogas monitor (R-12).  

c. The containment humidity detectors.  

d. A leakage detection system which determines leakage losses from 

all water and steam systems within the containment. This system 

collects and measures moisture condensed from the containment 

atmosphere by cooling coils of the main air recirculation units.  

The most sensitive and rapid method for detecting small amounts of 

Reactor Coolant System leakage is the monitoring of the containment 

airborne radioactivity. Containment gaseous and-particulate activity 

is continuously, automatically monitored. The leakage rate can be 

determined by the relationship of the airborne activity to the reactor 

coolant activity.  

0 
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Measurement of the leakage rate to the containment atmosphere is also 

possible through humidity detection and condensation collection and 

measurement. However, it is expected that the containment activity 

method will give the initial indication of coolant leakage. The other 

methods will be employed primarily to confirm that leakage exists, 

to indicate the location of the leakage sources, and to measure the 

leakage rate.  

As described above, the four reactor coolant leak detection systems 

are based on three different principles, i.e., activity, humidity and 

condensate flow measurements. Two systems of different principles 

provide, therefore, diversified ways of detecting leakage to the 

containment.  

Total reactor coolant leakage can be determined by means of periodic 

water inventory balances. If leakage is into another closed system, 

it will be detected by the plant radiation monitors and/or inventory 

control.  

Twenty-four hours is allowed from the time of leakage detection to 

identify the leakage source and to measure the leakage rate. This 

time period is required since identification and quantification of 

leakage sources of less than ten gallons per minute require a careful 

gathering and evaluation of data and/or a visual inspection of the 

reactor coolant system.  

The plant is expected to be operated in a manner such that the secondary 

coolant will be maintained within those limits found to result in negligible 

corrosion of the steam generator tubes. If stress corrosion cracking occurs, 

the extent of cracking during plant operation would be limited by the 

limitation of steam generator leakage between the primary coolant system 

and the secondary coolant system. Cracks having a primary-to-secondary 

leakage less than 1.0 gpm during operation will have an adequate margin
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of safety against failure due to loads imposed by design basis accidents.  

Operating plants have demonstrated that primary-to-secondary 
leakage as 

low as 0.1 gpm will be detected. Leakage in excess of 1.0 gpm per steam 

generator will require plant shutdown 
and an unscheduled eddy current 

inspection, during which the leaking tubes will 
be located 

and plugged. The 1.0 gpm limit is also consistent with the 
assumptions 

to limit secondary coolant activity.  

References 

FSAR Sections 11.2.3 and 14.2.4 
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G. Secondary Coolant Activity

Specification 

1. Whenever the average reactor coolant temperature is > 350*F, the 

specific activity of the secondary coolant system shall be < 0.10 

pCi/gram of Dose Equivalent 1-131.  

2. If the specific activity of the secondary coolant system exceeds 

0.10 pCi/gram of Dose Equivalent 1-131, the reactor shall be 

immediately brought to the hot shutdown conditiQn with T <350°F 
avg 

utilizing normal operating procedures.  

Basis 

The limitations on secondary system specific activity ensure that the 

resultant off-site radiation dose will be limited to a small fraction 

of 10CFR Part 100 limits in the event of a steam line rupture. The 

restriction of 0.1 pCi/gram Dose Equivalent 1-131 in the secondary system 

limits the two-hour thyroid exposure dose to 1.5 rem at the site boundary 

under these accident conditions. This accident analysis also includes 

the effects of a coincident 1.0 GPM primary to secondary tube leak in 

the steam generator of the affected steam line and considers the effect 

of a coincident iodine spike. Accident meteorological conditions are 

assumed (5% X/Q) and a decontamination factor of 10 is applied between 

the water and steam phases.
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3.2 CHEMICAL AND VOLU.NE CONTROL SYSTEM 

Applicability 

Applies to the operational status of the Chemical and Volume Control System.  

Objective 

To define those conditions of the Chemical and Volume Control System neces

sary to ensure safe reactor operation.  

Specification 

A. When fuel is in the reactor there shall be at least one flow path to 

the core for boric acid injection.  

B. The reactor shall not be brought above the cold shutdown condition 

unless the following requirements are met: 

1. Two charging pumps shall be operable. /1 

2. Two boric acid transfer pumps shall be operable one of which 

shall be operating to recirculate the contents of the Boron 

Injection Tank.  

3. The boric acid tanks together shall contain a minimum of 4400 

gallons of 111/2% to 13% by weight (20,000 ppm to 22,500 ppm 

of boron) boric acid solution at a temperature of at least 145 0F.  

4. System piping and valves shall be operable to the extent of 

establishing one flow path from the boric acid tanks and one 

flow path from the refueling water storage tank to the 

-Reactor'Coolant System and a recirculation flow path between
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a boric acid tank and the Boron Injection Tank.

5. The boric acid tank level indicators and the Boron Injection o 
Tank recirculation flow indicator shall be operating., 

6. Two channels of heat tracing shall be operable for the flow 

path from the boric acid tanks to the Reactor Coolant System.  

7. City water piping and valves shall be operable to the extent 

required to provide emergency cooling water to the charging 

pumps and flush water for the concentrated boric acid piping 

from the outlet of the boric acid storage tanks to the charging 

pump suction.  

C. The requirements of 3.2.B may be modified to allow any one of the 

following components to be inoperable at any one time: 

1. One of the two operable charging pumps may be removed from 

service provided the standby pump is immediately placed in 

service and a second charging pump is restored to an operable 

status within 24 hours.  

2. One boric acid transfer pump may be out of service provided 

the standby pump is immediately placed in service and the 

failed pump is restored to an operable status within 24 hours.  

3. One boric acid storage tank and/or its associated level in

dicator may be out of service provided a minimum of 4400 

gallons of 11 1/2% to 13% by weight (20,000 ppm to 22,500 ppm 

of boron) boric acid solution at a temperature of at least 

145'F is contained in the operable tank and provided that the 

tank and/or indicator is restored to an operable status within 

48 hours.  
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4. One channel of heat tracing for the flow path from the 

boric acid tanks to the Reactor Coolant System may be 

out of service provided the failed channel is restored 

to an operable status within 7 days and the redundant 

channel is demonstrated to be operable daily during that 

period.  

5. The Boron. Injection Tank recirculation flow indicator may be 

inoperable for 48 hours.  

D. If the Chemical and Volume Control System is not restored to 

meet the requirements of 3.2.B within the time period specified 

in 3.2.C, then: 

1. If the reactor is critical, it shall be brought to the hot 

shutdown condition utilizing normal operating procedures.  

The shutdown shall start no later than at the end of the 

specified time period.  

2. If the reactor is subcritical, the reactor coolant system 

temperature and pressure shall not be increased more than 

25*F and 100 psi, respectively, over existing values.  

3. In either case, if the requirements of 3.2.B are not satisfied 

within an additional 48 hours, the reactor shall be brought to 

the cold shutdown condition utilizing normal operating procedures.  

The shutdown shall start no later than the end of the 48 hour 

period.  
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BASIS 

The Chemical and Volume Control System
(1 ) provides control of the 

Reactor Coolant System boron inventory. This is normally accomplished 

by using any one of the three charging pumps in series with either one 

of the two boric acid transfer pumps. An alternate method of boration 

will be to use the charginj pumps taking suction directly from the refueling 

water storage tank. A third method will be to depressurize and use the 

safety injection pumps.  

There are three sources of borated water available for injection through 

3 different paths: 

1. The boric acid transfer pumps can deliver the boric acid tank 

contents to the charging pumps.  

2. The charging pumps can take suction from the refueling water storage 

tank.  

3. Injection of borated water from the boron injection tank and the 
(2) 

refueling water storage tank with the safety injection pumps 

The Chemical and Volume Control System also provides a means for assuring 

that the Boron Injection Tank remains filled with borated water having 

the proper boric acid concentration. This is accomplished by continuously 

recirculating the contents of the Boron Injection Tank with the contents 

of one Boric Acid Tank using a BoricAcid Transfer Pump as the driving 

force and by performing the surveillance requirements detailed in Section 4 

of the Technical Specifications.  
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The quantity of boric acid in storage in either the boric acid tanks 

or the refueling water storage tank is sufficient to borate the reactor 

coolant in order to reach cold shutdown at any time during core life.  

Continuous recirculation between the boric acid storage tanks and the 

boron injection tank, and operability of the heat tracing circuit on 

the recirculation line insures that a flow path exists from the boric acid 

tank to the boron injection tank.  

Approximately 4000 gallons of the 11 1/2% to 13% by weight (20,000 

ppm to 22,500 ppm of boron) of boric acid are required to meet cold 

shutdown conditions. Thus, a minimum of 4400 gallons in the boric acid 

tanks is specified. An upper concentration limit of 13% (22,500 ppm of 

.boron) boric acid in the tank is specified to maintain solution solubility 

at the specified low temperature limit of 145'F. One channel of heat 

tracing is sufficient to maintain the'specified low temperature limit.  

The second channel of heat tracing provides backup for continuous plant 

operation when one channel is inoperable. Should both channels of heat 

tracing become inoperable, the reactor will be shutdown and can easily 

be borated before the line temperature is reduced near the boric acid 

precipitive temperature.  

The city water system is used as a source of water for emergency cooling 

of the charging pumps and as a source of flush water to remove concentrated 

boric acid from the piping between the outlet of the boric acid storage 

tanks and the inlet to the charging pumps in the unlikely event of a complete 

loss of electrical power and/or a complete loss of service water resulting 

from turbine missiles.  

References: 1) FSAR - Section 9.2 

2) FSAR - Section 6.2
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Basis 

The normal procedure for starting the reactor is, first, to heat the 

reactor coolant to near operating temperature, by. running the reactor 

coolant pumps. The reactor is then made critical by withdrawing con

trol rods and/or diluting boron in the coolant. (') With this mode of 

startup, the energy stored in the reactor coolant during the approach 

to criticality is substantially ecual to that during power operation, 

and therefore the mininm.um required engineered safecuards and auxiliary 

cooling systems are required to be operable.  

The pr bability of sustaining both ma maor accident and a si uta'eous 

failure f a safeuards o.ponent to oper te as designd is :ece r ilv 

very smal Thus operati n with the reacto abcvg the cld shutdc\,.n 

condition minimum safegard operable fo2i a lmited p)eCicd does 

not sicnif CiV ly increase th probability of a accident havinc con 

sequences'.which re more severe han the Design \_s Acciden " 

The operable status of the various systems and components is demonstrated 

by periodic tests, defined by Specifications 4.5. A large fracticn of 

these tests will be performed while the reactor is operatinga in the 
power range. If a component is found to be inoperable, it wil! be 

°possible in most cases to effect repairs and restore the system to full 

operability within a relatively short time For a single component to 

be inoperable does not negate the ability of the system to perform its 

function, (2) but it reduces the redundancy provided in the reactor 

design and thereby limits the ability to tolerate additional eauipment 

failures. To provide maximum assurance that the redundant component(s)
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to be tested prior to initiating repair of thie inoperable 

component. If it devel.ops that (a) the inoperable componert is not 

reaired within the specified allowable time period, or (b) a second 

component in the same or related system is found to be inoperable, 

the reactor, if critical, will initially be brought to the hot shut

down condition utilizing normal operating procedures to provide for 

reduction of the decay heat from the fuel, and. consequent reduction 

of cooling requirements, after a postulated loss-cf-coolant accident.  

This will also permit improved access for repairs in some cases. If 

the reactor was already subcritical, the reactor coolant system tenp

erature and pressure will be maintained within-the stated values in

order to limit the amount of stored energy in the reactor coolant 

system. The stated t1olerances provide a band for operator control.  

-After a limited time in hot shutdown, if the malfunction(s) are not 

corrected, the reactor will be placed in the cold shutdown condition, 

iutilizing no-mal shutdown and cooldown procedures. In the cold shut-" 

down condition there is no possibility of an accident that would 

release fission products or damage the fuel-elements.  

.The plant operating procedures require immediate action to effect 

repairs of an inoperable component, and therefore in most cases 

repairs will be ccmpleted in less than the specified allo.-able 

repair times. The limiting times to repair are hased on two 

considerations: 

1) Assuring.with high reliability that the safeguard system will 

function properly if required to do so.  

2) Allowances of sufficient time to effect repairs using- safe and 

proper procedures.
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Assuming the reactor has been operating at full rated power, the magnitude 

of the decay heat decreases after initiating hot shutdown. Thus, the require

ment for core cooling in case of a postulated loss-of-coolant accident while 

in the hot shutdown condition is significantly reduced below the requirements 

for a postulated loss-of-coolant accident during power operation. Putting 

the reactor in the hot shutdo..n -condition significantly reduces the Totential 

consequences of a loss-of-coolant accident, and also all:z.:s more free access 

to some of, the engineered safeguards components in order to effect repairs.  

Failure to complete repairs within 48 hours of going to the hot shutdown 

condition is considered indicative of a requirement for major .aintenance 

and, therefore, in such a case the reactor is to be put into the cold shut

down condition.  

The limits for the Boron Injection Tank, Refueling Water Storage Tank, and 

the accumulators insure the required amount of water with the proper boron 

concentration for injection into the reactor coolant system following a loss

of-coolant accident is available. These limits are based on values used in 
(9) (13) 

the accident analysis.  

The specified quantities of water for the RWST include unavailable water 

(4687 gals) in the tank bottom, inaccuracies (1406 zals) in the alarm set

points, and minimum quantities recuired during injection (246,(0 gals) 

and recirculation phases (80,000 gals). ' ) The miniium RUST (e.c. , 346 870 

gals) provides approximately 13,370 gallons margin.  

The four accumulator isolation valves (S94 A. B, C, D) are maintained in the 

open position when the reacttor cccianL _essure is abovc 1000 :sg to assure 

flow passage from the accu.:'ulators-will be availa!e during the injection 

,phase of a-loss-of-coolant accident. hdication is also :provided on the 

monitor light panel, should any of these-valves not be in the full open 

position 'even with the valve operator de-energized. The 1000 psig limit is 

derived from the minimum pressure requirements of t.e accumulators combined 

with instrument error and an operational band and is based upon avoiding 

inadvertent injection into the reactor coolant system. The accumulator 

isolation valve motor operators are de-energized to prevent an extrenrely
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unlikely spurious closure of these valves from occurring when accumulator 

core cooling flow is required. Valves 856 B and G are maintained in the 

closed position to prevent hot leg injection during the injection phase 

of a loss-of-coolant accident. As an additional assurance of preventing 

hot leg injection, these valve motor operators are de-energized to prevent 

spurious opening of these valves during the injection p.ase of a loss-of

coolant accident. J 0. . " . . , ,.. /., .f/..  
• . - . . , • 4 -t. . . 4 

7..  

Valves 1810, 882, and 744 are maintained in the open position to assure 

that flow passage from the refueling water storage tank -.ill be available 

during the injection phase of a loss-of-coolant accident. As additional 

assurance of flow passage availability, these valve motor operators are 

de-energized to prevent an extremely unlikely spurious closure. This 

additional precaution is acceptable, since failure to manually re

establish power to close these valves following the injection phase is 

tolerable as a single failure.  

With respect to the core cooling function, there is some functional 

(3) 
redundancy for certain ranges of break sizes. The measure t 

effectiveness of the Safety Injection System is the ability of the 

pumps and accumulators to keep the core flooded or to reflood the 

core rapidly where the core has been uncovered for oostulated large 

area ruptures. The result of their performance is to sufficiently 

limit any increase in clad temperature below a value where emergency 

core cooling objectives are met.

The containment 

two independent 

(b) containment

cooIin an,: ioi,-e re-o:. fua cI tic:s are -)rovi d bv 

systems: (a) fan-coolers plus charcoal filters and 

spray with sodium hydrcxide addition. During normal
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power operation, the five fan-coolers are rtquired to remove heat 

lost from equipment and piping within containment at design condit

(4) ions (with a cooling water temperature of 85*F). In th event of 

a Design Basis Accident, any one of the following combinations will 

provide sufficient cooling to reduce containment pressure at a rate 

consistent with limiting off-site doses to acceptable values: (1) 

five fan-cooler units, (2) two containment spray pumps, (3) three 

fan-cooler units and one spray pump. Also in the event of a Design 

Basis Accident, three charcoal filters (and their associated recirc

ulation fans) in operation, along with one containment.spray pump and 

sodium hydroxide addition, will reduce airborne organic and molecular 

iodine activities sufficiently to limit off-site doses.to{acceptable 

values. 5 ) These constitute the minimu-m safeguards for iodine removal, 

and are capable of being operated on emergency power with one diesel 

generator inoperable.  

If off-site power is available or all diesel generators are operating 

to provide emergency power, the remaining installed iodine removal 

equipment (two charcoal filters and their associated fans, and one 

containment spray pump and sodium hydroxide addition) can be operated 

to provide iodine removal in excess of the.minimum requirements.  

Adequate power for operation of the redundant containment heat removal 

systems (i.e., five fan-cooler units or two containment spray pumps) 

is assured by the availability of off-site power or operation of all 

.emergency diesel generators.  

Due to. the distr'ibution of the five fan cooler unit; and two contain

;ment. spray pumps on.the 4S0 volt. buses, the..closeness to which the 

-combined equipment approaches minimum. safeguards varies with which 

particular component is out of service. Accordingly, the allowable
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out of service periods vary according to which component is out of 

service. Under no conditions does the combined equipment 
degrade 

below minimum safeguards.  

The four day out of service period for the weld channel and penetrat

ion pressurization system and the isolation valve seal water systems 

is allowed because no credit has been taken for operation 
of these 

systems in the calculation of off-site accident doses 
should an 

accident occur. No other safeguards systems are dependent on operation 

of these systems.(11) The minimum pressure settings for the IVSWS and 

WC & PPS during operation assures effective performance of 
these systems 

for the maximum containment calculated peak accident pressure 
of 

40.6 psig.(
1 2 ) 
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The Component Cooling System i.; not required during the injection phau;e 

of a loss-of-coolant accident. The component cooling pumps are located 

in the Primary Auxiliary Building and are accessible for repair after a 

loss-of-coolant accident. (6) During the recirculation phase following 

a loss-of-coolant accident, only one of the three component cooling pumps 

is required for minimum safeguards. (7) 

A total of six service water pumps are installed, only two of the set 

of three service water pumps on the header designated the essential 

header are required immediately following a postulated loss-of-coolant 
accient.(8) 

accident. )Durin2 the recirculation phase of the accident, two service 

water pumps on the non-essential header will be manually started to supply 

cooling water for one component cooling system heat exchanger, one control 

room air conditioner, and one diesel generator; the other component cooling 

system heat exchanger, the other control room air conditioner, the two 

other diesel generators and remaining safety related equipment are- cooled.  

by the essential service water header. (14) 

Two full rated recombination systems are provided in order to control 

the hydrogen evolved in the containment following a loss-of-coolant 

accident. Either system is capable of preventing the hydrogen concen

tration from exceeding 2% by volume within the containment. Each of 

the systems is separate from the other and is provided with redundant 

features. Power supplies for the blowers and ignitors are separate, 

so that loss of one power supply will not affect the remaining system.  

Hydrogen gas is used as the externally supplied fuel. Oxygen gas is 

added* to the co- :ainment atmosphere through a separate containment feed 

to prevent depletion of oxven in the air below the concentration recuired 

for stable operation of the combustor (12%). The conrain:nent atmosphere 

sampling system consists of a sample line which originates in each of the 

containment fan cooler units. The fan and sampling pump head together 

are sufficient to pump containment air in a loop from the fan cooler 

through a containment penetration to a sample vessel outside the contain

ment. The design hydrogen concentration for operating the recombiner is 

established at 2% by volume. Conservative calculations indicate that
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the hydrogen content within the containment will not reach 2% by volume 

until 12 days after a loss-of-coolant accident. (0) There is, therefore, 

no need for immediate operation of the recombiner following an accident,

and the quantity of hydrogen fuel stored at the site will be only for 

periodic testing of the recombiners.  

Auxiliary Component Cooling Pumps are :rovided to deliver cooling water 

for the two Recirculation Pumps located inside the containment. Each 

recirculation pump is fed by two Auxiliary Component Cooling-Pumps.  

A single Auxiliary CopDonent Cooling Punm is capable of supplying the 

necessary cooling water required for a recirculation punp during the 

recirculation phase following a loss-of-coolant acci.dent.  

The control room ventilation system is designed to filter the cohtrol room 

atmosphere for intake air and/or for recirculation during control room 

isolation conditions. The control room system is designed to automaticallv 

start upon contz room isolatio, and to. maintain the control room pressure, to 

the design positive pressure so that ail leakage should *e out leakage.  

References 

1) FSAR Section 9 8) FSAR Section 9.6.1 

2) FSAR Section 6.2 9) FSAR Section 1l.3 

3) FSAR Section 6.2 1') TSAR Sec -f- n S 

4) :FSAR Section 6.3 .11) FSAR Section 6.5 

5) TFSAR Section 14.3.5 1.) Response to Question 14.6, 

6) FSAR Section 1.2 'FSAR Volune 7 

7) FSAR Section 8.2 13) FSAR Appendix 14C 

14) Response to Question 9.35, 

FSAR Volume 7
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STEAM AND POWER CONVERSION SYSTEM

Applicability 

Applies to the operating status of the Steam and Power Conversion System.  

Objective 

To define conditions of the turbine cycle steam-relieving capacity.  

Auxiliary Feedwater System operation is necessary to ensure the capability 

to remove decay heat from the core.  

Specification 

A. The reactor shall not be heated above 350 0F unless the following 

conditions are met: 

(1) A minimum ASME Code approved steam-relieving capability of 

twenty (20) main steam valves shall be operable (except for 

testing).  

(2) Two of the three auxiliary feedwater pumps must be operable.  

(3) A minimum of 360,000 gallons of water in the condensate storage 

tank.  

(4) System piping and valves directly associated with the above 

components operable.  

(5) The main steam stop valves are operable and capable of closing 

in five seconds or less.  

(6) Two steam generators capable of performing their-heat transfer 

function.  

(7) City water system piping and valves directly associated with 

providing backup supply to t.e auxiliary feedwater pumps are 

operable.
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B. If during power operations any of the conditions of 3.4.A above can 

not be met within 48 hours the operator shall start to shutdown and 

cool the reactor below 350'F using normal operating procedures.  

C. The gross turbine-generator electrical output at all-times shall be 

within the limitations of Figure 3.4-1 or Figure 3.4-2 for the 

applicable conditions of turbine overspeed setpoint, number of operable 

low pressure steam dump lines, and condenser backpressure as noted 

thereon.  

Basis 

A reactor shutdown from power requires removal of core decay heat. Immediate 

decay heat removal requirements are normally satisfied by the steam bypass 

to the condensers. Thereafter, core decay heat can be continuously dissipated 

via the steam bypass to the condenser as feedwater in the steam generator 

is converted to steam by heat absorption. Normally, the capability to 

feed the steam generators is provided by operation of the turbine cycle 

feedwater system.  

The twenty main steam safety valves have a total combined rated capability 

of 15,108,000 lbs/hr. The total full power steam flow is 12,974,500 lbs/hr, 

therefore twenty (20) main steam safety valves will be able to relieve 

the total steam flow if necessary.  

In the unlikely event of complete loss of electrical power to the station, 

decay heat removal would continue to be assured by the availability of 

either the steam-driven auxiliary feedwater pump or one of the two motor

driven auxiliary steam generator feedwater pumps, and steam discharge to 
the atmosphere via the main steam safety valves and atmospheric relief 

valves. One motor-driven auxiliary feedwater pump can supply sufficient 
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feedwater for removal of decay heat from the plant. The minimum amount 

of wate i the condensate storage tank is the amount needed for 24 hours 

at ho" When the condensate storage supply is exhausted, city 

water will be used.  

Two steam generators capable of performing their heat transfer function 

will provide sufficient heat removal capability to remove core decay 
heat after a reactor shutdown.  

The limitations placed on turbine-generator electrical output due to 

conditions of turbine overspeed setpoint, number of operable steam 

dump lines, and condenser back pressure are established to assure that 

turbine overspeed (during conditions of loss of plant load) will be 

within the design overspeed value considered in the turbine missile 

analysis. [2 ] In the preparation of Figures 3.4-1 and 3.4-2, the 
specified number of operable L.P. steam dump lines is shown as one (1) 

greater than the minimum number required to act during a plant trip.  

The limitations on electrical output, as indicated in Figures 3.4-1 

and 3.4-2, thus consider the required performance of the L.P. Steam 

Dump System in the event of a single failure for any given number of 

operable dump lines.  
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INDIAN POINT UNIT NO.3

Curve of Power Level versus Number of 

Operable Dump Lines with Parameters of 

Trip Set Point Required to limit Maximum 

Overspeed to 132% Based on 1.0" Hg abs.  

Condenser Pressure
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Figure 3.4-1 Gross Electrical Output 
1.0 inch Hg Backpressure
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INDIAN POINT UNIT NO.3 

Curvc of Power Level versus Number of 

Operable L.P. Dump Lines with 
Parameters 

of Trip Set Point required to Limit Maximum 

Overspeed to 132% Based on 1.5" Hg abs. Condenser 

Pressure

850 900 950 1000 

POWER - MwE (Gross)

1050 1100

Figure 3.4-2 Gross Electrical Output 
1.5 inch Hlg Backpressure
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3.5 INSTRUMENTATION SYSTEMS

Operational Safety Instrumentation 

Applicability 

Applies to plant instrumentation systems.  

Obj ectives.  

To provide for automatic initiation of the Engineered Safety Features 

in the event that principal process variable limits are exceeded, and 

to delineate.,the conditions of the plant instrumentation and safety 

circuits necessary to ensure reactor safety.  

Specif ication 

3.5.1 When the plant is not in the cold shutdown condition, the 

Engineered Safety Features initiation instrumentation setting 

limits shall be as stated in Table 3.5-1.  

3.5.2 For instrumentation testing or instrumentation channel failure,, 

plant operation shall be permitted to continue in accordance 

with Tables 3.5-2 through 3.5-4. No more than one channel of 

a particular protection channel set shall be tested at the same 

time. By definition, an instrumentation channel failure shall 

not be regarded as a channel being tested.  

3.5.3 In the event the number of in-service channels of a particular 

function is less than the minimum number of Operable Channels 

(Col. 3), or the Minimum Degree of Redundancy (Col. 4) cannot 

be achieved, operation shall be limited according to the require

ment shown in Column 5 of Tables 3.5-2 through 3.5-4.  
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3.5.4 In the eventof instrumentation channel failure permitted 

by specification 3.5.2, the Minimum Degree of Redundancy 

listed in Tables 3.5-2 through 3.5-4 .may be reduced by one, 

.but to not less than zero, and the Minimum Number of Operable 

Channels listed in these tables may be reduced by one, but 

not to less than one (except as noted in Table 3.5-3) for 

a period of 8 hours while instrument channels are tested.  

The failed channel may be blocked to prevent an unnecessary 

reactor trip during this time. In the case of three loop 

operation, the out-of-service channel is permitted to be 

bypassed during the test period.  

3.5.5 The coincident low pressurizer pressure/pressurizer level 

safety injection trip shall be unblocked when the pressurizer 

pressure is > 2000 psig.  

3.5.6 At least one source range and one intermediate range nuclear 

instrument channel shall be operable prior to reactor start

up.
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Basis 

Instrumentation has been provided to sense accident, conditions 

(1) and to initiate operation of the Engineered Safety Features 

Safety Injection System Actuation 

Protection against a Loss of Coolant or Steam Break accident is 

brought about by automatic actuation of the Safety Injection 

System which provides emergency cooling and reduction of 

reactivity.  

The Loss of Coolant Accident is characterized by depressurization 

of the Reactor Coolant System and rapid loss of reactor coolant 

to the containment. The Engineered Safety Features have been 

designed to sense the effects of the Loss of Coolant-accident by 

detecting low pressurizer pressure and level and generate signals 

actuating the SIS active phase based upon the coincidence of 

these signals. The SIS active phase is also actuated by a 

high containment pressure signal (Hi-Level) brought about by 

loss of high enthalpy coolant to the containment. This actuation 

signal acts as a backup to the low pressurizer pressure and 

level signal actuation of the SIS and also adds diversity to 

protection against loss of coolant.  
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Signals are also provided to actuate the SIS upon sensing the 
effects of a steam line break accident. Therefore, SIS act
uation following a steam line break is designed to occur upon 

sensing high differential steam pressure between any two steam 
generators or upon sensing high steam line flow in coincidence 

with low reactor coolant average temperature or low steam line 

pressure.  

The increase in the extraction of RCS heat following a steam 
line break results in reactor coolant temperature and pressure 

reduction. For this reason protection against a steam line 

break accident is also provided by coincident low pressurizer 

pressure and level signals actuating safety injection.  

Protection is also provided for a steam line break in the 
containment by actuation of SIS upon sensing high containent 

pressure.  

SIS actuation injects highly borated fluid into the Reactor 

Coolant System in order to counter the reactivitv insertion 

brought about by cooldown of the reactor coolant which occurs 

during a steam line break accident.  
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Containment Spray

The Engineered Safety Features actuation system also initiates 

containment spray upon sensing a high containment pressure signal 

(Hi-Hi Level). The containment spray acts to reduce contairnent 

pressure in the event of a loss of coolant or steam line break 

accident inside the containment. The spray cools the containment 

directly and limits the release of fission products by absorbing 

iodine should it be released to the containment.  

Containment spray is designed to be actuated at a higher containment 

pressure (\ 50% of containment design pressure) than the SIS (% 10% 

of containment design pressure). Since spurious actuation of contain

ment spray is to be avoided, it is automatically initiated only on 

coincidence of Hi-Hi Level containment pressure sensed by both sets 

of two-out-of-three containment pressure signals and coincidence with 

the S.I. Signal.  

Steam Line Isolation 

Steam line isolation signals are initiated by the Engineered Safety 

Features closing all steam line stop valves. In the event of a 

steam line break, this action prevents continuous, uncontrolled steam 

release from more than one steam generator by isolating the steam lines 

on high containment pressure (Hi-Hi Level) or high steam line flow.  

Protection is afforded for breaks inside or outside the containment 

even when it is assumed that there is a single failure in the steam 

line isolation system.  
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Feedwater Line Isolation

The feedwater lines are isolated upon actuation of the Safety 

Injection System in order to prevent excessive cooldown of the 

reactor coolant system. This mitigates the effect of an accident 

such as steam break which in itself causes excessive coolant tempera

ture cooldown.  

Feedwater line isolation also reduces the consequences of a steam 

line break inside the containment, by stopping the entry of feedwater.  

..Setting Limits 

1. The Hi-Level containment pressure limit is set at about 10% of 

containment design pressure. Initiation of Safety Injection 
(2) ,(3) protects against loss of coolant or steam line break 

accidents as discussed in the safety analysis.  

2. The Hi-Hi Level containment pressure limit is set at about 50% 

of containment design pressure. Initiation of Containment Spray 

and Steam Line Isolation protects.against large loss of coolant (2) 

or steam line break accidents (3 ) as discussed in the safety 

analysis.  

3. The pressurizer low pressure-low level limit is set substantially 

below system operating pressure limits. However, it is suffi

ciently high to protect against a loss of coolant accident as 
show in he sfetyanal (2) 

shown in the safety analysis (2  The trip is bypassed below 2000 psig 

to prevent inadvertent actuation of the Engineered Safeguards when 

the reactor is shutdown.  
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4. The steam line high differential pressure limit is set well below 

those differential pressures expected in the event of a large (3) 
steam line break accident as shown in the safety 

analysis .  

5. The high steam line flow measurement A? limit is set at approxi

mately 40% of the full steam flow from no load to 20% load.  

Between 20% and 100% (full) load, the trip setpoint for the flow.., 

measurement AP is ramped linearly with respect to first stage 

turbine pressure from 40% of the full steam flow to 110% of the -full 

steam flow. These setpoints will initiate safety injection in the 

case of a large steam line break accident. Coincident low Tavg set

ting limit for SIS and steam line isolation initiation is set below 

the hot shutdown value. The coincident steam line pressure setting 

limit is set below the full load operating pressure. The safety 

analysis shows that these settings provide protection in the event 

of a large steam line break.
(3 )

- t' r- Ing 

P!E e -e 2 

~J~iL1CqLIJ YUii~±,iJL J 1 r z pr 4 ~

3.5-7

J



Almost all reactor protection channels are supplied with sufficient 

redundancy to provide the capability for channel calibration and test 

at power. Exceptions are backup channels such as reactor coolant 

pump breakers. The removal of one trip channel on process control 

equipment is accomplished by placing that channel bistable in a 

tripped mode; e.g., a two-out-of-three circuit becomes a one-out-of

two circuit. The nuclear instrumentation system channels are not 

intentionally placed in a tripped mode since the test signal is 

superimposed on the normal detector signal to test at power. Testing 

of the NIS power range channel requires: (a) bypassing the Dropped 

Rod protection from NIS, for the channel being tested; and (b) defeat

ing the AT protection CHANNEL SET that is being fed from the NIS 

channel and (c) defeating the power mismatch section of Tavg control 

channels when the appropriate NIS channel is being tested. However, 

the Rod Position System and remaining NIS channels still provide the 

dropped-rod protection. Testing does not trip the system unless a 

trip condition exists in a concurrent channel.  

In the event that either the specified Minimum Number of Operable 

Channels or the Minimum Degree of Redundancy cannot be met, the 

reactor and the remainder of the plant is placed, utilizing normal 

operating procedures, in that condition consistent with the loss of 

protection.  

The source range and the intermediate range nuclear instrumentation 

and the turbine and steam-feedwater flow mismatch trip functions are 

not required to be operable since they were not used in the transient 

and safety analysis (FSAR Section 14).  

References: 

1) FSAR - Section 7.5 

2) FSAR - Section 14.3 

3) FSAR - Section 14.2.5
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TABL.E 3.5-1

ENGINEIERED SAFETY FEATURES INITIATION INSTRUMENT SETTING LIMITS

No. FUNCTIONAL UNIT CHANNEL SETTING LIMIT

1. High Containment Pressure (Hi Level) 

2. High Containment Pressure (Hi-Hi Level) 

3. Pressurizer Low Pressure and Low Level 

4. High Differential Pressure Between 

Steam Lines 

5. High Steam Flow in 2/4 
Steam Lines Coincident with Low T 

avg 

or Low Steam Line Pressure

Safety Injection 

a. Containment Spray 

b. Steam Line Isolation 

Safety Injection 

Safety Injection 

a. Safety Injection

b. Steam Line 

Isolation

< 3.5 psig 

< 23 psig 

> 1700 psig 

* 5 percent instrument span 

< 150 psi 

< 40% of full steam flow at 
zero load 

< 40% of full steam flow at 
20% load 

< 110% of full steam flow at 
full load 

* 540-F Tavg 

> 600 psig steam line pressure



TABLE 3.5-2 (Sheet 1 of 2)

REACTOR TRIP INSTRUMENTATI6N LIMITING OPERATING CONDITIONS

NO. FUNCTIONAL UNIT 

1. Manual 51C+" Trt? 

2. Nuclear Flux Power 
Range

3. Overtemperature AT 

4. Overpower AT 

5. Low Pressurizer 
Pres slure 

6. Ili Pressurizer 
Pressure 

7. Pressurizer-Hi Water 
Level 

8. Low Flow One Loop 
(Power > P-8) 

Low Flow Two Loops 
(Power < P-8 and 
> P-10)

NO. OF 
CHANNELS

3/loop 

3/loop

NO. OF 
CHANNELS 
TO TRIP

2/loop 
(any loop) 

2/loop (any 
two loops)

MIN.  
NUMBER OF 
OPERABLE 
CHANNELS

2/operable 
loop 

2/operable 
loop

MIN.  
DEGREE OF 

REDUNDNACY

l/operable 
loop 

1/operable 
loop

OPERATOR 
ACTION IF CONDI
TIONS OF COL. 3 
OR 4 CANNOT BE 
MET*

Maintain hot 
shutdown 

Maintain hot 
shutdown 

For zero power 
tests only 

Maintain hot 
shutdown 

Maintain hot 
shutdown 

Maintain hot 
shtadown 

Maintain hot 
shutdown 

Maintain hot 
shutdown 

Maintain hot 
shutdown

physics



TABLE 3.5-2 (Sheet 2 of 2)

9. Lo Lo Steam Generator 
Water Level 

10. Undervoltage 6.9 KV 
Bus 

11. Low Frequency 6.9 KV 
BuE ** 

12. Turbine trip 
(electrical over
speed protection)

3/loop 

1/bus 

1/bus 

3

2/loop 

2 

2 

2

2/loop 

3 

3 

2

i/loop 

2 

2 

1

Maintain hot 
shutdown 

Maintain hot 
shutdown 

Maintain hot 
shutdown 

Turbine shutdown 
.(turbine stop 
valves closed)

* Maintain hot shutdown means maintain or proceed to hot shutdown within 4 hours using normal 
operating procedures, if the unacceptable condition arises during operation.

** 2/4 trips all four reactor coolant pumps.



TABLE 3.5-3 (Sheet 1 of 2) 

INSTRUMENTATION OPERATING CONDITION FOR ENGINEERED SAFETY FEATURES

NO. FUNCTIONAL UNIT 

1. SAFETY INJECTION

NO. OF 
CHANNELS

NO. OF 
CHANNELS 
TO TRIP

MIN.  
NUMBER OF 
OPERABLE 
CHANNELS

MIN.  
DEGREE OF 
REDUNDANCY

OPERATOR 
ACTION IF CONDI
TIONS OF COL. 3 
OR 4 CANNOT BE 
MET'****

a. Manual

b. High Containment 
Pressure (Hi Level) 

c. High Differential 
Pressure Between 
Steam Lines 

d. Pressurizer Low 
Pressure and 
Low Level* 

e. High Steam Flow in 
2/4 Steam Lines 
Coincident with 
Low Tavg or Low 
Steam Line 
Pressure

3 /steam 
line 

3 **

2/steam 
line 

4 Tavg Sig
nals 
4 Pressure 
:.; gnals

2/steam 
line

!**

1/2 in any 
2 steam 
lines 

2

2/steam 
line

i/stearn 
line

Cold Shutdown

Cold Shutdown 

Cold Shutdown

Cold Shutdown

2 channels 
in each of 
3 steam 
lines

Cold Shutdowm 
or main steam 
isolation 
valves closed

f. Pressurizer Low 
Pressure and Low 
Level (Automatic 
Unblock)

2**** 1**** Cold Shutdown



TABLE 3.5-3 (Sheet 2 of 2)

2. CONTAINMENT SPRAY 

a. Manual Ii:, 

b. High Containment 
Pressure (Ili Hi 
Level)

0**

2 sets 
of 3

2 of 3 in 
each set

2 per set 1/set

Cold Shutdown 

Cold Shutdown

Permissible to bypass if reactor coolant pressure less than 2000 psig.  

** Each channel has two separate signals.  

*** Must actuate 2 switches ri ultaneously.  

* The Minimum Number of Operable Channels and the Minimum Degree of Redundancy may be 
if the SI bypass is in the unblocked position.

reduced to zero

**** If the condition of Column 3 or 4 cannot be met, the reactor shall be placed in the hot shutdown 
condition, utilizing noral operating procedures, within 4 hours of the occurrence. If the conditions 
are not met within 24 hours of the occurrence, the reactor shall be placed in the cold shutdown 
.condition, or the alternate condition, if applicable, within an additional 24 hours.



TABLE 3.5-4 (Sheet I of 2)

iNSTRUMENT OPERATING CONDITIONS FOR ISOLATION FUNCTIONS

NO. OF 
NO. FUNCTIONAL UNIT CHANNELS

NO. OF 
CHANNELS 
TO TRIP

br!N.  
OPERABLE 
CHANNELS

MIN.  
DEGREE 
OF 
REDUN
ANCY

OPERATOR ACTION 
IF CONDITIONS OF 
COLU2 3 OR 4 
CANNOT BE 
MET*

1. CONTAINIMENT ISOLATION 

a. Automatic Safety Injection 
(Phase A)

b. Containm.nt Pressure 
(Phase B)

See Item No. l(b) of Table 3.5-3 

See Item No. 2(b) of Table 3.5-3

Cold Shutdow,-n 

Cold Shutdown

c. Manual 

Phase A

Phase B

Cold Shutdown 

Cold Shutdo-wniSee temn 2(a) of' Table 3.5-3

2. STEtOM LINE ISOLATION

a. High Steam Flow in 2/4 
Steam Lines Coincident with 

Low Tav. or Low Steam Lino 
Pressure 

b. Ifigh Containment Presstire 
(Hi Hi Level)

c. Manual

See Item No. l(e) of Table 3.5-3

See item No. 2(b) of Table 3.5-3

1/loop l/loop i/loop

Cold Shutdown or 

Main Steam Isolatior 
Valves Closed 

Cold Shutdown or 
Main Steam Isolatior 
Valves Closedl** 

Cold Shutdo::n o 
Main Steam Iol Z: 
Valves Closed1 C 

r 
L



TABLE 3.5-4 (Sheet 2 of 2)

3. FEEDWATER LINE 
ISOLATION

a. Safety Injection See Item No. 1 Of Table 3.5-3

* If the conditions of Columns 3 or 4 cannot be met, the reactor shall be placed in the hot shutdown 

condition, utilizing normal operating procedures, within 4 hours of the occurrence. If the conditions 

are not met within 24 hours of the occurrence, the reactor shall be placed in the cold shutdown 

condition, or the alternate condition if applicable, within an additional 24 hours.

** Main stea-m isolation valves may be closed in lieu of going to cold shutdown 

with closing the valves is the only portion inoperable.

if the circuitry associated



TABLE 3.5-5 (Sheet 1 of 2) JA o iq~l7 • 

TABLE OF INDICATORS AND/ RiDCOI{DERS AVAIL.,LE TO TiE OPERAT.,W(

NO. OF 
CHANNEL S 

PARA ETER AVAILABLE

1) Containment Pressure 

2) Refueling Water 
Storage Tank Level 

3) Steam Generator 
Water Level (Narrow 

Range) 

4) Steam Generator 
Water Level (Wide 
Range) 

5) Steam Line Pressure 

6) Pressurizer'.a-ater 
Level \ 

7) RHR Recirculation 
Flow 

8) Reactor Coolant 

System Pressure 
(Wide Range)

S3/s team 
generator 

l/steam 
igenerator 

3/steam 
line 

'3 
' I 

/

MIN.  
NO. OF 

CIIANNELS 
REQUIRED**

1/stearm 
line 

1

INDICATOR/ 
RECORDER** 

Indicator 

Indicator 

Indicator

Recorder 

Indicator 

Ind'Lcator/One 
Channel is 
recorded 

Indicator 

Recorder

9) Cold Leg Temperature 4 
(Tc) (Wide Range) 

10) Hot Leg Temperature 
(Th) (Wide Range)

11) Containment Sump Level 

12) Recirculation Sump Level.  

13) Temperature Sensors in 

Penetration Area of Primary\ 
Auxiliary Building 

14) Temperature Sensors 

in Auxiliary Boiler 

Feedwater Pump Building

Recorder 

.Recorder 

indicator 

Indicator 

Alarm 

Alarm
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1 2 

15) Level Sensors in -. 2 1 Alarm 

Lower Level of 
Turbine Building 

* One level channel per steam generator (either wide range or narrow4 

range) with at least two wide range channels.  

** Columns 2 and 3 may be modified to allow the instrument channels to 

be inoperable for up to 7 days and/or .the recorders to be inoperable 

for up to 14 days.  

If the minimum number of channels required are. not restored to meet 

the above requirements ,,7.thin the time periods specified, then: 

1. If the reactor is critical, it shall be brought to the hot 
shutd6n condition utilizing normal operating procedures. The 

shutdown shall start no later than at the end of the specified 

time period.  

2. If the reactor is subcritical, the reactor coolant system tempera

ture and pressure, shall not be increased more than 25*F and 100 psi, 

respectively, over existing values.  

3. In either case, if the requirements of Columns 2 and 3 are not 

satisfied within an additional 43 hours, the reactor shall be 
brought to the cold shutdo.n condition utilizing normal operating 
procedures.: The shutdown shall start no later than the end of 
the 48 hour/ period.  

Y



3.6 CONTAINMENT SYSTEM 

Applicability 

Applies to the integrity of reactor containment. W14 ¢&c.  SLo.,L .  

Objective 

To define the operating status of the reactor containment for -lant 

operation.  

Specification 

A. Containment Integrity 

1. The containment integrity (as defined in 1.10) shall not 

be violated unless N:e reactor is in the cold shutdown 

condition. However, non-automatic valves 

& listed in Table 3.6-1, may be ozened if necessary for 

plant operation and only as long as necessary to perform the 

intended function.  

2. The containment integrity "shall no- be violated -:hen :he 

reactor vessel head is removed unless the boron concen

tration is sufficient to maintain the shutdown -argin 

> 10% Ak 

k 

3. If containment integrity requirements are not met when the 

reactor is above cold shutdown, conzain-ent integrity shall 

be restored within four hours or the reactor shall be broucht 

to a cold shutdown condition within the next 36 hours, util

izing normal operating procedures.  

B. Internal Pressure 

If the internal pressure exceeds 2.5 psi: or the internal vacuum 

exceeds'2.0 psig, the condition shall be corrected or the reactor 

shut down.  
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C. CONTAINMENT TEMPERATURE  

The reactor shall not be taken above the cold shutdow. n con:dition 

unless the containment ambient temperature is greater than 50'F.  

BASIS 

The Reactor Coolant System conditions of cold shutdown assure that no 

steam will be formed and hence there would be no pressure buildup in 

the containment if a Reactor Coolant System rupture were to occur.  

The shutdown margins are selected based on the type of activities that 

are being carried out. The 10% Ak/k shutdown margin when the head is 

off precludes criticality under any circumstances, even though 

fuel is being moved. 'When the reactor head is not to be removed, the 

specified cold shutdown margin of 1% Ak/k precludes criticality in any 

occurrence.  

Regarding internal oressure limitations, the containment design pressure 

of 47 psig would not be exceeded if the internal pressure before a major 

(1) 
loss-of-coolant accident were as much as 6.4 psig. The containment 

(2) 
can withstand an internal vacuum of 3 psig. The 2.0 psig vacuum speci

fied as an operating limit avoids any difficulties with motor cooling.  

The requirement of a 50°F minimum containment ambient temperature is to 

assure that the minimum service metal temperature of the containment 

liner is well above the NDT + 30'F criterion for the linear 
material. (3 )
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The following describes the bases for opening the specified non

automatic containment isolation valves during periods 
when 

containment integrity is required.  

1) Valves Required to be Open During a Postulated 
Accident 

These valves will be open during normal 
power operation as 

well as during and/or after the postulated accident. For 

example, these valves are located in piping of protection, 

safeguards or essential service systems which will be 

required to function during and/or, after the postulated 

accident.  

2) Valves Normally or Intermittently Open During 
Normal Plant 

Operation

These valves will be open during normal plant 
operation 

and are located within pipin-g systems which either service 

equipment within the containment or are only intermittently 

opened for periodic testing of safeguards systems:, or for 

calibration purposes. All valves in this category will be 

manually closed if the postulated accident should occur.  

Valves Normally Closed for Normal Operation but can be 

Administratively Opened During Normal Operation 

These valves will be normally closed during normal 
power 

operations and for postulated accident conditions.  

3.6-3 -.
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However, should the need arise for any of these valves to I 

be opened during normal plant operations, they will be 

administratively opened and administratively closed as 

required. The probability of a valve in this category 

being opened and a simultaneous LOCA occurring is extremely ] 

small due to the infrequent amount of time the valve is 

.:opened.  

Even though the probability of -a simultaneous LOCA and. a 

valve in this category being opened is extremely small, 

should this event ever occur, then the valve would be 

manually closed.during the post-LOCA period.  

4) Valves Normally Closed for Normal Operation but can be
Administratively Opened During Normal Operation and are 
Required to be Opened Intermittently Following a 1 
Postulated Accident 

These valves will be normally closed during normal 

power operations and for postulated accident conditions."..  

However, should the need arise for any of these valves to 

be opene'd during normal plant operations, they will be 

administratively opened and administratively closed as 

required. In addition, these valves are required to be i 

opened intermittently following a postulated accident. J

References 

(1) FSAR - Volume 7, Response to Question 14.6 

(2) FSAR- Appendi'x 5A, Section 3.1.8 

(3) FSAR - Section 5.1.1.1
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TABLE 3.6-1 

Non-Automatic Containment Isolation Valves 

1) Valves Required to be Open During a Postulated 
Accident', 

744 SWN-41 (5 Valves) 

869A SWN-44 (5 Valves) 

869B SWN-51 (5 Valves) 

850A SWN-71 (5 Valves) 

851A pCV-l1l1 (2 Valves) 

752F 1814A 
752J .1814B 
753F 1814C 
753J "" .  

2) Valves Normally or Intermittently Open 
During Normal Plant 

Operation .1 

550 250B 859A 863 %Z 

1870 241B 859C 580A 

743 250C 1833A 580B 

205 241C 1833B 732 

226 250D 1610 958 . 4 

227 241D 891A 959 

250A 878A 891B 990C 

241A 878B 891C 885A 
891D 885B 

3) Valves Normally Closed for Normal Operation but 
which can 

be Administratively Opened During Normal Operation 

UR-37 -UH-38 1. 
i 

SA-2-4 (2 Valves) 

4) Valves Normally Closed for Normal Operation but can be 

Administratively Opened During Normal Operation and are.  

Required to be Opened Intermittently Following.a Postulated 

Accident 

1882A 1890A 

1875A 1890B.  

1875B 1890C 
1876A 1890D 
1876B 1890E 
PS-7 1890F 

. PS-8 1890G 

PS-9 1890H 
PS-10 1890J 
888A 990A 
888B 990B



3.7 AUXILIARY ELUX:TRICAL SYSTEMS

Applicability 

Applies to the availability of electrical power for the operation of 

plant auxiliaries.  

Objective 

To define those conditions of electrical power availability necessary (1) 

to provide for safe reactor operation, and (2) to provide for the continuing 

availability of engineered safety features.  

Specification 

A. The reactor shall not be brought above the cold shutdown condition 

unless the following requirements are met: 

. Two physically independent transmission circuits to Buchanan 

Substation capable of supplying engineered safeguards loads.  

2. 6.9 KV buses 5 and 6 energized from either 138 KV feeder 

95331 or 95332.  

3. Either 13.8 KV feeder 13W92 or 13W93 and its associated 

13.8/6.9 KV transformer available to supply 6.9 KV power.  

4. The four 480-volt buses 2A, 3A, 5A and 6A energized and the bus 

tie breakers between buses 5A and 2A, and between buses 3A and 

6A, opened.  

5. Three diesel generators operable with a minimum onsite supply, 

of 5676 gallons of fuel available in each of the three individual 

underground storage tanks and 26,300 gallons of fuel compatible 

foroperation with the diesels available onsite other than the
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underground storage tanks or at the Buchanan substation. This 

26,300 gallon reserve is for Indian Point Unit No. 3 usage only 

and is in addition to the fuel-requirements for other nuclear 

units on the site.  

6. Three batteries plus three chargers and the D. C. distribution 

systems operable.  

B. The requirements of 3.7.A may be modified to allow any one of the 

following power supplies to be inoperable at any one time: 

1. One diesel or any diesel fuel oil system or a diesel and its 

associated fuel- oil system may be inoperable for up to 7 days 

provided the 138 KV and the 13.8 KW sources of offsite power 

are available and the remaining diesel generators are tested 

daily to ensure operability and the engineered safety features 

associated with these. diesel generator buses are operable.  

2. The 138 KV or the 13.8 KV sources of power may be inoperable for 

48 hours provided the three diesel generators are operable. This 

operation may be extended beyond 48 hours provided the failure.  

is reported to the NRC within the 48 hour period with an outline 

of the plans for restoration of offsit6 power and NRC approval 

is granted.  

3. One battery may be inoperable for 24 hours provided the other 

batteries and the three battery chargers remain operable with 

one battery charger carrying the D. C. load of the failed battery 

supply system.  

C. If the electrical distribution system is not restpred to meet the 

requirements of 3.7.A within the time 'periods specified in 3.7.B, then: 

1. If the reactor is critical, it shall be brought to the hot shutdown 

condition utilizing normal operating procedures. The shutdown 

shall start no later than at the end of the specified time period.  
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2. If. the reactor is subcritical, the reactor coolant system 

temperature and pressure shall not be increased more than 

25*F and 100 psi, respectively, over existing values.  

3. In either case, if the requirements of 3.7.A are not satis

fied within an additional 48 hours, the reactor shall be 

brought to the cold shutdown condition utilizing normal 

operating procedures. The shutdown shall start no later 

than the end of the 48 hour period.  

D. The requirements of Specification 3.7.A.1 may be modified during an 

emergency system-wide blackout condition as follows:; 

Two of the three 13.8 KV feeders (13W92, 13W93 and/or 13W94) to the 

Buchanan Substation 138 KV buses operable with at least 37 M9 power 

from any combination of gas turbines (nameplate rating at 80'F) at 

the Buchanan Substation and onsite available for exclusive use on 

Indian Point Unit No. 3.  

Basis 

The electrical system equipment is arranged so that no single contingency 

can inactivate enough safeguards equipment to jeopardize the plant safety.  

The 480-volt equipment is arranged on 4 buses. The 6900-volt equipment 

is supplied from 6 buses.  

The Buchanan Substation has both 345 KV and 138 KV transmission circuits 

which are capable of supplying startuD, normal operation, shutdown and/or 

engineered safeguards loads.  

The 138 KV supplies or the gas turbines are capable of providing sufficient 

power for plant startup. Power via the station auxiliary transformer can 

supply all the required plant auxiliaries during normal operation, if required.  

In addition to the unit transformer, four separate sources supply station 

service power to the plant. (
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The plant auxiliary equipment is arranged electrically so that multiple 

items receive their power from different buses. Redundant valves are 

individually supplied from separate motor control centers.  

The bus arrangements specified for operation ensure that power is available 

to an adequate number of safeguards auxiliaries. With additional switching, 

more equipment could be out of service without infringing on safety.  

Two diesel generators have sufficient capacity to start and run within 
(1) 

design load the minimum required engineered safeguards equipment.  

The minimum onsite underground stored diesel fuel oil inventory is maintained 

at all times to assure the operation of two diesels carrying the minimum 

required engineered safeguards equipment load for at least 48 hours.(2) 

Additional fuel oil suitable for use in the diesel generators will be stored 

either on site or at the Buchanan Substation. The minimum storage of 26,300 

gallons of additional fuel oil will assure continuous operation of two diesels 

at the minimum engineered safeguards load for a total of 7 days. A truck 

with hosing connections compatible with the underground diesel fuel oil 

storage tanks is available for transferal of diesel oil from storage areas 

either on site or at the Buchanan Substation. Commercial oil supplies and 

trucking facilities are also available.  

Periodic diesel outages will be necessary to perform the corrective maintenance 

required as a result of previous tests or operations and the preventive 

maintenance recommended by the manufacturer.  

One battery charger shall be in service cn each battery so that the batteries 

will always be at full charge in anticipation of a loss-of-AC power incident.  

This insures that adequate D.C. power will be available for starting the 

emergency generators and other emergency uses.  

The plant can be safely shutdown without the use of offsite power since all 

vital loads (safety systems, instruments, etc.) can be supplied from the 

emergency diesel generators.  
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Any two of three diesel generators, the station auxiliary transformer or 

the separate 13.8 to 6.9 KV transformer are each capable of supplying the 

minimum safeguards loads, and therefore provide separate sources of power 

immediately available for operation of these loads. Thus the power supply 

system meets the single failure criteria required of safety systems. To 

provide maximum assurance that the redundant or alternate power supplies will 

operate if required to do so, the redundant or alternate power supplies are 

verified operable prior to initiating repair of the inoperable power supply.  

If it develops that (a) the inoperable power supply is not repaired within 

the specified allowable time period, or (b) a second power supply in the 

same or related category is found to be inoperable, the reactor, if critical, 

will initially be brought to the hot shutdown condition utilizing normal 

operating procedures to provide for reduction of the decay heat from the fuel, 

and consequent reduction of cooling requirements after a postulated loss-of

coolant accident. If the reactor was already subcritical, the reactor coolant 

system temperature and pressure will be maintained within the stated values 

in order to limit the amount of stored energy in the Reactor Coolant System.  

The stated tolerances provide a band for operator control. After a limited 

time in hot shutdown, if the malfunction(s) are not corrected, the reactor 

will be brought to the cold shutdown condition, utilizing normal shutdown and 

cool-down procedures. In the cold shutdown condition there is no possibilit

of an accident that would release fission products or damage the fuel elements.  

Conditions of a system-wide blackout could result in a unit trip.: Since 

normal off-site power supplies as required in Specification 3.7.A.1 are not 

available for startup, it is necessary to be able to black start the unit 

with gas turbines providing the incoming power supplies as a first step in 

restoring the system to an operable status and restoring rower to customers 

for essential services. Specification 3.7.C provides for startup using 37 

MW's of gas turbine power (nameplate rating at 80*F) which is sufficient to 

carry out a normal plant startup. A system-wide blackout is deemed to exist 

when the majority of Con Edison electric generating facilities are shutdown 

due to an electrical disturbance and the remainder are incapable of supplying 

the system therefore necessitating major load shedding.  

Reference 

1) FSAR- Section 8.2.1 

2) FSAR - Section 8.2.3
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. 3.8 REFLLc I I j E, %TAN -10,lq 

App). icabilI i tZ.  

Applies to operating limitations during refucling operationsY O. ' j 
Objective 

To ensure that no in c 4-i,, cou] d occur durin: r;..fuel i n.c :- 'r ,  S.-

*:;ould nd ersely - z: public hcm1 .- r . .  

S~ecification 

A. During refueling operationsthe fo!l;,.-ing conditions.shall be satisfied: 

1. TS:- equi pi;ent dcor and at leas- Gne door in each personnel air 
lock shall .beproperly closed. In addition, at least one isolatioi 
valve shall be operable or locked closed in each line penetrating 

the containment and which provides a direct path from containment 

atmosphere to the outside.  

2. Radiation levels in the containment and spcnz fuel Storage areas 

shall be ronitored continuously.  

3.- The core subcritical neutron flux shall be continuously =oni:ored 
by the two source range neutron .monitors, each with continuous 
visual indication in the control ro6m and one with audible indication 
in the containment available whenever core geometrv is being 
changed. .hen core. - tr v. U - - le . L On 

source range neutron fILuX monitor shall be in serv'.ce.  

4. At least one residual heat removal pump and heat exchanger shall.  

be operating except during those core alterations in which the 
Residual heat: R-oval floW' interferes with component pcsiLcnin,.



5. During reactor Ves3ei head removal and while loading ;311d unloading ( 

fuel frola the reactor, T shall be <1 40F and the minimum boron avg 

concentration sufficient to maintain the reactor subcritical by a " 

least 10% k/k. The required boron concentration shall be veri

fied by chemical analysis daily.  

6. Direct com unicatkon berntean tha_ control o- - "- te ..... 

cavi y man i u I nL n. 1t.-.  

core geo.cry are -, pce.  

The containment vcnl - -g System, includii- the radiation 

monitors which initiate islation, shall be tested and verified 

a~T 10O In L~ to be operable - raor to refueling operations.  

No movement of fuel in the reactor shall be made until tile reactor 

has been subcritical for at least one hundred hours.  

Whenever movement of fuel is being made, the minimum water 

level maintained in the area of movement shall be above that 

elevation corresponding to 23 fect t 1 i T-, na 1 to o f o-_e 

-eUC- 'u -A ~~ .. .  

10. Hoists or cranes utilized in han ling r fuel shall be dead-load 

tested before fuel movement begins. The load assumed by the hoists 

or cranes for this test must be equal to or greater than the .maxi- I 
mum load to be assumed' by the hoists or- cranes during the refueling 

operation. A thorough vsual insecticn of the hoiSts or cranes 

shall be made after t ..e- - "4 c 1 * 

IA. The fuel storage build.ng aro nr ly . r un t 4lat -io n  systeM s:.ll be 

operable whenever irradiated fuel is being handled within the fuel 

storage building. The emerg,ency vntilatn system may. e inonerabl

when irradiated fuel is in te .fuel stcrage building, provided 

irradiated fuel is not being handled and neither. the spent fuel cas; 

nor the cask crane are moved over the spent fuel pit during the 

period of inoperability.  

If any of the specified limiting conditions for refuelin is not met, 
re fuel.i ug sha 11 c ,s c .. a KiI.i ti ,i r c. : v . -. 'c ... .  

S. - ,-h' core shall be maz-e.

' r~r0-4 1

/ 

I'.  

i[



- '~K~) .Q\

,L* Radiation levels in the . span, fuel storaaa rea 
shall be monitored continuouslyv .V,, . I .  1144rwht....I Na~r:

The spent fuel cask bt b ,,cr' ,, .; -

spent fuel pit ,whic-. 
4 t t2: ] -. i . " 

spent fuel pit contains irradia:-I: fuel, the s ent fuel cask 
shall not be moved over any region of the sPt fuel pit unless 
the irradiated fuel stored therein has been in a subcritical 
condition for at leas/ a 

During periods of sDent fuel cask or fuel storage building cask 
crane movement over the spent fuel pit, ,hen the Pit contains 

fuel. the pit shall be filled with borated water at a 
concentration of > 1000 Pp.  

Whenever movement of - fuelIs bein, made the mini:um wter 
level maintained in the area o; oveent sa b, above that 

elevation correspoi.ing to 23 feet ._n. .T -

I 

Th-

\j~A s-~cA,., -~ c~.
C.  

-.. ,-•



Hoists or cranes utilized in handling. t fu(2l shall be dead-load 

tested before fuel ovcment begins. The load assu:ld by the hoif.l.s 

or cranes for this :est must be equal to or g're!aLer tharn the ma:i
• C; '.  

mum load to be assumed' by the hoists or cranes during the .  

operation. A tz r oumK iua :C ecGcn of t- C.ho.s crZ:!-s 

shall be made af e r t ue ad t CaSit -1 d j - !FUQ a g.  

Th e f UL r au .c S% 

operable 2.. : er ir-i - , s b... ....... ..... : 

storage building. The e..r-encvent'iatIon syst. "in:r

- when irradiated fuel is in the fuel stcrage building, prcvided 

irradiated fuel is not beinz handled and neither the spent fuel cask 

nor the cask crane are moved over the .spent fuel pit during ths_ 

-c&'iod of inoperability.  

Basis ' " - .• " 

' . ." .....  

The equipment and general procedures to be utilized during refueling'are 

discussed in the FSAR. Detailed instructions, the above specified precautions, 

and the design of the fuel handling equi-pent incorporating built-in interlocks 
-and safety features, provide assurance that no incidenc could cccur during the 

refEueling: operations that would result in a hazard to public health and safety. (i) 

Whenever changes are n o n " .  r".........- : Ut,.  

ficient. This permits maintenance of -the inSrumejation. Col " "uo'- MonitorinC, 

of radiation- levels-,. and neutron flux provides i-mediate indication of 

an unsafe condition. The residual heat removal pum is used to maintain a uhi.for

boron concentration.  
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'fiie shutdo:,zi wr~rgiII inJdict~ted ...... 2f.'~ "-I L ... p cc-r The.. •-u.d '' laa g l e.. d : 'Wil ,'.Lco.. thc Core subcrlt c ! 

en:e. if all control reds wore withdrawi from the core. Durln,, -c*uc ., 

'heL r'zactot :~ul2~~y~f :t i~:;;f~> 

of a:Ler froma the refucj.i.w- tcr S ', t1L: :ith : bore::-,c:Lr..

A 200i . A ..  

."'lU :. v_.. . -'.- r' . - L.. .r 

shutdown margin. I aUlows ti. zo: ro_ :oon orctor- :c, 2.'_- .

manipulator operator of any iope ..1'g ,un,;afe -codition detect.ed r'-- tnn 

main control board indicators during.fuel movement..  

In addition to the above safeguards, interlocks are uzilized duri g -3 te i, 

to ensure safe handling. An excess weight interlock is provided on the 

lifting hoist to prevent movement of more than one fuel assembly at a time.  

The spent fuel transfer mechanism can accocmodate only one fuel assc:nbly 

at a .time. .



Thc IOJ-hour decay ti.e followin. -l and tlue 23 e f " M zlld thr- 23 (-'Ct 't L "w.L!r 
zibov C t top of the re ccri~isc wi ii the ,-:':.'ins '..d : .  
dose calculationl for the fuel aIeidiig acc t,-it.  

T'he re .jjlr .... for "; - f. . L -:;. . .._...ti:i e:: . ,;. '.:- -e:'' ;..: .. . ...  

to b :)P trable is es -. :. . . L....,.. ...  

i : s ~ t r,. + ._ ac - .. .. . ', . . :. . . . : .-- f- :. '. ,: .a ?. -.. - .. ..-..
--. .. .  

' b y a m a : u a i v --e u .. . " .  

fuel h"dling and is in a standby i.  

The miniimum spent fuel pit boron con-cetratice:, and the 1'5-day rest c.ri.  
on th' movement of the spent fuel cask to allow h-e irr-diated 
decay were specified in order to minimize the conseqiuences of an un1iko01v 
sideways cask drop.  

When the spent fuel cask is being placed in or removed from i.-c zosition 
in the.. spent fuel pit, mechanical stops incorporated on the brid .. riis 
make it impossible for the bridge of ,he crane to t'avcl further r nc1-.-t"

a point directly over the spot .... f.. th cask ile 
will be possible to handle the spent ruel caSk wirh U10 40-.L.. .I.c 
move new fuel to the new fuel elevator with a 5-ton hook, but it will be 
impossible to carry any obje.ct over the spent fuel stotage area with either 
the 40 or 5-ton hook of the fuel storage building crane.  

!): _ t ....- .- . . .................  

hiLdling r ruel provYide assur, ni- t,: :hc ho ists or crain2s .ie 
of proper operation.  

References 

(1) FSAR - Section 9.5.2 

(2) FSAR - Table 3.2.1-1
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3.9 RADIOACTIVE MTERIALS MhNAG MENT 

Applicability 

Applies to the handling and use of sealed special nuclear, source and 

by-product material.  

Objective 

To assure that leakage from by-product, source, and special nuclear 

radioactive material sources does not exceed allowable limits.  

Specification 

A. Tests for leakage and/or contamination shall be performed as follows: 

1. Each sealed source, except startup sources subject to core 

flux, containing radioactive material, other than Hydrogen-3, 

with a half life greater than thirty days and in any form 

other than gas shall be tested for leakage and/or, contamination 

at intervals not to exceed six months.  

2. The periodic leak test required does not apply to sealed sources 

that are stored and not being used. The sources excepted from 

this test shall be tested for leakage prior to any use or transfer 

to another user unless they have been leak tested within six months 

prior to the date or use or transfer. In the absence of a 

certificate from a transferor indicating that a test has been 

made within six months prior to the transfer, sealed sources 

shall not be put into use until tested.  

3. Startup sources shall be leak tested prior-to '-- I 

S.. L being subjected to core fluxAnk 

4o61ovwinj rRafr.i'r o 4&t.Ac I9wre
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B. Sealed sources are exempt from Specification 3..9.A when the 

source contains 100 microcuries or less of beta and/or gamma 

emitting material or Nmicrocuries or less of alpha emitting 

material. 5 

C. The leakage test shall be capable of detecting the presence of 

0.005 microcurie of radioactive material on the test sample. If 

the test reveals the presence oj 0.005 microcurie or more of -t .zeidt sottrce 
removable contamination, -shall immediately be withdrawn from, 

use,,econtaminat and repaired, or be disposed of in accordance 

with Commission regulations.  
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K PLANT SYSTEMS 

3/4.7.9 SEALED SOURCE CONTAMINATION 

LIMITING CONDITION FOR OPERATION 

3.7.9.1 Each sealed source containing radioactive material 
either in excess 

of those quantities of byproduct material listed in 10 CFR 30.71 or > 0.1 

microcuires of any other material, including alpha emitters, shall be free 

of > 0.005 microcuries of removable contamination.  

APPLICABILITY: At all times.  

ACTION; 

a. Each sealed source with removable contamination 
in excess of 

the above limits shall be immediately withdrawn from use and: 

1. Either decontaminated and repaired, or 

2. Disposed of in accordance with Commission Regulations.  

K _ b. The provisions of Specification 3.0.3 and 3.0.4 are not applicable.  

SURVEILLANCE REQUIREMENTS 

4.7.9.1.1 Test Requirements- Each sealed source shall be tested for 

leakage and/or contamination by: 

a. The licensee, or 

b. Other persons specifically authorized by the 
Commission or an 

Agreemrnt State.  

The test method shall have a detection sensitivity of at least 0.005 

microcuries per test sample.  

4.7.9.1.2 Test Frequencies - Each category of sealed sources shall be 

tested at the frequency described below..  

a. Sources in use (excluding startup sources previou ly sjected 

to core flux) - At least once per six months for all sealed sources 

containing radioactive materials.

October 1, 19753/4 7-25W-STS



PLANT SYSTEMS

CItD1WITI I MJrF QFAIITRFMFNTS (flontinued) .'~-..c-. -

1. With a half-life greater than 30 days (ex/'uding Hydrogen 3), 

and 

2. In any form other than gas.  

b. Stored sources not in use - Each sealed source shall be tested 
prior to use or transfer to another licensee unless tested within 

the previous six months. Sealed sources transferred without a 
certificate indicating the last test date shall be tested 
prior to being placed into use.  

c. Startup sources - Each sealed startup source shall be tested 
prior to being subjected to core flux and following repair or 
maintenance to the source.

4.7.9.1.3 Reports - A Special Report shall be prepared and 

to the Commission pursuant, to Specification 6.9.2 within 90 
leakage tests reveal the presence of > 0.005 microcuries of 
contamination.

3/4 7-26
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3.10 CON+TROL'ROD AND POMER DISTRIBUTION LIMITS JAR 2 

Applicability: 

Applies to the limits on core fission power distributions and to the limits 

on control rod operations.  

Objectives: 

To ensure: 

1. Core subcriticality after reactor trip, 

2. Acceptable core power-distribution during power operation in order to main

tain fuel integrity in normal operation and transients associated with 

faults of moderate frequency, supplemented by automatic protection and by 

administrative procedures, and to maintain the design basis initial con

ditions for limiting faults, and r dct 
3. Limit potential reactivity insertions caused by hypothetical control ) 

ejection.  

Specifications: 

3.10.1 Shutdown Reactivity 

The shutdown margin shall be at least as great as shown in Figure 3.10-1.  

3.10.2 Power Distribution Limits 

3.10.2.1 At all times, except during 7o6 power physics tests, the hot channel 

factors defined in the basismust'meet the following limits: 

F (Z) < (2.32/P) x K(Z) for P > 0.5 

FQ(Z) < (4.64) x K(Z) for P < 0.5 

F N< 1.55 [i + 0.2 (1-P)] 
A~R 

where P is the fraction of full power at which the core is operating.  

K(Z) is the fraction given in Figure 3.10-2 and Z is the core height 

location iC F
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3.10.2.2 

3.10.2.2.1 

3.10.2.2.2 

3.10.2.3 

3.10.2.4

Following initial core loading, subsequent reloading and at 

regular effective full power monthly intervals tht.reafter, power 

distribution maps, using the movable detector system, shall be 

made to confirm that the hot channel factor limits of this speci

fication are satisfied. For the purpose of this comparison, 

m e a s u e m e n o f o t a lF M e a s 
The measurement of total peaking factor, , shall be 

increased by three percent to account for manufacturing 

tolerances and further increased by five percent to account 

for measurement error.  

The measurement of enthalpy rise hot channel factor, FAH, shall 

be increased by four percent to account for measurement error.  

If either measured hot channel factor exceeds its limit speci

fied under Item 3.10.2,1, the reactor power and high neutron flux 

trip setpoint shall be reduced so as not to exceed a fraction 

of rated power equal to the ratio of the F or F limit to 
Q AH 

measured value, whichever is less. If subsequent in-core 

mapping cannot, within a 24-hour period, demonstrate that the 

hot channel factors are met, the reactor shall be brought to 

a hot shutdown condition with return to power authorized only 

for the purpose of physics testing.  

The reference equilibrium indicated axial flux difference for 

each excore channel as a function of power level (called the 

target flux difference) shall be measured at least once per 

equivalent full power quarter. The target flux differences 

must be updated each effective full power month by linear 

interpolation using the most recent measured value and a 

value of 0 percent at the end of the cycle life.  

Except during physics tests, during excore calibration 

procedures and except as modified by Iteqs 3.10.2.5 through 

3.10.2.7 below, the indicated axial flux difference of all 

but one operable excore channel shall be maintained within a 

_ 5% band about the target flux difference.  

3.10-2

i '-



3.10.2.5 

3;10.2.5.1

At a power level greater than 90% of rated power, 

If the indicated axial flux difference of more than one operable 

excore channel deviates from its target band, either such 

deviation shall be ellminted or the reactor power shall be 
A 

reduced to a level no greater than 90 percent of rated power.

3.10.2.6 At a power level no greater than 90 percent+ of rated power,

3.10.2.6.1 

3. 10. 2. 6. 2 

3.10.2.6.3

The indicated axial flux difference may deviate from its ± 5% 

target band for a maximum of one hour (cumulative) in any 24 

hour period provided the flux difference does not exceed an, 

envelope bounded by -11 percent and +11 percent at 90% power 

and increasing by -1 percent and +1 percent for each 2 percent 

of rated ower below 90% power. A -No AOra deviaoon ts pereieru /e/ J 
Perq(jOfr prI'o eAIf1 4 sar'ppojet'" 

If Item 3.10.2.6.1 is violated by more than one operable 

excore channel, then the reactor power shall be reduced to 

no greater than 50% power and the high neutron flux setpoint 

reduced to no greater than 55 percent af rated values.  

A power increase to a level greater than 90 percent of rated 

power is contingent upon the indicated axial flux difference 

of all but one operable excore channel being i  s 

target band.

3.10.2.7 At a power level no greater than 50 percent of rated power,

3.10.2.7.1 

3.10.2.7.2

The indicated axial flux difference may deviate frcm its 

target band.  

A power increase to a level greater than 50 percent of rated 

power is contingent upon the indicated aial flux difference 

of all but one operable excore channel not being outside 

their target bands for more than two hours(cumulative) out 

of the preceding 24-hour period. One-half the time the indicated 

axial flux difference is cut of its uaret band up to 50'. of rated 

9 wer is to be counte as contribt-n to the. one-hour cumulativetwI 

maximum the flux difference may deviate from its target band of a 

power level' < 90% of rated power.
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3.10.2.8 Alarms are provided to indicate non-conformance .ith the flux 

difference requirements of 3.10.2.5.1 and the flux difference

time reqvirements of 3.10.2.6.1. If the alarms are temporarily 

out of service, conformance with the applicable limit shall be 

demonstrated by logging the flux.difference at hourly intervals..

for the first 24 hours and half-hourly thereafter.  

3.10.2.9 If the core is operating above 75% power with one excore nuclear 

channel out of service, then core quadrant power balance shall-be 

determined once a day using movable incore detectors (at least 

two thimbles per quadrant).  

3.10.3 Quadrant Power Tilt Limits 

3.10.3.1 Whenever the indicated quadrant power tilt ratio exceeds 1.02, 

except for physics tests, within two hours the tilt condition 

shall be eliminated or the following actions shall be taken: 

a) Restrict core power level and reset the Dower range hizh 

flux setpoint two percent of rated value for every percent 

-of indicated power tilt ratio exceeding 1.0, and 

b) If the tilt condition is not eliminated after 24 hours, 

the power range nuclear instrumentation setpoint shall 

be reset to 55% of allowed power. Subsequent reactor 

operation is permitted uP to 50% for the purpose of 

measurement, testing and corrective action.  

3.10.3.2 Except for physics tests, if the indicated quadrant po; er 

tilt ratio exceeds 1.09 and there is simultaneous indication 

of a misaligned control rod, restrict core power level 2% of 

rated value for every percent of indicated power tilt ratio 

exceeding 1.0 and realign the rod within two hours. If the 

rod is not realigned within two hours or if there is no simul

taneous indication of a misaligned rod, the reactor shall be 

brought to the hot shutdown condition within 4 hours. If the 

reactor is shut down, subsequent testing up to 50' of rated 

power shall be permitted to determine the cause or the tilt.  
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3.10.3.3 The rod position indicators shall be monitored and logged once 

each shift to verify rod position within each bank assignment.  

3.10.3.4 The tilt deviation alarm shall be set to annunciate whenever the 

excore tilt ratio exceeds 1.02. ,3 '1 /0 

3.10.4 Rod Insertion Li-its 

3.10.4.1 The shutdown rods shall be fully withdrawn when the reactor 

-is critical -Dr appxoaching .criticaliy .(i.e ._tle reactox .is 

fl~1c~.sur.x~ia z-an -h~~lzo oa~fan 

~ ~ -.. Whan -±ixaZx sci~cl te~nzLbanks-sha-l h.ba 

limited in physical insertion to the insertion limits show..n 

in Figure 3.10-4 or Figure 3.10-5.  

3.10.4.3 Control bank insertion shall be further restricted if: 

a. The measured control rod worth of all rods, less the 

worth of the most reactive rod (worst case stuck rod), 

is less than the reactivity required to provide the 

design value of available shutdown1 

3.10.4.4 Full length control rcd insertion limits do not apply during 

physics tests or durinS periodic exercise of individual rods.  

However, -the- hudown -- argin indite adin Tigure 3 .lO-I "mus 

be maintained except ;or the low oower physics test to measure 

-'rol .rod worth ,and -shutdomn :,marz in. -For this .test, _the 

~xeactor 'ayb e ical with a. ... one ull .lengrh .conzrol 

rod inserted m3Z-art. length rods fully withdrawn.  

3.10.4.5 Part length rods shall tr - ,e -except for 
low power physics tests andafor a- 6Tset zdlibration tests 

performed below 75% of rated power. Part length rods shall be 

limited in physical insertion to the insertion limits shown in 

.-Figure 3.10-3.

4-okm LO 14 1 (0:.



Rod Misalignment Limitations

3.10.5.1 If an indicated full length or part length rod cluster control 

assembly is misaligned from its bank demand position by more 

than 13 steps, then realign the rod or determine the core 

peaking factors within 2 hours and apply Specification 3.10.2.  

3.10.5.2 If the requirements of Specification 3.10.3 are determined not 

to apply and the core peaking factors have not been determined within 

two hours and the rod remains misaligned, the .high reactDxflux 

setpiutshalLi --Le z~ced nS5:ofiszte.vau.  

..B bhous-the. rod -hall.,be Xl~a a~n~xb~, 

3.10.6 Inoperable Rod Position Indicator Channels 

3.10.6.1 If a rod position indicator channel is out of service then: 

a. For operation between 50 percent and 100 percent of rating, 

the p6sition of 'the rod cluster control shall be checked 

indirectly by core instrumentation (excore detectors and/or 
::ovable! incore detectors)- every Shift, or subsequent to rod 

b. During operation below 50 percent of rating, no special 
monit oring is required.  

3.10.6.2 Not :more than. one rod position indicator channel pergroup.nor 
t -wo-rod position indicator channels per bank shall be permitted 

to 'be inoperable atiany tima.  

3.10.6.3 If a full length .or ;part length Tdbing:.adripsition indicator 

channel out of servicm,'-.is :found to be misaligned fromrU3.10.6.la, 

above, then Specificatio n 1DO5,will be applied.  

-3.10-6
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Inoperable Rod Limitations

3.10.7.1 An inoperable rod is a rod which does not trip or which is 

declared inoperable under Specification 3.10.5 or fails to 

meet the requirements of 3.10.8.  

3.10.7.2 Not more than one inoperable full length rod shall be allowed 

any time the reactor is critical except during physics tests 

requiring intentional rod misalignment. Otherwise, the plant 

days. The analysis shall include due allowance for non

uniform fuel depletion in the neighborhood of the inoperable 

rod. If the analysis results in a more limiting hypothetical 

transient than the cases reported in the safety analysis, 

the plant power level shall be reduced to an analytically 

determined part power level which is consistent with the 

safety analysis.  

3.. . o . Dr. 'Tm 

At operating temperature and full flow, the drop time of each 

- fu.langth :rod.. riser -con rl- :shall be.. ..greater than , 14 
-sernds from. loss of stationary gripper -o- oltge to -ashpor 

entry.  

3.10.9 "Rod Ts1-iton'Mnitor 

"If the -rod position:deviation-monitor is inoperable, individual 

rod positions shall be logged- once-Tpa .i afaiA:afT.era load 

.hange. greatez 'than 20-errent of rate wer.

3.10-7
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.10 Quadrant Power Tilt Monitor 

If one or both of the quadrant power tilt monitors is inoperable, 

individual upper and lower excore detector calibrated outputs 

shall be logged once per shift and after a load change greater / 
than 10 percent of rated power.

~3.J.O49 Notifiatz n II

-Regulatory Commission within 30 days.  

BASIS 
eye 0+ Gfdnl f 

Design criteria have been chosen for Q - which are e ,|I[ 

consistent with the fuel integrity analyses. These relate to- fission gas 

release, pellet °temperature and cladding mechanical properties. Also the 

minimum'DNBR in the core must not be less than 1.30 in normal operation 

or in short term transients.

LI
the peak-linear power density must not exceed the limiting /*ft 

values Which result from the large break loss of coolant accident 

-.analysis ,based-. ou-ntheECCS:accetalte criteria .limit of 12200
0F. This 

is. requir-ed to meet the -ini-fal .=ditions .assumed _f t= -loss -of -c vbl3nt 

accident analys~s. To aid in -specifying ,the limits on power distribution.  

fe folowing -ho t channel factors are .defined.  

F (Z), Height Dependent Heat Flux Hot Channel Factor, is defined as the 
Q 

maximumlocal heat ix. :o :the ,.s=face _f=, .I2e1.ind, .at .cre..eleva t ion Z 

divided.-by-the -average fuel.'-obd heat illux, illowing fr iauaeturing 

tolerances on fuel pellets and-rods.
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7AWL0 I 76.

E 
FQ, Engineering Heat Flux Hot Channel Factor, is defined as the allowance Q 
on heat flux-required for manufacturing tolerances. The engineering factor 

allows for local variations in enrichment, pellet density and diameter, 

surface area of the fuel rod and eccentricity of the gap between pellet and 

clad. Combined statistically the net effect is a factor of 1.03 to be 

applied to fuel rod surface heat flux.  

Nuclear Enthalpy Rise Hot Channel Factor, is defined as the ratio 

of the integral of linear power along the rod with the highest integrated 

power to the average rod power.  

N 
It should be noted that XH is based on an integral and is used as such 

in the DNB calculations. Local heat'fluxes are obtained by using hot 

channel and adjacent channel explicit power shapes which take into account 

variations in horizontal (x-y) power shapes throughout the core. Thus the 

horizontal power shape at the point of maximum heat flux is not necessarily 

directly related to 

An upper bound envelope of 2.32 times the normalized peaking factor axial 

dependence of Figure 3.10-2 has been determined from extensive analyses 

considering all operating maneuvers consistent with the technical specifica

tions on power distribution control as given in Section 3.10. The results of 

the loss of coolant accident analyses based on this upper bound normalized 

envelope of Figure 3.10-2 indicate a peak clad temperature of 2168*F corres

ponding to a 32'F margin to the 22001F limit.
-[2] I 

When an F measurement is taken, both experimental error and manufacturing 
Q 

tolerance must be allowed for. Five percent is the appropriate allowance 

for a full core map taken with the moveable incore detector flux mapping 

system and three percent is the appropriate allowance for manufacturing 

tolerance.  

N 
In the specified limit of there is a 8 percent allowance for 

uncertainties- which means that normal operation of the core is expected.  

N 
to result in < 1.55/1.08. The logic behind the larger uncertainty in 

this case is that (a) normal perturbations in the radial power shape
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(e.g. rod misalignment) affect in most cases without necessarily 

affecting FQ, (b) the operator has a direct influence on FQ through 

movement of rods, and can limit it to the desired value, he has no 

direct control over K and (c) an error in the predictions for radial 

power shape, which may be detected during startup physics tests can be 

compensated for in FQ by tighter axial control, but compensation for 
Q N 

is less readily available. When a measurement of is taken, 

experimental error must be allowed for and 4 percent is the appropriate 

allowance for a full core map taken with the moveable incore detector 

flux mapping system.  

Measurements of the hot channel factors are required as part of startup physics 

tests, at least each effective full power month of operation, and whenever 

abnormal power distribution conditions require a reduction of core power to 

a level based on measured hot channel factors. The incore map taken fol

lowing initial loading provides confirmation of the basic nuclear design 

basis including proper fuel loading patterns. The periodic monthly incore 

mapping provides additional assurance that the nuclear design bases remain 

inviolate and identify operational anomalies which would, otherwise, affect 

these bases.  

For normal operation, it is not necessary to measure these quantities.  

Instead it has been determined that, provided certain conditions are observed, 

the hot channel factor limits will be met; these conditions are as follows: 

1. Control rods in a single bank move together with no individual rod 

insertion differing by more than 15 inches from the bank demand 

position. An indicated misalignment limit of 13 steps precludes a rod 

misalignment no greater than 15 inches with consideration of maximum 

instrumentation error.  

2. Control Rod banks are sequenced with overlapping banks as described 

in Technical Specification 3.10.4.  

3. The full-length and part length control bank insertion limits are 

not violated.
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4. Axial power distribution control procedures, which are given in terms 

of flux difference control and control bank insertion limits,are 

observed. Flux difference refers to the difference in signals between 

the top and bottom halves of two-section excore neutron detectors. The 

flux difference is a measure of the axial offset. which is defined as 

the difference in normalized power between the top and bottom halves 

of the core.  

N 

The permitted relaxation in allows radial power shape changes with 

rod insertion to the insertion limits. It has been determined that 

provided the above conditions 1 through 4 are observed, these hot channel 

factors limits are met. In Specification 3.10.2, F is arbitrarily limited 

for P<0.5 (except for low power physics tests).  

The procedures for axial power distribution control-referred to above are 

designed to minimize the effects of xenon redistribution on the axial Dower 

distribution during load-follow maneuvers. Basically, control of flux 

difference is required to limit the difference between the current value 

of Flux Difference (AI) and a reference value which corresponds to the full 

power equilibrium value of Axial Offset (Axial Offset = AI/fractional power).  

The reference value of flux difference varies with power level and burnup 

but expressed as axial offset it varies only with burnup.  

The technical specifications on power distribution control assure that FQ 

upper bound envelope of 2.32 times Figure 3.10-2 is not exceeded and xenon 

distributions are not developed which at a later time, would cause greater 

local power peaking even though the flux difference is then within the 

limits specified by the procedure.  

The target (or reference) value of flux difference is determined as 

follows. At any time that equilibrium xenon conditions have been 

established, the indicated flux difference is noted with part length rods 

withdrawn from the core and with the full length rod control rod bank more 

than 190 steps withdrawn (i;e. normal full power operating position 

appropriate for the time in life, usually withdrawn farther as burnup 

3.10-11
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proceeds). This value, divided by the fraction of full power at which 

the core was operating is the full power value of the target flux difference.  

Values for all other core power levels are obtained by multiplying the full 

power value by the fractional power. Since the indicated equilibrium value 

was noted, no allowances for excore detector error are necessary' and indicated 

deviation of + 5% AI are permitted from the indicated reference value. During 

periods where extensive load following is required, it may be impractical to 

establish the required core conditions for measuring the target flux difference-, 

every month. For this reason, the specification pri:-*des two methods for uD

dating the target flux difference.  

Strict control of the flux difference (and rod position) is not as necessary 

during part power operation. This is because xenon distribution control at 

part power is not as significant as the control at full power and allowance 

has been made in predicting the heat flux peaking factors for less strict 

control at part power. Strict control of the flux difference is not possible 

during certain physics tests or during required- periodic, excore calibrations 

which require larger flux differences than permitted. Therefore, the specifi

cations on power distribution control are not aDplied during physics tests 

or excore calibrations; this is acceota-ie due to the lc. probability of a 

significant accident occurring during these operations.  

In some instances of rapid plant pc.er reduction, a-.omatic rod motion 

will cause the flux difference to devia:e from the target band when the 

reduced power level is reached. This does not necessarilv affect the 

xenon distribution sufficiently to chanze the envel.oe of peaking factors 

which can be reached on a subsequent return to full power within the target 

band. However, to simplify the specifization, a limitation of one hour in 

any period of 24 hours is placed on operation outside the band. This 

ensures that the resulting xenon distributions are not siznificantly 

different from those resulting from operation within the target band. The 

instantaneous consequences of being outside the band,"provided rod insertion 

limits are observed, is not worse than a 10 percent increment in peaking 

factor for flux difference in the range +14 to -14 rercent (+11 percent to 
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-11 percent indicated) increasing by ± 1 percent for each 2 pi'rcent decrea..* 

in rated power. Therefore,• while the deviation exists the power level is 

limited to 90 percent or lower, depending on the indicated flux difference.  

If, for any reason, flux difference is not controlled within the + 5 percent 

band for as long a period as one hour, then xenon distributions may be 

significantly changed and operation at 50 percent is required to protect 

against potentially more severe consequences of some accidents.  

As discussed above, the essence of the procedure is to maintain the xenon 

'distribution in the core as close to the equilibrium full power condition 

as possible. This is accomplished without part length rods by using the 

boron system to position the full length control rods to produce the required 

indicated flux difference.  

F&Ak Sec4iohi 4. I 
For E- . U events, the core is protected from overpower and a minimum 

DNBR of 1.30 by an automatic protection system. Compliance with operating 

procedures is assumed as a precondition for 9 However, 
operator error and equipment malfunctions are separately assumed to lead to 

the cause of the transients considered.  

Quadrant power tilt limits are based on the following considerations.  

Frequent power tilts are not anticipated during normal oneration, as this 

phenomenon is caused by some asymmetric Derturbation, e. ., rod misalignment, 

or inlet temperature mismatch. A dropped or misaligned rod wil easily be 

detected by the Rod Position Indication System or core instrumentation per 

Specification 3.10.6, and core limits are protected per Specificaticn 3.10.5.  

A quadrant tilt by some other means would not appear instantaneously, but 

would build up over several hours and the quadrant tilt limits are met to 

protect against this situation. They also serve as a backup protection 

against the dropped or misaligned rod. Operational experience shows that 

Snormal power tilts are less than 1.01. Thus, sufficient time is available 

to recognize the presence of a tilt and correct the cause before a severe 

tilt could build up. During startup and power escalation, however, a large 

tilt could be initiated. Therefore, the Technical Specification has been 

written so as to prevent escalation above 50 percent power if a large tilt 

is present. The numerical limits are set to be c:ommensurate with design 

and safety limits for DNB protection and linear heat generation rate as
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described below.  

The radial power distribution within the core must satisfy the design values 

assumed for calculation of power capability. Radial power distributions 

are measured as part of the startup physics testing and are periodically 

measured at a monthly or greater frequency. These measurements are taken 

to assure that the radial power distribution with any quarter core radial 

power asymmetry conditions are consistent with the assumptions used in power 

capability analyses. It is not intended that reactor operation would continue 

with a power tilt condition which exceeds the radial power asymmetry consi

dered in the power capability analysis.  

The quadrant tilt power deviation alarm is used to indicate a sudden or 

unexpected change from the radial power distribution mentioned above. The 

two percent tilt alarm setpoint represents a minimum practical value 

consistent with instrumentation errors and operating procedures. This 

asymmetry level is sufficient to detect significant misalignment of control 

rods. Misalignment of control rods is considered to be the most likely 

cause of radial power asymmetry. The requirement for verifying rod 

position once each shift is imposed to preclude rod misalignment which 

would cause a tilt condition less than the 2% alarm level.  

The two hour time interval in this specification is considered ample to 

identify a dropped or misaligned rod and complete realignment procedures 

to eliminate the tilt. In the event that the tilt condition cannot be 

eliminated within the two hour time allowance, additional time would be 

needed to investigate the cause of the tilt condition. The measurements 

would include a full core physics map utilizing the moveable detector system.  

For a tilt condition < 1.09, an additional 22 hours time interval is authorized 

to accomplish these measurements. However, to assure that the peak core power 

is maintained below limiting values, a reduction of reactor power of two per

cent for each one percent of indicated tilt is requirid. Physics measurements 

have indicated that the core radial power peaking would not exceed a two 

to one relationship with the indicated tilt from the excore nuclear detector 

system for the worst rod misalignment.  
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In the event a tilt condition of < 1.09 cannot be eliminated after 24 hours, 

the reactor power level will be reduced to the range required for low power 

physics testing. To avoid reset of a large number of protection setpoints,: 

the power range nuclear instrumentation would be reset to cause an automatic 

reactor trip at 55% of allowed power. A reactor trip at this power has been 

selected to prevent, with margin, exceeding core safety limits even with a 

nine percent tilt condition.  

If tilt ratio greater than 1.09 occurs which is not due to a misaligned 

rod, the reactor shall be brought to a hot shutdown condition for 

investigation. However, if the tilt condition can be identified as 

due to rod misalignment, operation can continue at a reduced power 

(2% for each one percent the tilt ratio exceeds 1.0) for two hours 

to correct the rod misalignment.
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Trip shutdown reactivity is provided consistent 
with plant safety analysis 

assumptions. One percent shutdown is adequate except for steam break.  

analysis, which requires more shutdown if the boron 
concentration is low.  

Figure 3.10-1 is drawn accordingly.  

Rod insertion limits are used to assure adequate trip reactivity, to 

assure meeting power distribution limits, and to limit the consequence 

of a hypothetical rod ejection accident. The available control rod 

reactivity, or excess beyond needs, decreases with decreasing 
boron 

concentration because the negative reactivity 
required to reduce the 

core power level from full power to zero power is largest 
when the 

boron concentration is low.  

The intent of the test to measure control rod worth and shutdown 
margin 

(Specification 3.10.4) is to measure the worth of all rods less. the 

worth of the worst case for an assumed stuck rod, that 
is, the most 

reactive rod. The measurement would be anticipated as part of the initial 

startup program and infrequently over the life of the 
plant, to be 

associated primarily with determinations of special 
interest such as 

end of life cooldown, or startup of fuel cycles which 
deviate from norMal 

equilibrium.conditions in terms of fuel loading 
patterns and anticipated 

control bank worths. These measurements will augment the normal fuel 

cycle design calculations and place the knowledge 
of shutdown capability 

on a firm experimental as well as analytical basis.  

Operation with abnormal rod configuration during 
low power and zero power 

testing is permitted because of the brief period of 
the test and because 

special precautions are taken during these tests.  

The rod position indicator channel is sufficiently accurate to detect 

a rod +7 inches away from its demand position. An indicated misalignment 

less than 13 steps does not exceed the power peaking factor limits. 
If 

the rod position indicator channel is not operable, the operator will be 

fully aware of the inoperability of the channel, and special surveillance of 

core power tilt indications, using established procedures 
and relying on
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excore nuclear detectors, and/or movable Incore detectors, will be used 

to verify power distribution symmetry. These indirect measurements do 

not have the same resolution if the bank ts near either end of the 

core, because a 13 step misalignment would have no effect on power 

distribution. Therefore, it is necessary to apply the indirect checks 

following significant rod motion.  

One inoperable control rod is acceptable provided that the power distribu

tion limits are met, trip shutdown capability is available; and provided.  

the potential hypothetical ejection of the inoperable rod is not worse 

than the cases analyzed in the safety analysis report. The rod ejection 

accident for an isolated fully inserted rod will be worse if the residence 

time of the rod is long enough to cause significant non-uniform fuel 

depletion. The 4 week period is short compared with the time interval 

required to achieve a significant non-uniform fuel depletion.  

The required drop time to dashpot entry is consistent with safety analysis.

REFERENCE 

. -.FSAR Appendix 14C

and-L CYCIleIO~~ rP4 J I'o Id 74-(
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3.11 MOVABLE IN-CORE INSTRUMENTATION 

Applicability 

Applies to the operability of the movable detector instrumentation system., 

Ob j e c t ive 

To specify functional requirements on the use of the in-core instrumentation 

system, for the recalibration of the excore axial off-set detection system.  

Specification 

A. A minimum of 2 thimbles per quadrant and sufficient movable in-core 

detectors shall be operable during re-calibration of the excore axial 

off-set detection system.  

B. Power shall be limited to 90% of rated power for 4"loop or 65% of 

rated power for 3 loop operation if re-calibration requirements for 

excore axial off-set detection system, identified in Table 4.1-1, 

are not mnet.  

Basis 

The .Movable In-core Instrumentation System has six drives, six detectors, 

and 30 thimbles in the core. Each detector can be routed to sixteen or 

more thimbles. Consequently, the full system has a great deal more capability 

than .,ou!d be nEeded for the calibration cf the ex-core detectors.  

To calibrate the excore detectors system, it is only necessary that the 

Movable In-core System be used to determine the gross power distribution 

in the core as indicated by the power balance between the,'top and bottom 

halves of the core.  
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After the excore system is calibrated initially, recalr-,Lion is needed 

only infrequently to compensate for changes in the core, -ue for example 

to fuel depletion, and for changes in the detectors.  

If the recalibration is not performed, the mandated power reduction assures 

safe operation of the reactor as it will compensate for an error of 

10% in the excore protection system. Experience at Beznau No. 1 and 

R. E. Ginna plants has show..n that drift due to changes in the core or 

instrument channels is very slight. Thus the 10% reduction is considered-

to be very conservative.  

Reference 

(1) FSAR- Section 7.4 
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3.12 RIVER LEVEL 

Applicability 

Applies to water elevation of the Hudson River as measured at the Indian 

Point Unit No. 3 intake structure.  

Objective 

To specify the maximum water elevation of the Hudson River for safe 

operation of the reactor.  

Specification 

When the Hudson River water elevation as measured at the Indian.Point 

Unit No. 3 intake structure reaches ll'-O" above mean sea level, 

sandbagging the service water pumps will be initiated. If the Hudson 

River water elevation reaches 12'-5" above mean sea level at the Indian 

Point Unit No. 3 intake structure, the reactor will be brought to a cold 

shutdown condition using normal operating procedures.  

Basis 

Analyses have been performed which indicate that the river water elevation 

would have to reach 15'-3" above mean sea level before it would seep into 

the lowest floor elevation of any of the buildings housing equipment vital 

for safe shutdown of the reactor. Monitoring of the Hudson River water 

elevation will not be required until there is a flood warning notice 

,disseminated by the New York City National Oceanographic and Atmosphere 

Administration (NOAA) office.  

References: 

(I) FSAR, Section 2.5 

3.12-1
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4 SURVEILLANCE REQUIREYNTS

4.1 OPERATIONAL SAFETY REVIEW 

Applicability 

Applies to items directly related to safety limits and limiting conditions 

for operation.  

Objective 

To specify the minimum frequency and type of surveillance to be applied 

to plant equipment and conditions. Performance of any surveillance test 

outlined in these specifications is not required if the plant'condition 

is the same as the condition into which the plant would be placed by an 

unsatisfactory result of that test.  

Specification 

A. Calibration, testing, and checking of analog channel and testing 

of logic channel shall be performed as specified in Table 4.1-1.  

B. Sampling and equipment tests shall be conducted as specified in 

Table 4.1-2 and 4.1-3, respectively.  

Basis 

A surveillance test is intended to identify conditions in a plant that would 

lead to a degradation of reactor safety. Should a test reveal such a condition, 

then the Technical Specifications require that, either immediately or after 

a specified period of time, the plant be placed in a. condition which mitigates 

or eliminates the consequences of additional related casualties or accidents.  

If the plant is already in a condition which would satisfy the failure criteria 

of the test, then plant safety is assured and performance of the test yields 

either meaningless information or information that is not necessary.to determine 

safety limits or limiting conditions for operation of the plant.
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Based on experience in operation of both conventional and nuclear plant 

systems, when the plant is in operation, the minimum checking frequency 

of once per shift is deemed adequate for reactor and steam system 

instrumentation.  

Calibration 

Calibrations are performed to ensureithe presentation and acquisition 

of accurate information.  

The nuclear flux (linear level) channels are calibrated daily against 

a heat balance standard to account for errors induced by changing rod 

patterns and core physics parameters.  

Other channels are subject only to the "drift" errors induced within the 

instrumentation itself and, consequently, can tolerate longer intervals 

between calibration. Process system instrumentation errors induced by 

drift can be expected to remain within acceptable tolerances if 

recalibration is performed at intervals of each refueling shutdown.  

Substantial calibration shifts within a channel (essentially a channel 

failure) wi.ll be revealed during routine checking and testing procedures.  

Thus, miniminn calibration frequencies of once-per-day for the nuclear 

flux (linear level) channels, and once each refueling shutdown for the 

process system channels is considered acceptable.  

Testing 

The minimum testing frequency for those instrument channels connected 

to the safety system is based on an average unsafe failure rate of 

4.1-2
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2.5 x 10 failure/hrs. per channel. This is based on operating cx>.ricnce 
at conventional and nuclear plants. An unsafe failure is defined as one 

which negates channel operability and which, due to its nature, is revealed 

only when the channel is tested or attempts to respond to a bona fide signal.  

For a specified test interval W and an M out of N redundant system with 

identical and independent channels having a constant failure rate , the 

average availability A is given by: 

A = - Q = 1 W ( -+ ) !(M-1) ' 

where A is defined as the fraction of time during which the system is 

functional, and Q is the probability of failure of such a system during 

a time interval W.  

For L 2-out-of-3 system A 0.9999968, assuming a channel failure rate, 
"X, equal to 2.5 x 10- 6 hz- and a test interval, I, equal to 720 hrs.  

This average availability of the 2-out-of-3 system is high, hence the 

test interval of one month is acceptable.  

Because of their greater degre2 of redundancy, the 1/3 and 2/4 logic 

arrays providz an even greater measure of protection and are thereby 

acceptable for the same testing interval. Those items specified for 

monthly testing are associated with process components where other 

means of verification provide additional assurance that the channel is 

operable, thereby requiring less frequent testing.  

4.1-3
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0

Channel 
Description Check

1. Nuclear Power Range

2. Nuclear Intermediate Range S (1)

3. Nuclear Source Range S (1)

4. Reactor Coolant Temperature 

5. Reactor Coolant Flow 

6. Pressurizer Water Level 

7. Pressurizer Pressure(High and Low) 

8. 6.9 Kv Voltage & Frequency

S 

N. A.

Calibrate

D (1) 
M* (3) 

N.A.  

N.A.  

R 

R 

R 

R

Tes t 

M (2) 
M (4) 

P (2) 

P (2) 

M (1)

Remarks 

1) Heat balance calibration 
2) Bistable 

action (permissive, rod 
stop, trips) 

3) Upper and lower chambers for 
axial off-set 

4) Signal to AT 
1) Once/shift when in service 
2) Verification of channel re

sponse to simulated inputs 

1) Once/shift when in service 
2) Verification of channel re

sponse to simulated inputs 

1) Overtemperature - AT 

2) Overpower - AT

Reactor protection circuits onl,

9. Analog Rod Position

* By means of the movable incore detector system

*M* ontiiy when reactor powr is helow the Set j)oint ;and prlor to each startup If not done previous month.

I0 

TABLE 4.1-1 (Sheet 1 of 3) 

MINIMUM FREQUENCIES FOR CHECKS, CALIBRATIONS AND 

TESTS OF INSTRUMENT CHANNELS
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Channel 
Description 

1O.Steam Generator Level 

ll.Residual Heat Removal Pump Flow 

12.Boric Acid Tank Level 

13.Refueling Water Storage Tank 
Level 

14.(a) Containment Pressure 
(b) Containment Pressure 

15.Process and Area Radiation 
Monitoring Systems 

16.Containment and Recirculation 
Sump Level 

17.Accumulator Level and Pressure 

13.Steam Line Pressure 

19.Turbine First Stage Pressure 

20.Logic Channel testing 

21.Turbine Overspeed Protection 
Trip Channel (Electrical) 

22.Boron Injection Tank Return 
Flow

TABLE 4.1-1 (Sheet 2

Check 

S 

N.A.  

S.

N.A.  

S * 

S 

S 

N.A.  

N.A.

Calibrate 

R 

R 

R

N.A.  

R 

R 

R 

N.A.  

R

Test 

M 

N.A.  

N.A.  

N.A.

Remarks 

Bubbler tube rodded during 
calibration

Low level alarms 

High 
High High

R 

N.A.  

M 

M 

M 

M 

N.A.

*** If either an ncumij].ator 1evel or pre5,. .ure ins trimient channel Is declared [nopernb e, 

th reua In ing Jev or I res:;ui'v clannel muset he verified operable by. i nterconnecthig 
and equalizing (Prussure and/or level wbhe) a l imIIIUIII of. two accumulators and cross

ch-cking the instrumentation.  o -
0
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TABLE 4.1-1 (Sheet 3 of 3) 

Channel 
Description Check Calibrate Test Remarks 

23. Temperature Sensors in 
Auxiliary Boiler Feedwater 
Pump Building N.A. N.A. R 

24. Temperature Sensors in 
Penetration Area of Primary 
Auxiliary Building N.A. N.A. R 

25. Level Sensors in Turbine 
Building N.A. N.A. R 

26. Volume Control Tank Levql N.A. N.A.  

27. Boric Acid Make-Up Flow Channel N.A. N.A.  

S - Each Shift 
D - Daily 
W - Weekly 
M - Monthly 
P - Prior to each startup if not done previous week 
Q - Quarterly 
R - Each Refueling outage 
NA - Not Applicable



TABLE 4.1-2 (Sheet 1 of 2) 

FREQUENCIES FOR SAMPLING TESTS

Sample 

1. Reactor Coolant 

2. Boric Acid Tank/Boron 

Injection Tank 

3. Spray Additive Tank 

4. Accumulators 

5. Refueling Water 

Storage 'ank 

6. Secondary Coolant 

7. Component Cooling 
Water 

8. Spent Fuel Pool 
(when fuel stored)

Analysl s 

Gross Activity (1 ) 

Tritium Activity 

Boron concentration 

Rad [ochemical (gamma) (2) 

Spectral Check 

Oxygen and Chlorides 

Concentration 

Fluorides Concentration 

(3) 
E Determination 

Isotopic Analysis for 

1-131, 1-133, 1-135 

Boron Concentration, 

Ch lor ides 

NaOll Concentration 

Boron Concentration 

Boron Conccntrition 

p1l, C1 or i dcs 

Gross Activity 

1-131 Equivalent (Iso

topic Analysis) 

Gross Activity 

Cross Activity, 
Corrosion I nhb ltor and .p11 

Cross Activity 

Boron Concentration, 

Chlorides

Frequency 

5 days/week (' ) ,(4) 

Weekly (1) 

2 days/week 

Monthly 

3 times per 7 days 

Weekly 

Semi-Annually 

Once per 14 days (5 )

Weekly 

Monthly 

Monthly 

Monthly

Quartcrly 

Monthly

3 times per 7 days 

Monthly

Monthly

Maximum Time 
Between Analysis 

3 days (4) 

10 days 

5 days 

45 days 

3 days

days 

weeks

20 days

days 

days 

days 

days 

weeks 

days 

days 

daYs

45 days



TABLE 4.1-2 (Sheet 2 of 2)

FREQUENCIES FOR SAMPLING TESTS 

FOOTNOTES: 

(1) A gross activity analysis shall consist of the quantitative measurement of the total 

radioactivity of the primary coolant in units of VCi/cc.  

(2) A radiochemical analysis shall consist of the quantitative measurement of each radio

nuclide with half life greater than 10 minutes making up at least 95% of the total 

activity of the primary coolant.  

(3) E determi-nation will be started when the gross activity analysis indicates > 10 pCi/cc 

and will be redetermined i f the primary coolant gross radioactivity change.s by more than 

10 PCi/cc in accordance with Specification 3.1.D.  

(4) Whenever the Gross FaLled Ftel Monitor is inoperable, tile sampl.ing frequency shall be 

increased to twice per day, five days per week. The maximum time between analyses shall 

be sixteen hours for the two samples taken on a given day and three days between daily 

an, y Is. l Is Thir; 1(' . .mcd l iinp F i r lle ncy need only ho perf'ormed tintit the Clro s 

Failed Fuel Monitor is declared operabl.e.  

(5) Once per 4 hours whenever the DOSE EQUIVALENT 1-131 exceeds 1.0 pCi/cc or one sample 
uctf-i re.xctur4rip-s 

within four hours following a thermal power change exceeding 15 percent ot the rated 

thermal power within a one-hour period,, -.
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TABLE 4.1-3 (Sheet i of 1) 

FREQUENCIES FOR EOUIPMENT TESTS-

Check Freauency

1. Control Rods 

2. Control Rod

Rod dro times of 
all full length rods 

Partial movement of 
all full length rods

Every 2 weeks 
during reactor 

critical operaticns

3. Pressurizer Safety 
Valves 

4. Main Steam Safety 
Valves 

5. Containment Isolation 
System 

6. Refueling System 
Interlocks 

7. Fire Protection System 

and Power Supply 

8. Primary System Leakage 

9. Diesel Fuel Supply 

10. Turbine Steam Stop, 

Control Valves 

11. L.P. Steam Dump System 

(6 Lines) 

12. Service Water System

13. City Water Connections 

to Charging Pumps and 
Boric Acid Piping

Set point 

Set point 

Automatic 
actuation 

Functicning 

Functicning 

Evaluate

Fuel Inventory 

Closure 

Closure 

Each punD starts 
and cn rates for 

15 minutes (unless 
already operating) 

Temporary connecticns 
available and valves 
operable

Prior to each 
refueling outage

Annually

5 days/week

Weeklv 

Monthly 

Monthly 

Monthly

Each refueling outage



4.2 PRIMARY SYSTEM SURVEILLANCE 

4., 21 APPLICABILITY 

Applies to pre-operational and in-service structural surveillance of 

the reactor vessel, primary system boundary, and steam generator shells.  

4.2.2 OBJECTIVE 

To assure the continued integrity of the primary system boundary. and 

steam generator shells.  

4.2.3 SPECIFICATION 

a. Prior to initial plant operation, a survey, using volumetric, 

visual and surface techniques, shall be made to establish pre

operational system integrity and establish baseline data.  

b. Post-operational non-destructive inspections listed in Table 4.2-1.  

shall be performed as specified. The results obtained from compliance 

with this specification shall be evaluated after five years and 

the conclusions of this evaluation shall be reviewed with the AEC.  

c. The structural integrity of the primary system boundary and steam 

generator shells shall be maintained at the level required by 

the original acceptance standards throughout the life of the plant.  

Any evidence as a result of the inspections listed in Table 4.2-1, 

that defects have initiated or grown shall be investigated, including 

evaluation of comparable areas of the primary system or steam 

generator shells.  

d. Detailed records of each inspection shall be maintained to allow 

comparison and evaluation of future inspections.

4.2-1
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4.2.4 

The inspection interval shall be ten years.  

4.2.5 

The following definitions shall apply to the inspection methods employed 

in Table 4.2-1. The paragraphs referenced are corresDondin2. paragraphs 

of Section XI of the ASME Code for In-Service Inspection oF 'uclear 

Reactor Coolant Systems dated January 1970.  

a. UT - Ultrasonic examination per paragraph IS-213.2.* 

b. RT - Radiographic examination per paragraph IS-213.1.  

c. MT - Magnetic particle examination per paragraph IS-212.1.  

d. PT - Liquid penetrant examination per paragraph IS-212.2.  

e. V - Visual examination per paragraphs IS-211.1 or IS211.2.  

* All indications which produce a response greater than 100% 

of the reference level shall be investigated to the extent that 

the operator can determine the shape, identity, and location of 

all such reflectors and evaluate these indications Der paragraph 

IS-311.  

4.2.6 

Examinations which reveal unacceptable structural defects in a category.

shall be extended to include an additional number (or areas) of syste

components or piping in the same category approximately equal to that 

initially examined. In the event further unacceptable structural 

defects are revealed, all remaining system components or piping in 

the category shall be examined to the extent specified in that examination 

category.  

4.2.7 

With the exception of those components or areas for which the examination' 

may be deferred to the end of the inspection interval, at least 25 Q .  
percent of the required examinations shall have been comleted bv 
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the expiration of one-third of the inspection interval (with r.diL 

for no more than 33-i3 percent if additional examinations arc cumplctcd) 

and at least 50 percent shall have been completed by the expiration 

of two-thirds of the inspection interval (with credit for no more 

than 66-2/3 percent). The remaining required examinations shall be 

completed by the end of the inspection interval. Successive inspections 

shall meet the requirements of Paragraph IS-243 of'the ASME Rules 

for In-Service Inspection of Nuclear Reactor Coolant Systems.  

4.2.8 BASES 

The inspection program, where practical, is in compliance with Section XI 

of the ASME Code for In-Service Inspection of Nuclear Reactor Coolant 

Systems dated January 1970. Though examinations in certain areas 

are desirable, it should be recognized that equipment and techniques 

to perform the inspection are still in development. In all areas 

scheduled for volumetric examination, a detailed pre-service mapping 

will be conducted using techniques expected to be used for post-operation 

examinations. The areas indicated for inspection represent those 

of representative stress levels, and therefore will serve to indicate 

potential problems before significant flaws develop there or at other 

areas. As more experience is gained in operation of pressurized

water reactors, the time schedule and location of inspection may be 

altered or, should new techniques be developed, consideration may 

be given to incorporate these new techniques into this inspection 

program.  

The techniques for inspection include visual inspections, ultrasonic, 

radiographic, magnetic particle and liquid penetrant testing of selected 

parts during refueling periods or other appropriate plant outages.  

The inspection requirements of this section shall apply to all pressure

containing components that are part of the system boundary defined 

herein. Due to the design of Indian Point Unit #3, there may be areas 

where weld access is impossible due to high radiation and/or physical 

access problems. Exception is taken to performing inspections in these areas.  
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3ANao il-lU 
The system boundary includes all pressure vessels, piping, pumps dud 

valves which are: 

a. part of the reactor coolant system or 

b. connected to reactor coolant system, up to And including any 

and all of the following: 

2 
(1) the outermost containment isolation valve in system 

piping which penetrates primary reactor containment.  

3 
(2) the second of two valves. normally closed during normal 

reactor operation in system piping which does not penetrate 

primary reactor containment and 

(3) the reactor coolant system safety and relief valves.  

The system boundary also includes the steam generator shells.  

Exclusions 0 
(1) Sample and ifstrumentation piping and socket-welded piping two 

inches and smaller.  

(2) Components that can be isolated from the reactor coolant system by 

two valves (both closed, both open or one closed and zhe other open).  

Each valve must be capable of automatic actuation aned its closure time 

must be such that, for postualted failure of the component during 

normal reactor operation (and the other valve is open), the reactor 

can be shut down and cooled down in an orderly manner assuming makeup 
4 

is provided by the reactor coolant makeup system only.  

4.2.0h 

The examinations scheduled are listed in Table 4.2-1 and are discussed 

below: 0
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A. Reactor Vessel and Closure Head

ITEM 1.1 (CATEGORY A) - Pressure-Containing Welds in Reactor Vessel 

Belt-Line Region 

Due to the Indian Point Unit No. 3 plant design, the welds in the 

reactor vessel are not accessible from the O.D. It is intended that 

these welds be volumetrically examined from the I.D. when required, 

using remote, mechanized techniques. Since the examination of these 

welds requires removal of the core internals and thermal shield, 

the examinations are scheduled near the end of the ten-year inspection 

interval.  

When the longitudinal and circumferential welds have received an 
19 

exposure to neutron fluence in excess of 10 nvt (E of I MeV or 
n 

above), the length of weld in the high fluence region to be 

examined shall be increased to, at least, 50 percent.  

ITEM 1.2 (CATEGORY B) - Longitudinal and Circumferential Welds in 

Shell (Other than those of Category A and C) and Meridional and 

Circumferentihl Seam Welds in Bottom Head and Closure Head (Other 

than those of Category C) 

It is intended that these welds be volumetrically examined from 

the I.D., using remote, mechanized techniques. The extent of 

these examinations is predicated on the capability of the remote 

mechanized equipment.  

A small portion of the welds between the head flange weld 

and the CRD shroud are accessible for an ultrasonic examination 

from the O.D. when the head is removed from the vessel. These 

welds will be examined during the inspection.interval. The 

examinations scheduled to be performed on these welds are 

shown in Table 4.2-1.  

4.2-5
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ITEM 1.3 (CATEGORY C) - Vessel-to-Flan~e and Head-to-Flanpe 

Circumferential Welds 

The head flange weld can be examined using either mechanized 

or manual ultrasonic techniques. This weld is accessible 

when the head is removed for refueling.  

Due to the Indian Point Unit No. 3 plant desfin, the vessel 

to flange weld in the reactor vessel is not accessible from 

the O.D. It is intended that this weld be :lumetricallv 

examined from the I.D. using remote mechanized techniques.  

The examinations scheduled to be performed on these welds 

are shown in Table 4.2-1.  

ITEM 1.4 (CATEGORY D) - Primary Nozzle-to-Vessel W elds and Nozzle-to

Vessel Inside Radiused Section 

Due to the plant design, the vessel nozzle :elds are accessible only from 

the I.D. It is believed that the inner radius of outlet nozzles car. be 

examined without removing the core barrel. ho.ever, the core barrel must 

be removed to examine the inlet nozzles. For this reason, it is 

planned that the examination of the outlet nozzles be performed 

during the planned refuelinz outages near the third and sixth 

year and the inspection of the inlet nozzles near the end of 

the ten (10) year inspection interval.  

ITEM 1.5 (CATEGORY E-1) - Vessel Penetrations Including Control Rod 

Drive Penetrations and Control Rod Housin. ?ressure Boundarv Welds 

The penetrations in this category are the control rod drive penetrations 

in the upper head and the instrument penetrations in the lower 

head. Because of the design of the vessel penetrations and the 

pressure boundary weld, no meaningful volumetric examinations can 

be performed. Visual examinations will be performed as discussed 

in Item 1.6 below.  

0



ITEM 1.6 (CATEGORY E-'-2) - Vessel Penetrations Includirvo. Control 

Rod Drive Penetrations and.Control Rod Housing Pressure Boundary Welds 

The control rod drive penetrations in the upper head and the 

instrument penetrations in the upper and lower head are included 

in this category. The penetrations in the upper head can be 

visually inspected for leakage during the system hydrostatic 

-test as defined by Paragraph IS 521 of ASME Code Section XI at 

or near the end of the ten-year interval. The penetrations in 

the lower head will also be examined for leakage during this 

test.  

ITEM 1.7 (CATEGORY F) - Primary Nozzles to Safe-end Welds 

There are dissimilar metal welds between the carbon steel nozzle 

forgings and the reactor coolant piping. These welds will be 

ultrasonically tested during the inspection interval. This inspection 

will coincide with the Item 1.4 inspection. Limited access to 

the O.D. of these welds is provided by removable plugs in the 

primary shield above the nozzles and removable insulation covering 

the nozzle welds. Exception is taken to performing a surface 

examination on these welds due to anticipated radiation levels 

and physical access.  

ITEMS 1.8; 1.9; 1.10 (CATEGORY G-l) - Closure Studs, Nuts, Washers, 

Bushings and Ligaments Between Threaded Stud Holes 

The closure studs, nuts, washers, bushings and ligaments between 

threaded stud holes will be inspected in accordance with Section 

XI of the ASME Code. The examinations scheduled for this inspection 

are shown in Table 4.2-1.  

ITEM 1.11 (CATEGORY G-2) - Closure Studs, Nuts, Washers, Bushings and 

Ligaments Between Threaded Stud Holes 

There are no pressure-retaining bolts less than two inches on the Indian 

Point Unit No.3 vessel.
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ITEM 1.12 (CATEGORY 11) - Integrally-Welded Vessel Supports 

There are a total of four vessel support pads welded to inlet and 

outlet nozzles on the Indian Point Unit No. 3 vessel. In accordance 

with Category H of Table IS-251 of the Code, the' area to be examined 

should be the weld connection between the nozzle and the vessel 

shell. This examination is covered by Item 1.4 above.  

ITEMS 1.13 and 1.14 (CATEGORY I-1) - Vessel Cladding 

The cladding in the closure head can be visually examined and 

liquid penetrant examined when the head is removed from the vessel 

for refueling. Portions of-the cladding in the'reactor vessel 

are accessible for remote visual examinations through access ports,.  

in the core barrel support flange. The examinations scheduled to be 

performed.are shown in Table 4.2-1.  

ITEM 1.15 (CATEGORY N)- Interior Surfaces and Integrally-Welded 

Internal Supports 

The internal surfaces and internal components of the reactor 

vessel will be inspected in accordance with Section XI of the Code.  

B. Pressurizer 

ITEM 2.1 (CATEGORY B) - Longitudinal and Circumferential Welds 

Examination of the pressurizer longitudinal and circumferential 

welds will be performed on accessible porticns of the pressurizer 

shell. Approximately 50 percent of the Shell is enclosed in a biological 

and missile shield and is, therefore, not accessible for examination.  

ITEM 2.2 (CATEGORY D) - Nozzle-to-Vessel Welds 

The fiozzles on the pressurizer are cast with the upper and lower 

heads; therefore, no inspections are required for these iters. O 
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ITEM 2.3 (CATEGORY E-1) - Heater Connections 

The heater connections on the I.D. of the pressurizer are not accessible 

for visual or surface examination. The external connections 

are accessible for a visual examination and will be inspected 

as discussed in Item 2.4 below.  

ITEM 2.4 (CATEGORY E-2) - Heater Connections 

The pressurizer heater external connections are accessible 

for visual examination. These connections will be visually 

examined for leakage during the system hydrostatic test as 

defined by Paragraph IS-521 of ASME Section XI at or near 

the end of the ten-year interval. The instrument and sample 

nozzles of the pressurizer are included in this inspection.  

ITEM 2.5 (CATEGORY G-i) - Pressure Retaining Bolting 

There is no pressure-retaining bolting on the Indian Point 

Unit No. 3 pressurizer two inches or greater in diameter.  

ITEM 2.6 (CATEGORY G-2) - Pressure Retaining Bolting 

The pressurizer manway bolting will be inspected in accordance 

with the requirements of Section XI, 

ITEM 2.7 (CATEGORY H) - Integrally-Welded Vessel SuDorts 

The integrally vessel support skirt weld will be inspected in 

accordance with the requirements of Section XI.  

ITEM 2.8 (CATEGORY 1-2) - Vessel Cladding 

There will be a visual examination of the vessel cladding in 

O accordance with ASME Section XI.  

4.2-9 
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C. Steam Generator.  

ITEM 3.1 (CATEGORY B) - Longitudinal and Circumferential Welds, 

Including Tubesheet-to-Head or Shell Welds on the Primary Side 

The primary head for the Indian Point Unit No. 3 steam generators is a 

one-piece casting. Thus, the only weld covered by this category is the 

tubesheet-to-head weld. It is believed that this weld can be ezamined 

from the O.D. of the steam generator by ultrasonic techniques. The 

examinations scheduled for this weld are shown in Table 4.2-1.  

ITEM 3.2 (CATEGORY D) - Primary Nozzle-to-Vessel 

Head Welds and Nozzle-to-head Inside Radiused Section 

The primary nozzles are cast with the primary head; therefore, no 

inspections are planned for this item.  

ITEM 3.3 (CATEGORY F) - Primary Nozzle to Safe-End Welds 

The steam generator safe-ends are a buttered end preparation of 

the cast nozzle and are located between the nozzle and cast 

fittings. It is not anticipated that a meaningful ultrasonic 

examination of these welds can be performed. However, these 

examinations are being conducted presently and if meaningful 

results are obtained, these areas shall be inspected per AS E 

Section XI requirements.  

ITEM 3.4 (CATEGORY C-l) - Pressure-Retaining Bolting 

There is no pressure-retaining bolting two inches or greater in 

diameter on the steam generator.  

ITEM 3.5 (CATEGORY G-2) - Pressure-Retaining Bolting 

The pressure-retaining bolting on the steam generator primary manway 

will be inspected in accordance with the requirements of Section XI.
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ITEM 3.6 (CATEGORY H) - Thtegrally-Welded Vessel Supports 

Indian Point Unit No. 3 generator supports are not integrally welded 

to the steam generator. Thus, this item does not apply.  

ITEM 3.7 (CATEGORY 1-2) - Vessel Cladding 

The interior of the primary side of the steam generator is accessible 

through a manway in each side of the primary head. One patch of 

cladding (36 square inches) in each side of the primary head will be 

visually examined during the inspection interval. The examinations 

scheduled are listed in Table 4.2-1.  

Item 3.7 (Category 1-2) Steam Generator Head:- Weld Cladding 

The exterior surfaces of the head are accessible by removal of 

covering insulation. The surfaces to be examined by ultrasonic 

testing during surveillance test operation have been prepared and 

specific location of test sites are noted in'li 4.2-I44444 

\The interior areas of the primary sides of the steam generator 

are accessible through manways provided on the inlet and outlet 

sides of the head.  

-*Visual examination of the interior surfaces of the head will be 

performed g each of the first three refueling shutdowns.  

Evaluation of the results of the prior examinations will be 

utilized to establish the scope of subsequent visual 

examinations.
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Specific sections of the internal weld surfaces of the head, O 

which after visual examination, require more definitive 

investigation shall be evaluated by liquid penetrant testing..  

Additional non-destructive testing including replication using 

RTV-11 silicone rubber type material will be employed where 

liquid penetrant results indicate that they are required.  

Monitoring of the existing welded cladding conditions shall be 

performed by ultrasonic testing from the exterior surface. Eight 

sectors on three steam generator heads at the locations % in 

- 4.2-1,shall be surveyed each of the first three 

refueling outages using the ultrasonic test process previously 

qualified. The results will be compared to base line data 

generated prior to reactor start-up. Evaluation of the results 

following the third refueling outage will determine whether a 

test program should be continued for subsequenit shutdowns.  

ITEM 3.8 - Steam Generator Shell Welds 

The areas to be examined are representative shell and head circumferential 5 

welds which are gross structural discontinuities . The area shall include 

weld metal and base metal for one-plate thickness .beyond the edge of the 

weld joint.  

.Over the service life time, for each weld inspected examine 20 percent 
of the 

weld uniformly distributed, where accessible, among three areas around the 

vessel circumference.  

D. Piping Pressure Boundary 

ITEI 4.1 (CATEGORY F) - Vessel, Pump and Valve Safe-Ends to 

Primary Pine elds and Safe-Ends in Branch Piing Welds 

There are no pump or valve safe-ends in the primary system boundary.  

The examinations scheduled to be performed on these welds are shown 

in Table 4.2-1.  
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ITEM*4.2 .(CATEGORY J-l) ?-Circumferential and Longitudinal 

Pipe Welds and Branch Pine Connections Welds Larger Than 

4 inches in Diameter 

Due to the design of the Indian Point Unit No. 3 piping systems, there 

may be areas where access to piping welds will be impossible due to high 

radiation levels and/or physical access problems. Existing examination 

techniques may also limit inspections. Exception is taken to performin2g 

inspections in these areas. The remaining welds in the primary system 

will be examined in such a manner as to cumulatively cover 25% of the 

welds during the inspection interval. The examinations scheduled are 

given in Table 4.2-1.  

ITEM 4.3 (CATEGORY G-1) - Pressure-Retaining Bolting 

The only pressure-retaining bolting in the piping boundary is at the upstream 

side of the pressurizer safety valve connections to the relief line. This 

bolting is less than two (2) inches in diameter and thus is covered by 

Item 4.4 below.  

ITEM 4.4 (CATEGORY G-2) - Pressure-Retaining Bolting 

The bolting connections joining the upstream side of the pressurizer safety 

valves to the relief line will be examined in accordance with Section XI 

of the ASME Code, as shown in Table 4.2-1.  

ITEM 4.5 (CATEGORY K-1) - Integrally-Welded Supports 

The accessible integrally-welded supports in the Indian Point Unit No. 3 

piping systems subject to this inspection will be examined in accordance 

with the schedule sho ,n in Table 4.2-1.
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ITEM 4.6 (CATEGORY K-2) - Piping Support and Hanger 

The accessible piping supports and hangers of the piping systems subject 

to this inspection will be examined in accordance with the Code. The 

examinations scheduled are shown in Table 4.2-1.  

ITEM 4.7 (CATEGORY J-2) - Circumferential and Longitudinal 

Pipe Welds and Branch Pipe Connections Welds 

Due to the design of the Indian Point Unit No. 3 piping systems, there 

may be areas where access to piping welds will be impossible due to 
high radiation levels and/or physical access problems. Exception is taken 

to performing inspections in these areas.  

The accessible welds in the Indian Point Unit No. 3 piping systems 

subject to this inspection will be examined in accordance with Section 

XI of the Code. The examinations scheduled are shown in Table 4.2-1.  

ITEM 4.8 (CATEGORY J-l) - Socket Welds and Pipe Branch 

Connections Welds 4 inches Dianeter and Smaller 

Due to the design of the Indian Point Unit No. 3 piping systems, there 

may be areas where access to piping welds will be impossible due to high 

radiation levels and/or physical access problems. Exception is taken 

to performing inspections on socket welds within the primary boundary 

and sampling and instrumentation piping and thermowells.  

The remaining welds in the primary system will be examined in such a 

manner as to cumulatively cover 25% of the welds during the inspection 

interval. The examinations scheduled are given in Table 4.2-1.  

E. Pump Pressure Boundary 

The only pumps subject to inspection are the reactor coolant pumps. The 

following items apply to these pumps..
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ITEM 5.1 (CATEGORY L-l) - Pump_ Casing Welds 

The reactor coolant pump 
casing is a weldment of two •cast shells. At 

this time, there are no proven 
means of volumetrically inspecting 

the 

pump casing welds in service; therefore, no inspections 
are planned.  

However, the accessible internal 
surface of one pump casing 

weld shall 

be visually and liquid. penetrant 
inspected. the pump casina weld in

spected shall correspond to 
the pump casing inspected 

in Item 5.2.  

ITEM 5.2 (CATEGORY L-2) - Pu-p Casing 

internal pressure boundary surfaces cf the reactor coolant pumips 

are not accessible during 
nor-al or refueling outages. 

If removal of 

the pump internals is required during the inspection 
interval, there 

will be a visual examination of the internal surfaces 
of one dis

assembled pump. Otherwise, the examination 
of the internal surfaces 

of one disassembled pump will 
be performed at or near the end of the 

inspection interval.  

ITEM 5.3 (CATEGORY F) - Nozzle-to-Safe--hn .*is 

There are no nozzle-to-safe-end 
welds on the Indian Point Unit 

No. 3 

reactor coolant pumps.  

ITEUI 5.4 (CATEGORY G-l) - PressureRetainin Boltins 

The reactor coolant pump 
main flange studs are greater than two (2) inches 

in diam eter. These studs will be 
examined in accordance with the 

code.  

The examinations scheduled 
are shown in Table 4.2-1.  

ITEM 5.5 (CATEGORY G-2) - Pressure-Retaininc 3oltinfl 

ITE 5.a 5w (CATGOR Gnhe 
in 

ediaeter,

There is pressure-retaining 
bolting less than two (2) inches in diameter, 

associated with the 
reactor coolant pump 

seals. Since this bolting is 

not normally accessible, 
exarination of this bolting 

will be performCd 

only when the pump is disassembled for maintelance purposes. Q 
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ITEM 5.6 (CATEGORYK-l) - Integrally-Welded Supports

The reactor coolant pump supports consist of a cast foot welded to the 

pump casing. There are no currently known techniques for ultrasonically 

inspecting these welds.  

ITEM 5.7 (CATEGORY K-2) - SupDorts and Hangers 

The reactor coolant pump supports will be visually examined during the 

inspection interval in accordance with Section XI of the code. The 

examinations scheduled are shown in Table 4.2-1.  

F. Valve Pressure Boundary 

The inspections in this category are limited to accessible valves three 

(3) inches or greater in the system boundary.  

ITEM 6.1 (CATEGORY M-1) - Valve-Body Welds 

None of the valves subject to this inspection have pressure containing 

body welds and thus, this item is not applicable.  

ITEM 6.2 (CATEGORY M-2) - Valve Bodies 

The internal surfaces of one disassebled valve (with or without pressure

containing welds) in each of the group of valves of the same construction 

design, manufacturing method, manufacturer and performing similar functions 

in'the system shall be examined during each inspection interval. The 

examination of the valve bodies may be performed on the same valves 

selected for volumetric examination of the pressure-containing welds.  

ITEM 6.3 (CATEGORY F) - Valve-to-Safe-End Welds.  

There are no valve-to-safe-end welds in the piping boundary subject to 

this examination.
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ITEM 6.4. (CATEGORY G-I) - Pressure-Retaining Bolting

There is no pressure-retaining bolting greater than two (2) inches in 

the valves subject to this examination.  

ITEM 6.5 (CATEGORY G-2) - Pressure-RetaininR- Bolting 

The bolting subject to this examination will be the bonnet bolting in 
valves three (3) inches in size or greater. This bolting will be 

inspected in accordance with Section XI of the code, as show=n in Tnble 

4.2-1.  

ITEM 6.6 (CATEGORY K-i) - Integrally-Welded Sunoorts 

There are no integrally-welded supports on the valves subject to this 

examination.

ItEM 6.7 (CATEGORY K-2) - Supports and Haners

The supports and hangers of the valves subject to this ex.amination shall 
be visually examined in accordance with Section XI of the code, as sno' n 

in Table 4.2-1.  

G. Miscellaneous Inspections 

ITEM 7.1 - Primary Puno Flx-:heels 

The flywheels shall be visually examined at the first refueli-n. At each 
subsequent refueling, one different fl-wheel shall be examined by ultrasonic 
methods. The examinations scheduled are shown in Table 4.2-1.

0
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ITEM 7.2 - Materials Irradiation Surveillance Specimens

The reactor vessel surveillance program* includes six specimen capsules 

to evaluate radiation damage based on pre-irradiation and post-irradiation 

testing of specimens. The specimens will be removed and examined at the 

following tentative intervals:

Replacement 

5 years 

10 years 

20 years 

30 years 

Standby 

Standby 

Standby

of first region of core

Reference: 

(*) FSAR Section 4.5

Capsule 

Capsule 

Capsule 

Capsule 

Capsule 

Capsule 

Capsule 

Capsule
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(1) The reactor coolant system is that system which contains primary 

reactor coolant at operating pressure during normal reactor operations.  

(2) Containment isolation valves are those valves in system piping which 

penetrate the primary reactor containment and which can serve to 

isolate the'system inside of containment from portions of the same 

system located outside of containment. Simple check valves are not 

acceptable for this purpose'unless they are capable of automatic 

actuation upon, an isolation signal.  

(3) Two check valves in series are acceptable.  

(4) See Note 1 on Page 4 of Section XI.

(5) Gross structural discontinuity is a geometric or material discontinuity 

which affects the strain or stress distribution through the entire 

wall thickness of the component as defined in subparagraph NB-3213.2 

of ASME Boiler and Pressure Vessel Code, Section III Nuclear Power 

Plant Components.

'0
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Examination 
Category*

Components and 
Parts to 

be Examined Method

Extent of 
Examination 
(Percent in 
10 Year 
Interval)

REACTOR VESSEL AND 
CLOSURE HEAD 

Longitudinal and 
circumferential 
shell welds in 
core region 

Longitudinal and 
circumferential 

welds in shell 
(other than those 
of Category A and 
C), and meridional 
and circumferential 
seam welds in 
bottom head and 
closure head 
(other than those 
of Category C) 

Vessel-to-flange 
and head-to-flange.  
circumferential 
welds

Longitu
dinal - 10% 

Circumfer
ential - 5% 

Longitu
dinal - 10% 

Circumfer
ential - 5%

These inspections will 
be conducted within the 

capability of the remote, 
mechanical ultrasonic 
examination devices.

100%

* Refer to Table IS-251 in Section XI for definition of "Examination Categories"

TABLE 4.2-1 (Sheet 1 of i26) 

INSERVICE INSPECTION REQUIREMENTS FOR INDIAN POINT UNIT NO. 3

Item 
No.

1.2

Remarks



TABLE 4.2-1 (Sheet 2 of L,)

Examination 
Category

Components and 
Parts to 

be Examined Method

Extent of 
Examination 
(Percent in 

10 Year 
Interval)

Primary nozzle-to
vessel welds and 
nozzle-to-vessel 
inside radiused 
section 

Vessel penetrations, 
including control 
rod drive pene
trations and 
control rod 
housing pressure 
boundary welds.  

Vessel penetrations, 
including control 
rod drive penetrations 
and control rod 
housing pressure 
boundary welds.  

Primary nozzles to 
safe-end welds

100%

Not applicable.

V 

UT & V

25% 

100%

0

Not applicable.

The examinations will 
be a visual examination 
for leakage during the 
system hydrostatic test 
at or near the end of 
the ten-year inspection 
interval.  

The individual visual 
examination performed 
during each inspc,:ci
shall cover 100% of 
circumference of the 
safe-end welds. All C 
end welds shall be eY z 
during the inspectior a 
interval.

Item 
No.

1. 4 

1.5

D 

E- 1

Remark

1.6 E-2

1.7

0
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Examination 
Category 

G-I

Item 
No.  

1.8 

1.9 

1.10 

1.11 

1.12 

1.13 

1.14 

1.15

Components and 
Parts to 

be Examined 

Closure studs and 
nuts 

Ligaments between 
threaded stud holes 

Closure washers, 
bushings 

Pressure-retaining 
bolting 

Integrally-welded 
vessel supports 

Closure head 
cladding 

Vessel cladding 

interior surfaces 
and internals and 
integrally-welded 
internal supports

Method 

UT & V or 
PT

Extent of 
Examination 
(Percent in 
10 Year 
Interval) 

100%

Remarks

100% 

100%

Not applicable 

See remarks

PT & V 

V

Not applicable 

This inspection is 
covered by Item 1.4

6 Patches 

6 Patches

See remarks

The examination of 
interior vessel 
surfaces, internals, 
and the space below 
the reactor core, 
which are made accessi 
for examination by thE 
removal of components 
,during normal refuelin 

G

TABLE 4.2-1 (Sheet 3 of 1%)

Q

G-2 

H 

I-i 

Iii



*TABLE 4.2-1 (Sheet 4 of i)

Examination 
Category

Components and 
Parts to 

be Examined Method

Extent of 
Examination 
(Percent in 
10 Year 
Interval)

outages shall be 
performed during each 
refueling period. Where 
access to the space 
below the reactor core 
during normal refueling.  
outages precludes inspec 
ion of this space, at 
least one examinatiot, 
at or near the end of 
each inspection interval 
shall be conducted under 
conditions which enable 
inspection.

PRESSURIZER 

Longitudinal 
and circum
ferential 
welds.  

Nozzle-to
vessel welds

V.& UT 

V & UT

Heater connections

C)

Longitu
dinal - 10% 

Circumfer
ential - 5% 

See remarks 

See remarks

Accessibility of welds 
is limited by biological 
and missile shield.  

Instrument and sample 
nozzles are included 
in Item 2.4.  

These connections are 
considered in Item 2.4.

0

Item 
No.

Remarks

2.1 

2.2 

2.3.

B 

D 

E-1

0
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TABLE 4.2- (Shet5oI~

Examination 
Category

E-2

Components and 
Parts to 

be Examined 

Heater connections 
and instrument 
and sample nozzles.

Method

Extent of 
Examinat ion 
(Percent in 

10 Year 
Interval) 

See remarks

Remarks

Visual inspections 
for leakage will be 
performed on at 
least 25% of the 
penetrations during 
the system hydrostatic 
test.

Pressure-retaining 
bolting 

Pressure-retaining 
bolting.  

Integrally-welded 
vessel supports

Vessel Cladding

Not applicable.

100%

V & UT 10% of linear 
feet of weld

1 Patch

The inspection is limite( 
to circumferential weld 
attaching the support sk' 
to the vessel.  

One (1) patch (36 square 
inches) on the primary 
side near the manway 
will be examined during 
the ten-year interval.

HEAT EXCHANGERS 
(CLASS A) AND STEAM 

GENERATORS 

Longitudinal and 

circumferential 

welds, including 

tube-sheet-to

head or shell 
welds on the 

primary side.

V & UT
5% 
See remarks

The inspection is limit 
to the circumferential 
weld attaching the tube 
sheet to the lower head

Item 
No.

2.4

2.5 

2.6 

2.7

2.8 1-2

I t 0



TABLE 4.2-1 (Sheet 6 of 1.)

Examination 
Category

3.2

3.3

G-I 

G-2

1-2

Item 
No. Method

Extent of 
-Examination 
(Percent in 
10 Year 
Interval)

Components and 
Parts to 

be Examined 

Primary nozzle
to-vessel head 
welds and nozzle
to-head inside 
radiused section 

Primary nozzle
to-safe-end welds 

.Pressure-retaining 
bolting 

Pressure-retaining 
bolting 

Integrally-welded 

vessel supports 

Vessel cladding

V & PT 100%

Remarks

The primary nozzles 
are cast with the 
head. No inspections 
are planned.  

Not anticipated that 
meaningful UT results 
can be obtained.

Not applicable 

100% 

Not applicable

1 patch

~atJ~..b4~uL~Lufl J * 

t-l I I., 

M0V4.4b?%4 ~ ,'

One (1) patch (36 
square inches) in each 
primary side will be 
examined during the 
ten-year interval.

0 0

See remarks

0



0
Table 4.2-1 (s+, 0~IZ~

Item No.

3.7

Examination 
Category

1-2

Components and Parts 
to be Examined 

Steam Generator 
Head welded cladding 
surfaces - primary 
sides.

Method
Extent of 
Examination

100%

Remarks

To be performed at eacl 
of the first three re
fueling shutdowns.

Sample

Alternate 
NDT or 
repli
cation by 
RV-II 

Steam Generator 
Head welded cladding 
surfaces - primary 
sides and eight 
sectors on Steam 
Generators #31, 
#32 and #34 per 
Figuresl 4Z1A.

0

22 P elle br al, t!
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TABLE 4.2-i (Shect of IL)

Examination 
Category

Components and 
Parts to 

be Examined 

Secondary side 
shell welds

Method

Extent of 
Examination 
(Percent in 

10 Year 
!nterva) 

See remarks

Remarks

The total examination 
completed over the servi 
life time will be equiv 
of having performed 100' 
the required examination

PIPING PRESSURE 
BOUNDARY 

Vessel, pump 
and valve safe
ends to primary 
pipe welds and 
safe-ends in 
branch piping 
welds.  

Circumferential 
and longitudinal 
pipe welds and 
branch pipe 
connections 
welds larger 
than 4 inches 
in diameter 

Pressure-retaining 

bolting 

Pressure-retaining 
bolting

UT, PT & V

V & UT 

V

100%

25%

This examination 
covers only the 
pressurizer safe-ends.

Exception is taken to 
inaccessible welds and 

welds where examination 
techniques limit inspect
ions.

Not applicable 

100%.

0

Item 
No.

3.8

4.1

4.2 

4.3

J-I 

G-I



TABLE 4.2-1 (Sheet 9 of 1)

Examination 
Category

K-2

J-2

Item 
No. Method

V & UT or PT

Components and 
Parts to 

be Examined 

Integrally-welded 
supports 

Piping support and 
hanger 

C ircumfe rent lal 
and longitudinal 
pipe welds and 
branch pipe 
connections 
welds 

Socket welds and 
p ipJ) l)ramcli 
connect ions 
welds 4 in. dia.  
and smaller

Extent of 
Examination 
(Percent in 

10 Year 
Interval)

25%

100%

100%

25%

Remarks

4.5 

4.6

0 0

V & PT

Exception is taken 
for supports which 
are not accessible.  

Exception is taken 
for those supports 
which are not 
accessible.  

Exception is taken 
to inaccessible welds.  

(1) Exception is 
taken to in
accessible welds.  

(2) Exception is 
taken for 
socket welds.  

(3) Exception is 
taken for 
sampling and 
instrumental 
piping and 
thermowells.

4.7

4.8

0
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Examination 
Category

L-1

L-2

Components and 
Parts to 

be Examined 

PUMP PRESSURE 
BOUNDARY 

Pump casing welds

Method

V & PT

Pump casings

Extent of 
Examination 
(Percent in 

10 Year 
Interval)

.100%

See remarks

Remarks

No meaningful 
ultrasonic exami
nations can be 
performed on these 
welds.  

Examination will be 
made only when pump 
internals are 
removed for other 
reasons.

Nozzle-to-safe-end 
welds 

Pressure-retaining 

bolting

Not applicable

UT & V 100%

TABLE 4.2-1 (SheetlG of i1)

Item 
No.

5.2

5.3

G-1



TABLE 4.2-1 (Sheet 1 of 1%

Examination 
Category

G-2

K-1

K-2

Components and 
Parts to 

be Ex;IM.I I ned

Extent of 
Examination 
(Percent in 

10 Year 
Interval) 

See remarks

Method

Pressure-retainig 
bolting

Integrally-welded 
supports 

Supports and 
hangers 

VALVE 1'RHSSURIE 
BO UNDARY

Remarks

Bolting will be 
inspected only when 
pump is disassembled 
for other reasons, 
but at least once at 
or near the end of 
each inspection interval.  

No meaningful ultrasonic 
examinat ion can be per
formed on these welds.

100%

Valve-body 
welds 

Valve Iodles6.2

Not applicable

See remarks Exception taken for valves 
which are not accessible 
or which are not disassembled 
for ma in ten ce purposes 
during the inspection intervaf

Valve-to-sa fe
end welds

0

Not applicable

0

Item 
No.

0



0

Examination 
Category 

G-1

G-2

Components and 

Parts to 
be Examined 

Pressure-retaining 
bol ting 

Prv,:;siirc-rLet;li II [fig

.Extent of 
Examinat ion 
(Percent in 

10 Year 
Interval) 

Not applicable

Method

100% Exception is taken 
for valves which 
are not accessible.

Integrally-welded 
supports

Supports and 
han Ie rs

Not applicable

100% Exception is taken 
for supports and 
hangers which are 
not accessible.

7.1 Primary pump 
flywheel.

7.2- Irradiat ion 
Specimen 
Schedule

V& UT

Tensile 

and 
Ch nrpy V 
Notch 
( Wedge 
Open 
Loading)

See remarks

See remarks

The flywheels shall 
be visually examined 
at the first refueling.  
At each subsequent re
fleling, , one different 
flywheel shall be examined.  
by ultrasonic methods.  

Refer to FSAR Section 4.5.1

0 
TABLE 4.2-1 (Sheet l~of 1

Item 
No.

6.5

C

6.6 

6.7

Remarks

K-2
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4.3 REACTOR COOLANT SYSTEM IINTEGRITY TESTING tejI~ 

Applicability 
7,_ e. o Fuelr 

Applies to test requirements for Reactor Coolant System 
integrity.  

Objective 

To specify tests for Reactor Coolant System integrity after the system 

is closed following normal opening, modification or 
repair.  

Specification 

a) When the Reactor Coolant System is closed after it has been opened, 

the system will be leak tested at not less than 2335 psig 
and 

in accordance with NDT requirements for temperature.  

b) When Reactor Coolant System modifications or repairs have 
been 

made which involve new strength welds on cormnonents, the new 

welds will meet the requirements of ASME Section XI, IS400 and 

IS500.  

PraZsus re &10#0r'frih lad 

c) The reactor coolant svstem leak test temper=ture 

F igure&. f-I-or the firsL two-year period of 

operation,\ 'Fi~re 4.3-1 Wtt be rekue eJ.p odico.O4. Alloell 

r~esl&r.J C' ton__C 44tL ~4ei rpt ure s klt 
e it accfrat"'Aite3 

Basis 

For normal opening)the integrity of the system, in terms of strength, 

is unchanged. If the system does not leak at 2335 psig (Operating 

pressure + i00 psi: + 100 psi is normal system pressure fluctuation), 

it will be leak tight during normal operation.

4.3-1
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For repairs on components, the thorough non-destructive testing gives 

a very high degree of confidence in the integrity of the system, and 

will detect any significant defects in and near the new welds. In 

all cases, the leak test will assure leak tightness during normal 

operation.  

The inservice leak test temperature$5 on Figureq 3-l. The 

AM~.  
temperaturesms calculated in accordance with ASME Code Section TI, 

Appendix G. This Code requires that a safety factor of 1.5 times 

the stress intensity factor caused by pressure be applied to the 

calculation.  

For the first 2 effective full power years, it is predicted that the 

highest RT in the core region taken at the 1/4 thickness will be 
NDT 

151*F. The temperature determined by mthods of ASME Code Section III+Or 2,3SPS1, 

is ;9*F above tht6RT T hevinservice leak tes temoeraturerufl ue.to$ 

for periods up to 2 effective full Dower years " %E SI2eb& C kFtre qd$'3 

The heatup limits specified on the heatup cur.:e, Figure q.3-!, -ust nct 
be exceeded while the reactor coolant system is bein heated to the in

service leak test temperature. or C..o0ti clo+ eM rAI 

Reference 

1. FSAR, Section 4.

4.3-2
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4.4 CONTAINMENT TESTS 

Applicability 

Applies to containment leakage.  

Objective 

To verify that potential leakage from the containment is maintained 

within acceptable values..  

Specification 

A. Integrated Leakage Rate 

1. Test 

a. A full pressure integrated leakage rate test shall be 

Oerformed at intervals specified in A. 3 at the peak 

accident pressure (P of 40.6 psig minimum.  

b. The test duration shall not be less than 24 hours, and 

shall be extended a sufficient period of time to v~rifv, 

by superimposing a kno- leak rate on the containment, 

the validity and accuracy of the leakage rate resui-s.  

c. A general inspection of the accessible interior and 

exterior surfaces of the containment structures and 

components shall be performed prior to performing an 

-integrated leak test to uncover any evidence of struc

tural deterioration which may ffect'either the contain

ment structural integrity or leak tightness. If there 

is evidezce of structural deterioration, integrated 

leakage rate tests shall not be performed until corrective 

action is taken. Such structural deterioration and 

corrective actions taken shall be reported as part of 

the test report.

4.4-1
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d. Closure of the containment isolation valves for the 

purpose of the test shall be accomplished by the means 

provided for normal operation of the valves.  

2. cceptance Criteria 

The measured leakage rate shall be less than 0.75 L 
a 

where L is equal to 0.1 w/o per day of containment steam 
a 

air atmosphere at 40.6 psig and 263°F, which are the peak 

accident pressure and temperature conditions.  

A set of three leakage rate tests shall be performed : 

(during plant shutdown), at approximately equal intervals 

during each 10-year service period. .The third test of 

each set shall be conducted when the plant is shudo-n. for 

the 10-year plant in-service inspection.  

14. Report Tet ults ete /t a.  

\ Eac ,'ntegratd leakage rate • w 1 the.-subj ot6Fa 
sumary technica rport and wi nclude: a sun y cn 

t uous leakage rate easur ents as w 1. The testlre s 

will reported to th RC in accordance th tbe&require ents 

of 10CFR, A x J, ef tive issue dat' March 14, 1973.  

B. Continuous Leak Detection Testing via the Containment 

Weld Channel and Penetration Pressurization System 

1. A Acte4 ic's Criteria.  

The upper limit for uncorrected air const~nption for the 

pressurization system shall be 0.2% of the containment 

volume per day (sum of four headers) at the system operating 

pressure, 

4.4-2
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2. Corrective Action 

a. If any time it is determined that the limit of B.1 is 

exceeded, repairs shall be initiated immediately.  

b. If repairs are not completed and conformance to the 

acceptance ctiterion is not demonstrated within 7 days, 

the reactor shall be shut dowrn until repairs are effected 

and the continuous leakage meets the acceptance criterion.  

C. Sensitive Leakage Rate 

1. Test 

A sensitive leakage rate test shall be conducted with 

the containment penetrations, weld channels, and certain.  

double gasketed seals and isolation valve interspaces at 

a minimum pressure of 41 psig and with the containment 

building at atmospheric pressure.  

2. Acceptance Criteria 

The test shall be considered satisfactory if the leak 

rate for the containment penetrations, weld channel 

and other pressurized zones is equal to or. less than 0.2,.  

of the containment free volume per day.  

3 A a
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Containment Isolation Valves

1. Tests OA F 

a. Isolation valves -i' Table 4.4-1 shall be tested for 

operability at a frequency of at least every refdeling.

b.  

C .  

d.  
JI

Isolation valves in Table 4.4-1 which are pressurized 

by the Weld Channel and Penetration Pressurization 

System shall be leakage tested as part of the Weld.  

Channel and Penetration Pressurization System Test 
P 

at least every refueling. 
V 

Isolation valves in Table 4.4-1 which are pressurized: 

by the Isolation Valve Seal Water System shall be 
tested 

at a frequency of at least every refueling as part 
of 

an overall Isolation Valve Seal Water System Test.

Isolation valves in Table 4.4-1 which are not pressurized.  

will be tested at a frequency of at least every refueling.  

4&&Vt4n ,. 71b&4 4 fl 2 3 4 i
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The combined leakage rate for the isolation valves sealed 

with the service water system is 0.36 gpm.

Containment Modifications

Any major modification or replacement of coaponents 
of the contain

ment performed.after the initial pre-operational 
leakage rate test 

shall be fuilowed by either an integrated leakage rate test, or a 

local leak detection test and shall meet the 
appropriate acceptance 

-criteria of A.2, C.2, or.
2 . Modifications or replacements performed 

directly prior to the conduct of an. integrated leakage rate 
test. 

shall not require a separate test. ...  

A A A
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.,, Annual Inspection 

A detailed visual examination of the accessible interior and exterior 

surfaces of the containment structure and its :components shall 
be 

performed annually and:prior to any integratedleak 
test, to uncover 

any evidence of deterioration which may affect either the containment 

structural integrity or leak-tightness. The discovery of any signi

ficant deterioration shall be accompanied by corrective 
actions in 

accord with acceptable procedures; non-destructive tests 
and inspec

tions, and local testing where-practical, prior to the conduct 
of 

any integrated leak test. Such repairs shall be reported as part 

of the test results.  

Residual Heat Removal Svstem 

1. Test 

a. (1 Tepotinof the Residual Heat RemovalSystem 

that is outside the containment shall be tested 

jl either by use in normal operation or hydrostatically 

tested at 350 psig at the interval specified- below.  

(2) The piping between the residual heat 
removal pumps 

suctions and the containment isolation 
valves in 

the residual heat removal 
pump suction line from 

the containment sump shall be hydrostatically 

tested at no less than 100 psig at the interval 

specified below.  

T' --........
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2. Acceptance Criterion 

The maximum allowable leakage from 
the Residual Heat Removal 

System components located outside of the containment shall 

not exceed two gallons per hour.  

3. Corrective Action 

Repairs or isolation shall be made 
as required to. maintain 

leakage within the acceptance criterion.  

4. Test Freauencv 

Tests of the Residual Heat Removal System 
shall be conducted 

at every refueling.

--- --------
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b. Visual inspection shall be made for 
excessive leakage 

during these tests from componenis 
of'the system. Any 

significant leakage shall be measured 
by collection 

and weighing dr by another equivalent 
method.
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Basis 

The containment is for a pressure of 47 psig. While the 

reactor is operating, the internal environment of the containment will 

be air at essentially atmospheric pressure and an average maximum 

temperature of approximately 1200F. With these initial conditions, the 

temperature of the steam-air mixture at the peak accident 
pressure of 

40.6 psig is 263°F.(
4) 

Prior to initial operation, the containment was strength-tested 
at 

54 psig and was leak-tested. The acceptance criterion for this pre

operational leakage rate test has been established as.0.075 
W/o (.75 La 

per 24 hours at 40.6 psig and 263*F, which are the peak 
accident pressure 

and temperature conditions. This leakage rate is consistent with the 

(2) 
construction of the containment,

( . which is equipped with a Weld Channel 

and Penetration Pressurization System for continuously 
pressurizing both 

the penetrations and the channels over all containment liner welds. 
These 

channels were independently leak-tested during construction.  

The safety analysis has been performed on the basis of 
a leakage rate 

of 0.10 W/o per day for 24 hours. With this leakage rate and with minimum 

containment engineered safeguards operating, the public 
exposure would be 

well below 10CFR100 values in the event of 
the design basis accident.  

The performance of a periodic integrated leakage rate test 
during plant 

life provides a current assessment of potential leakage 
from the contain

ment in case of an accident that would pressurize the 
interior of the 

containment. In order to provide a realistic appraisal of the integrity 

of the containment under accident conditions, the containment isolation 

valves are to be closed in the normal manner andAwithout 
preliminary 

exercising or adjustments. ' 

4.4-7 .

------- ---
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The minimum duration of 24 hours for the integrated leakage rate test 

is established to attain the desired level of accuracy and to allow for 

daily cyclic variation in temperature and thermal radiation.  

The frequency of the periodic integrated leakage rate test is keyed to 

the schedule for major shutdowns for inservice inspection and refueling.  

The specified frequency of periodic integrated leakage rate testing is 

based on the following major considerations.  

First is the low probability of leaks in the liner, because of 

(a) the tests of the leak-tight integrity of the welds 

during erection; 

(b) conformance of the complete containment to a low leakage 

rate limit at 40.6 psig or higher during pre-operational 

testing, and 

(c) absence of any significant stresses in the liner during 

reactor operation.  

Secondly, the Weld Channel and Penetration Pressurization System is in 

service continuously to monitor leakage from potential leakpaths such 

as the containment personnel lock seals and weld channels, containment 

penetrations, containment liner weld channels, double-gasketed seals 

and spaces between certain containment isolation valves and personnel 

door locks. ___ _______ __ ____ __ __ 

.A leak would be expected to build up slowly and would, therefore, be 

noted before design limits are exceeded. Remedial action can be taken 

before the limit is reached.

------------- -------- --- ---------- ------ ------
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A full pressure test of the air lock will be periodically performedAto 

detect any unanticipated. leakage.  

The containment isolation valve leakage and sensitive-leakage rate 

measurements obtained periodically, periodic inspection of accessible 

portions of the containment wall to detect possible damage to the liner 

plates, combined with the leakage monitoring afforded by the Weld Channel 
(5) (6) 

and Penetration Pressurization System, and iVSWS provide assurance 

that the containment leakage is within design limits.  

The testing of containment isolation valves listed in Table 4.4-1, either 
(5) (6) 

individually or in groups, utilizes the WC & PPS or IVSWS (where 

appropriate), and is in accordance with the requirements of Type~e 

C tests in Appendix J (issue effective date March 14, 1973) to 10CFR50.  

The specified test pressures are greater than the peak calculated accident 

pressure.  

Sufficient 

water is available in the Isolation Valve Seal Water System,. Primary 
Water 

System, Service Water System, Residual Heat Removal System, and the City 

Water System to assure a sealing function for at least 30 days.

-ad 4d0Zi4A&---------- --
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The'350 psig test pressure, achieved either by normal Residual Heat Removal 

System operation or hydrostatic testing, gives an adequate margin over 

the highest pressure within the system after a design basis accident.  

Similarly, the hydrostatic test pressure for the containment sump return 

line of 100 psig gives an adequate margin over the. highest pressure within 

the line after a design basis accident. A recirculation system leakage 

of 2 gal./hr. will limit off-site exposures due to leakage to insignificant 

levels relative to those calculated for leakage directly from the containment 

in the design basis accident.., 

These specificationshave been d e s ctive 

d (sin Appendi J (issue effective 
date March 1973) of 1OCFR50 and ANSI N45.4-1972 "Leakage Rate Testing

of Containment Structures for Nuclear Reactors" (March 16, 1972) for 

guidance.  

The maximum permissible i eakage rate from the containment isolation 

valves sealed with service water for the full 12-month period of post 

accident recirculation without flooding the internal recirculation 

pumps is 0.36 gpm.  

REFERENCES 

(1) FSAR - Section 5 

(2) FSAR - Section 5.1.7 

(3) FSAR - Section 14.3.5 

(4) FSAR - Volume 7, Response to Question 14.6 

(5) FSAR - Section 6.6 

(6) FSAR - Section 6.5
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TABLE 4.4-1 (Page I of 7) 

CONTAINMENT ISOLATION V\L!:S

Valve No.

549 

548 

518 

550 

552 

519 

741 

744 

888A 

888B 

958 

959 

990C 

1870 

743 

732 

885A 

885SB 

201 

202 

205 

226 

227 
250QA 

241A 

250B 

241B 

250C

Penetration 

Number
( 1 )

1 

1.  

2 

2 

3 

3 

4 

4 

5 

5 

5 

5 
5 
5

5 

6 

7 

7 

8 

8 

9 

9 
9 

10.  

10 

10 

10 
10

Test Fluid 2 ) 

Water (4) 
(4)* 

Wafer 

Water (4) 

Gas 

Gas 
Water (4) 

(4) 

Water 

(4) Water 

Natre () 

Nitrogen~4 

Nitrogen ( 4 ) 
(4) 

Nitrogen 
Nitrogen (4 ) 

Nitrogen (4) 

(4) 

Nitrogen 
Nitr ogen (4) Nitrogen(4 

Nitrogen 
( 4 ) 

(4) Nitrogen 

Water (4) 

(4) 
Water 

Water (4) 

(4) 
Water 
Water (4) 

Water (4) 
Wa ter (4 ) 

Water (4) 

Water (4) 

Water 4 ) 

Water 
Water 

( 4 )

Minimum 
Test Pressure :(PSIG)

45 
... 45 

41 

41 

45:, 

450) 

45(3) 

4.1 

41 
41 

41 

41 

41 

41 (3) 

45.  

45 

45 

45 

45 

45 

.45

45 

45

45 

45 
4:5

all
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TA'LE 4.4-1 (Page 2 of 7) 

CNTA T'Y.LNT ISOLATION VALVES

Penetration 

(1) Number Test Fluid
(2 )

Minimum 

Test Pressure (PSIG)

241C 

250D 

241D 

222 

956E 

956F 

869A 

867A 

878A 

869B 

867B 

878B 

1835A 

1835B 

1833A 

1833B 

851A 

850A 

859A 

859C 

891A 

891B 

891C 

891D 

.863 

956G 

956H 

1786 

1787

Valve No.

10 

10 
10 

11 

12 

12 

14 

14 

14 

14 

14 

14 

15 

15 

15 

15 

15 

15 

16 

16 

17 

17 

17 

17 

17 

18 

18 

19 
19

Water (4) 

(A4) 
Water I 

Water (4) 

Water
(4 

Water (4) 

Water (4) 

Water (4) 

Gas 

Gas 

Water'
(4 ) 

Gas 

Gas 
(4) 

Nitrogen 

Nit tro gen C4) 
(4) 

Water.  

Water (4 ) 

Water (4) 

Water (4) 

Water 4.  

'(4)' Water, 

Gas 

Gas 

Gas 

Gas 

Gas 

Water (4) 

Water (4) 
(4) 

Water 
Water (4) 

Water (4)

45 

45 

45 

45 

45 

45, 

45 

41 

41 

45 

41 

41 

41 

41 

45 

45 

45 

45 

45 

45 

41 

41 

41 

41 
41 

45 

45 

45 

45
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TABLE 4.4-i (Page 3 of 7) 

CONTAIINENT ISOLATION VALVES

Penetration 

N u -n o r Test Fluid
( 2 )

Minimum 

Test Pressure (PSIG)

1610 

1616 

1789 

1702 

1705 

797 

769 

784 

786 

FCV-625 

789 

791 

798 

796 

793 

1728 

1723 

1234 

1235 

1236 

1237 

PCV-1229 

_PCV-1230 

PCV-1215 

PCV-1215A 

PCV-1214 

PCV-1 214A 

PCV-1216..  

PCV-1216A 

PCV-1217 

PCV-1217A

19 

19 

-2.0 

20 

21 

21 

22 

22 

23 

23 

.24 

24 

29 

29 

30 

30 

31 

31 

32 

32 

33 

33

34 

34 

37 

37 

37 

37 

37 

37 

37, 

37

Gas 

Gas 
(4) 

Water ( 4 ) 

Water (4) 

Water 
( 4 ) 

(4) 

ater 
Water (4) 
Water (4) 

Water (4) 

Water (4) 

Water
( 4 ) 

Water (4) 

Water (4) 

Water (4) 
(4) 

Water 
W Water (4) 

Water (4) 

(4) 
Water 

Gas. (7) 

Gas (7).  

Gas (-7) 

Gas. (17) 

Gas (7) 

(4) 
Water 
Water (4).  

(4) 
Water.  
Water (4) 

Water (4) 

Water 4) 
Water (4) 

Water (4)

Valve No.

41 

41 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

41 

41 

41 

41 

4i 

41 

45 

45 

45 
45 

45 

45 

45 

45
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TABLE 4.4-1 (Page 4 of 7) 

CONTAINMENT ISOLATION VALVES

Valve No.

Penetration 

Number (1)

Minimum

Test Fluid (2) Test Pressure (PSIG)

PCV-1224 

PCV-1224A 

PCV-1223 

PCV-1223A 

PCV-1225 

PCV-1225A 

PCV-1226 

PCV-1226A 

SWN-41 

SWN-43 

SWN-42 

SWN-41 

SWN-43 

SWN-42 

SWN-41 

SWN-43 

SWN-42 

SWN-41 

SWN-43 

SWN-42 

SWN-41 

SWN-43 

SWN-42 

- SWN-44 

SWN-51 

SWN-44 

SWN-51 

SWN-44 

SWN-51 

SWN-44 

SWN-51

38 

38 

38 

38 

38 

38 

38 

.38 

39 

39 

39 

39 

* 39 

39 

39 

39 

39 

39 

39 

39 

39 

39 

39 

40 

40 

40 

40 

40 

40 

40 

40

Water (4) 

Water (4) 

Water (4) 

WaterK4) 
Water (4) 

Water (4) 

Water (4) 

Water (4) 

Water (6) 

Water (6) 

Water (6) 

Water (6) 

Water 

Water (6) 

.(6) Water 

Water (6) 

Water (6) 
(6) 

Water 

Water (6) 

(6) 
Water 

Water (6) 
(6) 

Water 
Water (6) 

(6) 
Water 
Wat er (6) 

Water (6) 

Water (6) 

Water (6) 

Water (6) 

Water (6) 
Water (6) (6) 
Water 

Water 
( 6 )

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45 

45-

45 

J45 
45 

45 

45 
45
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TABLE 4.A-1 (Page 5_of 7) 

CONTAINMENT ....LAON VLVES

Valve No.

Penetration 

(1) Number

Minimum

Test Fluid 2 Test Pressure (PSIG)

SWN-44 

SWN-;51 

SWN-71 

SWN- 71 

SWN-71 

SWN-71 

SWN-71 

SA-24 

SA-24 

580A 

580B 

UH-37 

-  UE-38 

1170 

1171 

1172 

1173 

.1190 

1191 

1192 

990A 

990B 

956A 

956B 

956C 

956D 

1814A 

1814B 

1814C 

1890D 

1890E

(6) 
Water 

Water (6) 
(6) 

Water 
(6) 

Water 

Water (6) 

Water(6) 

Water 

Water (4) 

Water(4)

44 

44 

45 

46 

48 

48 

49 

49 

50 

50 

50 

51 

51 

52 

52 

53 

53 

54 

55 

56 

57 

57

Gas 

Gas 

Water 
C4) 

Water (4) 

Gas () 
Gas (7) 

Gas 07) 
Gas (7) 

Gas 0) 
Gas (7) 
Gas 17) 
Nitrogen(4) 

C4) 
Nitrogen 

Water (4) 

Water (4) 
Water(4) 

Water (4) 

Gas 

Gas 

Gas 

Gas 

Gas

I. -

45.

45 

45 

45 

45 

45, 

45 

45.  

45

41 

41 

45 

45 

41:

41 

41 

41 

41 

41 

41 

41 

41 

45 

65 

45 

45-- 4.5 

41 

41 

41 

41



TABLE 4.4-1 (Page 6 of 7) 

CONTAINMENT ISOLATION VALVES

Penetration 

Number () Test Fluid
( 2 )

Minimum 

Test Pressure (PSIG)

189OA 

1890C 

1890F 

1890B 

1890G 

1890H 

1890J 

1882A 

IV-2A 

IV-2B 

1875A 

IV-3A 

1876A 

IV-5A 

1875B 

IV-3B 

1876B 

IV-5B 

IA-39 

PCV-1228 

PS-7 
PS-1O 

PS-8 

PS-9 

CB-1 

CB-2 

CB-3 

CB-4

Valve No.

57 

57 

57 

57 

57 

57 

57 

.58 

58 

58 

59 

59 

60 

60 

61 

61 

62 

62 

64 

64 

65 

65 

65 

65 

69 

69 

69 

69

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas 

Gas(7 

Gas Li) Gas (2) 

Gas (2) 
Gas 

Gas 

Gas (7) 

Gas (:7).

41 

41 
41 

41 

41 
41 

41 

41 

41 

41 

41 

41 

41 
41 

41 

41 

41 

41 

41 

41 

41 

41 

41 

41 

41 

4 .  

41
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TABLE 4.4-1 (Page 7 of 7) 

CONTAINMENT ISOLATION VALVES 

S: 

Reference: FSAR Table 5.2-1, Penetration No.  

Gas Test Fluid indicates either nitrogen or air as test medium.  

Testable only when at cold shutdown.  

Isolation Valve Seal Water System.  

Sealed by Residual Heat Removal System fluid.  

Sealed by Service Water System.1-i.......  

W'ed C.A4 k4loeJ Mo e n~6 ~e t 0o.

(7~

NOTE 

2.  

3.  

4.  

5.  

6.  

7.

---------- -



4.5 TESTS FOR ENGINEERED SAFETY FFATURES AND AIR FILTPRATIO: SYSTEMS 

Applicability 

Applies to testing of the Safety Injection System, the Containment Spray 

System, the Hydrogen Recombiner System, and the Air Filtration S-:stems.  

Obiective 

To verify that the subject systems will respond promptly and perform their 

design functions, if required.  

Specification 

A. SYSTEM TESTS 

1. Safety Injection Sy.stem 

a. System tests shall be performed at each reactor refueling 

interval. With the Reactor Coolant System pressure less 

than or equal to 350 psig and temperature less than or 

equal to 3500 F, a test safety injection signal will be 

applied to initiate operation of the system. The safety 

injection and residual heat removal pumps are made 

inoperable for this test.  

b. The test will be considered satisfactory if control board 

indication and visual observations indicate that all 

components have received the safety injection signal in 

the proper sequence and timing, that is., the appropriate 

pump breakers shall have opened and clos'ed, and the 

appropriate valves shall have completed their travel.  

4.5-1



2. Containment Spray System

a. System tests shall be performed at each reactor refueling 

interval. The tests shall be performed with the isolation 

valves in the spray supply lines at the containment and 

the spray additive tank isolation valves blocked closed.  

Operation of the system is initiated by tripping the 

normal actuation instrumentation.  

b. The spray nozzles shall be checked for proper functioning 

at least every five years.  

c. The test will be considered satisfactory if visual obser

vations indicate all components have operated satisfactorily.  

3. Hydrogen Recombiner System 

a. A complete recombiner system test shall be performed at 

each normal reactor refueling on each unit. The test 

shall include verification of ignition and attainment 

of normal operating temperature.  

b. A complete control system test shall be performed at 

intervals not greater than six months on each unit. The 

test shall consist of a complete dry-run startup using 

artifically generated signals to simulate light off.  

c. Containment atmosphere sampling system tests shall be 

performed at intervals no greater than six months. The 

test shall include drawing a sample from the fan cooler 

units and purging the sampling line.  

d. The above tests will be considered satisfactory if visual 

observations and control panel indication indicate that all 

components have operated satisfactorily.  

e. Each recombiner air-supply blower shall be started at 

intervals not greater than two months. Acceptable levels 
of performance shall be that the blowers start, deliver, 

flow, an;: operate for at least 15 minutes.  

4.5-2
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4. Containment Air Filtration System 

a. Visual inspection of the filter 'nstallations shall be 

pefome 04.Ccordance wiA, AbjSl N 40 ( / 9110) ti 
performedAevery 6 months for the first two ye rs and 
every refueling thereafter, or at any time fire, chemical 

releases or work done on the filters could alter their 

integrity.  

b. At each refueling outage, the following conditions shall 

be demonstrated before the system can be considered operable: 

(1) The pressure drop across the combined HEPA filters and 

charcoal adsorber banks is less than 6 inches of water 

at ambient conditions and accident design flow rates.  

(2) Using either direct or indirect measurements, the 

flow rate of the system fans shall be shown to be 

at least 90% of the accident design flow rate.  

(3) The charcoal filter isolation valves shall be tested 

to verify operability.  

c. At each refueling outage or at any time fire, chemical 

releases or work done on the filters could alter their 

integrity or after every 720 hours of charcoal adsorber 

use since the last test, the following conditions shall 

be demonstrated before the system can be considered operable: 

(1) Impregnated activated charcoal from each of the five 

units shall have a methyl iodine removal efficiency 

> 85% at + 20% of the accident design flow rate, 5 
3 

to 15 mg/m 3 inlet methyl iodine concentration, > 95% 

relative humidity and > 250*F. In addition, ignition 

shall not occur below 300'F.  

4.5-3



(2) A halogenated hydrocarbon (freon) test on charcoal 

adsorbers at + 20% of the accident design flow rate 

and ambient conditions shall show > 99% halogenated 

hydrocarbon removal.  

(3) A locally generated DOP* test of the HEPA filters at 

+ 20% of the accident design flow rate and ambient 

conditions shall show > 99% DOP removal.  

5. Control Room Air Filtration System 

a. Visual inspection of the filter installations shall be 

a.n Viua C JOnce .i-t AJ1N~ Sgi q
performed every 6 months for the first two years and every 

refueling thereafter, or at any time fire, chemical releases 

or work done on the filters could alter their integrity.  

b. The charcoal filtration system shall be operated for a 

minimum of 15 minutes every month.  

C. At each refueling outage, the following conditions shall 

be demonstrated before the svstem can be considered operable: 

(1) The pressure drop across the combined HEPA filters and 

charcoal adsorber banks is less than 6 inches of water 

at ambient conditions and accident design flow.rates.  

(2) Using either direct or indirect measurements, the flow 

rate of the system fans shall be shown to be at least 

90% of accident design flow rate.  

d. At each refueling outage or at any time fire, chemical 

releases or work done on the filters could alter their 

integrity or after every 720 hours of charcoal adsorber 

use since the last test, the following conditions shall 

be demonstrated before the system can be considered operable:' 

*Dioctylphthalate Particles 
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(1) The charcoal shall have a methyl iodine removal 

efficiency > 90% at + 20% of the accident design 
.3 

flow rate, 0.05 to 0.15 mg/m inlet methyl iodine 

concentration, > 95% relative humidity and > 125*F.  

(2) A halogenated hydrocarbon (freon) test on charcoal 

adsorbers at + 20% of the accident design flow rate 

and ambient conditions shall show > 99% halogenated 

hydrocarbon removal.  

(3) A locally generated DOP test of the HEPA filters 

at + 20% of the accident design flow rate and 

ambient conditions shall show > 99% DOP removal.  

6. Fuel Handling Building Air Filtration System 

a. The charcoal filtration system shall be operated for a 

minimum of 15 minutes every month when there is irradiated 

fuel in the spent fuel pit.  

b. Prior to refueling, the following conditions shall be 

demonstrated before the system can be considered operable: 

(1) The pressure drop across the combined HEPA filters 

and charcoal adsorber banks is less than 6 inches 

of water at ambient conditions and accident design 

flow rates.  

(2) Using either direct or indirect measurements, the 

flow rate of the system fans shall be shown to be 

at least 90% of the accident design flow rate.  

(3) The filtration system bypass dampers shall be tested 

to assure proper operation.
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C. Prior to refueling or at any time fire, chemical releases 

or work done on the filters could alter their integrity 

or after every 720 hours of charcoal adsorber use since 

the last test, the following conditions shall be demonstrated 

before the system can be considered operable: 

(1) Charcoal shall have a methyl iodine removal efficiency 

90% at + 20% of the accident design flow rate, 0.05 

3 
to 0.15 mg/im inlet methyl iodine concentration, > 95% 

relative humidity and > 1250 F.  

(2) A halogenated hydrocarbon (freon) test on charcoal 

adsorbers at + 20% of the accident design flow rate 

and ambient conditions shall show, >99% halogenated 

hydrocarbon removal.  

(3) A locally generated DOP test of the HEPA filters at 

20% of the accident design flow rate and ambient.  

conditions shall show > 99% DOP removal.  

In CLCCO t4G(tW'4-L A0S ~~O ) 1 
(4) Visual inspection of filter installations.  

A
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B. Component Tests 

1. Pumps

a. The safety injection pumps, residual heat 

containment spray pumps and the auxiliary 

water pumps shall be started at intervals 

one month. The recirculation pumps shall 

reactor shutdowns for refueling.

removal pumps, 

component cooling 

not greater than 

be started during

b. Acceptable levels of performance shall be that the pumps 

start, reach their required developed head on recirculation 

flow, and operate for at least fifteen minutes.  

2. Valves 

a. Each spray additive valve shall be cycled by operator 

action with the pumps shut down at intervals not greater 

than once every refueling.  

b. The accumulator check valves shall be checked for operability 

during each refueling shutdown.

c. The following check valves 

leakage every refueling:

857A & G 

857B 

857C 

857D 

857E 

857F 

857H

857J 

857K 

857L 

8577M 

857N 

857P 

857Q & R

shall be checked for gross

857S & T 

857U & W 

895A 

895B 

895C 

895D 

897A
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897C 

897D 

838A 

838B 

838C 
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d. The following check valves shall be checked for gross 

leakage midway between refuelings: 

838A 895A 897A 

838B 895B 897B 

838C 895C 897C 

838D 895D 897D 

Basis 

The Safety Injection System and the Containment Spray System are principal 

plant safeguards that are normally on standby during reactor operation.  

Complete systems test cannot be performed when the reactor is operating 

because a safety injection signal causes reactor trip, main feedwater 

isolation and containment isolation, and a Containment Spray. System test 

requires the system to be temporarily disabled. The method of assuring 

operability of these systems is, therefore, to combine systems tests to 

be performed during annual plant shutdowns, with more frequent component 

tests, which can be performed during reactor operation.  

The annual systems tests demonstrate proper automatic operation of the 

Safety Injection and Containment Spray Systems. With the pumps blocked 

from starting,a test signal is applied to initiate automatic action and 

verification made that the components receive the safety injection signal 

in the proper sequence. The test demonstrates the operation of the valves, 

pump circuit breakers, and automatic circuitry.  

During reactor operation, the instrumentation which is depended on to 

initiate safety injection and containment spray is generally checked 

daily and the initiating circuits are tested monthly (in accordance with 

Specification 4.1). The testing of the analog channel inputs is accomplished 

in the same manner as for the reactor protection system. The engineered 

safety features logic system is tested by means of test switches to simulate 

inputs from the analog channels. The test switches allow actuation of the 

master relay, while at the same time blocking the slave relays. Verification 

that the logic is accomplished is indicated by the matrix test light. The
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slave relay coil circuits are continuously verified by-a built-in monitoring 

circuit. In addition, the active components (pumps and valves) are to be 

tested monthly to check the operation of the starting circuits and to verify 

that the pumps are in satisfactory running order. The test interval of one 

month is based on the judgment that more frequent testing would not signi

ficantly increase the reliability (i.e., the probability that• the component 

would operate when required), yet more frequent testing would result in 

increased wear over a long period of time.  

Other systems that are also important to the emergency cooling function 

are the accumulators, the Component Cooling System, the Service Water 

System, and the containment fan coolers. The accumulators are a passive 

safeguard. In accordance with Specification 4.1%, the-water volume and 

pressure in the accumulators are checked periodically. The other systems 

mentioned operate when the reactor is in operation,and by these means are 

continuously monitored for satisfactory performance.  

The charcoal portion of the containment air recirculation system is a 

passive safeguard which is isolated from the cooling air flow during 

normal reactor operation. Hence, the charcoal should have a long useful 

lifetime. The filter-frames that house the charcoal are stainless steel 

and should also last indefinitely. However, the visual inspection speci

fied in Section A.4(a) of this specification will be performed to verify 

that this is, in fact, the case. The iodine removal efficiency cannot 

be measured with the filter cells in place. Therefore, at periodic 

intervals a representative sample of charcoal is to be removed and tested 

to verify that the efficiencies for removal of methyl iodide are obtained.(2) 

The fuel handling air treatment system is designed to filter the discharge 

of the fuel storage building atmosphere to the facility vent during refueling 

conditions. As required by Specification 3.8.A.13,1the fuel handling air 

.treatment system must be operable whenever irradiated fuel is being moved.  

However, if the irradiated fuel has had a continuous 45-day decay period, 

the fuel handling air treatment system need only be available on a standby 

basis. In this mode, the air treatment system is automatically started upon 

high radiation signal. Upon initiation isolation valves in the 
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ventilation system must close to redirect air flow through the air treatment 

system. If these dampers do not operate properly, excessive bypass leakage 

could occur to negate the usefulness of the HEPA filters and charcoal adsorbers 

to reduce potential radio-iodine releases to the atmosphere. Therefore, 

operation of these dampers will be checked before the start of refueling 

operations.  

High efficiency particulate absolute (HEPA) filters are installed before 

the charcoal adsorbers to prevent clogging of these adsorbers for all 

emergency air treatment systems. The charcoal adsorbers are installed 

to reduce the potential release of radio-iodine to the environment. The 

in-place test results should indicate a system leak tightness of less 

than or equal to one percent leakage for the charcoal adsorbers and a 

HEPA efficiency of greater than or equal to 99 percent removal of DOP 

particulates. The laboratory carbon sample test results should indicate 

a methyl iodide removal efficiency of greater than or equal to 90 percent 

on the fuel handling system samples, and greater than or equal to 85 percent 

on the containment system samples for expected accident conditions. With 

the efficiencies of the HEPA filters and charcoal adsorbers as specified, 

further assurance is provided that the resulting doses will be less than 

the 10CFR100 guidelines for the accidents analyzed.  

The control room air treatment system is designed to filter the control room 

atmosphere for intake air and/or for recirculation during control room isolation 

conditions. The control room air treatment system is designed to automatically 

start upon control room isolation.  

High efficiency particulate absolute (HEPA) filters are installed before the 

charcoal adsorbers to similarly prevent clogging of these adsorbers. The 

charcoal adsorbers are installed to reduce the potential intake of radio

iodine by control room personnel. The in-place test results should indicate 

a system leak tightness of less than or equal to one percent leakage for 

the charcoal adsorbers and a HEPA filter efficiency of greater than or equal 

to 99 percent removal of DOP particulates. The laboratory carbon sample 

test results should indicate a methyl iodide removal efficiency of greater 

than or equal to 90 percent for expected accident conditions.
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With the efficiencies of. the HEPA filters and charcoal adsorl,'rs , to 

further assurance is provided that the resulting doses will be less than the 

allowable levels stated in Criterion 19 of the General Design Criteria for 

Nuclear Power Plants, Appendix A to 10CFR Part 50.  

A pressure drop across the combined HEPA filters and charcoal adsorbers of 

less than or equal to 6.0 inches of water at the system design flo.7 rate 

will indicate that the filters and adsorbers are not clogged by excessive 

amounts of foreign matter. Pressure drop should be determined at least 

once per operating cycle to show system performance capability. Proper 

operation of the system fans should also be verified at least every re

fueling by either direct or indirect measurements.  

If results of charcoal tests are unsatisfactory, two additional samples 

may be tested. If both of these tests are acceptable, the charcoal may 

be considered satisfactory for use in the plant. Should the charcoal 

of any of these air filtration systems fail to satisfy the test criteria 

outlined in this specification, the charcoal beds will be replaced with 
new charcoal which satisfies the requirements for new charcoal outlined 

in Regulatory Guide 1.52 (Revision June, 1973).  

The hydrogen recombiner system is an engineered safety feature which 

would be used only following a loss-of-coolant accident to control the 

hydrogen-evolved in the containment. The system is not expected to be 

started until approximately 12 days have elapsed following the accident.  

At this time, the hydrogen concentration in the containment will have 

reached 2% by volume, which is the design concentration for starting 

(3) the recombiner system. Actual starting of the system will be based 
upon containment atmosphere sample analysis. The complete functional 

tests of each unit at refueling shutdown will demonstrate the proper 

operation of the recombiner system. More frequent tests of the recom

biner control system and air-supply blowers will assure operability of 

the system. The bi-annual testing of the containment atmosphere sampling 

system will demonstrate the availability of this system.  

References 

(1) FSAR Section 6.2 

(2) FSAR Section 6.4 

(3) FSAR Section 6.8
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EMERGENCY POtER SYSTEM PERIODIC TESTS

Applicabilitv 

Applies to periodic testing and surveillance requirements of the emergency 

power syste:.  

Objective 

To verify that the emergency power system will respond promptly and properly 

when required, 

Sp ecificaticn 

The followin: tests and surveillance shall be performed as statec.: 

A. Diesel Generators 

1. Each month each diesel generator shall be manually started 

and synchronized to its bus or buses and shall be allowed to 

assume the normal bus load and run for a period of time suf

ficient to reach stable operating temperatures.  

2. At each refueling-outage each diesel generator shall be manually 

started, synchronized and loaded up to its nameplate rating and 

run for a period of time sufficient to reach operating tempera

tures.  

3. At each refueling outage to assure that each diesel generator will 

automatically start and assume the required load within 60 seconds 

after the initial start signal the following shall be accomplished 

by simulating a loss of all normal AC station service power 

supplies and simultaneously simulating a Safety Injection signal.  

observations shall verify automatic start of each diesel generator, 

required bus load shedding and restoration to operation of particu

lar vital equipment. To prevent Safety Injection flow to the core 

certain safeguard valves will be closed and made inoperable.
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4. Each diesel generato.pshall be inspected and maintainicd 

following the manufacturer's recommendations for this class 

of stand-by service.  

The above tests will be considered satisfactory if the required 

minimum safeguards equipment operates as designed.  

B. Station Batteries.  

1. Every month the voltage of each cell, the specific gravity 

and temperature of a pilot cell in each battery and each brterv 

voltage shall be measured and recorded.  

2. Every 3 months each battery shall be subjected to a 24 hour 

equalizing charge, and the specific gravity of each cell, 

the temperature reading of every fifth cell, the height of 

electrolyte, and the amount of water added shall be measured 

and recorded.  

3. At each time data iF recorded, new data shall be compared 

with old to detect s:gns of abuse or deterioration.  

4. At each refueling outage each battery shall be subjected to 

a load test and a visual inspection of the plates.  

Basis 

The tests specified are designed to demonstrate that the diesel. generators 

will provide power for operation of equipment. They also assure that the 

emergency generator system controls and the control systems for the safeguarIs 

equipment will function automatically in the event of a loss of all normal 

480v AC station service power.
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The t ilpting frequenrcy spe.cified will be often enough to Identify and 

correct any mechanical or electrical deficiency before it can result 

in a system failure. The fuel supply is continuously monitored. An 

abnormal conditionin these systems would be signaled without having 

to place the diesel generators themselves on test.  

Each diesel gener.tor has a continuous rating of 1750 kw and a 2000 HR 

rating of 1950 kw. Two diesels can power the minimum safeguards loads.  

Station batteries will deteriorate with time, but precipitous failure 

is extremely unlikely. The surveillance specified is that which has 

been demonstrated over the years to provide an indication of a cell 

becoming unserviceable long before it fails. The periedic equalizing 

charge will ensure that the ampere-hour capability of the batteries 

is maintained.  

The refueling outage load test for each battery, together with the visual 

inspection of the plates, will assure the continued integrity of the 

batteries. The batteries are of the type that can be visually inspected, 

and this method of assuring the continued integrity of the battery is 

proven standard power plant practice.  

Reference 

FSAR, Section 8.2 
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MAIN STEAM STOP VALVES

Applicability 

Applies to periodic testing of the mAin steam stop valves.  

Obiective 

To verify the ability to the main steam stop valves to close upon 

signal.  

Specification 

The main steam stop valves shall be tested at refueling intervals with the 

reactor at cold shutdown. Closure time of five seconds or less shall be 

verified.  

Basis 

The main steam stop valves serve to limit an excessive Reactor Coolant 

System cooldoun rate and resultant reactivity insertion following a 

main steam break incident. Their ability to close upon signal should 

be verified at each scheduled refueling shutdown. A closure time of 

five seconds was selected as being consistent with expected response 

time for instrumentation as detailed in the steam line break incident 

analysis. (2)

References 

(1) FSAR - Section 10.5 

(2) FSAR - Section 14.2.5
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4.8 AUXILIARY FEEDWATER SYSTEM 

Applicability 

Applies to periodic testing requirements of the Auxiliary Feedwater 

System.  

Objec t i ve 

To verify the operability of the Auxiliary Feedwater System and its ability 

to respond properly when required.  

Specification 

l.a Each auxiliary feedwater pump will be started manually from the 

control room at monthly intervals with full flow established to 

the steam generators once every refueling.  

b The auxiliary feedwater pumps discharge valves will be tested 

by operator action at intervals not greater than six months.  

c Backup supply valves from the city water system will be tested 

once every refueling.  

2. Acceptance levels of performance shall be that the pumps start, 

reach their required developed head on recirculation flow, and 

operate for at least fifteen minutes.  

Basis 

The testing of the auxiliary feedwater pumps will verify their operability.  

The capacity of any one of the three auxiliary feedwater pumps is sufficient 

to meet decay heat removal requirements.
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Verification of correct operation will be made both from instrumentation 

within the main control room and direct visual observation of the pumps. 0

Reference 

FSAR - Sections 10.4, 14.1.9 and 14.2.5 and response to Question 7.23.

0

0
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4.9 STEAM GENERATOR TUBE INSERVICE SURVEILLANCE 

Applicability 

Applies to inservice surveillance of the steam generator tubes.  

Objective 

To assure the continued integrity of the steam generator tubes that are 

a part of the primary coolant pressure boundary.  

Specification 

Steam generator tubes shall be determined operable by the following 

inspection program and corrective measures: 

A. Inspection Requirements 

1. Definitions 

a. Imperfection is an exception to the dimension, finish, or 

contour required by drawing or specification.  

b. Degradation means a service-induced cracking, wastage, 

wear or corrosion.  

c. Degraded Tube is a tube that contains imperfections caused 

by degradation large enough to be reliably detected by eddy 

current inspection. This is considered to be. 20% degradation.  

d. % Degradation is an estimate % of the tube wall thickness 

affected or removed by degradation. ,, 

e. Defect is an imperfection of such severity that it exceeds 

the pluging limit. A tube containing a defect is defective.  

f. Plugging Limit is the imperfection depth at or beyond which 

the tube must be removed from service. This is considered 
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to be an imperfection depth of 40%.

g. Tube Inspection is an inspection of tube from the point.  

of entry (hot leg side).completely around the U-bend to 

the top support of the cold leg.  

2. Sample Size and the Number of Steam Generators to be Inspected.  

a. At the first inservice inspection subsequent to the pre

service inspection, six percent of the tubes in each of 

two steam generators shall be inspected as a minimum.  

b. At the second inservice inspection subsequent to the pre

service inspection, twelve percent of the tubes in one of 

the two steam generators not inspected during the first 

inservice inspection shall be inspected as a minimum.  

c. At the third inservice inspection subsequent to the pre

service inspection, twelve percent of the tubes in the 

steam generator not inspected during the first two in

service inspections shall be inspected as a minimum.  

d. Fourth and subsequent inservice inspections may be limited 

to one steam generator on a rotating schedule encompassing 

3 N% of the tubes (where N is the number of steam generators 

in the plant) if the results of the first or previous inspec

tions indicate that all steam generators are performing in a 

like manner. Under some circumstances, the operating condi

tions in one or more steam generators may be found to be more 

severe than those in other steam generators. Under such cir

cumstances, the sample sequences shoul d be modified to inspect 

the steam generator with the most severe conditions.  

e. Unscheduled inspections should be conducted on the affected 

ste 'n generator(s) in accordance with the first sample inspec

tion specified in Table 4.9-1 in the event of primary-to
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secondary tube leaks (not including leaks originated from 

tube-to-tube sheet welds) exceeding technical specifications, 

a seismic occurrence greater than an operating basis earthquake, 

a loss-of-coolant accident requiring actuation of engineered 

safeguards, or a major steam line or feedwater line break.  

3. Extent and Result of Stean Generator Tube Inspection 

a. The minimum sample size, inspection result classification, 

and the corresponding action required are sDecified in 

Table 4.9-1.  

b. Tubes for the inspection should be selected on a random 

basis except where experience in similar plants ¢:ith 

similar water chemistry indicates critical areas to be 

inspected.  

c. The first sannle inspection subsequent to the preservce 

inspection should include all nonpluaged tubes that Dre

viously had detectable pal penetration (> 20%) and should 

also include tubes in those areas where exoerience has 

indicated potential prob ems.  

d. The second and third sanple inspections in Table 4.9-1 

may be limited to the partial tube inspection on"v, con

centrating on tubes in the areas of the tube sheet array 

and on the portion of the tube where tubes with imperfec

tions were found.  

e. In all inspections, previously degraded tubes must exhibit 

significant (> 10%) further wall penetration to be included 

in the percentage calculation for the result categories in 

Table 4.9-1.  
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4. Interval of Inspection

a. The first inservice inspection of steam generators should 

be performed after six effective full power months but 

not later than completion of the first refueling outage.  

b. Subsequent inservice inspections should be not less than 

12 or more than 24 calendar months after the previous 

inspection.  

c. If the results of two consecutive inspections, not including 

the preservice inspection, all fall in the C-1 category, the 

frequency of inspection may be extended to 40-month intervals.  

Also, if it can be demonstrated through two consecutive in

spections that previously observed degradation has not continued 

and no additional degradation has occurred, a 40-month inspec

tion interval may be initiated.  

B. Corrective Measures 

All leaking tubes and defective tubes should be plugged.  

C. Reports 

The results of these steam generator tube inservice inspections 

shall be included in the Annual Operating Report for the period 

in which this inspection was completed.  

Basis 

Inservice inspection of steam generators is essential in order to 

monitor the integrity of the tubing and to maintain surveillance in 

the event that there is evidence of mechanical damage or progressive
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deterioration due to design, manufacturing errors, or chemical imbalance.  

Inservice inspection of steam generator tubing also provides a means of 

characterizing the nature and cause of any tube degradation so that 

corrective measures can be taken.  

An essentially 100% tube inspection was performed on each tube in every 

steam generator by eddy current techniques prior to service in order to 

establish a baseline condition for the tubing. This inspection was 

conducted under conditions and with equipment and techniques equivalent 

to those expected to be employed in the subsequent inservice inspections.c," 

The plant is expected to be operated in a manner such that the secondary 

coolant will be maintained within those limits found to result in negligible 

corrosion of the steam generator tubes. If stress corrosion cracking 

occurs, the extent of cracking during plant operation would be limited 

by the limitation of steam generator leakage between the primary coolant 

system and the secondary coolant system. Cracks having a primary-to

secondary leakage less than 1.0 gpm during operation will have an adequate 

margin of safety against failure due to loads imposed by design basis 

accidents. Operating plants have demonstrated that primary-to-secondary 

leakage as low as 0.1 gpm will be detected. Leakage in excess of 1.0 gpm 

per steam generator will require plant shutdown and an unscheduled eddy 

current insDection, during which the leaking and defective tubes will be 

located and plugged. The 1.0 gpm limit is also consistent with the assump

tion to.limit secondary coolant activity.  

Wastage-type defects are unlikely with the planned all volatile treatment 

(AMT) of secondary coolant. However, even if this type of defect occurs, 

it-will be found during scheduled inservice steam generater tube inspections.  

Plugging will be required of all tubes with imperfections that could develop 

into defects prior to the next inservice inspection. The percentage of 

wall penetration corresponding to the plugging limit. 1S Ti' P C "j, T 
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Steam generator tube inspections of operating plants have demonstrated 

the capability to reliably detect wastage type defects that have pene

trated 20% of the original 0.050-inch wall thickness.  
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TABLE 4.9-1

STEAM GENERATOR TUBE INSPECTION

First Sample Inspection Second Sample Inspection Third Sample Inspection 

Minimum 
Size Result Action Result Action Result Action 

C-1 - _ 

Plug defective C-1 • -b Go to power.  
tubes. Plug defective tubes. C-1 

S* C-2 C-2 Inspect additional 4 S 
Tubes Inspect additional tubes in this SG. C-2 Plug defective tubes 
per 2S tubes in this Go to power.  
steam SG.  
generator C-3 Co to first sample.  

C-3 action 

C-3 Co to first sample.  
C-3 action 

Inspect all tubes All other 
in this SG. SGs C-i Go to power 

Plug defective 
tue)s. Some SCs 

C-3 C-2 Co to second sample.  
But no C-2 action 

Inspect 2 S tubes add'-L 
inleach other SC C-3 

Add'l Inspect all tubes Report to NRC.  
SG in all SGs. NRC approval req'd 
C-3 Plug defective tubes. Vprior to startup.

* S = 3N-% 
n

where N is the number of steam generators 
during an inspection.

in the plant, and n is the number of steam generators inspected

Category C-l: Less than 5% of the total tubes inspected are degraded tubes and none of them is defective.

Category C-2: One or more of the total tubes Inspected Is defective but not more than 1% of the tubes inspected 
or between 5 and 10% of the tubes inspected are degraded tubes.

Category C-3: More than 10% of the total tubes inspected are degraded or more than 1% of the tubes inspected are 
defective.



TABLE 4.9-1

STEAM GENERATOR TUBE INSPECTION

First Sample Inspection

rator

n

'I
Second Sample Inspection

Result

1 1

Action

Third Sample Inspection

_ _ _ _ _t I'- inn

Plug defective 
tubes.  

Inspect additional 
2S tubes in this 
SG.

Inspect all tubes 
in this SG.  

Plug defective 
tubes.  

Inspect 2 S tubes 
in-each other SC

t t 4 4

C-1

C-3

t I
Plug defective tubes.  
Inspect additional 4 S 
tubes in this SG.

I 1-I Go to power.

C-i 

C-2 Plug defective tubes.  
Go to power

C-3

-t +

Go to first sample.  
C-3 action

Go to first sample.  

C-3 action

-t t 4
All other 
SGs C-I -~ 4

So Iic SCs 

C-2 Go to second sample.  
But no C-2 action 
add' I 
C-3

Add'1 

SG 

C-3

where N is the number of steam generators 
during an inspection.

inspect all tubes 
in all SGs.  

Plug defective tubes.

L I.

Go to power

Report to NRC.  

NRC approval req'd 

vprior to startup.

in the plant, and n is the number of steam generators inspected

Category C-1: Less than 5% of the total tubes inspected are degraded tubes and none of them is defective.

Category C-2: 

Category C-3:

One or more of the total tubes Inspected is defective but not more than 1% of the tubes inspected 
or between 5 and 10% of the tubes inspected are degraded tubes.  

More than 10% of the total tubes inspected are degraded or more than 1% of the tubes inspected are 
defective.
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4.10 SEISMIC INSTRUMENTATION 

Applicability 

Applies to testing of seismic monitoring instruments.  

Objective 

To verify that the subject systems will respond promptly and 
perfrom their design functions, if required.  

Specification 

4.10.1 Each of the seismic monitoring instruments in Table 4.10-1 
shall be demonstrated OPERABLE by the performance of the 
CHANNEL CHECK, CHANNEL CALIBRATION and CHANNEL FUNCTIONAL 
TEST operations at the frequencies shown in Table (4.10v2).  

4.10.2 If the number of OPERABLE seismic monitoring instruments 
is less than that required by Table (4.10a1), restore the 
inoperable instrument(s) to OPERABLE status within 30 days.  

4.10.3 With one or more seismic monitoring instruments inoperable 
for more than 30 days, prepare and submit a Special Report 
to the Commission pursuant to.Specification 6.9.2 within 
the next 10 days outlining the cause of the malfunction 
and the plans for restoring the instrument(s) to OPERABLE 
status.  

4.10.4 Each of the seismic monitoring instruments actuated during 
a seismic event shall be restored jt OPERABLE status and 
a CHANNEL CALIBRATION performed within 24 hours following 
the seismic event. Data shall be retrieved from actuated 
instruments and analyzed to determine the magnitude of 
the vibratory ground motion. A Special Report shall be 
prepared and submitted to the Commission pursuant to 
Specification 6.9.2 within 10 days describing the 
magnitude, frequency spectrum and resultant effect upon 
facility features important to safety.  

Basis 

The OPERABILITY of the seismic instrumentation ensures that suffi
cient capability is available to promptly determine the magnitude 
of a seismic event and evaluate the response of those features 
important to safety. This capability is required to permit 
comparison of the measured response to that used in the design 
basis for the facility and is consistent with the recommendations 
of Regulatory Guide 1.12, "Instrumentation for Earthquakes", April 1974.  
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TABLE 4.10-1 

SEISMIC MONITORING INSTRUMENTATION

INSTRUMENTS AND SENSOR LOCATIONS 

1. Triaxial Time-History Accelographs 

a. EL 46'-0" VC Base Mat 
II 

b. EL 99.LOVC Wall 

2. Triaxial Peak Accelographs 

a. STM GEN # 31 

b. RC Pump # 31 

C. Pressurizer 

3. Triaxial Response-Spectrum Recorders 

a. EL-46'-O" VC Base Mat

MEASUREMENT 
RANGE

MINIMUM 
INSTRUMENTS 

OPERABLE

0 tot-& 

0 toiG 

O to ± 2G 

0 to t 2G 

0 to* 2G 

0 to IG

1 )v

*With reactor control room indication 
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TABLE 4.10-2

SEISMIC MONITORING INSTRUMENTATION SURVEILLANCE REQUIREMENTS

INSTRUMENTS AND SENSOR LOCATIONS 

1. Triaxial Time-History Accelographs 

a. EL 48!-0" VC Base Mat 

b. EL 99'-0"' VC Wall 

2,. Triaxial Peak Accelographs 

a.STM GEN #31

CHANNEL 
CHECK

CHANNEL 
CHANNEL FUNCTIONAL 

CALIBRATION TEST

b.RC Pump #31

c. Pressurizer 

3. Triaxial Response-Spectrum Recorders 

a. EL 46'-0" VC Base Mat *

*Except seismic trigger 
**With reactor control room indications.
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5 DESIGN FEATURES

SITE

Applicability

Applies to the location and extent of the reactor site.  

Obj ective 

To define those aspects of the site which affect the overall safety of 

the installation.  

Specification 

The minimum distance from the reactor center line to the boundary of 

the site exclusion area and the outer boundary of the low population zone 

as defined in 10 CFR 100.3 is 350 meters (1 ) and 1100 meters, ( 2 ) respectively.  

References 

(1) FSAR - Section 2.4.4 

(2) FSAR - Section 2.4.3
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4.11 M!ETEOROLOGICAL INSTRUENTATION 

Applicability 

Applies to testing of meteorological monitoring instrumentation.  

Objective 

To verify that the subject systems ,ill perfor T.. ;heir desJ Cn 
functi.ons.  

SPecificatin 

4.11.1 Each of the meteoroloc!ical monitorina instzurments in 
Table 4.11-1 shall. be demonstrated OPEPABIE by the 
performance of the CHANNEL CFECK AND CHT?-N.IL 
CALIBRATION operations at the frequencies shown 
in Table (4.11-2).  

4.11.2-- If the number of OPERABLE meteorological monitoring 
instruments is less than that required by Table (4.11-1), 
-restore the inoperable instrument(s) to OPERABLE status 
within 7 days.  

In addition, a determination will be made of the local 

* -meteorological conditions .'ith the use o. emergency or 

portable equipme - bfore each release from the rad ,aste 

gas decay tanks. i- a • stablitv cnditions (debts -!) 

cannot be determined, an "F" stability will be assumed and 

noted as such.  

4.11.3 If one or more meteorological monitoring• instruments or-t 
inopera'le for more th-an 7 days, pre-are and su"--'t 
Special Report to t.'.- C,-. ... ...... to Seci 
cation 6.9.2 withxin the nex:t 10 days, outlining the 
cause o. the malfunction and the plans for restorincg 
the instrument(s) to OPERABLE status.  

Basis 

The OPERABILITY of the meteorological instrumientation ensures' 
that sufficient meteorological data is available for estimatinci 
potential radiation doses to the public as a result of routine 
or accidental release of radioactive materials to the atmosphere.  
This capability is required to evaluate the need for initiatinq 
protective measures to protect the health and safety of the 
public and is consistent with the recommendations of Regulatory 
Guide 1.23, "Onsite Mleteorological Programs".



TABLE 11L.jf 

METEOROLOG I CAL. .O. I IN Wt..STRUflT AT I ON 

r. STFJ) " T 

L 0 "ATIi

1 V!IND SPE.- L D
I 

~ 2~ a. ~? s.  

12A" I~6L
"- 0.5 rph* 

+ 0. 5 In p ..

2. WIND DIRECTION

a. Nominal Elev. S/A6L

b. 4  Nominal Elev. _________ 

3. AIR TEMPERATURE - DELTA T 

a. Nomina1 Elev. 2: 5 A 

b. i. iEl Eiev. 7.$-33,&L

+ 50 

+ 50

+ 0.10 C 

+ 0.10 C

* Starting speed of anemometer shall be < 1 mph.

I

.--. , 
I--.  

4=Z~~; 

I

a. v_. ). d, ;: Ncmri n al ElIcv.  

b. , ..' Nomi .1 Elev.



TABLE 4.

METEOROLOG ICAL ,,ON, ITO,,1., I STU.ErTA'IO; ..... SUR-V. ILLAUiCLE- C -Jj[_. LTL~rs

I NSTRUi'AF'T CAL !rA% f -1:Th

I. V,'!.!D SPEED

a. N.,inal Elev.  

b. TI airal Elev.

2 . A(......A&

2. WIND DIRECTION 

a. Nominal Elev. 3 ' A&L
D. Nominal Elev. ! L

S.3. AIR TEMPERATURE - DELTA T 
a. Nominal Elev. ell _ AU 

...-b. :Nominal Elev. A(, L

CHECK

SA 

SA.~VJ



5.2 CONTAINENT 

Applicability 

Applies to those design features of the Containment System relating to 

operational and public safety.  

qbjecc t ive 

To define the significant design features of the reactor containment 

structure.  

Specifications 

A. Reactor Containment 

1. The reactor containment completely encloses the entire reactor 

and reactor coolant system and ensures that an acceptable upper 

.limit for leakage of radioactive materials to the environment 

is not exceeded even if gross failure of the reactor coolant 

system occurs. The structure provides biological shielding 

for both normal and accident situations.  

2. The containment structure is designed for an internal pressure 

of A psig, plus the loads resulting from an earthquake producing 

applied horiznl-aily and - applied vertically at 
the ame ime(1) 

the same time. The containment is also structurally designed 

to withstand an external pressure 3 Psig higher than the 

internal pressure.  

B. Penetrations 

1. All penetrations through the containment reinforced concrect 

pressure barrier for pipe, electrical conductors, ducts and 

access hlatches are of the double barrier type.(,
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2. The automatic Phase A containment isolation valves are actuated to 
the closed position by an automatically derived safety injection 

signal. A manually initiated containment isolation signal can be 
generated from the control room to perform the same function. The 
automatic Phase B containment isolation valves are tripped closed 
upon actuation of the containment spray system. The actuation system 
is designed such that no single component failure will prevent con

tainment isolation if required.  

C. Containment Systems 

1. The containment vessel has two internal spray sub-systems 

each of which is capable of providing a distributed 

borated water spray of at least 2500 gpm, During the 
initial period of spray operation, sodium hydroxide would 

be added to the spray water to increase the removal of 

iodine from the containment atmosphere. (3 ) 

2. The containment vessel has an internal air recirculation 

system which includes five fan-cooler units (centrifugal 

fans and water cooled heat exchangers), each capable of 

transferring heat at a rate of 21,200 BTU/sec from the 

containment atmosphere at the post accident design condi

tions, i.e., a saturated air-steam mixture at 47 psig and 
271*F. All of the fan cooler units are equipped with 

activated charcoal filters to remove volatile iodine fol

lowing an accident.(4) 

References 

(2) FSAR Section 5.1.2.7 
(3) FSAR Section 6.3 

(4) FSAR Section 6.4 
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5.3 REACTOR 

Applicability 

Applies to the reactor core, and reactor coolant system.  

Objective 

To define those design features which are essential in providing for safe 

system operations.  

A. Reactor Core 

1. The reactor core contains approximately 87 metric tons of 

uranium in the form of slightly enriched uranium dioxide pellets.  

The pellets are encapsulated in Zircaloy-4 tubing to form fuel 

rods. The reactor core is made up of 193 fuel assemblies.  

Each fuel assembly contains 204 fuel rods. (I ) ( 

2. The average enrichment of the initial core is a nominal 2.8 

weight per cent of U-235. Three fuel enrichments are used in 

the initial core. The highest enrichment is a nominal 3.3 

weight per cent of U-235(2) 

3. Reload fuel will be sizilar in design to the initial core.  

The enrichment of reload fuel will be no more than 3.4 weight 

per cent of U-235.  

4. Burnable poison rods are incorporated in the initial core.  

There are 1434 poison rods in the form of 8, 9, 12, 16, and 

20-rod clusters, which are located in vacant rod cluster 

control guide tubes. The burnable poison rods consist of 

borosilicate glass clad with stainless steel. (4 ) 
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5. Th(!re ;re 53 full-length RCC assemblic's and 8 partial-lcngth 

RCC ass;cmblies in the reactor core. The full-length RCC 

assemblies contain a 142 inch length of silver-indium-cadmium 

alloy clad with the stainless steel. The partial-length RCC 

assemblies contain a 36 inch length of silver-indium-cadmium 

alloy with the remainder of the stainless steel sheath filled 
(5) 

with Al 2 U3 .  

Peactor Coolant System 

I. ihe design of the reactor coolant system complies with the 

Coce requirements. (6) 

2. All piping, components and supporting structures of the reactor 

coolant system are designed to Class I requirements, and have 

been designed to withstand the maximum potential seismic round 

acceleration, 0.15g, acting in the horizontal and 0.10g acting 

in the vertical planes simultaneously with no loss of function.

..3. The total liquid volume of the 

rated operating conditions, is

References 

(1) FSAR 

(2) FSAR 

(3) FSAR 

(4) FSAR 

(5) FSAR 

(6) FSAR

reactor coolant system, at 

11,522 cubic feet.

Section 3.2.2 

Section 3.2.1 

Section 3.2.1 

Section 3.2.3 

Sections 3.2.1 & 3.2.3 

Table 4.1- 10
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5.4 FUEL STORAGE 

Applicability_ 
.  

Applies to the.capacity and storage arrays of new and spent" fuel..  

Objective 

To define those aspects of fuel storage relating to prevention of 

criticality in fuel storage areas.  

Specification 

1. The spent fuel pit structure is designed to withstand the anticipated 

earthquake loadings as a Class I structure. The spent fuel pit 

has a stainless steel liner to insure against loss of water.  

2. The new and spent fuel storage racks are designed so that it is 

impossible to insert assemblies in other than an array of vertical 

fuc]. assemblies with the sufficient center-to-center distance 

bet-ween assemblies to assure k < 0.90 even if unborated w-ater 
eff 

were used to fill the pit.  

3. Whenever there is fuel in the pit (except in "he initial core Lca dir n 
the spent fuel storage pit is filled and borated to the concentration 

to match that used in the reactor cavity and refueling canal during 

.refueling operations.  

0 
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6.0 ADMINISTRATIVE CONTROLS

6.1 RESPONSIBILITY 

6.1.-1 The Plant Manager shall be responsible for overall facility operation 

and shall delegate in writing the succession to this responsibility 

during his absence.  

6.2 ORG; I ZATION 

Facility Management and Technical SueDort 

6.2.1 The organization for Facility '.fanagement and Technical Support shall 

be as shown on Figure 6.2-1..  

Facility Staff 

6.2.2 The Facility organization shall be as shown on Figure 6.2-2 and: 

a. Each on-duty shift shall be composed of at least the mini-um shift 

crew composition shown in Table 6.2-1.  

b. At least one licensed Operator shall be in the control room whtn fuel 

is in the reactor.  

c. At least two licensed Operators shall be p.resent in the control room 

during reactor startup, scheduled reactor shutdo,-n and during reccvery 

from reactor trios.  

:d. An individual qualified in radiation protection procedures shall be 

on site when fuel is in the reactor.  

e. All CORE ALTERATIONS after the initial fuel loadinc shall be directlv 

supervised by either a licensed Senior Reactor Operator or Senior 

Reactor Operator Limited to Fuel Handling. This individual shall 

have no other concurrent responsibilities during this operation.



OFFSITE 

ONSITE

QAS PAflIAT!ON N UCL EARH 
EPAI to R-E RA'N I NG OEERA EN TET D I RECTOR -DIRECTOR

Facility Management and Technical Support OrganizationFigure 6.2-1



I N1T l 
ORCAN I ZAT ION 

0'

UNIT C2 UNIT #3 

ORC NIZATION OP RATONS 
ENGINEE R

GE:IERAL 
WATCH (S) 

FOREMAN

(CCR) - Centrnl Control Room Position 
(S) - Continuous Shift Coverage

Flgure 6,2-2 Facility Organiiz a tion



Table 6.2-1

-Minimum Shift Crew Composition

During 

Cold .Shutdo ,-n 

During Operations or At All 

License Involving Refueling Other 

Category Core Alterations Periods Times 

Senior 2* 1 

Opcrator 

License 

Operator 2 

License 

Non-Licensed (As Required) .2

*Includes individual with SRO license supervising fuel movement as per 

Section 6.2.2 e.



~- .a -AS.

6.3 FACILITY STAFF OUALIFICATIONS

6.3.1 Each member of the facility staff shall meet or exceed the minimum 

qualifications of ANSI N18.1-1971 for comparable positions.

TRAINING

6.4.1 A retraining and replacement training program for the facility staff 

shall be maintained under the direction of the Nuclear Training Director 

and shall meet or exceed the requirements and recommendations of 

Section 5.5 of ANSI N18.1-1971 and Appendix A of 10 CFR Part 55.  

6.5 REVIEW AND AUDIT 

6.5.1 Station Nuclear Safety Co=-ittee (SNSC) 

Function 

6.5.1.1 The Station Nuclear Safety Committee shall function to advise the Plant 

Manager on all matters related to nuclear safety.  

Composition 
6.5.1.2 The Station Nuclear Safety Committee shall be composed of the:

Chairman: 

Member: 

Member: 

Member: 

.Member: 

Member: 

Member: 

Alternates

Technical Engineering Director 

Radiation Safety Director 

Operations Engineers 
Reactor En.c.e.  

Station Chemistry Director 

I & C Repair Engineer 

Maintenance Superintendent

6.5.1.3 Alternate members shall be appointed in writing by the SNSC Chainan 
to serve on a temporary basis; however, no more than two alternates 

shall participate in SNSC activities at P-y one time.
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Meeting Frequency 

6.5.1.4 The SNSC shall meet at least once per calendar month and as convened 

by the SNSC Chairman.  

Quorum 

6.5.1.5 A quorum of the SNSC shall consist of the Chairman or Vice Chairman 

and four members including alternates.  

Responsibilities 

6,5.1.6 The Station Nuclear Safety Committee shall be responsible for: 

a. Review of 1) all procedures required by Specification 6.8 and changes 

thereto, and 2) any other proposed procedures or changes thereto as 

determined by the Plant Manager to affect nuclear safety.  

b. Review of all proposed tests and ex-periments that affect nuclear safjety.  

c. Review of all proposed changes to the Technical Specifications.  

d. Review of all proposed changes or modifications to plant systems or 

equipment that affect nuclear safety.  

e. Investigation of all violations of the Technical Specifications and 

preparation and for,:arding of a report covering evaluation and recom

rendations to prevent recurrence via the Plart Manager to the "Tanager, 

Nuclear Power Generation Department and to the Chairman of the Nuclear 

Facilities Safety Committee.  

f. Review of facility operations to detect potential safety hazards.  

g. Performance of special reviews and investigations and the issuance of 

reports thereon as requested by the Plant Manager or the Chairman of the 

Nuclear Facilities Safety Committee.
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h. Review of the Plant Security Plan and implementing procedures and sub
mission of recommended changes via the Plant Manager to the Chairman 

of the Nuclear Facilities Safety Committee.  

i. Review of the Emergency Plan and implementing procedures and sub
.mission of recommended changes via the Plant Manager to the Chairman 

of the Nuclear Facilities Safety Committee.  

Authority 

6.5.1.7 The Station Nuclear Safety Committee shall: 

a. Recommend to the Plant Manager, in writing, approval or disapproval 

of items considered under 6 .5.1.6(a) through (d),above.  

b. Render determinations in writing with regard to whether or not each 

item considered under 6 .5.1.6(a) through (e) above, constitutes an 

unreviewed safety question.  
c. Provide immediate written notification to the Chairman, Nuclear 

Facilities Safety" Committee and the Manager, Nuclear Power Generation 

Department of disagreement between the recomendations of the SNSC 
and the actions contemplated by the Plant Manager. However, the course 
of action determined by the Plant Manager pursuant to 6.1.1 above shall 

be followed.  

Records 

6.5.1.8 The Station Nuclear Safety Comrittee shall maintain written minutes 
of each meeting and copies shall be provided to, as a minimum, the 
Plant Manager, the Manager, Nuclear Power Generation Department and 

the Chairman, Nuclear Facilities Safety Conmmittee.
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6.5.2 Nuclear Facilities Safety Committee (NFSC) 

Function 

6.5.2.1 The Nuclear Facilities Safety Co.-nittee sh1all function to provide 
independent review and audit of designated activities in the areas of: 

a. reactor operations 

b. nuclear engineering 

c. chemistry and radiochemistry 

d. metallurgy 

e. instrumentation and.control 

f. radiological safety 

g. mechanical and electrical engineering 

h. quality'assurance practices 

i. environmental effects 

j. other appropriate fields associated with the unique characteristics 

of the nuclear power plant 

Composition 

6.5.2.2 The Cormiittee shall have a permanent membership of at least 5 persons 

of which a majority are independent of the Nuclear Pow,¢er Generation 

Department and shall include technically competent persons from 

departments of Consolidated Edison having a direct interest in 
nuclear plant , ig, constructirn, on"ralion or in nuclear safety.  

In addition, persons from dcpartments not havinz a direct interest 
in nuclear plant design, construction, operation or nuclear safety 

may serve as memors of the Committee if experienced in the field 
of nuclear energy. The Chairman and Vice Chairman will be Senior 

Officials of the Ccmnpany experienced in the field of nuclear energy.
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The Chairman of the Nuclear Facilities Safety Committee, hereafter referrcd 
to as the Chairman, shall be appointed by the Chairman of the Board or the 
President of the Company.  

The Vice Chairman shall be appointed by the Chairman of the Board or the 
President of the Company. In the absence of the Chairman, he will serve as 

Chairrman.  

The Secretary shall be appointed by the Chairman of the Committee.  

Committee members from departments having a direct interest in nuclear plant 
design, construction and operation or in nuclear safety shall be designated 
in writing by the Vice President of the Company who is responsible for the 
fulLiCioning of the department subject to the approval of the Chairman..  
Committee members from other departments may be appointed by the Chairman 

with the concurrence of the Vice President of that department.  

Alternates 

6.5.2.3 Each permanent voting member may appoint an alternate to serve in 
his absence. Committee records shall be maintained showing each 

such current designation.  

No.more than two alternates shall participate in activities at any one time.  

Al1-ternate members shall hav->- voting rights.  

Consultants 

6.5..2..4 Consultants shall be utilized as determined by the NFSC Chairman.



Meeting Frequency 

6.5.2.5 The NFSC shall meet at least once per calendar quarter during the 
initial year of facility operation following fuel loading and at 

least once per six months thereafter.  

Quorum 

6.5.2.6 A quorum of NFSC shall consist of the Chairman or his designated 
alternate and a majority of the NFSC members including alternates.  
In the event both the Chairman and the Vice Chairman are absent, 
one of the permanent voting members will serve as Acting Chairman.  
No more than a minority of the quorum shall have line responsibility 

for operaLion of the facility.  

Review 

6.5.2.7 The following subjects shall be reported to and reviewed by the 
Committee insofar as they relate to matters of nuclear safety: 

a.. The safety evaluations for 1) changes to procedures, equipment or 
systems and 2) tests or ex-eriments 'cozpleted under the provision 
of Section 50.59, 10 CFR, to verify that such actions did not 
constitute an unreviewed safety question.  

b. Proposed changes to procedures, equipment or systems which involve 
an unreviewed safety question as difir-..d in Section -0.59, 10 C-R.  

c. Proposed tests or experiments which involve an unreviewed safety 
question as defined in Section 50.59, 10 CFR.  

Ad. Proposed changes in Technical Specifications or licenses.
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e. Violations of applicable statutes, codes, regulations, orders, Technical 

Specifications, license requirements, or of internal procedures or 

instructions having nuclear safety significance.  

f. Significant operating abnormalities or deviations from normal and 
expected performance of plant equipment that affect nuclear safety.  

g. 4'O-COUR~RENCES, as defined in Section 1.0 of these Technical I 

Specifications.  

h. Any indication of an unanticipated deficiency in some aspect of design 
or operation of safety related structures, systems, or components.  

i. Reports and meeting minutes of the Station Nuclear Safety Committee.  

Audits.  

6.5.2.8 Audits of facility activities shall be performed under the cognizance 

of the NFSC. These audits shall encompass: 

a. The conformance of facility operation to all provisions contained 

within the Technical Specifications and applicable license conditions 

at least Gnce per year.  

b. The performance, training and qualifications of the entire facility 

staff at least once Der year.  

c. The results of all actions taken to correct deficiencies occurring 

in facility equipment, structures, systems or method of operation 

that affect nuclear safety at least once per six months.  

.d. The performance of all activities required by the Quality Assurance.  

Program to meet the criteria of Appendix B , 10 CFR 50, at least 

once per two years.
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e. The Facility Emergency Plan and implementing procedures at least once 

per two years.  

f. The Facility Security Plan and implementing procedures at least once 

per two years.  

g. Any other area of facility operation considered appropriate by the 

NFSC or the Senior Company Officer in charge of Pow.er Supp o.  

Authority 

6.5.2.9 The NFSC shall report to and advise the Senior Company Officer in 

charge of Power Supply on those areas of responsibility specified 

in Sections 6.5.2.7 and 6.5.2.8.  

Records 

6.5.2.10 Records of NFSC activities shall be prepared, approved and dis

.tributed as indicated below: 

a. Minutes of each NFSC meeting shall be prepared, approved and forwarded 

to the Senior Company Officer in charge of Power Supply within 14 days 

following each meeting.  

b. Reports of reviews encompassed by Section 6.5.2.7 e, f, g and h,above, 

shall be prepared, approved a-nd forwarded to the Senior Companv Officer 

in charge of Pow¢er Supply within 14 days following conDietion of tile 

.review.  

-c. Audit reports encompassed by Section 6.5.2.8,above, shall be forwarded 

to the Senior Company Officer in charge of Pover Supply and to the 

management positions responsible for the areas audited within 30 days 

after completion of the audit.
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6.6 r , OCCURRENCE ACTION 
, " .  

6.6.1 T7he following actions shall be taken in the event of-:t ' 
OCCURRENCE: 

a. Tie Commission shall be notified and/or a report submitted pursuant 

to the requirerments of Specification 6.9.  

b. Z-''-m xach . Occurrence Report C--% submitted to the Commission 

t? shall be reviewed by the SNSC and submitted to the MSC Chairzan, 
the Plant Manager and the Manager, Nuclear Power Generation Departmfnt.  

6.7 SAFETY LIMIT VIOLATION 

6.7.1. The following actions shall be taken in the event a Safety Limit is 

violated: 

a. The provisions of 10 CFR 50.36(c)(l)(i) shall be complied with 

immediately.  

b. The Safety Limit violation shall be .reported to the Cormmission, the 
Manager, Nuclear Power Generation Department and to the NFSC Chairman 
immediately.  

c. A Safety Limit Violation Report shall be prepared. The report shall 
be reviewed by the SNSC. This report shall describe (1) applicable 
circurl stances .rocc1inc- tho violation, (2) effects of 'Ke ,Viojat en 
upon facility components, systems or structures, and (3) corrective 
.action taken to prevent recurrence.  

d. The Safety Limit Violation Report shall be submitted to the Comission, 
the NFSC Chairman and the Manager, Nuclear Power Generation Department 

-within 10 days of the violation.
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6.8 PROCEDURES 

6.8.1 Written procedures and administrative Policies shall be established, 
implemented and maintained that meet or exceed the requirements and 
recommendations of Sections 5.1 and 5.3 of A-NSI N18.7-1972 and 
Appendi-m A of Regulatory Guide 1.3 /except as provided in 6.8.2 
and 6.8.3, below.  

6.8.2 Each procedure and administrative policy of 6.8.1 above, and any 
changes to them shall be reviewed and approved for implementation 
in accordance with a written administrative control procedure 
approved by the Manager, Nuclear Power Generation Department, with 
the concurrence of the Station Nuclear Safety Committee and the 
Nuclear Facilities Safety Committee. The administrative control 

* procedure required. by this specification shall, as a minimum, require 
that: 

" a. Each proposed procedure/procedure change involving safety related 
components and/or operation of same receives a Pre-implementation 
review by the SNSC except in case of an emergency.  

b. Each proposed procedure/procedure change twhich renders or may -render 
the Final Safety Analysis Report or subsequent safety analysis reports 
inaccurate and those which involve or may involve potential unreviewed 
safety questions are approved by the SNSC prior to implementation.  

c. The approva! of the Nuclear Facilities Safety Co7ittee shall be sought 
if, folloing its review, the Station Nuclear Safety Committee finds 
that the proposed procedure/procedure change either involves an unre
viewed safety question or if it is in doubt as to whether or not an 
umreviewed safety question is involved.
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( 6..8.3 A mechanism shall exist for making temporary changes, and they 

shall only be made by approved management personnel in accordance 

with the requirements of ANSI 18.7-1972. The change shall be 

documented, and reviewed by the SNSC within 7. days of implementation.  

6.9 REPORTING REOURE-ENTS 

Routine and - Occurrence Re7orts 

6.9.1 Information to be reported to the Commissibn, in -addition to the 

reports required by Title 10, Code of Federal Regulations, shall 

be in accordance with the Regulatory Position in Revision °f of 

Regulatory Guide 1.16, "Reporting of Operating Information 

Appendix A Technical Specifications." 

SDecfal Reports 

6..9..2 Special reports shall be submitted to the Director of Region 1, 
Office of Inspection and Enforcement,within the time periad 

specified for each report. These reports shall be submitted 

covering the activities identified below pursuant to the require

ments of the applicable reference specification: 

a. A special report -ill be .re-.ared coverinz nerr e--.e of 

the Low Pressure Steam Dump System during tests nerfor-d 

at a power level hanhe- la" 5 or the liccns ,i '-1.-.ri~n 

racing. Test .s iILs will be extrapolated to verify perrrm

-ance at the design conditions for the license application 

rating (3025 MWt). The report will be submitted within 90 

days of completion of the test.  

C , I 
j r4 

i 
i ' 
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1 
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6.10 RECORD RETENTION ( 
6.10.1 The following records shall be retained for at least five years: 

a. Records and logs of facility operation covering time interval at 

each power level.  

b. Records and logs of principal maintenance .a.t.eS, -S.7_CtonS, 
repair and replacement of principal ite.s cf equipzent related to 

nuclear safety.  

c. t OCCURRENCE REPORTS.  

d. Records of surveillance activities, inspections and calibrations 

required by these Technical Specifications.  

e. Records of reactor tests and experiments.  

f. Records of changes made to Operating Procedures.  

g. Records of radioactive shipments.  

h. Records of s;.±led source leak tests and results.  

i. Records of annual physical inventory of all source material of 

record.  

6.10.2 The following rocords shall be retained for the durazon of the 

Facility Operating License: 

a. Record and drawing changes reflecting facility design modifications 

made to systems and equipment described in the Final Safety Analysis 

Report.
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b. Records of new and irradiated fuel inventory, fuel transfers and 

assembly burnup histories.  

c. Records of facility radiation and contamination surveys.  

d. Records of radiation exposure for all individuals entering radiation 

control areas.  

e. Records of gaseous and liquid radioactive m-;aterial released to the 

environs.  

f. Records of transient or operational cycles for those facility components 

designed for a limited number of transients or cycles.  

g. Records of training and qualification for current members of the plant 

staff.  

h. Records of in-service inspections performed pursuant to these Technical 

Specifications.  

i. Records of Quality Assurance activities required by the QA Manual.  

j. Records of reviews performed for changes made to procedures or equip

ment or reviews of tests and experiments pursuant to 10 CFR 50.59.  

k. Records of meetings of the SNSC and the NFSC.  

6.11 AD'IDI ON . .ROTECTION P C..[ 

.Procedures for personnel radiation protection shall be prepared consistent 

with the requirements of 10 CFR Part 20 and shall be approved, maintained 

and adhered to for all operations involving personnel radiation exposure.
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5.12 J~S1t !YP!R0TfCTT.0 PIO(;RAM 

Allowance 

5. 2. 1 ?ursual' . )C T P 2  .(c)(1) and '.3), allcoan:. ,' 

a1criv. ti-s au- ori_-cd b% the opcr-atin:K :-e c !1i ai 

in deterrninin7 whether individuals ir. -estr;.:-ted a 
to concentrations in exce-ss of the limits spe' ifi- : Ae D-~ 
iable I, Column 1, of 10 CFR 20, subject to the f__cA'n 1.indIW478 

and li-mitations: 

a. 1h e lii t r''-di 2 R2 et- 20.10 3 a) amd (I. ii-.. I I nt 

be exceeded.  

b. If the radio-active material is of such form that intake2 throucgh the* 
.skin or other additional route is likely, individual exqosur. tc' 
radioactive material shall be controlled so that the radioa.ctive 
content of anyv crit ica' ursan from all rsutes of i;ntaka ave-azed ove
7consecuz-ve 2ays doe-s noct exceed that w~hich T e-Zt::! 

inhaling suc . radioactive z.,aterial for "'0 *hcurs at r -t:i. eL t 

concentrationl .alues provided in Appendix B, Tabl e IColu1.- 1, of 
10 CFR.20.  

C. For radioactive materials designated "Sub" in the"stp" unC 

A p p e n d i x~ ~~ ~ ~~ B, T b e , C l m 1 o 0 C R 2 , t e " snc ~ rt p . v l u e 

specife Tall '-e based : nexpo&,-:re to th.e :r~teri. as a±n E-xterecA-

~n 6 1 v eN~o_'~-z~ to) t -esc w-: - .  

accounted for as part of the limitation on individual dose in 10 CrR 2.  
Sez t ion -^2. 10. 1 These materials shall bt: subject to -pl.;Ieprc
and other env.ineering controls.  

Protection Program 

LS 2. 1:1 111 trrtoiw ill which lJ-kJq.tC limnitat ion vi t ho 1 r,.'ta or, k'; 

rddivac: i %,. ::a; . rial 1, L1110 list- ot p roces58 or other en~ q nc r li,



is impracticable, the licensee may permit an individual in a restricted 
area to use respiratory protective equipment to limit the inhalation 
of airborne radioactive material, provided: 

a. The limits specified in Specification 6.12.1, above, are not exceeded.  

b. Respiratory protective equipment is selected and used so that the 
peak concentrations of airborne radioactive mterial inhalc by Z!1 
individual wearing the equipment do not e-xoeed the pertinent con
centration values specified in Appendix B, Table 1, Column 1, of 
10 CFR 20. For the purposes of this subparagraph, the concentration 
of radioactive material that is inhaled when respirators are worn 
may be determined by dividing the ambient airborne concentration 
by the protection factor specified in Table 6.12-1 for the respirator 
protective equipment worn. If the intake of radioactivity is later 
detertmined by other measurements to have been different than that 
initially estimated, the later quantity shall be used in evaluating 

the exposures.  

c. The licensee advises each respirator tiser that he may leava the area 
at any time for relief from respirator use in case of equipment rial
function, physical or psychological discomfort, or any other condition 
that might cause reduction in the protection afforded the wearer.

d. The'licensee maintains a respiratory protective program adequate to 
assure that the requirements above are met and incorporates practices 
for respira-orv prec, t ,. ions" " . . V 
ANSI-Z88.2-1969. Such a progran shall include:

Air sampling and other surveys sufficient to identify the hazard, 
to evaluate individual exposures, and to permit proper selection 

of respiratory protective equipment.
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2. Written procedures to assure proper selection, supervision, and 

training of personnel using such protective equipment.  

3. Written procedures to assure the adequate fitting of respirators, 

and the testing of respiratory protective equinent for-opcr

ability immediately prior to use.  

4. Written procedures for 'aintanance to assure ful- ffecctiveness 

of respiratory protective equipment. including issuance, cleaning 

and deconta7ination, inspection, repair, and storage.  

5. Written operational and administrative procedures for proper use 

of respiratory protective equipment including provisions for 

planned limitations on working times as necessitated by operational 

conditions.  

6. Bioassays and/or whole body counts of individuals (and other 

surveys, as appropriate) to evaluate individual exposures and 

to assess protection actually provided.  

e. The licensee shall use equipment approved by the U. S. Bureau of Mines 

under its appropriate Approval Schedules as set forth in Table 6.12-1.  

Equipment not approved under U. S. Bureau of Mines Approval Schzacul-Is 

shall be used only if the licensee has evaluated the equipment and 

can demonstrate by testing, or on the basis of reliable test information, 

that the material and performance characteristics of the equipment are 

at least equal to thc'se afforIed by U. S. Burteu of Mines approved 

equipment of the sane type, as specified in Table 6.12-1.  

f" Unless otherwise authorized by the Commission, the licensee shall not 

assign protection factors in excess of those specified in Table 6.12-1 

in selecting and using respiratory protective equipment.
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TABLE 6.12-1 (Page 1 of 5) 

PROTECTION FACTORS FOR RESPIRATORS

PROTECTION FACTORS-
2 / 

PART I CULATES 

AND VAPORS AND 

GASES IEXCEPT 

TRITIUM OXIDE-

GUIDES TO SEIECTION OF EQUIPMENT 

BUREAU OFINES. APPROVAL SCHEDULES* 

FOR EQUIPMENT CAPABLE OF PROVIDING 

AT LEAST EQUIVALENT PROTECTION 

FACTORS 

*or schedule superseding for equipment 
of type li!qted

I. AIR-PURIFYING RESP1 1ATOIRS 

Facepiece, half-m'ask
- / 7/ 

-Faepiece, full-

NP 

NP.

II. ATMIOSPIERE-SUPPLYIN(; 

RESPIRATOR 

1. Airline respirator 

"acepiecc, hal f-,:isk CF 

Facepiece, full CF 

Facepiecce, fll.7/ D 

Facepiece, full PD.  

Hood CF, 

Suit CF 

, 1 4/ 5/, .6/, 7/ (These notes a,

5 

100

21B 30 CFR 14.4(b) 

21B 30 CFR 14.4(0)

100 
] .000 

-100 

1,000 

5/ 

5/

191B 30 CIR 12 .2 (c) 

19B 30 CFR 12.2(c) 

19B 30 CFR 1,2.2(c) 

19B 30 C .R 12 .:(c) 

6/ 
6/l, .: c

(4) 

(5); 14F 30 CFR 13

(2) Type C(i) 

(2) Type C(i) 

(2) Type C(ii) 

(2) Type C(iii)

following pages)

Description MODES

on the



TABLE 6.12-1 (Page 2 of 5)

PROTECTION FACTORS FOR RESPIRATORS

MODES-!  PROTECTION'FACTORS-Z 

PARTICULATES 

AND VAPORS AND 

CASES EXCEPT 

TRITII OXIDE- /

2. Self-contained 

breathing 

a~paat u s (SCBA) 

Facepiece, fullI / 

Facepiece, full 

Facepiece, full

Ill. COMBINATION RESPIRATOR 

Any combination of air

purifying and atmosphere 

supplying respirator

100 

1,000 

Protection factor 

for type and mode 

of operation as

GUIDES TO SELECTION OF EQUIPMENT 

BUREAU OF MINES APPROVAL SCHEDULES* 

FOR EQUIPMENT CAPABLE OF PROVIDING 

AT LEAST EQUIVALENT PROTECTION 

FACTORS 

*or schedule supcrseding for equipment 
of type listed

13E 30 CFR 11.4(b) (2) 

13E 30 CFR 11.4(b) (2) 

13E 30 CFR 11.4(b) (1)

(1) 

(ii)

19B CFR 12.,2(c) or applicable 

schedules as listed above

listed above.  

1/, 2/, 3/, 4/, 5/, 6/, 7/ (These notes are on the following pages)

Description

(A 
-- 'p 

-5 
-S



TABLE 6.12-1. (Page 3 of 5)

I/ See the following symbols: 

CF: continuous flow 

D: demand 

NP: negative pressure (i.e., negative phase during inhalation) 

PD: pressure demand (i.e., al,,ays positive pressure) 

R: recirculating (closed circuit) 

2/ a. For purposes of this specification the protection factor is a measure 

of the degree of protection afforded by a respirator, defined as the 

ratio of the concentration of airborne radioactive material outside 

the respiratory protective equipment to that inside the equipment 

(usually inside the facepiece) under conditions of use. It is applied 

to the ambient airborne concentration to estimate the concentration 

inhaled by the wearer according to the following formula: 

Concentration Inhaled = Ambient Airborne Concentration 

Protection "actor 

b. The protection factors apply: 

(i) only for trained individuals wearih'n properly fitted respirators 

used and maintained under supervision in a well-planned respiratory 

protective program.  

(ii) for air-purifying respirators only when high efficiency (abo-:e 

99.9% removal efficoienc: b% U. S. Sureau of Nines type dioctyl 

.phthalate (DOP) test) particulate filters and/or sorbents 

appropriate to the hazard are used in atmospheres not deficient 

in oxygen.  

(iii) for atmosphere-supplying respirators only when supplied with 

adequate respirable air.
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TABLE 6.1.2-1 (Page 4 of 5)

3/ Excluding radioactive contaminants that present an absorption or sub
mersion hazard. For tritium oxide approximately half of the intake 
occurs by absorption through the skin so that an overall protection 
factor of not more than approximately 2 is app)oprinte when atilosphere
supplying respirators are used to protect against tritium oxide. Air
purifying respirators are not rqco--.ocnded for use a:ains: tritiu,', ox:ide.  

See also footnote 5/, below,, concer-ling supoliad-air suits and hoods 

4/ Under chin type only. Not recommended for use where it might be 
possible for the ambient airborne concentration to reaah instantaneous 
values greater than ",0 times the p-ertinant voiuesi ATppnhi-x B, Table T, 

Colurn I of 10 CFR Part 20.  

5/ Appropriate protection factors must be determined taking account of the 
design of the suit or hood and its permeability to the ccntaminant under 
conditions of use. No protection factor greater than 1,000 shall be used 
except as authorized by the Commission.  

6/ No approval schedules currently available for this equipment. Equipment 
must be evaluated by testing or on basis of available test information.  

7/ Only for shaven faces.  

NOTE 1: Protection factors for respirators, as may be approved by the 
U. S. Bureau of rones acccrs:e- t.- a-soa schedules -or 

respirators to protect against airborne radionuclides, may 
be used to the extent that.they do not exceed the protection 
factors listed in this Table. The protection factors in this 
Table may not be appropriate to circumstances where chemical 
or other respiratory hazards exist in addition to radioactive 

hazards. Vie selection and use of respirators for such cir
cumstances should take into account approvals of the U. S.  
Bureau of Mines in accordance twith it., applicable schedules.
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TABLE 6.12-1 (Page 5 of 5)

NOTE 2: Radioactive contaminants for which the concentration values 

in Appendix B, Table I, Column 1, of 10 CFR Part 20 are based 

on internal dose due to inhalation ray, in aditior, Frent 

external exposure hazards at higher conzentrations. Under such 

circumstances, limitations on occupancy .av have Lo be overned 

by external dose limits.
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Revocation 

6.12.3 The specifications of Section 6.12 shall be revoked in their entirety 

upon adoption of the proposed change to 10 CFR 20, Section 20.103, 

which would make such provisions unnecessary.  

6.13 HIGH RADIATION,. A-REA 

6.13.1; As an acceptable alternate to the "control device" or "alarm signal" 

required by paragraph 2 0 .203(c)(2) of 10 CFR.20: 

a. Each High Radiation Area in which the intensity of radiation is greater 

t-;an 100 mrem/hr but ler:.s than 1000 mrem/hr shall be barricaded and 

conspicuously posted as a High Radiation Area and entrance thereto: 

shall be controlled by issuance of a Radiation Work Permit and any 

individual or group of individuals permitted to enter such areas 

shall be provided with a radiation monitoring device which continuously 

indicates the radiation dose rate in the :area.  

b. Each High Radiation Area in which the intensity of radiation is greater 

than 1000 mrem/hr shall be subject to the provisions of 6 .13.1(a), 

above, and in addition'locked doors shall be provided to prevent 

unauthorized entry into such areas and the keys shall be maintained 

under the administrative control of the Watch.Foreman on duty.  

. -2w // '


