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REVISION LEGEND: 

A = Revised to include expanded Class 3 Components 

B = Revised to correct typographical errors 

C = Revised to reflect latest drawing revision numbers 

D = Revised to include inadvertent omission during retyping of Rev. 0 

E = Revised Der PASNY 6/30/81 letter to NRC 

F = Revised to correct wrong check valve suffixes 

G = Was agreed to with NRC during 4/1/81 meeting 

H = Revised to be consistent with the previous Authority's relief 
request on using the 1977 ASME Section XI Edition through the 
1978 Summer Addenda for examining B-J, C-F and C-G category welds
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POWER AUTHORITY OF THE STATE OF NEW YORK

INDIAN POINT UNIT 3 

SECOND 40-MONTH PERIOD OF FIRST 10-YEAR INTERVAL 

The attached tables provide a listing of the Class 1, 2 and 3 
pressure-retaining components (and their supports) which are 
subject to the inspection-requirements of Subsections IWE, IWC 
and IWD of Section XI of the ASME Boiler and Pressure Vessel Code, 
1974 Edition,, and Addenda through Summer, 1975.  

These tabulations identify the components to be inspected, the 
components safety class, the applicable code to which the com
ponent was built, and the method of examination. Relief from 
the inspection requirements of each Subsection is requested in 
cases where these inspection requirements have been provided 
which identifies the applicable code requirement, justification 
for the relief request, and the inspection method to be used 
as an alternative.  

The following provide further clarification concerning the 
Class 1, 2 and 3 system inspection programs.  

(a) Articles IWC-3000 and IWD-3000 entitled, "Evaluation 
of Examination Results" are in the course of preparation 
by the Code Committee and, as yet, are not available 
for use. Standards for examination evaluations as 
included in the 1974 Edition of Section XI with 
Addenda through the Summer, 1975, are incomplete and 
"Acceptance Standards for Flaw -Indications" as given 
in Article IWB-3000 of the 1977 Edition through the 
1978 Summer Addenda of Section XI will be utilized.  

(b) Articles IWC-4000 and IWD-4000 entitled, "Repair 
Procedures" state that the rules of IWB-4000 shall 
apply. When the-repair procedures outlined in IWB
4000 are not applicable for the Class 2 and 3 compo
nents in this program, the rules of IWA-4000 will 
be applied.  

(c) Requirements for the visual examination of Class 1 
systems and components for evidence of leakage during 
the performance of a system pressure test following 
each refueling are identified by IWB-5200. Exception 
is taken to the implementation of these requirements 
on those portions of Class 1 system which are contained 
between two check valves or two normally closed valves, 
where pressure applied to the reactor coolant system 
will be retained at the first valve in the line. The 
portions of systems affected by this limitation are:
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(I) Cold leg injection from accumulators between 
check valves 897A, B, C and D and 895A, B, C 
and D, RHR return and low head injection lines 
to valves 838A, B, C and D and high head injec
tion lines to valves 857A, Q, S and U. During 
normal operation these portions of the systems 
are filled and pressurized to the normal accu
mulator operating pressure of 620 to 665 pisg.  

(II) Hot leg injection between check valves 857B 
and H, and check valves 857N and P. These portions 
of the systems are filled and vented but not 
pressurized during normal operation.  

(III) Cold leg boron injection line between check 
valves 857C, D, E and F and check valves 
857J, K, L and M.  

(IV) RHR take off line between normally closed 
(with pressure interlock) valves 730 and 73i 
This portion of the system will be pressurized 
whenever the system is put into operation 
during plant shutdown when the reactor coolant 
system is cooled to 350OF and depressurized to 
450 psig. These valves are interlocked to 
automatically isolate when the reactor coolant 
system pressure exceeds 600 psig.  

(d) Subsections IWB and IWC contain differing require
ments for the hydrostatic testing of Class 1 and 
Class 2 systems and components. The implementation 
of these requirements is impractical when the only 
means of pressurizing the Class 2 system is through 
the Class 1 system or when the boundary between the 
two systems is a check valve arranged flow from 
Class 2 to the Class 1 system. Exception is taken'.  
to the performance of the hydrostatic test requirements 
as required by Article IWC-2412(a) on those portions 
of the Class 2 systems identified below. Visual 
examination for evidence of leakage will be conducted 
on these portions of the systems at the system nominal 
operating pressure in accordance with the requirements 
of IWB-5221 for the adjoining Class 1 system.  

(I) Pressurizer steam space sampling line from valve 
950 to valve 956A, pressurizer liquid space : 
sampling line from valve 952 to valve 956C and 
loop sampling lines to valve 956E.  

(II) R.C. Pump seal bypass lines from the flow orifice 
to manual valve 258A, B, C and D.
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(III) R.C. Pump seal leak off line to manually operated 
valves 261A, B, C and D and 259A, B, C and D.  

(IV) R.C. Pump seal injection line from check valve 
251J, K, L and M to manually operated valve 250A, 
B, C and D.  

(V) Excess letdown system from valve 213B to HCV 123.  

(VI) Letdown line from valve LCV 460 to orifice outlet 
valves 200A, B and C.  

(e) The examination requirements for Class 3 systems and 
components as given in the attached tabulation are in 
accordance with IWD-2410(c) which specifies that 100 
percent of the components be examined as required by 
IWD-5240 and IWD-2600 either during normal operation 
or during system inservice testing. An additional 
requirement of IWD-2410(b) is for the examination of 
Class 3 systems and components for evidence of leakage 
during the performance of a system pressure test in 
accordance with IWD-5000. The Code does not stipulate 
that certain amounts of these examination requirements 
be completed within each 40-month period such that the 
system pressure test requirements may be deferred until 
the end of the ten-year inspection interval. However, 
it should be noted that these systems pressure tests, 
when required, are impractical in those systems, such 
as auxiliary and component cooling, service water, 
feedwater, spent fuel pit cooling, and boric acid 
transfer and recirculation, which are in continuous 
operation during all modes of plant operation. The 
continuous functional operation serves to demonstrate 
the structural and leak-tight integrity of these systems.  
Visual examination of these systems will be performed 
at normal operation pressures to-verify leak-tightness.  

(f) Ultrasonic examinations will be conducted in accordance 
with the provisions of Appendix 1 and Article 5 of 
Section V as required by paragraph IWA-2232.  

As an alternative to using Article 5 of Section V, 
Appendix III of Section XI of the 1977 Edition and 
including Addenda through the Summer, 1978 of the ASME 
Boiler and Pressure Vessel Code shall be used for the 
ultrasonic examination of Class 1 and Class 2 piping 
welds.
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The extent and frequency of examinatio6n f Class i"
and 2 piping.system welds will be aS did. by-Table 
IWB-2500 Category B-J and Table IWC-252, C.tgdrie 
C-F and C-G. However, examination, reqtUIremnts and 
examination methods-for piping system wAids will b'6.  
defined in Tables IWB-2500-1 Category B!J and IWC
2500-"Category C-F of the 1977 Editinbz'h'f S*cti0i-i .  
Surmmer 1978 Addenda. The acceptance c.teria fo":piing wldL,'shall be as expressed in Article6 .,B-3000 of Lhe 1977 dition through Summer, 1978 Adden # Sectt-i XI

(as:6kpressed in section (a) above). T 4recordin of 
indI±tions shall be as follows: 

(l 'Indications which equal or exceed; 50% 0of 
reference level (DAC) shall be r brded, .THb 
recordingjof indications arising prom ,gepmetric 
origin may be limited to the. maX ,mm signai 
amplitude and length of the refletor.  

"Any non-'eometric indication, el Hialing or ex
ceeding 20% of the reference amplitude (DAC): 
shall be investigated by an examfher certified 
to at lea~t Level II to the exted necesary to 
determine the shape, identity, ard location of 
the reflector. I 

(Ifii Any indication which is investigA ed and eiated 

as a crack or fusion defect shall:be deemeld:th
acceptable and recorded as such; "6gardles- 'b 
signal amplitude or length.  
-" '. .. i ! ' : 

This isubstitutioh should be considered Abbeptab e tirider 
.the pkovisions of paragraph IWA-22404 

(g) As afi. alternative for 1-3121 of Section i:. ,Cali ~ aton 
block required for the examination of lcd. f I fJPi-itic 
vessels 2 inches thick and over will 1 <b8d c: tt 
from- material of the same specificatoni. .prbduc fdI_", 
and h6at treatment as one of the materigis te)in>jAined 
as all6wed by Article T-434.1 in the Wifllit, 1976.t 
Addenda of Section V of the ASME Boiler'hid Pre'i h 
Vessel Code." 

The reason this alternative is requestealis that. tkhb 

C6de) Iequires that calibration blocks .f r the eka'4ntha
t on .. welds in ferritic Vessels 2 in~hes thick dif 
gr6tk',be fabricated from material takeh from theim-' 
compdn-hi nozzle drop out or.material f bm .the codoi
n8n-tih block may be fabricated from materiai ,.f 
a sifitat:ion ,included in the applicable exanifiioi 
v61tiri of the 6omponent. It is required 'that the
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acoustic velocity and attenuation of such a block 
be demonstrated to fall within the range of straight 
beam longitudinal wave velocity and attenuation found 
in the unclad components.  

For the components in the Indian Point Unit 3 Plant, 
particularly the pressurizer and steam generators, 
it will be impossible to meet the requirements of 
alternative 1 or 2. Materials of the specification 
are clad on the inner surfaces, it would be impossible 
to obtain a comparison of sound beam velocities and 
attenuations in the unclad component.  

Table IWB-2600 contains requirements for the examina
tion of vessel cladding on the reactor vessel closure 
head (Item B1.13), the reactor vessel (Item B1.14), 
the pressurizer (Item B2.9) and the steam generator 
primary side (Item B3.8). Volumetric examinations 
performed on each of these vessels for the inspection 
of welds will detect defects which may originate in 
the clad material and extend into the base material 
for more readily than visual examinations of the clad 
surface. As this examination requirement is deleted 
by later editions of the code, exception is taken to 
the performance of these examinations.  

Limitations may occur for the examination of piping 
system circumferential butt welds (Category B-J) when 
the welds occur at geometric discontinuities such as 
pipe-to-vessel welds, pipe-to-fitting welds or fitting
to-fitting welds. For pipe-to-fitting or pipe-to-vessel 
nozzle welds, examinations will be performed to the 
maximum extent practicable from the weld and pipe sur
faces. Examination from the fitting side would be 
dependent upon the geometric configuration. Where 
elbows or tees are concerned, examination can be per
formed from the fitting side except where the intrados 
of the fitting prevents adequate ultrasonic coupling.  
No examinations can be performed from the fitting side 
when it is a valve of flange. In all cases, 100% of 
the weld material can be examined. In instances where 
welds occur at fitting to fitting, access restrictions 
as outlined above occur on both sides of the weld. In 
instances where ultrasonic examinations cannot be per
formed on 100% of the volume of the weld and heat 
affected zone, surface examinations will be performed 
to supplement the limited volumetric examination.  

Welds in the Indian Point Unit 3, Class 1 system which, 
due to limitations, would require surface examinations 
are:
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(I) Loop 31 Accumulator discharge line; Weld #2 
(II) Loop 31 Letdown line; welds #4, 5, 8, 9, 12 and 13 

(III) Loop 32 Accumulator discharge line; welds #2 and 3 
(IV) Loop 32 RTD Return Line; welds #1 and 2 
(V) Loop 33 Accumulator discharge line; welds #4 and 5 

(VI) Loop 33 RTD Return line; welds #1 and 2 
(VII) Loop 34 Accumulator discharge line; weld #3 

(VIII) Loop 34 RTD Return line; welds #1 and 2 
(IX) Pressurizer Spray line; weld #1 
(X) Pressurizer safety valve lines; welds #5, 8, 9, 14, 

17, 18 23, 26 and 27 
(XI) Pressurizer relief lines; welds #6, 7, 8 and 15 

(XII) Charging line; welds #1 and 8 

In instances where the locations of pipe supports or 
hangers restrict the access available for these examina
tions, they will be performed to the extent practical 
unless removal of the support is permissible without 
unduly stressing the system.  

Certain Class 2 systems or portions of Class 2 systems 
and.components are exempt from the examination require
ments of the IWC-2520 by IWC-1220. A summary of these 
exemptions as applicable to the Indian Point plant 
systems are as follows: 

(I) The boron injection tank discharge piping is all equal to or less than 4-inch nominal diameter.  

(II) The high head SIS piping equal to or less than 
4-inch nominal diameter is exempted by IWC-1220(d).  

(III) The containment spray system and recirculation 
spray systems do not function during normal reactor 
operation and exempted by IWC-1220(b).  

(IV) The RWST and associated piping have design pres
sures and temperatures less than 275 psig and 
200OF and are exempt by IWC-1220(a).  

Chemical Volume & Control System (CVCS) 

There is no credit taken for the CVCS system with regard 
to safety in the Indian Point Unit 3 Final Safety Analysis 
Report. Although the CVCS system is not considered essen
tial to safety in accordance with General Design Criteria 
#1 of 10CFR50, specific portions of this system will be 
examined to ASME Section XI. This is done to satisfy 
a request of the Nuclear Regulatory Commission ISI reyiew
ing staff to examine the CVCS. This request was made 
based on NRC's April 1-2 review of the ISI program and 
a conference call with the NRC reviewing staff on October 
2, 1980. During this call, it was agreed that the scope 
of this inspection would be limited to visual and/or 
surface examination of selected portions of the CVCS.
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The inservice inspection programs outlined in the attached tabu
lations have been developed as a result of a design review. Should 
certain ASME Section XI Code requirements be discovered to be 
impractical due to unforeseen reasons during the process of 
performing inspections or tests, relief will be requested from 
the specific Section XI Code requirement at that time.  

Radiation levels in certain areas or of certain components may be 
found to prohibit the access for operators or inspectors to perform 
the inspections or tests described in this program. If source 
strengths cannot be reduced and access is still restricted by 
considerations of compliance with the requirements of Regulatory 
Guides 8.8 and 8.10, relief will be requested from the specific 
Section XI Code requirements and alternative examination or test 
requirements be proposed.  

Codes referenced as being applicable to construction of components 
in the attached tables are: 

IIIA ASME Boiler and Pressure Vessel Code, Section III, 
Class A Nuclear Vessels 

IIIC ASME Boiler and Pressure Vessel Code, Section III, 
Class C Nuclear Vessels 

VIII ASME Boiler and Pressure Vessel Code, Section VIII, 
Pressure Vessels 

B 31.1 USA Standard USAS B 31.1 Code for Pressure Piping 

B 16.5 USA Standard USAS B 16.5 Steel Pipe Flanges, Flanged 
Valves and Fittings.
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TABLE 
IWB-2500 
EXAMINATION SYSTEM OR 
CATEGORY COMPCNE

CODE 
APPLICABLE TO 
CCNTRUCTICN

I I I

Reactor Vessel 

RCPCR-VI

III A

AREA TO BE EXAMINED

Bi. 1 

Bi. 1 

BI. 1 

BI. 1 

BI. 2 

Bi. 2 

BI. 2 

Bi. 2 

BI. 2 

BI. 2 

BI. 3 

BI. 3

EXAMINATICN 
REUIR[9T

. I

SECTION XI 
(ODE RELIEF 
RQUEST1ED

q

B-A 

B-A 

B-A 

B-A 

B-B 

B-B 

B-B 

B-B 

B-B 

B-B 

B-C 

B-C

i a i L L I

PAGE 11

INDIAN POINT UNIT NO. 3 NUCLEAR PCWER PLANT 
INSERVICE INSPECTIN 

AsE coE ClIASS 1 mwPai's

0

TABLE 
IWB-2600 
ITEM NO.

Lower Shell to intermediate shell cir
cumferential weld.  

Intermediate shell course longitudinal 
welds (3).  

lower shell course longitudinal welds 
(3).  

Upper shell to intermediate shell cir
cumferential weld.  

lower head to shell weld.  

Upper shell course longitudinal welds 
(3).  

Lower head peel segment meridional 
welds (6).  

Lower head disc to peel segment circum
ferential weld.  

Closure head disc to peel segment 
circumferential weld.  

Closure head peel segment meridional 

welds (6).  

Vessel to flange weld 

Closure head to flange weld

Volumetric 

Volumetric 

Volumetric 

Volumetric 

Volumetric 

Volumetric 

Voluetric 

Volumetric 

Volumetric 

Volumetric 

Volumetric 

Volumetric

NO 

NO 

NO 

NO 

NO 

NO 

Yes 

Yes 

Yes 

NO 

NO 

NO

Note 1 

Note 1 

Note 2



INDIAN POINT UNIT NO. 3 NUCLEAR PCWER PLANT 
INSERVICE INSPECTIN 

ASME CODE CIASS 1 C4MPMNTS

TABLE 
IWB-2500 
EXAMINATION SYSTEM OR 
CATEGORY CMPO

I- -r I

CODE 
APPLICABLE TO 
CNSTRUCTI AREA •TO BE EXAMINED

Bl. 4 

Bl. 4 

Bl. 5

EXAMINATION 
RMUIR[MENT

SECION XI 
CODE RELIEF 
ROQUESTED

W

* I I a

PAGE 12

0

B-D 

B-D 

B-E 

B-F 

B-F 

B-G-1 

B-G-1 

B-G-1 

B-G-1 

B-G-2 

B-H 

B-I-I

0

TABLE 
IWB-2600 
ITEM NO.

Outlet nozzle to vessel welds (4).  

Inlet nozzle to vessel welds (4).  

Vessel penetrations including control 
rod drive penetrations and control rod 
housing pressure boundary welds.  

Outlet nozzles to safe-end welds (4).  

Inlet nozzles to safe-end welds (4).  

Closure Head Studs (in place) 

Closure Head Studs & Nuts 

Vessel flange ligaments 

Closure head washers 

Conoseal Bolting 

Integrally welded vessel supports 

Closure Head Cladding

Bl. 6 

Bl. 6 

B1.7 

Bl. 8 

Bl.9 

Bl. 10 

Bl. 11 

BI. 12 

Bl. 13

Volumetric 

Volumetric 

Visual 

Volumetric, 
Surface & 
Visual 

Volumetric, 
Surface & 
Visual 

Not Applicable 

Volumetric & 
Surface 

Volumetric 

Visual 

Visual 

Not Applicable 

Surface & 
Visual or 
Volumetric

NO 

NO 

NO 

Yes - Note 3 

Yes - Note 3 

No - Note 4 

NO 

NO 

NO 

NO 

No - Note 5 

No - Note 6



INDIAN POINT UNIT NO. 3 NUCLEAR PCWER PIANT 
INSERVICE INSPECTION 

ASME COE CLASS 1 C0MPCNENTS

TABLE 
IWB-2500 
EXAMINATION 
CATEGORY

SYSTEM4 OR 
COMPONENT

CODE 
APPLICABLE TO 
CCNSTdCrICN AREA TO BE EXAMINED

-D I p

BI. 14 

BI. 15 

BI. 16 

BI. 17 

BI. 18 

BI. 19 

B2. 1 

B2 .1 

B2. 2 

B2. 3 

B2.4 

B2.5 

B2. 6 

B2.7 

B2.8 

B2.9

-I II
B-I-1 

B-N-I 

B-N-2 

B-N-3 

B-O, 

B-P 

B-B 

B-B 

B-D 

B-E 

B-F 

B-G-1 

B-G-1 

B-G-1 

B-H 

B-I-2

Vessel Cladding 

Vessel Interior Surfaces and Internals 

Interior attachments and Core Support 
Structures 

Core Support Structures 

Control Rod Drive Housings 

Exempted Cmpanents 

Iongitudinal Shell welds (8) 

Circumferential Shell welds (9) 

Nozzle to vessel welds (6) 

Heater Penetrations 

Nozzle to safe-end welds (6) 

Pressure Retaining Bolting (in place) 

Pressure Retaining Bolting (when re
roved) 

Pressure Retaining Bolting 

Integrally Welded Vessel Supports 

Vessel Cladding

EXAMINATION 
REQUIREMNT
I

SECTION XI 
CODE FELIEF 
REOUESTED

NO 

NO 

No - Note 7

Visual 

Visual 

Not Applicable 

Visual 

Volumetric 

Visual 

Volumetric 

Volumetric 

Not Applicable 

Visual 

Volumetric & 
Surface 

Not Applicable 

Not Applicable 

Not Applicable 

Volumetric 

Visual

Note 

Note 

Note 

Note 

Note

NO 

NO 

NO 

Yes 

Yes 

No

NO 

NO 

No

No

No

NO 

NO-

I I I. I I
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IWB-2600 
ITEM NO.

Pressurizer

Note 10

III A.



0

TABLE 
IWB-2500 
EXAMINATICN 
CATEGORY

SYSTEM OR 
COMPNENr

CODE 
APPLICABLE TO 
CCNSTRUCTION

II I

B2. 10 

B2. 11 

B3.1 

B3. 2 

B3. 3 

B3.4 

B3. 5 

B3. 6 

B3. 7 

B3.8 

B3. 9 

B3. 10 

B4. 1

B-P 

B-G-2 

B-B 

B-D 

B-F 

B-G-1 

B-G-1 

B-G-1 

B-H 

B-I-2 

B-P 

B-G-2 

B-F

IIIA 

B31.1

AREA T0 BE EXAMINED

Exmpted ccnpanents 

Manway Bolting 

Channel Head to tubesheet weld (4) 

Nozzle to vessel welds (8) 

Nozzle to safe-end welds (8)

Steam Generators 
(4) 
(Primary Side) 

RCPCG- 31 
RCPCSG- 32 
RCPCSG-33 
RCPCSG-34 

RCPCSG-34 

Piping Pressure 
Boundary

EXAMINATIN

R9QlUIR2V= FOTED

Visual 

Visual 

Volumetric 

Not Applicable 

Volumetric & 

Surface 

Not Applicable 

Not Applicable 

Not Applicable 

Not Applicable 

Visual 

Visual 

Visual 

Volumetric & 
Surface

SECTICN XI 
CODE RELIEF

NO 

NO 

NO 

No - Note 11 

Yes - Note 1,

- Note 

- Note

No - Note 10 

No - Note 10 

NO 

NO 

NO 

Yes - Note 20

-. - I I L 'I
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INDIAN POINT UNIT NO. 3 NUCLEAR POWER PLANT 
INSERVICE INSPEC!TICN 

ASME COCE CLASS 1 C1C1MPCNENTS

0

TABLE 
IWB-2600 
ITEM NO.

Pressure Retaining Bolting (in place) 

Pressure Retaining Bolting (when re
moved) 

Pressure Retaining Bolting 

Integrally welded supports 

Vessel Cladding 

Exenpted Ompcnents 

Manway Bolting 

Safe-end to pipe welds



TABLE 
IWB-2500 
EXAMINATIO 
CATEGORY

I I

SYSTEM OR 
COMPMNT

CODE 
APPLICABLE TO 
CNSTRUCrION AREA TO BE EXAMINED

I I 1 1

B4.2 

B4.3 

B4. 4 

B4. 5 

B4. 5 

B4.6

B-G-1 

B-G-1 

B-G-1 

B-J 

B-J 

B-J 

B-J 

B-J 

B-K-1 

B-K-2 

B-P 

B-G-2 

B-G-1 IIIA

Pressure Retaining Bolting (in place) 

Pressure Retaining Bolting (when 
removed) 

Pressure Retaining Bolting 

Circumferential and Iongitudinal Pipe 
welds (greater diameter than 4 inches) 

Circumferential and Longitudinal Pipe 
welds (4 inches and less diameter) 

Branch pipe connection welds exceeding 
6" diameter 

Branch-pipe-connecticn-welds-6" diameter 
and smaller 

Socket welds 

Integrally Welded Supports 

Support campnents 

Exempted caponents 

Pressure Retaining Bolting 

Main Flange Bolting in Place

EXAMINATION 
1EQUIRENEN

Not Applicable 

Not Applicable 

Not Applicable 

Volumetric & 
Surface 

Surface 

Volumetric 

Surface 

Surface 

Volumetric 

Visual 

Visual 

Visual 

Volumetric

SECTION )CE 
CODE RELIEF 
ROUESTED

No - Note 10 

No - Note 10 

No - Note 10 

Yes - Note 
13 & 14 

Yes - Note 1! 

NO 

NO 

Yes - Note 1E 

NO 

NO 

NO 

NO

I t I. ____________________________________________________ L j
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TABLE 
IWB-2600 
ITEM NO.

Reactor Coolant 
Pumps (4).

B4. 8 

B4.9 

B4. 10 

B4. 11 

B4. 12 

B5.1

INDIAN POINT UNIT NO. 3 NUCLEAR PCWER PLANT 
INSERVICE INSPECTICN 

ASME OCE CLASS 1 CIMPENTI'S



INDIAN POINT UNIT NO. 3 NUCLEAR PCWER PLANT 
INSERVICE INSPECTICN 

ASME COlDE CLASS 1 CXCNPCliERMI
TABLE 

IWB-2500 
EXAMINATIOW 
CATEGORY

SYSTEM OR 
CMPC=T

ODE 
APPLICABLE TO 
CCNSTRUCrICN AREA TO BE EXAMINED

EXAMINATICN 
R~nUaR-mT

I 7 1 T I

B5.2 

B5.3 

B5. 4 

B5. 5 

B5. 6 

B5. 7 

B5. 8 

B5.9 

B6. 1 

B6.2 

B6. 3 

B6. 4 

B6. 5 

B6. 6

RCPCPI-31 
RCPCPl-32 
RCPCPI-33 
RCPCPI-34 

Valve Pressure 
Boundary

B-G-1 

B-G-1 

B-K-I 

B-K-2 

B-I.-1 

B-L-2 

B-P 

B-G-1 

B-G-1 

B-G-1 

B-G-1 

B-K-I 

B-K-2 

B-M-1

Main Flange Bolting when removed 

Main Flange Bolting 

Integrally welded supports 

Support omponents 

Pump Casing Weld 

Pump Casings 

Exempted Qxnpaents 

Seal Housing Bolting 

Pressure Retaining Bolting (in place)

Pressure 
Toved)

Retaining Bolting (when re-

Pressure Retaining Bolting 

Integrally Welded Supports 

Support oQmpcnents 

Valve Body Welds

Volumetric & 
Surface 

Visual 

Volumetric 

Visual 

Volumetric 

Visual 

Visual 

Visual 

Not Applicable 

Not Applicable

Not 

Not 

Not 

Not

Applicable 

Applicable 

Applicable 

Applicable

PAGE 16

SECrICN XI 
CODE RELIEF 
R]9 U]STED

No - Note 17 

NO 

Yes - Note 18 

NO 

No - Note 19 

NO 

NO 

NO 

No - Note 10 

Fo - Note 10

No 

No 

No 

No

- Note 

- Note 

- Note 

- Note

TABLE 
IWB-2600 
ITE 4 NO.

B31. 1 
B16. 5 
VIII 
III A



INDIAN POINT UNIT NO. 3 NUCLEAR PCWER PLANT 
INSERVICE INSPECION 

A-AE COE CLASS 1 CfMPMENTS

TABLE 
IWB-2500 
EXAMENATICN 
CATEGORY

SYSTEM OR 
COMPONT

CODE 
APPLICABLE T1O 
CNSTR iN AREA T0 BE EXAMINED

EXAMINATIN 
RMQUIRENT

T T V I. I

B-M-2 

B-P 

B-G-2

Reactor Coolant 
Pumps (4).  
RCPCP1-31 
RCPCPI-32 
RCPCPl-33 
RCPCPI-34

Valve Bodies 

Exempted Ompments 

Pressure Retaining Bolting 

Flywheels

Visual 

Visual 

Visual 

Volumetric & 
Visual

SECTICN XI 
CODE RELIEF 
REXUESTED

* I & £ U.

PAGE 17

TABLE 
IWB-2600 
ITEM NO.

B6.7 

B6. 8



ASME CODE CLASS 1 COMPONENTS

NOTES 

1. The examination of these welds as required by IWB-2600 from inside the vessel is required by 
the locations of the adjacent incore instrumentation penetrations. Examination of those areas 
assessible between the penetrations and conduits may be performed from the outside surface to 
the extent practical due to radiation levels. Examinations will not'be performed if the 
examiners must receive a whole body dose in excess of 1250 mrem in order to complete any one 
examination. Examinations will be performed on five percent or ten percent of the total length 
of each weld as required by the Code. Examination of these welds will be performed at or near 
the end of the ten-year interval as allowed by the Code.  

2. The closure head disc to peel segment weld is completely enclosed within the pattern of CRDM 
penetrations inside the shroud and is not accessible for examination as required by IWB-2600.  
This area will be subject to visual examination for evidence of leakage during the performance 
of system hydrostatic tests.  

3. Limited access to the O.D. of these welds is provided by removalbe plugs in the primary shield 
above the nozzles and removable insulation covering the nozzle welds. Exception is taken to 
performing a surface examination on these welds due to anticipated radiation levels and physical 
access.  

4. The Reactor Vessel Closure head studs are removed during each refueling and there will be none 
in place for examination as required by IWB-2600.  

5. The reactor vessel is supported in pads, integral with the inlet and outlet nozzles and therefore 
are excluded from examination requirements of IWB-2500 by category B-H.  

6. Radiation levels beneath the closure head may affect the allowable exposure dosage of personnel 
doing surface and visual examinations. The presence of the cladding material is not considered 
when performing the stress analysis of the Vessel such that failure of the cladding would not 
affect the integrity of the vessel. The closure head cladding will be volumetrically examined 
concurrent with the examinations performed on the closure head to flange weld.  

7. This requirement is applicable only to Boiling Water Type Reactors.  

8. Six Circumferential welds and five longitudinal welds on the pressurizer are enclosed in a 
biological and missile shield and therefore are not accessible for examination.
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9. The pressurizer nozzles are cast with the upper and lower heads, therefore there are no welds 
requiring examination in accordance with the requirement of IWB-2600.  

10. There are no items in this category on this component in the Indian Point Unit #3 Class systems.  

11. The steam generator nozzles are cast with the primary head, therefore, there are no welds 
requiring examination in accordance with the requirement of IWB-2600.  

12. Examination of the steam generator primary nozzle to safe-end and safe-end to pipe weld is limited 
both by the nozzle geometry and surface condition and the limited surface preparation on the pipe 
side of the weld. The surface on the pipe side of the weld, which is a case elbow, is machined 
for a distance of approximately three inches from the edge of the weld. Ultrasonic examination 
is limited to this from the edge of the weld. Examinations can be performed on the surface of 
the weld but are severely limited from the nozzle side by the rough, as cast surface. Surface 
examination can be performed on one hundred percent of the weld and the base metal on the pipe 
side. The configuration is shown in figure 1.  

13. Limitations may occur from the examination of piping system circumferential butt welds (Category 
B-J) when the welds occur at geometric discontinuities such as pipe-to-vessel welds, pipe-to
fitting welds or fitting-to-fitting welds. For pipe-to-fitting or pipe-to-vessel nozzle welds, 
examinations can be performed to the maximum practicable extent from the weld and pipe surfaces.  
Examination from the fitting side would be dependent upon the geometric configuration. Where 
elbows or tees are concerned, examinations can be performed from the fitting side except where 
the intrados of the fitting prevents adequate ultrasonic coupling. No examinations can be per
formed from the fitting side when it is a valve or a flange. In all cases, one hundred percent 
of the weld material can be examined. In instances-where welds occur a fitting-to-fitting, 
access restrictions as outlined above occur on both sides of the welds. In instances where 
ultrasonic examinations cannot be performed on one hundred percent of the volume of the weld 
and heat affected zone, surface examinations will be performed to supplement the limited volu
metric examination.  

14. The eight ninety degree elbows on-the crossover leg of the reactor coolant system are fabricated 
in two halves from austenitic stainless steel castings welded together by the electroslag process.  
The structure and nature of the electroslag weld in the case austenitic ninety degree elbows is 
such that the material is opague to ultrasonic transmissions utilizing currently available 
techniques. Radiography is the only other available technique for volumetric examination. It is 
not possible to obtain code acceptable radiographs with double wall "shots" on these components 
which are approximately thirty-eight inches diameter, 3.5 inches wall thickness, containing a 
two-inch thick splitter plate and having radiation levels of up to 300 mr/hr on contact.  
Surface examination will be performed on these welds.  
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15. The configuration of the reactor coolant branch nozzle connection welds is as shown in figure 2.  
Ultrasonic examinations cannot be performed on the surface of the weld. Examinations will be 
performed to the extent practical from the pipe and nozzle surfaces adjacent to the weld. Surface 
examinations will be performed to supplement the volumetric examination.  

16.. The piping system integrally welded supports are attached to the pipe by fillet-welds. The con
figuration of such welds is such that examinations cannot be performed to the extend required by 
IWB-2600 and only the base material of the pipe wall can be examined by ultrasonic technique.  
Surface examinations will be performed on the integrally welded attachments to supplement the 
limited volumetric examinations.  

17. The reactor coolant pump main flange bolting is ultrasonically examined in place in accordance 
with the requirements of IWB-2600, Item B5.1. The main flange bolting will be examined as 
required by IWB-2600, Item B5.2 whenever a pump is disassembled for maintenance or at the end 
of the ten-year interval whem a pump will be disassembled for the performance of examinations 
required by Category B-L-l.  

18. The structure and nature of the material of integrally welded pump supports is such that it is 
opague to ultrasonic transmission. Surface and visual examination will be performed as a sub
stitute for volumetric.  

19. The reactor coolant pumps casing in the Indian Point Unit #3 plant is a weldment of two cast 
shells. The structure and nature of this material is such that it is opague to ultrasonic 
transmission. However, the accessible internal surfaces shall be visually and liquid penetrant 
inspected. Volumetric examinations as required by IWB-2600 can be attempted utilizing radio
graphic techniques. The success of these examinations (radiographs) will be dependent upon the 
availability of high energy gamma sources and the level of background radiation. If this exami
nation can be attempted, the internal fittings on the pump may also become a restriction for 
performing such an examination.  

20. There are '22 pipe-to-safe-end welds requiring ISI. These welds are inspected in conjunction with 
Items B1.6, B2.4 and B3.3
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INDIAN POINT UNIT NO. 3 NUCLEAR PCIER PLANT 
INSERVICE INSPECTICN 

ASME CODE CLASS 2 CfMPCNENTS

TABLE 
IWB-2500 
EXAMINATICYN 
CATEGORY

. I

SYSTEM OR 
COMPamINT

I

CODE 
APPLICABLE TO 
CCNSTRUCTICN
I -

Cl. 1 

Cl. 1 

Cl. 1 

Cl. 1 

Cl. 1 

Cl. 2 

Cl. 2 

Cl. 3 

Cl. 4 

Cl. 1 

Cl. 1 

Cl. 2 

Cl. 3 

Cl. 4

AREA TO BE EXAMINED
a -

IUpper head to Shell Weld I
I

EXAMINATION 
FOQ0URENT

C-A 

C-A 

C-A 

C-A 

C-A 

C-B 

C-B 

C-C 

C-D 

C-A 

C-A 

C-B 

C-C 

C-D

SECTION XI 
CODE RELIEF 
REQUESTED

I NOSteam Generators 
(4) Shell Side 
RCPCSG-31 

RCPCSG- 32 
RCPCSG- 33 
RCPCSG- 34 

Residual Heat 
Exchangers (2) 
(Tube side) 

ACAHRI-31 
ACAHRS2-32-

a i L I

PAGE 23

0 0

TABLE 
IWB-2600 
ITE4 NO.

III-A 

"II-C

Upper Shell to Transition Weld 

Transition to lower shell weld 

Lcwer shell to Stub barrel weld 

Stub barrel to tubesheet weld 

Steam Outlet Nozzle to shell weld 

Feedwater Inlet Nozzle to shell weld 

Integrally Welded Supports 

Manway Bolting 

Head to Shell Welds 

Shell to Flange Welds 

Nozzle to Vessel Welds 

Integrally Welded Supports 

Tubesheet Flange Bolting

Volumetric 

Volumetric 

Volumetric 

Volumetric 

Volumetric 

Volumetric 

Volumetric 

Not ApplicablE 

Visual and 
Volumetric 

Volumetric 

Volumetric 

Volumetric 

Surface 

Visual and 
Volumetric

NO 

NO 

NO 

NO 

NO 

NO 

No - Note 1 

NO 

NO 

NO 

Yes - Note 2 

NO 

NO



INDIAN POINT UNIT NO. 3 NUCLEAR PCWER PLANT 
INSERVICE INSPECTICN 

ASMfE CUE CLASS 2 Ot4PCNE=
TABLE 
IWB-2500 
EXAMINATION 
CATEGORY

SYSTEM OR 
COMPCNE

ODE 
APPLICABLE TO 
CCNSTRUrICN

REQUIRE~~ REOUES 1ED I V

C2.1 

C2.1 

C2.2 

C2.3 

C2.4 

C2.5 

C2.6 

C3.1 

C3. 2 

C3.3 

C3. 4 

C4. 1 

C4.2 

C4. 3

C-F; C-G 

C-F; C-G 

C-F; C-G 

C-F; C-G 

C-D 

C-E-I 

C-E-2 

C-F; C-G 

C-D 

C--i 

C-E-2 

C-F; C-G 

C-D 

C-E-1

AREA TO BE EXAMINED

Circumferential Butt Welds 

Circ. & Butt Welds 1/2" wall 
& less

EXAMINATION

thickness

Piping Systems 

Residual Heat 
JFal Pmtps 
(2) 

Valves

Volumetric 

Surface 

Volumetric 

Volumetric 

Visual & 
Volumetric 

Surface 

Visual 

Not 
Applicable 

Visual & 
Volumetric 

Not 
Applicable 

Visual 

Not 
Applicable 

Visual & 
Volumetric 

Not 
Applicable

SECTION XI 
OODE RELIEF 
RDQUESTED

Yes - Note 3 

No - Note 5 

NO 

Yes - Note 4 

NO 

NO 

NO 

No - note 1 

NO 

No - Note 1 

NO 

No - Note 1 

NO 

No - Note 1

I L L I
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TABIE 
IWB-2600 
ITE NO.

Longitudinal Weld Joints in Fittings 

Branch Pipe-to-Pipe Welds 

Pressure Retaining Bolting 

Integrally welded supports 

Support Qomponents 

PuM~ Casing Welds 

Pressure Retaining Bolting 

Integrally Welded supports 

Support opnents 

Valve Body Welds 

Pressure Retaining Bolting 

Integrally welded supports



INDIAN POINT UNIT NO. 3 NUCLEAR POWER PLANT 
INSERVICE INSPECTION 

ASM1E ODE CIASS 2 CtPCIENTS
TABLE 

IWB-2500 
EX4INATICN 
CATEGORY

SYSTEM4 OR 
COIMPCNN

ODE 
APPLICABLE TO 
CC STRUCTI(N AREA '10 BE EXA~4INED

ARE TO BE EXMNDFdI

C-E-2 Support Components

EXAMINATION

Visual

A I I. L

SECTICN XI 
CODE RELIEF 
RMPFTq'f
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S

TABLE 
IWB- 2600 
ITEM NO.

C4.4



ASME CODE CLASS 2 COMPONENTS, 

NOTES 

1. There are no items in this category for this component of the Indian Point unit #3 Nuclear 
Power Plant.  

2. The nozzle to vessel welds of the Residual Heat Exchangers are covered by .75" thick by 3" 
wide reinforcement pads as shown in figure 3. These welds are not accessible for examination 
by Volumetric or surface methods. The area will be subject to visual examination for evidence 
of leakage during system pressure tests.  

3. Examination of Class 2 piping systems is limited by those occuring at geometric discontinuities 
such that some limitations may be expected at all locations. For pipe- to fitting or pipe to 
vessel nozzle welds,-examinations can be performed to the extent required by T-532 of Section V 
from the weld and pipe surfaces. Examination from the fitting side would be dependent upon 
the geometric configuration. Where elbows or tees are concerned, examinations can be performed 
from the fitting side except where the intrados of the fitting prevents'adequate ultrasonic 
coupling. No examinations can be performed from the fitting side when it is a valve or a flange.  
In all cases one hundred percent of the weld material can be examined. In instances where welds 
occur at fitting to fitting, access restrictions as outlined above occur on both sides of the 
weld. In instances where ultrasonic examinations cannot be performed on one hundred percent 
of the volume of the weld and heat affected zone, surface examination will be performed to 

* supplement the limited volumetric examination. See Appendix "A" for a fabrication of Class 2 
system welds where the geometric configuration limits volumetric examination.  

*4. The configuration of typical branch pipe to pipe welds is as shown in figure 4. Ultrasonic 
examination cannot be performed on the surface of the weld. Examinations will be performed 
to the extent practical from the pipe and nozzle surfaces adjacent to the weld. Surface 
examination of the weld will be performed to supplement the volumetric examination.  

5. Welds in Class 2 Piping Systems, Categories C-F and C-G, with nominal wall thickness 1/2 inch 
or less, which would receive surface examinations are those in the following systems: 

1. Mainsteam 6 inch power-operated relief lines 

2. RHR 14 inch take off from valve 730 to pumps (line 10) 

3. RHR 8 and 12 inch discharge lines from pumps to heat exchangers (lines 9 and 90)
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0 0 
4. RHR 12 inch line 155 to valve 882 in suction from RWST 

5. RHR 8 and 12 inch line 190 to valve 883 in return to RWST 

6. Recirculation 8 inch line 293 from valves 1802A and B.  

7. SIS recirculation 6 and 8 inch lines 60 and 89 to valves 888A and B 

8. Spray lines 93 and 94 to valves 889A and B 

9. RHR, Low head SIS outlet lines 355 and 358 from heat exchangers to valves 746 and 747 

10. SIS 6 inch lines 56 and 550 from pump discharge.
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APPENDIX A 

CLASS 2 WELDS WHERE GEOMETRIC CONFIGURATION LIMITS 

VOLUMETRIC EXAMINATION

SKETCH

Loop 1 feedwater valve to valve weld #15 
Loop 2 feedwater valve to valve weld #17 
Loop 3 feedwater valve to valve weld #17 
Loop 4 feedwater valve to valve weld #22 
RHR pump suction line elbow to valve weld #1 
RHR pump suction line elbow to valve weld #8 
RHR pump suction line tee to valve weld #17 
RHR pump suction line tee to elbow weld #18 
RHR pump suction line tee to reducer weld #23 
RHR pump suction line elbow to valve weld #27 
RHR pump suction line valve to valve weld #28 
RHR pump suction line elbow to tee weld #34 
RHR pump discharge line elbow to valve weld #33 
RHR pump discharge line elbow to valve weld #6 
RHR pump discharge line reducer to valve weld # 
RHR pump discharge line reducer to elbow weld # 
RHR heat exchanger outlet line elbow to valve w 
RHR heat exchanger outlet line tee to valve wel 
RHR heat exchanger outlet line elbow to reducer 
RHR heat exchanger outlet line elbow to flange 

* RHR heat exchanger outlet line tee to reducer w 
RHR heat exchanger outlet line reducer to valve 
RHR heat exchanger outlet line reducer to tee w 
RHR heat exchanger outlet line elbow to flange 
RHR heat exchanger outlet line tee to reducer w 
RHR heat exchanger outlet line reducer to valve 
RHR heat exchanger outlet line tee to reducer w 
RHR heat exchanger outlet line elbow to valve w 
RHR return lines elbow to valve weld #1 
SIS pump discharge line tee to reducer weld #35

32 
29 
eld #6 
d #9 
weld #15 

weld #3 
eld #8 
weld #38 

eld #33 
weld #29 
eld #54 
weld #55 

eld #11 
eld #23
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(2-2102) 
(2-2202) 
(2-2302) 
(2-2402) 
(2-2500) 
(2-2500) 
(2-2500) 
(2-2500) 
(2-2500) 
(2-2500) 
(2-2500) 
(2-2500) 
(2-2510) 
(2-2511) 
(2-2511) 
(2-2512) 
(2-2520) 
(2-2520) 
(2-2520) 
(2-2530) 
(2-2530) 
(2-2530) 
(2-2.530) 
(2-2530) 
(2-2530) 
(2-2530) 
(2-2531) 
(2-2531) 
(2-2532) 
(2-2540)
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FIGURE 3 

RESIDUAL HEAT REMOVAL HEAT EXCHANGER

Mr~77I F TCi \/FSSFI
N ,,.LI,--.L I 7 P T V __I.,,Fl-- -

CC'N FICG IRAT I ON-

CHANNEL HEAD FLANGE

NOZZLE TO VESSEL WELD

.75" THICK BY 3" WIDE REINFORCE
MENT PAD.  

NOZZLE 8" 
(TYPICAL OF TWO)

.75" THICK SHELL AND HEAD
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WESTINGHOUSE ELECTRIC CORPORATION

Figure 4
0 

w 
I 
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NOZZLE FORGING

1' 4
PIPE
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BRANCH NOZZLE CONNECTION WELD 

CENTERLINE 
NOZZLE



DESCRIFTICN/IDENTIF

INDIAN POINT UNIT N). 3 NUCLEAR PCWER PLANT 
INSERVICE INSPECTION PROGRAM 
ASME CODE CLASS 3 CCZ4PONTS 

CODE 
APPLICABLE TO METHOD C 

•ICATIOIN ION EXANAT]
)F 
ION

SECTION XI CODE 
RELIEF REQUESTED

Motor Driven Auxiliary Feedwater 
Pump 31 

Motor Driven. Auxiliary Feedwater 
Pump 33 

Turbine Driven Auxiliary Feedwater 

Pump 32 

Piping 

Supports

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual

PAGE 31

SYSTEM

Feedwater 
System I

__________ I _______________________________ .1 1 ________________________ L



CRHPOIET, 
DE TON/IDNT

t.)

INDIAN POINT UNIT NO. 3 NUCLEAR POWER PLANT 
INSERVICE INSPECTION PROGRAM 
ASME CODE CLASS 3 Ct'ME2TS 

CODE 
APPLICABLE TO METHOD ( 

ICATION SUION EXUMINA

Auxiliary 
Coolant 
Systesn

5)
VIII 

VIII

.1.~ .1.

PAGE 32

SECTION XI CODE 
RELIEF REQUESTEDSYSTEM

)F 
O0N

Residual Heat Exchangers (shell sid, 
ACAHRSI-31 

Residual Heat Exchangers (shell sidi 
ACAHRS2-32 

Recirculation Pump 31 (Coolers) 

Recirculation Pump-32 (Coolers) 

Reactor Coolant Pump RCPCPCl-31 Lub 
Oil Cooler 

Reactor Coolant Pump RCPCPC2-32 Lub 
Oil Cooler 

Reactor Coolant Pump RCPCPC3-33 Lub 
Oil Cooler 

Reactor Coolant Pump RCPCPC4-34 Lub 
Oil Cooler 

Spent Fuel Pool Heat Exchanger 
ACAHSFI- 31 

Auxiliary Component Cooling Pump 31 

Auxiliary Component Cooling Pmp 32 

Auxiliary Component Cooling Pump 33 

AuxiliarS'Component Cooling Pump 34

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating

B

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure



DESCRIPTION/IE2WlIF

INDIAN POINT UNIT NO. 3 NUCLEAR PCWER PLANT 
INSERVICE INSPBCTION PIOGRAM 
ASME CODE CLASS 3 CC0T4E2TS 

.CODE .  

APPLICABLE TO MTHOD C 
'ICATION OINTRUCTION EDQWNT1

SECTION XI CODE 
RELIEF- RESTED

I I

Auxiliary 
Coolant 
System

Spent Fuel Pit Pump ACAPSF-31 

Spent Fuel Pit Pump ACAPSF2-32 

Spent Fuel Heat Exchanger 

Spent Fuel Pit Strainer ACSRSF1 

Residual Heat Removal Pump ACAPRHI-31 
Seal Heat Exchanger 

Residual Heat Removal Pump ACAPRH2-32 
Seal Heat Exchanger 

Component Cooling Surge Tank 
ACATCCl-31 

Component Cooling Surge Tank 
ACATCC2- 32 

Component Cooling Heat Exchanger 
ACAHCCl-31 (shell side) 

Component Cooling Heat Exchanger 
ACAHCC2-32 

Component Cooling Pump ACAPCCl-31 

Component Cooling Pump ACAPCC2-32 

Component Cooling Pump ACAPCC3-33 

Safety Injection Pump SlAPS11-31 
Oil Cooler

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating

Pressure 

Pressure 

Pressure 

Pressure 

Pressure

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating

Pressure 

Pressure 

Pressure 

Pressure

__________ _________________________________ I £
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VIII 

VIII 

VIII 

VIII

)F 
O0NSYSTEM



0

SYSTEM

Auxiliary 
Coolant 
System

DESCRIPTION/IDENTIF

INDIAN POINT UNIT NO. 3 NUCLEAR POWER PLANT 
INSERVICE INSPECTION PROGRAM 
ASME CODE CLASS 3 COONENTS 

CODE 
APPLICABLE TO METOD C 

'ICATION CONST14JCTION EXAMINATI
PELIE~ F~JES ED I r

Safety Injection Pump SlAPS12-32 
Oil Cooler 

Safety Injection Pump SlAPS13-33 
Oil Cooler 

RPV Cooling Support Blocks 31 

RPV Cooling Support Blocks 32 

RPV Cooling Support Blocks 33 

RPV Cooling Support Blocks 34 

RCP Motor Bearing Heat Exchanger 

Seal Water Heat Exchanger 

Non-Regen. Heat Exchanger 

Thermal Barrier Heat Exchanger 

Spray Additive Tank 

Waste Gas Compressor 31 

Waste Gas Copressor 32 

Waste Evaporator Distiller Cooler 

Waste Evaporator Condenser 31 

Boric Acid Evaporator Distiller 
Cooler 31

SECTION Xt CODE 
FULIEF JUDQUESTED

Visual/Operating Pressure 

Visual/Operating Pressure

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure
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DESCRIrIcON/IDIETIF

INDIAN POINT UNIT NO. 3 NucLEAR POWER PLANT 
INSERVICE INSPECTION PROGRAM 
ASME CODE CLASS 3 CX11ONENTS 

CODE 
APPLICABLE M1 METHOD C 

ICATIONJ CONiSTJCTINc EXI[NAT]

0

SECTION XI CODE 
RELIEF REQUESTED

)F 
ION

Auxiliary 
Coolant 
SystEn

Visual/Operating 

Visual/Operating 

Visual/Operating

Pressure 

Pressure 

Pressure

Boric Acid Evaporator Condenser 31 

Boric Acid Evaporator Vent Cond. (31) 

Steam Generator Sample Heat 
Exchanger 31 

Steam Generator Sample Heat 
Exchanger 32 

Steam Generator Sample Heat 
Exchanger 33 

Steam Generator Sample Heat 
Exchanger 34 

Gross Failed Fuel Detector 

Flash Evaporator Product Cooler 

#31 Charge Pump Cooler 

#32 Charge Pump Cooler 

#33 Charge Purp Cooler 

Boric Acid Evaporator Distiller 
Cooler 32 

Boric Acid Evaporator Condenser 32 

Boric Acid Evaporator Vent Cond. 32 

Pressurizer Steam Sample Heat 
Exchanger 31 & 32

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure
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SYSTEM

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure



INDIAN POINT UNIT NO. 3 NUCLEAR PCWER PLANT 
INSERVICE INSPECTION PROGRAM 
ASME CODE CLASS 3 CPONENTS

CIOMPCNENT DESCRIPTION/I DEVNIFICATIONSYSTEM

Auxiliary 
0oolant 
System

Pressurizer Liquid Sample Heat 
Exchanger 31 & 32

Reactor Coolant 
Exchanger 31 

Reactor Coolant 
Exchanger 32

Sample Heat 

Sample Heat

Piping 

Hangers

CODE 
APPLICABLE TO 
CONSTRUCTION

METHOD OF 
EXAMINATION

r 1

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual

SECTION XI CODE 
REMIEF REQUESTED
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CRIlPCNENT 
DESCRIPTIa'/IDENTIF

0INDIAN POINT UNIT NO. 3 NUCLEAR POWER PLANT 
INSERVICE INSPECTION PROGRAM 
AS11E CODE CLASS 3 COPONENTS 

CODE 
APPLICABLE MO METHOD ( 

ICATION OONSTUCTION EXAMINAT
-r q

Service 
Water 
System

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating 

Visual/Operating

Pressure 

Pressure 

Pressure 

Pressure 

Pressure 

Pressure

Recirculation Fan 31 Cooler 

Recirculation Fan 32 Cooler 

Recirculation Fan 33 Cooler 

Recirculation Fan 34 Cooler 

Recirculation Fan 35 Cooler 

Service Water Pumps 34 
(Nuclear) 35 

36 

Service Water Pumps 31 
(Conventional) 32 

33 

Component Cooling Heat Exchangers 31 
(Tube Side) 32 

Service Water Strainers 31 
32 
33 
34 
35 
36 

Jacket Water Coolers 31 
32 
33 

Diesel Generator Lube Oil Coolers 31 
32 
33

I ________________ L ________________________ I

SYSTEM

Visual/Operating Pressure 

Visual/operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure 

Visual/Operating Pressure

SECTION XI CODE 
RELIEF REQUESTED
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.0INDIAN POINT UNIT NO. 3 NUCLEAR POWER PLANT 
INSERVICE INSPECTION PROGRAM 

ASNE CODE CLASS 3 COMPONENTS

SYSTEM 

Service 
Water 
System

ESF PTIN/IDENTIFICATION

Piping 

Supports & Hangers

CODE APPLICABLE TO 
CONSTIUCTION

METHOD OF SECTION XI CODE 
EXAMINATION RELIEF rDQUESTED 

Visual/Operating Pressure 

Visual
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