
William J. Cahill, J 

Consolidated Edison Company of New York, Inc.  
4 Irving Place, New York, N Y 10003 
Telephone (212) 460-3819 

August 31, 1979 

Re: Indian Point Unit No. 2 
Docket No. 50-247 

Director of Nuclear Reactor Regulation 
ATTN: Mr. A. Schwencer, Chief 

Operation Reactors Branch #1 
Division of Operating Reactors 

U.S. Nuclear Regulatory Commission 
Washington, D.C. 20555 

Dear Mr. Schwencer: 

This letter is a revision to my letter of August 23, 1979, which 
transmitted our Steam Generator Inspection Program and Results
July 1979 Inspection. Attached are revised Tables 1,2,3,4 and 
revised Figures 1,2,3,4; as discussed with your staff.  

Should you or your staff have any questions, please contact us.  

Very truly yours, 

attach William J. Cahill, Jr.  
Vice President 
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TABLE 1 

riOes Inspected *Revision I

Stceamu Generator No. 21

Col.

11 to 20 
27 to 35 
56 to 66 
73 to 82 

11 to 20 
27 to 35 
56 to 66 
73 to 82

1 to 5 
88, 90, 91, 

1 to 5 
88 to 92 

2 to 5, 51 
88 to 91

2 to 5 
88 to 91

2 to 5, 51 
88 to 91 

3 to 5 
88 to 90 

3 to 5, 51 

88 to 90 

4 and 5 

5, 6 and 51 

5 and 6

6 and 7, 15, 18, 21, 24, 27, 30 
33, 3.6, 39., 42, 45, 48, 51 

7 and 8 

8, 9, 51 

8, 9

9, 10

No. of TubesRow

10, 11

12 

13, 

15

16, 17

19, 20

22, 23

5.. 



Row 

27 

28,

TABLE 1 (CONT'D) 

Ste#Generator No. 21 

Col.  

10, 11, 51 

11 to 17 
76 to 82 

12 to 17, 51 
76 to 81 

15 to 17 
76 to 78 

15 to 17, 39 to 54 
76 to 78 

15 to 17 
39 to 54 
76, 77 

16, 17, 18 , 39, 40 

53, 54, 76 

17, 18, 39, 40, 53, 54, 76 

19, 20, 39, 40, 53, 54 

20, 21, 39, 40, 53, 54 

21, 22, 39, 40, 53, 54 

23, 24, 39, 40, 53, 54 

25 to 27, 39, 40, 53 

27 to 40, 53 to 66 

29 to 40, 53 to 64 

32 to 42 , 53 to 61 

35 to 58 

39 to 54

V Revision I 

No. of Tubes 

.3 

28 

13 

6 

22 

21

,8 

7 

6 

6 

6 

6 

6 

28 

24 

20

24 

16 

Total No. of Tubes 

440-



TABLE 2 

T'9 es Inspected
S Revision I

Stcearn Generator No. 22

Col.

12 to 21 
28 to 41 
57 to 67 
74, 76 to 83

12 to 21 
28 to 37 
57 to 67 
74 to 83

No. of Tubes 

44 

41

50, 51 

2 to 4

2 to 5, 50 

3 to 5, 50, 

3 to 5 

3 to 5, 50, 

4 to 6 

4, 5, 50, 51 

5

6, 50, 51 

6 

7, 13, 15, 16, 18, 19, 21, 22, 24 
25, 27, 28, 30, 31, 33, 34, 36, 37 
39, 40, 42, 43, 45, 46, 48 to 51 

8

I 24 9, 51

Row

-p.---

10, 11

13, 14

16, 17

18'

19, 20

22, 23



Row 

25 

26 

27 

28 
29 

30 

31 

32 

33 

34 

35 

36 

37 

38 

39 

40 

41 

42 

43 

44 

45

TABLE 2 (CONT'D) 

Ste*Generator No. 22 

Col.  

9 

10 

11, 51,81 to 83 

12 to 18, 77 to 82 
12 to 17, 77 to 82 

13 to 17 
50, 51 
78 to 81 

16, 17, 77, 78 

16 to 19, 39 to 54, 77, 78 

16 to 19,39 to 54 , 77, 78 

17 to 19,39,40,53,54,77 

17,18,39A0, 53, 54 

19, 20, 40, 49, 54 

20, 21, 40, 49, 54 

21, 22, 40, 49, 54 

23, 24, 40, 49, 54 

25, 26, 27, 40, 49, 54 

28 to 40, 54 to 66 

30 to 41, 53 to 64 

33 to 41, 52 to 61 

36 to 53 

40 to 50

S Revision I

No. of Tubes 

1 

1 

5.  

13 
12 

11 

4 

22 

22 

,8 

5 

5 

5 

5 

6 

26 

24 

19, 

18 

11 

.Total No. of Tubes 

389



Row 

2

3 

4 

7 

8 

9 

10, 11 

12 

13, 14 

15 

18 

21 

24, 27 

28 

29 

30 

31 

32 

33 

34 ' 

35 

36, 37 
38 
39 
40 

41

TABLE 3 

Tubes Inspected 

Steam Generator No. 23 

Col.  

14 to 16, 18 to 37 
49 to 60 

1 to 4, 6 to 27 
29 to 37 

1 to 14 

1 to 6 

1 to 4, 6 

2 to.6, 46 

2 to 6 

2 to 6, 46 

3 to 6 

3 to 6, 46 

46 
16,19,22,25,28,31 
34,37,40,43,46 

,46 

.11 to 16 

11to 13, 15 to 17 

12 to 17, 46 

15 to 17 

15 to 17, 39 to 44, 46 

15 to 17, 39 to 46 

16, 17, 39, 40 

17, 39, 40 

39, 40 
33 to 35, 39, 40 
33 to 36, 39, 40 
31 to 37, 40 

27 to 40

35 

14 

6 

5 

6 

10 

6 

8 

5 

1 

11 

2 

6 

6 

7 

3 

10 

11 

4.  

3 

4 
5 
6 
8 

14

0

Revision I

No. of Tubes 

35



TABLE 3 (CONT'D) 

Steam *nerator No. 23 

Col.  

29 to 40 

32 to 39 

35 to 51, 53 to 58 

39 to 53

# evision I 

No. of Tubes 

12 

8 

23 

15

Total No. of Tubes 

289

RoW-I 

42 

43 

44 

45



TABLE 4 

Oes Inspected 

Steam Generator No. 24

Row 

2 

3 

7 

8 

9, 10, 11 

12 

13, 14 

15 

18 

21 

24 
26 
27 

28 

29 

30 

31 

32 

33 

34 

35 

36 

37, 38, 39

Col.  

2 to 20, 26 to 31 
53 to 66, 73 to 83 
10 to 20, 26 to 31 

56 to 64, 66, 73 to 83 

1 to 5 

1 to 5, 88 to 92 

2 to 5, 88 to 91 

2 to 5, 46, 88 to 91 

3 to 5, 88 to 90 

3 to 5, 46, 88 to 90 

46 

13, 16, 19, 22, 25, 28, 31 
34, 37, 40, 43, 46 

46 
10 
10 to 17, 46 

13 to 17,.77 to 82 

11 to 17, 76 3o 82 

12, 13, 16, 17, 46 
76 to 81 

15 to 17, 76 to 78 

15 to 17, 39 to 54 
76 to 78 

15 to 17 
39 to 54,.76 to 78 

16,18, 39,40,53,54,76,77 

18,19,39,40,53,54,75,76 

39, 40,53,54 

39, 40, 53, 54

No. of Tubes 

5 0 

38 

5 

10 

24 

9 

12 

7 

1 

12 

1 
1 
9 

11 

14 

11 

6 

22 

22 

8 

8 

41 

1.2

.0 Revision I



TABLE 4 (CONT'D) 

Ste*Generator No. 24 

Col.  

39, 40 

27 to 40, 53, 54 
56 to 66 

29 to 40, 53 to 64 

32 to 40, 53 to 61 

35, 39 to 53, 57, 58 

40 to 54

. Revision I

Row 

40 

41

No. of Tubes 

2 

27 

24 

18 

18 

15 

Total No. of Tubes 

401
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FIGURE 1 Revision I

-steam Generator 21 

July 1979 Inspection

0- Tubes inspected (440) 

X- Tubes previously plugged.
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Stea Ge era or 2 "O - Tu es i speted 329 
July 1979 Inspection X - T e pr v o s y l g ed
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FIGURE 3 Revision I 

Steam Generator 23 
-Tubes inspected (289) 

July 197.9 Inspection X -.-Tubes previously plugged.
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FIGURE 4 Revision I

Steam Generator 24 

July 1979 Inspection

*-Tubes inspected (401) 

X -,--Tubes previously plugged.

92

LI


