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SEQUENTIAL OCCURRENCE REPORT REVISION 

LER/RO E VENT YEAR REPORT NO. CODE TYPE NO.  
REPORTI I _ ! 0 1 0171 U1 I 013 1 1 ! I- 10 1 

NUMBERI LN 21 22 23 24 26 27 28 29 30 31 32 
ACTION FUTURE EFFECT SHUTDOWN , ATTACHMENT NPRD-4 PRIME COMP. COMPONENT 
TAKEN ACTION ON PLANT METHOD HOURS 2) SUBMITTED FORM UB. SUPPLIER MANUFACTURER 

LAJD _ LJI LzlI LJ 1 olloIj I IL.7 IN 3 L. N I " 1112 1010 
33 34 36 37 40 41 42 43 44 47 

CAUSE DESCRIPTION AND CORRECTIVE ACTIONS 2 

This event is believed to have been caused by the unauthorized 

1 1 actuation of the pumps transfer switch by a security watch person.  

All security.personnel were reinstructed in this matter. The subject 

____ watch person was dismissed from the site and the Shift Security Super

T 4 visor was suspended from his position.  
7 8 9 80 

FACILITY METHOD OF 
STATUS % POWER OTHER STATUS DISCOVERY DISCOVERY DESCRIPTION 32 

1 5M Ij® Ill 0101 NA J AjL IControl Room Instrumentation I 
7 8 9 10 12 13 44 45 46 80 

ACTIVITY CONTENT 

RELEASED OF RELEASE AMOUNT OF ACTIVITY ILDCATION OF RELEASE 

1 lIZ1 1 ®LSI NA I NA I 
7 8 9 10 11 44 45 80 

PERSONNEL EXPOSURES 

NUMBER TYPE DESCRIPTION 

17 I0l0l o[1 zi I NA I 
7 8 9 11 12 13 80 

PERSONNEL INJURIES 
NUMBER DESCRIPTION I 

I- 101010 II NA 1 
7 8 9 11 12 80 

LOSS OF OR DAMAGE TO FACILITY 
TYPE DESCRIPTION 

[ IJ3 lZi@[ NA I 
7 8 9 10 80 

PUBLICITY NRC USE ONLY 
ISSUED DESCRIPTION @ 

20 IN 1le NA iii1iI iii HI ; 
68 69 80-; 

7 B 9 ()O724O John M. Makepeace 914-737-8823 0 

NAME OF PREPARER PHONE:

IM 366 U. S. NUCLEAR REGULATORY COMMISSION 

-LICENSEE EVENT REPORT 

CONTROL BLOCK: I I I I 0 (PLEASE PRINT OR TYPE ALL REQUIRED INFORMATION) 
1 6 

I[Nj Y  II IP  I S 12  I 0101 -10 1 0101 010 1-101 °10 1 411 I 111 I 1® 1 I 
9 LICENSEE CODE 14 15 LICENSE NUMBER 25 26 LICENSE TYPE 30 57 CAT 58 

REPORT ILJI 01 5 10 10 1 0121 417 I1)I0 16 1211810 KD(o171 i1 71 81 o I 
SOURCE 1 8_ 0 h@ _10 _1_7_1_11_7_1_81_0_ 

60 61 DOCKET NUMBER 68 69 EVENT DATE 74 75 REPORT DATE 80 

EVENT DESCRIPTION AND PROBABLE CONSEQUENCES ( 

During normal operation, control room instrumentation indicated the 

control for No. 23 auxiliary feedwater pump had been transferred to 

local. An operator was immediately dispatched and verified the pumps I 

transfer switch was in the local position. The operator promptly re

stored control to the control room well within the time period per- I 

mitted by Tech. Spec. 3.4.

I 
8O


