
John D. O'Toole 
Vice President

Consolidated Edison Company of New York, Inc.  
4 Irving Place, New York, NY 10003 
Telephone (212) 460-2533

Letter No. 81-120

July 1, 1981 

Re: Indian Point Unit No. 2 
Docket No. 50-247

Director of Nuclear Reactor Regulation 
U. S. Nuclear Regulatory Commission 
Washington, D. C. 20555

ATTN: Mr. Darrell G. Eisenhut, Director 
Division of Licensing

Dear Mr. Eisenhut:

The Attachment to this letter addresses for Indian Point Unit 
No. 2 Con Edison's commitments regarding the actions required 
by July 1, 1981 by NUREG-0737 "Clarification of TMI Action 
Plan Requirements". In addition, please be advised that we 
have been able to expedite our activities with respect to 
Item II.F.2 of NUREG-0737 such that our remaining response 
to this Item (previously planned for November, 1981) will be 
provided by August 31, 1981.  

Should you or your staff have any questions, please contact us.  

Ver truly yours, 

Attach.  
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ATTACHMENT 

II.B.l REACTOR COOLANT SYSTEM VENTS 

By submittal dated February 26, 1981, Con Edison committed 

to providing any additional design details, supporting 

analyses, plant procedures and proposed technical spec

ifications for the reactor coolant system vents. Design 

details, supporting analyses and procedural guidelines 

were previously submitted by Con Edison letters dated 

December 31, 1979 and February 15, 1980. The preliminary 

evaluation by the NRC, as documented in the February 21, 

1980 letter from Mr. A. Schwencer to Mr. W. Cahill, stated 

that the desiqn of the reactor coolant system vents was in 

compliance with the staff position. The head vent system 

ultimately installed will be the same as previously described 

with one exception. Instead of the swagelok union connections 

shown on Figure SI-I of Con Edison's December 31, 1979 sub

mittal, flanged type connections will be used.  

Since model technical specifications for the reactor coolant 

system vents (as well as for other long-term TMI items) 

have not been issued by the Staff for guidance, we are not 

proposing technical specifications at this time for the 

vents. When such model specifications are issued, Con Edison 

will propose technical specifications for Indian Point Unit 

No. 2 in accordance with the schedule set forth therewith.  

The generic procedural instructions from the Westinghouse 

Owners Group on the reactor coolant system vents have not



II.D. 1

II.E.l.l 

II.E.l.2

yet been completed. Since the required plant specific pro

cedures will be written using the generic procedural in

structions as guidance and in conjunction with the proposed 

technical specifications, these procedures will be submitted 

at the same time as the technical specifications.  

PERFORMANCE TESTING OF BOILING-WATER REACTOR AND 

PRESSURIZED-WATER REACTOR RELIEF AND SAFETY VALVES 

The schedule for the safety and relief valves testing and 

pipinq evaluations is as described in Con Edison's February 

26, 1981 submittal as modified by the EPRI Research Advisory 

Committee July 1, 1981 letter to Mr. Harold Denton.  

As identified in the EPRI Research Advisory Committee letter 

dated July 1, 1981 from Mr. R. C. Youngdahl to Mr. Harold 

Denton, it was proposed to have a meeting between utility 

representatives and the NRC staff on July 16 or 17, 1981.  

We understand that the purpose of this meeting includes the 

need, depth and schedule of a possible block valve program.  

Based on the results of this meeting, Con Edison will provide 

additional detail on this item.

AUXILIARY FEEDWATER SYSTEM EVALUATION 

By submittals dated February 26, 1981 and May 12, 1981, 

Con Edison documented its previous compliance with this 

Task Item.  

AUXILIARY FEEDWATER SYSTEM AUTOMATIC 

INITIATION AND FLOW INDICATION 

By submittal dated February 26, 1981, Con Edison documented 

its previous compliance with this Task Item.



II.E. 4.1 
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II.F. 1 

II.K. 3.1 

II.K.3. 5

DEDICATED HYDROGEN PENETRATIONS 

As documented in the submittal dated October 17, 1979, 

the Hydrogen Recombiners and the Post-Accident Containment 

Venting (Purge) System at Con Edison's Indian Point Unit 

No. 2 are in compliance with this Task Item.  

CONTAINMENT ISOLATION DEPENDABILITY 

By submittal dated February 26, 1981, Con Edison documented 

its compliance with this Task Item.  

ADDITIONAL ACCIDENT-MONITORING INSTRUMENTATION 

ATTACHMENT 3: CONTAINMENT HIGH-RANGE RADIATION MONITOR 

The final design details for this Task Item are available 

for NRC review as required.  

INSTALLATION AND TESTING OF AUTOMATIC POWER-OPERATED 

RELIEF VALVE ISOLATION SYSTEM 

Con Edison's completed response to this Task Item is 

contained in our submittal dated May 12, 1981.  

AUTOMATIC TRIP OF REACTOR COOLANT PUMPS 

DURING LOSS-OF-COOLANT ACCIDENT 

By letter dated June 15, 1981, the Westinghouse Owners Group 

(of which Con Edison is a member) provided its required re

sponseto the NRC's May 30, 1981 request for information. That 

letter further described the plan and schedule for completing 

resolution of the automatic RCP trip issue.
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The original July 1, 1981 date for submittal of proposed 

modifications was based on the NRC determination of model 

acceptability by April 1, 1981. In keeping with the intent 

of this Task Item, proposed final design modifications 

(if necessary) or additional justification of the acceptability 

of manual reactor coolant pump trip, will be submitted with

in three months of receipt of the NRC determination.
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