
Murray Se!t,,,n 
Vice President

Consolidated Edison Company of New York, Inc..  
Indian Point Station 
Broadway & Bleakley Avenue 
Buchanan, NY 10511 
Telephone (914) 737-8116

June 1, 1987

Re: Indian Point Unit No. 2 
Docket No. 50-247 

Mr. William Russell 
Regional-Administrator - Region I 
U.S. Nuclear Regulatory Commission 
631 Park Avenue 
King of Prussia, PA 19406 

Subject: Non Functional Penetration Fire Barriers 

Dear Mr. Russell:

Technical Specification 3.13.C.2(b) requires a 30-day report 
if the fire barriers remain non-functional beyond seven (7) 
report is being submitted in accordance with this requirement.

be submitted 
days. This

In the course of an internal inspection, on May 1, 1987, four (4) fire 
barriers that pass through concrete that separates the Central Control Room 
floor and the cable spreading room were determined to be inadequately 
sealed. In addition, on May 12, 1987, two (2) 1" conduits that pass from 
the primary auxiliary building into the electrical tunnel were also found 
not sealed.  

Compensatory fire watches were promptly initiated and are still in effect.  
The affected barriers and conduits will be appropriately sealed with 
approved fire retardant silicone foam by June 16, 1987.  

Very truly yours,

21.190.5.29.1 

cc: U.S. Nuclear Regulatory Commission 
ATTN: Document Control Desk 
Washington, DC 20555 

Senior Resident Inspector 
U.S. Nuclear Regulatory Commission 
P.O. Box 38 
Buchanan, NY 10511
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