
Stephen B. Brain 
Vice President 

Consolidated Edison Company of New York, Inc.  
Idian Point Station, 
Broadway & Bleakley Avenue 
Buchanan, NY 10511 
Telephone (914) 737-8116 

April 15, 1988 

Director, Office of Management 
and Program Analysis 
U.S. Nuclear Regulatory Commission 
Washington, DC 20555 

Dear Sir: 

Enclosed are twelve copies of the Monthly Operating Report for Indian Point 
Unit No. 2 for the month of March 1988, and a revised value of Gross 
Thermal Energy for February 1988.  

Very truly yours,

Enclosure

cc: Document Control Desk 
U.S. Nuclear Regulatory 
Washington, DC 20555

Commission

Mr. William Russell 
Regional Administrator - Region I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA 19406 

Senior Resident Inspector 
U.S. Nuclear Regulatory Commission 
P.O. Box 38 
Buchanan, NY 10511
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Summary of Operating Experience 

March 1988 

The unit was operated at 100% reactor power for the entire month of March.  

On March 29 at 0845, load was reduced to 900 Mwe to repair a seal on #21 
Heater Drain Tank Pump. Repairs were completed by 2310.  

As a direct result of modifications and repairs made during the past 
refueling and maintenance outage, new monthly records were achieved in the 
areas of Gross Generation, Net Generation, Heat Rate and Capacity Factor.


