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On April 4, 1988, April 11, 198p, April 15, 1988, and April 18, 1988, 
it was discovered that several surveillance intervals for testing, 
required by Technical Specifications, had been exceeded. The untimely 
surveillances included -a test in the Functional Radiation Monitoring 
System and several valves which are required to be tested in 
accordance with Section XI of the ASME Boiler and Pressure Vessel 
Code.  

Upon discovery of the exceedances, all tests on the above equipment 
were promptly performed with no resultant failures in tests required 
by Technical Specifications.  
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FACILITY NAME 1lI. 1DWKFT EXPIURES: 81

Indian Point Unit No. 2 

TEXT lit mo,@ &cs is 'q.",d. -- .a,1;,oe., NRC .o,m 366s) 1171

PLANT AND SYSTEM IDENTIFICATION: 

Westinghouse Four Loop Pressurized Water Reactor.  

IDENTIFICATION OF OCCURRENCE: 

Several Surveillance Intervals Exceeded 

REPORTABILITY DETERMINATION DATE: 

April 4, 1988 

REPORT DUE DATE: 

May 4, 1988 

REFERENCES: 

Significant Occurrence Report (SOR) 88-164, 88-177, 88-185, 88-188 

PAST SIMILAR OCCURRENCES: 

None 

DESCRIPTION AND CAUSE OF OCCURRENCE: 

On several recent occasions (April 4, 1988, April 11, 1988, April 15, 
1988 and April 18, 1988), it was discovered that several surveillance 
tests had not been completed at their required frequency. These 
surveillances are required by Technical Specifications. The missed 
surveillances can be separated into two categories: (1) tests that 
must be performed in accordance with Section XI of the ASME Boiler and 
Pressure Vessel Code, and are therefore required by Indian Point Unit 
2 Technical Specification 4.2.1; and (2) the source check of a monitor 
required by Indian Point Unit 2 Technical Specification Table 4.10-2.
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The ASME Section XI valves that were not tested on a timely basis 
pursuant to the required monthly cycle are:

796 
PCV-1231 
FCV-25-15 
FCV-24-10 
204B 
953

ACS from Excess Letdown Heat Exchanger.  
Steam jet discharge to V.C.  
25 FCU charcoal outlet 
24 FCU normal outlet 
Alternate charging isolation 
Pressurizer liquid sample stop

Post Maintenance testing (PMT) had been performed on these valves but 
an adequate review was not given for the purpose of scheduling the 
required surveillance. This has been recognized as a weakness in the 
scheduling and review process for such valve tests. Corrective action 
has included instructing of responsible personnel in the need to 
complete a thorough review of PMTs prior to making any change in the 
schedule for required tests. The scheduling and review process for 
all ASME Section XI valve tests has been strengthened.  

Several Indian Point Unit No. 1 radiation monitors are required to be 
periodically tested per Unit 2 Technical Specifications. A monthly 
source check for one of these monitors, on the Unit 1 Secondary Boiler 
Blowdown Effluent Line, was performed two days beyond the required 
interval due to personnel notational error. There were no generic 
implications to the occurrence and therefore, corrective action 
concentrated on emphasizing to responsible personnel the need for 
accurate scheduling of such tests.  

ANALYSIS OF OCCURRENCE: 

The required testing for the ASME Section XI valve has been completed 
and all valves passed the'tests successfully. This indicates that no 
safety concern existed by reason of the extended test interval.  

The source check for the Unit 1 SBBPS radiation monitor was likewise 
successfully performed. It has therefore, been determined that there 
was no safety significance due to the extended test interval.
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Stephen B. Bram 
Vice President 

Consolidated Edison Company of New York, Inc.  
Indian Point Station 
Broadway & Bleakley Avenue 
Buchanan, NY 10511 
Telephone (914) 737-8116 

May 4, 1988 

Re: Indian Point Unit No. 2 
Docket No. 50-247 
LER 88-05-00 

Document Control Desk 
U.S. Nuclear Regulatory Commission 
Washington, DC 20555 

The attached Licensee Event Report LER 88-05-00 is hereby submitted in 
accordance with the requirements of 10 CFR 50.73.  

Very truly yours, 

attachment 

cc: Mr. William Russell 
Regional Administrator - Region I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA 19406-1498 

Ms. Marylee M. Slosson, Project Manager 
Project Directorate I-1 
Division of Reactor Projects I/II 
U.S. Nuclear Regulatory Commission 
Mail Stop 14B-2 
Washington, DC 20555 

Senior Resident Inspector 
U.S. Nuclear Regulatory Commission 
P.O. Box 38 
Buchanan, NY 10511


