
Octobe 0 1990

Docket No. 50-247 

Mr. Stephen B. Bram 
Vice President, Nuclear Power 
Consolidated Edison Company 
of New York, Inc.  

Broadway and Bleakley Avenue 
Buchanan, New York 10511 

Dear Mr. Bram:
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SUBJECT: CLOSEOUT OF IE BULLETIN 79-15 FOR INDIAN POINT NUCLEAR 
GENERATING UNIT NO. 2 (TAC NO. 69566) 

By letter dated October 27, 1989, you responded to our August 21, 1989, request 
for additional information regarding IE Bulletin 79-15, "Deep Draft Pump 
Deficiencies." 

The NRC staff has reviewed your October 27, 1989, response and has concluded 
that an adequate basis exists to resolve the staff's safety concerns regarding 
the two Ingersoll-Rand containment recirculation pumps installed in Indian 
Point 2. The basis for our conclusion is provided in the enclosed safety 
evaluation.  

Your cooperation in resolving this issue is appreciated.  

Sincerely, 

ORIGINAL SIGNED BY: 

Donald S. Brinkman, Senior Project Manager 
Project Directorate I-1 
Division of Reactor Projects - I/II 
Office of Nuclear Reactor Regulation

Enclosure: 
Safety Evaluation 

cc w/enclosure: 
See next page

PDI-1:LA 
CVogan v 
i0/ /90 

DOCUMENT NAME:

PDI-1:PM /_ 
DBri nkman: avl 
io / t/90

LTR TO STEPHEN B. BRAM/69566

f40
9010220140 901004 
PDR ADOCK 05000247 
a PNU

D:PDI-1 
RACapra 
o/q /90

OFO



0 4 
UNITED STATES 

NUCLEAR REGULATORY COMMISSION 
WASHINGTON, D. C. 20555 

October 4, 1990

Docket No. 50-247 

Mr. Stephen B. Bram 
Vice President, Nuclear Power 
Consolidated Edison Company 
of New York, Inc.  

Broadway and Bleakley Avenue 
Buchanan, New York 10511 

Dear Mr. Bram:

SUBJECT: CLOSEOUT OF IE BULLETIN 79-15 FOR INDIAN 
GENERATING UNIT NO. 2 (TAC NO. 69566)

POINT NUCLEAR

By letter dated October 27, 1989, you responded to our August 21, 1989, request 
for additional information regarding IE Bulletin 79-15, "Deep Draft Pump 
Deficiencies." 

The NRC staff has reviewed your October 27, 1989, response and has concluded 
that an adequate basis exists to resolve the staff's safety concerns regarding 
the two Ingersoll-Rand containment recirculation pumps installed in Indian 
Point 2. The basis for our conclusion is provided in the enclosed safety 
evaluation.  

Your cooperation in resolving this issue is appreciated.  

Sincerely, 

Donald S. Brinkman, Senior Project Manager 
Project Directorate I-I 
Division of Reactor Projects - I/II 
Office of Nuclear Reactor Regulation 

Enclosure: 
Safety Evaluation 

cc w/enclosure: 
See next page



0
Mr. Stephen B. Brain 
Consolidated Edison Company 

of New York, Inc.

Mayor, Village of Buchanan 
236 Tate Avenue 
Buchanan, New York 10511 

Ms. Donna Ross 
New York State Energy Office 
2 Empire State Plaza 
16th Floor 
Albany, New York 12223 

Mr. Charles W. Jackson 
Manager of Nuclear Safety and 

Licensing 
Consolidated Edison Company 

of New York, Inc.  
Broadway and Bleakley Avenue 
Buchanan, New York 10511 

Senior Resident Inspector 
U.S. Nuclear Regulatory Comission 
Post Office Box 38 
Buchanan, New York 10511

Mr. Brent L. Brandenburg 
Assistant General Counsel 
Consolidated Edison Company 

of New York, Inc.  
4 Irving Place - 1822 
New York, New York 10003

Indian Point Nuclear Generating 
Station 1/2

Mr. Charlie Donaldson, Esquire 
Assistant Attorney General 
New York Department of Law 
120 Broadway 
New York, New York 10271 

fir. Peter Kokolakis, Director 
Nuclear Licensing 
Power Authority of the State 

Of New York 
123 Main Street 
White Plains, New York 10601 

Mr. Walter Stein 
Secretary - NFSC 
Consolidated Edison Company 

of New York, Inc.  
4 Irving Place - 1822 
New York, New York 10003 

Regional Administrator, Region I 
U.S. Nuclear Regulatory Conmmission 
475 Allendale Road 
King of Prussia, PA 19406


