
Vice President 

Consolidated Edison Company of New York, Inc.  
Indian Point Station 
Broadway & Bleakley Avenue September 11, 1991 
Buchanan, NY 10511 
Telephone (914) 737-8116 Re: Indian Point Unit No. 2 

Docket No. 50-247 

Document Control Desk 
US Nuclear Regulatory Commission 
Mail Station Pl-137 
Washington, DC 20555 

SUBJECT: Indian Point Unit 2 Steam Generator Examination 
Program Report 

Enclosed are two pages containing corrected data for the 
subject report submitted by Con Edison letter dated July 26, 
1991. The pages should be considered as errata and 
therefore are to be attached to the subject report.  

Should there are any questions regarding this matter, please 
contact Mr. Charles W. Jackson, Manager, Nuclear Safety and 
Licensing.  

Very truly yours,

,41 6UL 
Enclosure 

cc: Mr. Thomas T. Martin 
Regional Administrator - Region I 
US Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA 19406 

Mr. Francis J. Williams, Jr., Project Manager 
Project Directorate I-1 
Division of Reactor Projects I/II 
US Nuclear Regulatory Commission 
Mail Stop 14B-2 
Washington, DC 20555 

Senior Resident Inspector 
US Nuclear Regulatory Commission 
P0 Box 38 
Buchanan, NY 10511 

,P109250104 910911 
F'DR A1:OCcK 05000247 
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TABLE 13 

Sludge Removed

SG 

21 

22 

23 

24 

Total

1991# 1989* 

306 lbs 408 lbs 

384 lbs 168 lbs 

354 lbs 131 lbs 

290 lbs 265 lbs 

1334 lbs 972 lbs

Comments: # CECIL used on all steam generators.  
* CECIL only used on SG 21.  

TABLE 14

Plug-In-Plug (PIP) 

Plug-A-Plug (PAP) 

Total

Westinghouse Mechanical 

SG21 SG22 

47 37 

56 58 

103 95

Plugs 

SG23 

0 

52 

52

Repaired 

SG24 

2 

55 

57

Total 

86 

221 

307



TABLE 7 

Steam Generator 21 - Location of Indication >40%

Row 
8 
8 
6 
13 
13 
29 
24 
28 

8

Inches above Tubesheet, Leg 
4.73 C 
7.97 C 
7.12 C 
0.62 H 
10.79 C 
4.26 C 
7.95 C 
7.45 C 
8.40 C

Signal Voltage 
0.44 
0.61 
0.30 
0.88 
0.42 
0.63 
0.57 
3.91 
0.18

Total Tubes:

TABLE 8

Steam Generator 22 - Location of Indications >40%

Row 
30 
30 
10 
8 
35 
34 
15 

7 
25 

4

Inches above Tubesheet, Leg 
0.21 H 
3.22 H 
0.75 C 

11.27 C 
0.36 H 
1.30 H 
1.69 H 
4.69 C 
2.86 H 
0.86 C

Signal Voltage 
3.23 
2.02 
1.21 
0.43 
0.71 
0.77 
1.14 
1.03 
1.07 
1.20

Total Tubes: 10

Column 
23 
29 
30 
32 
33 
41 
42 
42 
61

Column 
14 
15 
23 
43 
44 
47 
53 
54 
64 
66


