
From: Poole, Justin 
Sent: Thursday, February 04, 2010 11:26 AM 
To: 'Hale, Steve'; COSTEDIO, JAMES 
Subject: DRAFT - Request for Additional Information RE:  EPU 
 
Steve 
 
By letter to the U.S. Nuclear Regulatory Commission (NRC) dated April 7, 2009 (Agencywide 
Documents Access and Management System Accession No. ML091250564), FPL Energy Point 
Beach, LLC, submitted a request to increase each unit’s licensed core power level from 1540 
megawatts thermal (MWt) to 1800 MWt reactor core power, and revise the technical 
specifications to support operation at this increased core thermal power level. 
 
The Component Performance and Testing Branch has reviewed the information provided and 
determined that in order to complete its evaluation, additional information is required.  We would 
like to discuss the questions, in draft form below, with you in a conference call.   
 
This e-mail aims solely to prepare you and others for the proposed conference call.  It does not 
convey a formal NRC staff position, and it does not formally request for additional information.  
 
Justin C. Poole 
Project Manager 
NRR/DORL/LPL3-1 
U.S. Nuclear Regulatory Commission 
(301)415-2048 
email: Justin.Poole@nrc.gov 
 
~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~~ 

DRAFT 
RAI 
Section 2.2.4 of Attachment 5, "Licensing Report," does not include a discussion about air-
operated valves.  Please discuss whether valves maintained in your air-operated valve program 
were reviewed, and if the EPU does or does not impact the program valves, and why it does or 
does not. 

DRAFT 
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