
Stephen E. Quinn 
Vice President 9
Consolidated Edison Company of New York, Inc.  
Indian Point Station 
Broadway & Bleakley Avenue 
Buchanan, NY 10511 
Telephone (914) 734-5340

March 27, 1997 

Re: Indian Point Unit No. 2 
Docket No. 50-247

Document Control Desk 
US Nuclear Regulatory Commission 
Mail Station P1-137 
Washington, DC 20555 

SUBJECT: Supplement to Proposed Amendment to the Indian Point Unit 2 
Technical Specification to Allow Extended RPI Deviation 
Limits and On-Line Calibration of the RPI Channels 

On June 1, 1994 Con Edison submitted an application for amendment to the 
operating license to change the Indian Point Unit 2 Technical Specifications to 
allow extended rod position indication (RPI) deviation limits and on-line 
calibration of RPI channels. On April 7, 1995, this application was 
supplemented to include maximum power levels for both the extended RPI 
deviation limits and on-line calibration. Based upon further discussions with 
NRC we agreed to additional changes in the Technical Specifications and we 
provided additional proprietary documentation. These changes in the Technical 
Specifications included a restriction that the extended RPI deviation limits and 
the on-line calibration of RPI channels apply only to Cycle 13. Accordingly, on 
April 26, 1995 we provided revised proposed Technical Specification pages and 
additional proprietary documentation. The NRC approved this last request and 
issued Amendment 182. To address questions with regard to benchmarking of 
our code and its accuracy to calibrate asymmetric power distributions, on 
December 11, 1996 Con Edison submitted a proprietary and non-proprietary 
benchmark report. Based on discussions with our project manager, Mr. Harold, 
and the reviewer Ms. Chatterton, we are submitting the following: 1) Revised 
Tech Spec pages assuming approval for Cycle 14 only at the current power 
levels. 11) Revised Tech Specs (duplicates of the original June 1, 1994 
submittal) for cycle independent and original requested power levels. 111) Safety 
Assessment applicable to both I) and 11). IV) Revised COLR page for item 11).  
V) Revised proprietary "Benchmarking report" - NEI- 109-01 1-P Rev. 1. VI) 
Revised non-proprietary version NET- 109-0 1 -NP Rev. 1.
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The attached proprietary documentation (Attachment V), entitled Revised 
Topical Report, contains information proprietary to Con Edison. As the report 
contains proprietary information, it is supported by an affidavit which sets forth 
the basis on which the information may be withheld from public disclosure by 
the Commission, and addresses with specificity the considerations listed in 
paragraph (b)(4) of Section 2.790 of the Commission's regulations.  
Accordingly, it is respectfully requested that the information to which Con [Xr f 
Edison asserts proprietary claims be withheld from public disclosure in 
accordance with 10 CFR Section 2.790 of the Commission's regulation-I-, 
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Should you have any questions regarding this matter, please contact Mr. Charles 
W. Jackson, Manager, Nuclear Safety and Licensing.  

Very truly yours, 

cc: Mr. Hubert J. Miller 
Regional Administrator - Region I 
US Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA 19406 

Mr. Jefferey Harold, Project Manager 
Project Directorate 1-1 
Division of Reactor Projects 1/I1 
US Nuclear Regulatory Commission 
Mail Stop 14B3-2 
Washington, DC 20555 

Senior Resident Inspector 
US Nuclear Regulatory Commission 
P0 Box 38 
Buchanan, NY 10511 

Mayor, Village of Buchanan 
236 Tate Avenue 
Buchanan, NY 10511 

Mr. William Valentino 
NYSERDA 
Corporate Plaza West 
286 Washington Ave. Extension 
Albany, NY 12203-6399


