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SUBJECT: Proposed Amendment to Technical Specifications Regarding Steam 
Generator Tube Inservice Inspection Frequency

Pursuant to 10 CFR 50.90, Consolidated Edison Company of New York, Inc. (Con 
Edison) transmits herewith one (1) signed original and two (2) copies of 
"Application for Amendment to Operating License" sworn to on December 7, 1998.  
This application proposes amendments to the Indian Point Unit No. 2 Technical 
Specifications that would permit a one-time only extension of the steam generator 
tube inservice inspection interval for fuel cycle 14, and revises specific reporting 
requirements to reflect an NRC request. Technical Specification Section 4.1 3A.2.a 
requires steam generator tube inspections to be conducted at not less than 12 
months and no later than twenty- four calendar months after the previous 
inspection. Technical Specification Section 4. 13C. 1 requires the submittal and 
NRC concurrence of the proposed steam generator examination program. The 
proposed amendment to remove the requirement to receive concurrence is the result 
of an NRC request and is administrative in nature.  

During the 1997 refueling outage, steam generator tube inspections were completed 
(i.e., steam generator manway closed) on June 13, 1997. Following the completion 
of those inspections, the unit was heated-up above 200 F on June 30, 1997. Upon 
return to service from the refueling outage, the unit was subsequently shutdown on 
October 25, 1997 for an unscheduled maintenance outage. A cumulative duration 
of 304 days with the plant at cold shutdown (i.e., below 200 F) had occurred before 
the plant was re-started on August 5, 1998. During the period of cold shutdown the 
steam generators were maintained in a wet lay-up condition by adding appropriate 
quantities of ammonium hydroxide and carbohydrazide. The concentrations of 
Impurities, including dissolved oxygen, were maintained well below industry 

J recommended maximums while the steam generators were in a lay-up condition. A 
mid-cycle outage to perform periodic refueling cycle testing is currently scheduled 
for November 1999. The length of this outage is estimated to be 15 days.
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As a result of this maintenance outage, and the scheduled mid-cycle outage in 
November 1999, Con Edison has rescheduled the start of the 1999 refueling outage 
to June 3, 2000.  

In accordance with Technical Specification 4. 13A.2.a. operation of Indian Point 2 
beyond June 13, 1999 would not be permitted. Con Edison hereby requests that the 
steam generator inspection period, based upon 24 calendar months, be extended to 
no later than June 3, 2000. The proposed Technical Specification pages which 
support this amendment to Technical Specification Sections 4. 13A.2.a, and 4.13 
C. 1 are provided as Attachment A for your review. Attachment B to this 
application for amendment reflects the safety assessment supporting this change as 
well as the conclusion that the proposed change does not constitute a significant 
hazards consideration as defined by 10 CFR 50.92.  

No new regulatory commitments are being m ade by Con Edison in this 
correspondence.  

Should you or your staff have any questions regarding this matter, please contact 
Mr. Charles W. Jackson, Manager, Nuclear Safety and Licensing.  

Very truly yours,

Attachment



C: Mr. Hubert J. Miller 
Regional' Administrator-Region I 
US Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA 19406 

Mr. Jefferey F. Harold, Project Manager 
Project Directorate I- I 
Division of Reactor Projects I/l 
US Nuclear Regulatory Commission 
Mail Stop 14B-2 
Washington, DC 20555 

Senior Resident Inspector 
US Nuclear Regulatory Commission 
P0 Box 38 
Buchanan, NY 10511 

Mr. Paul Eddy 
State of New York Department of Public Service 
3 Empire Plaza 
Albany, NY 12223


