
Mr. A. Alan Blind 
Vice President, Nucleaarver
Consolidated Edison Company 
of New York, Inc.  

Broadway and Bleakley Avenue 
Buchanan, NY 10511

January 12, 19 6

SUBJECT: REQUEST FOR AMENDMENT TO TECHNICAL SPECIFICATIONS FOR INDIAN 
POINT NUCLEAR GENERATING UNIT NO. 2 (TAC NO. M89454) 

Dear Mr. Blind: 

By letter dated April 26, 1994, as supplemented November 8, 1995, you requested an 
amendment to the Indian Point Nuclear Generating Unit No. 2 Technical Specifications (TSs).  
The amendment would change the setpoint limit for the High Containment Pressure 
Engineered Safety Feature instrument channel from 2 psig to 5 psig.  

We understand that you are conducting additional analyses that change the original request 
and you may resubmit at a later date. As agreed upon with Mr. Charles Jackson of your staff, 
we have suspended review of the amendment request. If you determine that you will require 
an amendment to your TSs, we understand that you will inform us. At that time an additional 
review will be conducted.  

This completes the staffs efforts on TAC No. M89454. If you have any questions, please 
contact me at (301) 415-1421.  

Sincerely, 
Original signed by: 

Jefferey F. Harold, Project Manager 
Project Directorate I-1 
Division of Reactor Projects - 1/11 
Office of Nuclear Reactor Regulation
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Mr. A. Alan Blind 
'Vice President, Nuceaswer 

Consolidated Edison Company 
of New York, Inc.  

Broadway and Bleakley Avenue 
Buchanan, NY 10511

Jan Iuary 12,140

SUBJECT: REQUEST FOR AMENDMENT TO TECHNICAL SPECIFICATIONS FOR INDIAN 
POINT NUCLEAR GENERATING, UNIT NO. 2 (TAC NO. M89454), 

Dear Mr. Blind: 

By letter dated April 26, 1994, as supplemented November 8, 1995, you requested an 
amendment to the Indian Point Nuclear Generating Unit No. 2 Technical Specifications (TSs).  
The amendment would change the setpoint limit for the High Containment Pressure 
Engineered Safety Feature instrument channel from 2 psig to 5 psig.  

We understand that you are conducting additional analyses that change the original reques *t 
and you may resubmit at a later date. As agreed upon with Mr. Charles Jackson of your staff, 
we have suspended review of the amendment request. If you determine that you will require 
an amendment to your TSs, we understand that you will inform us. At that time an additional 
review will be conducted.  

This completes the staffs efforts on TAC No. M89454. If you have any questions, please.  
contact me at (301) 415-1421.  

Sincerely, 
Original signed by: 

Jefferey F. Harold, Project Manager 
Project Directorate I-1 
Division of Reactor Projects - 1/11 
Office of Nuclear Reactor Regulation
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UNITED STATES 
0 NUCLEAR REGULATORY COMMISSION 

t WASHINGTON, D.C. 20&%5-0001 

January 12, 1999 

Mr. A. Alan Blind 
Vice President, Nuclear Power 
Consolidated Edison Company 
of New York, Inc.  

Broadway and Bleakley Avenue 
Buchanan, NY 10511 

SUBJECT: REQUEST FOR AMENDMENT TO TECHNICAL SPECIFICATIONS FOR INDIAN 
POINT NUCLEAR GENERATING UNIT NO. 2 (TAC NO. M89454) 

Dear Mr. Blind: 

By letter dated April 26, 1994, as supplemented November 8, 1995, you requested an 
amendment to the Indian Point Nuclear Generating Unit No. 2 Technical Specifications (TSs).  
The amendment would change the setpoint limit for the High Containment Pressure 
Engineered Safety Feature instrument channel from 2 psig to 5 psig.  

We understand that you are conducting additional analyses that change the original request 
and you may resubmit at a later date. As agreed upon with Mr. Charles Jackson of your staff, 
we have suspended review of the amendment request. If you determine that you will require 
an amendment to your TSs, we understand that you will inform us. At that time an additional 
review will be conducted.  

This completes the staffs efforts on TAC No. M89454. If you have any questions, please 
contact me at (301) 415-1421.  

----- Sincerely, 

J------A2 
Jeffer y F. Harold, Project Manager 
Project Directorate 1-1 
Division of Reactor Projects - I/Il 
Office of Nuclear Reactor Regulation 
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A. Alan Blind 
Consolidated Edison Company 
of New York, Inc.

Mayor, Village of Buchanan 
236 Tate Avenue 
Buchanan, NY 10511 

Mr. F. William Valentino, President 
New York State Energy, Research, 

and Development Authority 
Corporate Plaza West 
286 Washington Ave. Extension 
Albany, NY 12203-6399 

Mr. Q iarles W. Jackson 
Manager of Nuclear Safety and 
Licensing 

Consolidated Edison Company 
of New York, Inc.  

Broadway and Bleakley Avenue 
Buchanan, NY 10511.  

Senior Resident Inspector 
U. S. Nuclear Regulatory Commission 
P.O. Box 38 
Buchanan, NY 10511 

_Mr. Brent L. Bra nd enbu r-g 
Assistant General Counsel 
Consolidated Edison Company 
of New York, Inc.  

4 Irving Place --1822 
New York, NY 10003

Indian Point Nuclear Generating 
Station Units 1/2

Charles Donaldson, Esquire 
Assistant Attorney General 
New York Department of Law 
120 Broadway 
New York, NY 10271 

Ms. Charlene D. Faison, Director 
Nuclear Licensing 
Power Authority of the State 
of New York 

123 Main Street 
White Plains, NY 10601 

Mr. Walter Stein 
Secretary - NFSC 
Consolidated Edison Company 
of New York, Inc.  

4 Irving Place - 1822 
New York, NY 10003

Regional Administrator, Region I 
U. S. Nuclear Regulatory Commission 
475 Allendale Road 

__King ofPrussia, PA 19406 

Mr. Paul Eddy 
-New York State Department of 

Public Service 
3 Empire State Plaza, 10Oth Floor 
Albany, NY 12223
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