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‘ INDIAN POINT STATION
UNIT NO. 2 CYCLE 12

CORE OPERATING LIMITS REPORT
Rev. 0

The data presented in this report applies to Cycle 12 Only and
may not be used for other cycles of operation. Any technical
change to this graph requires a Safety Evaluation to be
performed.

. NUCLEAR ENTHALPY RISE HOT CHANNEL FACTOR

NOTE

P is the fraction of full power at which the
core is operating.

FV £ 1.62 [1 + 0.3 (1-P)]

=

.S. 3.10.2.1

HEIGHT DEPENDENT HEAT FLUX HOT CHANNEL FACTOR FOR < 25% TUBE
PLUGGING

NOTE

K(Z) is the fraction given in figure 1 and Z
is the core height location of F,.

P > .5, Fo(Z) € (2.32/P) X K(2Z) | T.S. 3.10.2.
IF P < .5, Fo(Z) < (4.64) X K(Z) T.S. 3.10.2.

Jls
=

AXTIAL FLUX DIFFERENCE ENVELOPE LIMITS

The Indicated Axial Flux Difference limit is * 5% Target

Band. T.S. 3.10.2.6.1
Axial Flux Difference Envelope Limits at 90 percent power

-11%, +11% and increasing by -1% and +1% for each 2% of

rated power below 90% power, as indicated by figure

RPC-5. T.S. 3.10.2.6.1

INSERTION LIMITS

Shutdown Banks shall be fully withdrawn when the reactor

is critical or approaching criticality. T.S5. 3.10.4.1

Control Bank Insertion Limits for Criticality, as

indicated by Figure 2. T.S. 3.10.4.2
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FIGURE 1
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Figure 3.10-2

(For S.G. Tube Plugging Levels up to 25%)
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FIGURE 2
FIGURE 3.10-3.
‘ ROD BANK INSERTION LIMITS
(Four Loop Operation)
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