
UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

In the matter of ) 
CONSOLIDATED EDISON LA'PANY ) Docket No. 50-247 
OF NEW YORK, INC. ) License No. DPR-26 

Indian Point Nuclear Generating ) EA 90-114 
Unit No.2 ) 

DEMAND FOR INFORMATION 

- I 

Consolidated Edison Company of New York,. Inc. (Con Ed or Licensee) is the holder 

of Facility Operating License No. DPR-26, issued by the Nuclear Regulatory 

Commission (NRC or Commission) pursuant to 10 CFR Part 50. The 'icerse autho

rizes the operating of the Indian Point Nuclear Generating Unit No. 2 (IP 2) in 

accordance with conditions specified therein. The facility is located on the 

Licensee's site in Buchanan, New York.  

II.  

On April 28, 1989, the NRC Office of Investigations (01) initiated an investigation 

to determine if Con Ed employees at IP 2 falsified test documents related to 

installation of Solenoid Operating Valve (SOV) No. 1035 on March 17 - 18, 1989, 

using Corrective Maintenance Procedure (CMP) No. CM-16.66, Revision 2. Based 

un its investigation, 0I concluded that three Con Ed employees deliberately 

falsified CMP No. CM-16.66 (Sections 5.5.16 and 7.1) by completing and signing 

it and thereby making it appear that a meggar check on the SOV had been completed 

as required by the procedure, when such a check had not been performed. A 

Notice of Violation and Proposed Imposition of Civil Penalty (Notice) in the 

amount of $62,500 has been issued'on the same date as this Demand for Information.  

In addition, based on the findings of this investigation and an NRC maintenance 

team inspection conducted April through May 1989, the NRC believes that the 

instance of inaccurate maintenance records was symptomatic of a larger, more 
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widespread problem of employees not understanding the importance of strictly 

following procedures or the significance of their signatures attesting to 

completion of the procedure steps, the need to utilize Open Item Repurts to 

resolve identified procedure performance deficiencies, and additional 

inadequacies in your maintenance and quality assurance programs.  

Accordingly, despite the significant improvements in the maintenance program 

noted during a January 10-18, 1991 team inspection, further information is 

needed to determine whether the actions taken by the Licensee to correct the 

'problems discussed above were effective and provide the Commission with 

reasonable assurance that the Licensee will maintain complete and accurate 

records of licensed activities and otherwise conduct its activities in 

accordance with the Commission's requirements.  

IV 

Therefore, to determine whether the license should be modified, suspended, or 

revoked, or other enforcement action taken to ensure compliance with NRC regula

tory requirements, the Licensee is required to submit to the Deputy Director, 

Office of Enforcement, U.S. Nuclear Regulatory Commission, Washington, D.C. 20555, 

the following information, in writing and under oath or affirmation, pursuant 

to Sections 161c, 161o, 182, and 186 of the Atomic Energy Act of 1954, as amended, 

and 10 CFR 50.54(f):



'Jithin 30 days of the completion of the next refueling outage, currently 

scheduled to begin February 1991, provide an assessment of: 

the effectiveness of QA/QC controls for ensuring that maintenance 

procedures are properly implemented, records are accurately completed, 

and concerns, when they exist,'are surfaced to appropriate management 

for resolution; and 

-the effectiveness of your corrective actions for theviolations set 

forth in the Notice.  

Copies also shall be sent to the Assistant General Counsel for Hearings and 

Enforcement at the same address, and to the Regional Administrator, NRC Region I, 

475 Allendale Road, King of Prussia, Pennsylvania 19406.  

.After reviewing your response, the NRC will aeterine whether further action 

is necessary to ensure compliance with regulatory requirements.  

FOR THE NUCLEAR REGULATORY COMMISSION 

~ d 
ii mes H. Sniezek.  
41puty Executive Director for 

Nuclear Reactor Regulations 
Regional Operations and Research 

Dated at Rockville, Maryland 
:his jLt cay of February 1991.
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PROPRIETARY INFORMATION 

NOTICE 

THE ATTACHED DOCUMENT CONTAINS OR IS CLAIMED TO 
CONTAIN PROPRIETARY INFORMATION AND SHOULD BE , 
HANDLED AS NRC SENSITIVE UNCLASSIFIED INFORMATION.  
IT SHOULD NOT BE DISCUSSED OR MADE AVAILABLE TO ANY 
PERSON NOT REQUIRING SUCH INFORMATION IN THE CONDUCT 
OF OFFICIAL BUSINESS AND SHOULD BE STORED, TRANSFERRED, 
AND DISPOSED OF BY EACH RECIPIENT IN A MANNER WHICH 
WILL ASSURE THAT ITS CONTENTS ARE NOT MADE AVAILABLE 
TO UNAUTHORIZED PERSONS.  
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