
APR 2 2 1993 

Docket No. 50-247 

Mr. Stephen Brain 
Vice President - Nuclear Power 
Consolidated Edison Company of 

New York, Inc.  
Indian Point Station 
Broadway and Blealey Avenue 
Buchanan, New York 10511 

Dear Mr. Brain: 

Subject: NRC Inspection Report No. 50-247/93-04 

An announced safety inspection of the radiological controls program at your facility was 
conducted by Mr. J. Noggle on February 22 - 26 and March 30 - April 1, 1993. The 
inspection findings were discussed with you and members of your staff on February 26 and 
April 1, 1993.  

Areas reviewed during the inspection were important to health and safety and are discussed 
in the enclosed inspection report. These areas included review of: collective personnel 
exposure status, outage radiological controls, and the implementation of the internal and 
external exposure control programs during refueling and maintenance outage conditions.  

You and your staff demonstrated a strong and aggressive implementation of the health 
physics program during outage conditions. Two significant projects that were successfully 
employed were reflective of your strong management commitment to maintaining radiation 
exposures as low as reasonably achievable. First, the chemical decontamination of the 
Residual Heat Removal system achieved excellent results, which is expected to yield 
significant future exposure savings for maintenance associated with this system. Further 
innovative techniques were employed in designing and installing a hydro-vacuuin water shield 
for the reactor upper internals, also resulting in exposure savings. The only identified 
weakness involved problems in radiological postings, resulting in a non-cited violation.  
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No response to this letter is required. Your cooperation with us is appreciated.  

Sincerely, 

Ojigjfl8 Signed BY; 
james Ij. joynr 

James H. Joyner, Chief 
Facilities Radiological Safety 
and Safeguards Branch 

Division of Radiation Safety 
and Safeguards 

Enclosure: 
NRC Inspection Report No. 50-247/93-04 

cc w/encl: 
C. Jackson, Manager, Nuclear Safety and Licensing 
B. Brandenburg, Assistant General Counsel 
P. Kokolakis, Director, Nuclear Licensing 
C. Donaldson, Esquire, Assistant Attorney General, New York Department of Law 
Director, Energy & Water Division, Department of Public Service, State of New York 
W. Stein, Secretary - NFSC 
K. Abraham, PAO (2) 
Public Document Room (PDR) 
Local Public Document Room (LPDR) 
Nuclear Safety Information Center (NSIC) 
NRC Resident Inspector 
State of New York, SLO Designee
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bcc w/encl: 
Region I Docket Room (with concurrences) 
C. Cowgill, DRP 
J. Yerokun, DRP 
L. Nicholson, DRP 
R. Fuhrmeister, ORA 
S. Greenlee, DRP 
G. Hunegs, SRI - IP-2 
W. Pasciak, DRSS 
V. McCree, QEDO 
R. Capra, NRR 
M. Williams, NRR 
DRS/EB SALP Coordinator 
D. Holody, EQ 
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Noggle 
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