
DEC 28 1993 

Docket No. 50-247 

Mr. Stephen Brain 
Vice President - Nuclear Power 
Consolidated Edison Company of 

New York, Inc.  
Indian Point Station 
Broadway and Bleakley Avenue 
Buchanan, New York 10511 

Dear Mrt. Brain: 

SUBJECT: INSPECTION REPORT NO. 50-247/93-19 

This letter refers to the announced safety inspection conducted by Mr. Rain Bhatia of this 
office from August 9-13, 1993, at the plant site in Buchanan, New York. Mr. Bhatia 
discussed the inspection findings with members of your staff on August 13, 1993.  
Subsequent to the inspection, on September 22, 1993, and November 19, 1993, the inspector 
reviewed additional information provided by your staff to clarify concerns included in this 
report.  

The inspection was directed toward areas important to public health and safety. The areas 
examined are described in the NRC Region I Inspection Report that is enclosed with this 
letter and included your corrective actions to five previously identified issues. Within these 
areas, the inspection consisted of selective examinations of procedures, representative 
records, interviews with personnel, and observations by the inspector.  

This report also acknowledges your letters of January 27, 1992, and March 6, 1992, in 
response to our letter, dated December 26, 1991, transmitting Inspection Report No.  
50-247/91-81. In your letters, you contested three violations pertaining to cable separation, 
molded-case circuit breakers and emergency diesel generator testing. We have retracted the 
first violation pertaining to the cable separation (50-247/91-81-01) and continue to review 
your response to the remaining items to determine whether they constitute violations. This 
inspection focused on the action you took to address our safety concerns, irrespective of the 
enforcement actions. The complete details are in the attached report.  
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Consolidated Edison Company of 2 
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Based on the results of this inspection, one unresolved item was identified pertaining to the 
inadequate surveilance testing of the interfacing logic circuitry for reactor trip breaker. Our 
review indicated that the safety significance of this concern is minimal because several 
redundant relays are available to actuate the breakers trip functions. However, you 
committed to update the applicable procedure and perform appropriate testing to assure 
adequacy of the logic interface by the next refueling outage. If your understanding of this 
commitment differs, please inform me. In addition, your. corrective actions for two of five 
previously identified issues were found to be acceptable, and the items are closed.  

Your cooperation with us in this matter is appreciated.  

Sincerely, 

(~Vi~r~r~W. IVAy 

'( Jacque P. Durr, Chief 
Engineering Branch 
Division of Reactor Safety 

Enclosure: NRC Region I Inspection Report No. 50-247/93-19 

cc w/encl: 
C. Jackson, Manager, Nuclear Safety and Licensing 
B. Brandenburg, Assistant General Counsel 
P. Kokolakis, Director, Nuclear Licensing 
C. Donaldson, Esquire, Assistant Attorney General, New York Department of Law 
Director, Energy & Water Division, Department of Public Service, State of New York 
W. Stein, Secretary - NFSC 
K. Abraham, PAO (2) All Inspection Reports 
Public Document Room (PDR) 
Local Public Document Room (LPDR) 
Nuclear Safety Information Center (NSIC) 
NRC Resident Inspector 
State of New York, SLO Designee
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bcc w/encl: 
Region I Docket Room (with concurrences) 

bcc wlencl VIA E-Mail: 
V. McCree, QEDO 
R. Capra, NRR 
M. Williams, NRR

RI:DRS 
Bbatia/dmg 

IW~~93

RDRS

1 fr/9
OFFICIAL RECORD COPY 

A:1P29319.INS


