
1

PMVogtleCOLPEm Resource

From: Spicher, Terri
Sent: Tuesday, January 26, 2010 6:07 AM
To: VogtleCOL Resource
Cc: Joshi, Ravindra
Subject: FW: Summary - AP1000 IST open items phone call held 1/21/10 at 2 p.m.

 
 
Terri Spicher 
Mechanical Engineer 
U.S. Nuclear Regulatory Commission 
Rockville, Maryland, 20852-2738 
301-415-1670 
 
From: Coffin, Stephanie  
Sent: Monday, January 25, 2010 6:55 PM 
To: Spicher, Terri 
Cc: Joshi, Ravindra 
Subject: RE: Summary - AP1000 IST open items phone call held 1/21/10 at 2 p.m. 
 
Great summary! 
 
Please place in Southern hearing file if you haven't already. 
 
From: Spicher, Terri  
Sent: Monday, January 25, 2010 4:42 PM 
To: Jaffe, David; Terao, David; Scarbrough, Thomas; wasparkm@southernco.com; lindg1da@westinghouse.com 
Cc: Joshi, Ravindra; Coffin, Stephanie 
Subject: Summary - AP1000 IST open items phone call held 1/21/10 at 2 p.m. 
 
Summary of the Westinghouse, Southern Nuclear, NRC phone call on the Chapter 3 IST OIs.  The following are my take 
aways from the phone call: 
 
Westinghouse Specific: 
 
OI 1:  Westinghouse will submit a letter indicating that design specifications and AP1000 DCD will be revised as 
necessary.  The NRC will plan a follow‐up audit to review the revised design specs.  Transmittal to the NRC is expected by 
the end of next week.   
 
OI 2: Westinghouse will revise DCD section 3.9.6 to be consistent with static and dynamic testing provisions in JOG MOV 
program. 
 
OI 3: Westinghouse will revise DCD section 3.9.3 to reference ASME QME‐1‐2007 for valve qualification. 
 
OI 4: Westinghouse will revise DCD section 3.9.6 to discuss the use of OMN‐1 Code Case accepted in RG 1.192. 
 
OI 5: Westinghouse will update AP1000 Tech Specs to be consistent with OM Code. 
 
OI 6: Westinghouse will revise DCD section 3.9.6 to describe check valve IST acceptance criteria and use of mechanical 
exercising for 2 check valves. 
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OI 7: Westinghouse will revise the DCD in Note 31 to be consistent with JOG Program, and in Section 3.9 to address RIS 
2000‐03 attributes for successful POV testing program. 
 
OI 8: Westinghouse will revise DCD section 3.9.6 to clarify that valves will satisfy applicable valve exercise testing 
requirements in addition to position verification testing. 
 
OI 9: Westinghouse will revise DCD Table 3.9‐16 to clarify valve testing provisions (such as specification of valve 
functional testing in addition to Appendix J leakage testing for applicable valves). 
 
Southern Nuclear Specific: 
 
OI 1: Southern Nuclear letter dated December 14, 2009, indicates that Westinghouse will resolve audit follow‐up items 
with any additional information to be provided following NRC review. 
 
OI 2: In regards to motor‐operated valve provisions in COL FSAR, specific ASME OMN‐1 Code Case revision will be 
determined with Code alternative justification if necessary, and FSAR language will be verified to be consistent with 
AP1000 DCD planned changes. 
 
0I 3: In regards to providing a full description of MOV testing program, Southern Nuclear letter dated January 12, 2010 
indicates that Westinghouse responses to related AP1000 open items will be reviewed and supplemented to resolve COL 
open item. 
 
OI 4: Southern Nuclear letter dated December 14, 2009, indicates planned FSAR changes (such as specifying periodic 
dynamic testing if required based on valve qualification or operating experience) will provide full POV program 
description when combined with AP1000 DCD planned changes. 
 
OI 5: Southern Nuclear letter dated January 12, 2010, clarifies implementation of AP1000 DCD provisions for monitoring 
FIV effects. 
 
OI 6: Southern Nuclear letter dated December 14, 2009, indicates plan to revise Tech Specs to be consistent with OM 
Code.  
 
 
 
 
 
 
 
 
 
 
 
 
 
Terri Spicher 
Project Manager - AP1000 COLs 
U.S. Nuclear Regulatory Commission 
Rockville, Maryland, 20852-2738 
301-415-1670 
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