
April 28, 1995

Mr. Stephen Quinn 
Vice President - Nuclear Power 
Consolidated Edison Company of 
New York, Inc.  

Indian Point 2 Station 
Broadway and Bleakley Avenue 
Buchanan, NY 10511 

SUBJECT: NRC INSPECTION REPORT NO. 50-247/95-05 

Dear Mr. Quinn: 

This letter transmits the findings of the safety inspection conducted by 
Messrs. G. Hunegs, B. Westreich and R. Temps of this office from February 12, 
1995 to March 25, 1995, at the Indian Point 2 Nuclear Power Plant, Buchanan, 
New York. At the conclusion of the inspection, these findings were discussed 
by Mr. Hunegs with you and members of your staff.  

Areas examined during this inspection are described in the NRC Inspection 
Report which is enclosed with this letter and were selected in order to ensure 
that your facility is operated with due regard for the public health and .safety. Within these areas, the inspection consisted of selective 
examinations of procedures and representative records, interviews with 
personnel, and observations by the inspectors.  

Overall, the NRC concluded that your facility was operated safely. We noted 
the full reactor coolant system decontamination evolution was very well 
controlled. However, two events demonstrated weaknesses in operations 
equipment status control and awareness of the effects on plant operations of 
temporarily installed equipment. These events were the unanticipated 
refueling water storage tank level decrease during the containment spray 
system restoration following valve testing, and the water spraying into the 
pipe penetration area of the primary auxiliary building through a disassembled 
valve during containment spray pump operation. Management attention to 
address deficiencies with the equipment status control program is warranted.  

Based on the results of this inspection, certain of your activities appear to 
be in violation of NRC requirements, as specified in the enclosed Notice of 
Violation (Notice). Our review of the events concerning 21 safety injection 
pump showed that the filling and venting of the safety injection system was 
not performed in accordance with an approved procedure, resulting in air 
binding and damage to the 21 safety injection pump when it was started.  

You are required to respond to this letter and should follow the instructions 
specified in the enclosed Notice of Violation when preparing your response.  
In your response, you should document the specific actions taken and include 
any additional actions you plan to prevent recurrence. After reviewing your . response to this Notice, including your proposed corrective actions and the 
results of future inspections, the NRC will determine whether future NRC 
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Stephen Quinn

enforcement action is necessary to ensure compliance with NRC regulatory 
requirements.  

In accordance with 10 CFR 2.790 of the NRC's "Rules of Practice," a copy of 
this letter will be placed in the NRC Public Document Room. The responses 
directed by this letter and the enclosed Notice are not subject to the 
clearance procedures of the Office of Management and budget as required by the 
Paper Work Reduction Act of 1980, Pub. L No. 96.511.  

Your cooperation is appreciated.  

Sincerely, 

Original Signed by: 

Curtis J. Cowgill, Chief 
Projects Branch No. 1 
Division of Reactor Projects 

Docket No. 50-247 

Enclosures: 
I. Notice of Violation 
2. NRC Inspection Report No. 50-247/95-05 

cc w/encl: 
C. Jackson, Manager, Nuclear Safety and Licensing 
B. Brandenburg, Assistant General Counsel 
P. Kokolakis, Director, Nuclear Licensing - PWR, NYPA 
C. Donaldson, Esquire, Assistant Attorney General, New York Department of Law 
Director, Energy & Water Division, Department of Public Service, State of 
New York 

W. Stein, Secretary - NFSC 
State of New York, SLO Designee
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Distribution w/encl: 
D. Screnci, PAO (2) 
Nuclear Safety Information Center (NSIC) 
PUBLIC 
NRC Resident Inspector 
Region I Docket Room (w/concurrences) 

Distribution w/encl: (VIA E-MAIL) 
W. Dean, OEDO (WMD) 
G. Hunegs - Indian Point 2 
T. Marsh, NRR 
F. Williams, NRR 
M. Campion, RI 
Inspection Program Branch, NRR (IPAS)

DOCUMENT NAME: A:\IR9505.1P2 
To recoio a copy of lhis document kidica. In the box " = Copy without attachment/enclosure "E = Copy with 
attachment/enclosure 'W = No copy 
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