
April 28, 1995 

Mr. S. E. Quinn 
Vice President - Nuclear Power 
Consolidated Edison Company of 

New York, Inc.  
Indian Point 2 Station 
Broadway and Bleakley Avenue 
Buchanan, NY 10511 

SUBJECT: INSPECTION REPORT NO. 50-247/95-07 

Dear Mr. Quinn: 

This letter refers to the inspection intended to promote public health and 
safety conducted by Mr. P. Patnaik of this office at the Indian Point Station, 
Unit 2, Buchanan, New York, during the period of March 20-24, 1995. The 
results of the inspection were discussed with members of your staff at the 
conclusion of the in'spection on March 24, 1995.  

The NRC inspection focused on a review and assessment of your in-service 
inspection and steam generator tube examination program for the current 
refueling outage as described in the enclosed inspection report. The ISI 
program conforms to code and regulatory requirements regarding code edition 
and administrative controls of the program. The steam generator eddy current 
examination met the requirements of the NRC Regulatory Guide 1.83, Rev. 2.  
The licensee's oversight of contractor's nondestructive examination activities 
was good and effective.  

However, the inspector found Consolidated Edison's written practice for 
qualification and certification of nondestructive testing personnel, as 
detailed in Quality Assurance Department Specification No. QA-7101, Rev. 10, 
did not meet the requirements of the applicable American Society of Mechanical 
Engineers (ASME) Code Section XI, 1989 Edition, for the third in-service 
inspection interval. This discrepancy was previously identified in your 
Quality Assurance Audit Report No. 94-08-A and prompt corrective actions were 
taken by your staff during the inspection to resolve this issue. Since this 
item had minor safety significance and was neither a violation that could 
reasonably have been expected to be prevented by your corrective action to a 
previous violation, nor was it willful, this was treated as a noncited 
violation, as set forth in Section VII.B.2 of 10 CFR 2, Appendix C.  

This inspection revealed, however, that the qualification examination of your 
nondestructive examination personnel in the Level III category, did not meet 
the requirements of the applicable recommended Practice SNT-TC-1A, 1980 
Edition of the American Society for Nondestructive Testing, as required by the 
ASME Code Section XI, 1980 Edition and, hence, is considered to be a violation 
of NRC requirements, as stated in the enclosed Notice of Violation (Notice).  
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You are required to respond to this letter and should follow the instructions 

specified in the enclosed Notice when preparing your response. In your 

response, you should document the specific actions taken and any additional 

actions you plan to prevent recurrence. After reviewing your, response to this 

Notice, including your proposed corrective actions and the results of future 

inspections, the NRC will determine whether further NRC enforcement action is 

necessary to ensure compliance with NRC regulatory requirements.  

In accordance with 10 CFR 2.790 of the NRC's "Rules of Practice," a copy of 

this letter and its enclosures will be placed in the NRC Public Document Room.  

The responses directed by this letter and the enclosed Notice are not subject 

to the clearance procedures of the Office of Management and Budget as required 
by the Paperwork Reduction Act of 1980, Pub. L. No. 96.511.  

Your cooperation is appreciated.  

Sincerely, 

Michael C. Modes, Chief 
Materials Section 
Division of Reactor Safety 

Docket No. 50-247 

Enclosures: 
1. Appendix A, Notice of Violation 
2. Inspection Report No. 50-247/95-07 

w/Attachment 1 

cc w/encls: 
C. Jackson, Manager, Nuclear Safety and Licensing
B. Brandenburg, Assistant General Counsel 
P. Kokolakis, Director, Nuclear Licensing - PWR, NYPA 
C. Donaldson, Esquire, Assistant Attorney General, New York Department of Law 
Director, Energy & Water Division, Department of Public Service, State of 

New York 
W. Stein, Secretary - NFSC 
State of New York, SLO Designee 

Distribution w/encls: 
J. Wiggins, DRS 
D. Screnci, PAO (2) 
Nuclear Safety Information Center (NSIC) 
PUBLIC 
NRC Resident Inspector 
Region I Docket Room (w/concurrences) 
DRS File
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Distribution w/encl: (VIA E-MAIL) 
W. Dean, OEDO (WMD) 
G. Hunegs - Indian Point 2 
T. Marsh, NRR 
F. Williams, NRR 
M. Campion, RI 
Inspection Program Branch, NRR (IPAS)

DOCUMENT NAME: A:IP29507.INS 
To receive a copy of this document, indicate in the box: "C' = Copy without attachment/enclosure "E' = Copy with attachment/enclosure "N" = No 
copy 
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