
ENCLOSURE 1 

NOTICE OF VIOLATION 

Consolidated Edison Company of New York, Inc. Docket Nos. 50-003 
Indian Point Nuclear Generating Station Units 1&2 50-247 

License Nos.DPR-5 
DPR-26 

(EA 96-106) 

During an NRC inspection conducted from December 31, 1995, through March 2, 
1996, violations of NRC requirements were identified. In accordance with the 
"General Statement of Policy and Procedure for NRC Enforcement Actions," (60 
FR 34381; June 30, 1995), the following violations were identified: 

A. 10 CFR Part 50 Appendix B, Criterion II, states in part, that a licensee 
shall establish a quality assurance program that complies with the 
requirements of Appendix B. Con Edison procedure CI-240-1, "Quality 
Assurance Program for Operating Nuclear Power Plants", describes the 
quality assurance program for Indian Point Units No. 1 and No. 2 that 
meets this requirement. ExhibitA of CI-240-1 lists Unit 1 liquid and 
gas radwaste systems as Class A items and therefore subject to the 
requirements of CI-240-1 which incorporates the requirements of Appendix 
B. 10 CFR Part 50 Appendix B, Criterion V, "Instructions, Procedures, 
and Drawings", requires, in part, that activities affecting quality 
shall be prescribed by documented instructions or procedures, of a type 

* appropriate to the circumstances and shall be accomplished in accordance 
with these instructions or procedures.  

Contrary to the above, at Unit 1 on December 7, 1995, Con Edison failed 
to properly control activities associated with a Class A system, during 
the movement of a 30,500 pound floor block that provided access to a 
cell containing radioactive spent resin storage tanks, in that 
incorrectly sized lifting equipment was used and there were no 
procedures for operation of the lifting equipment. As a result, 
movement of the floor block was allowed to continue with the lifting 
assembly in a deficient condition, a condition adverse to quality, with 
subsequent failure of the lifting assembly that allowed the floor plug 
to drop one foot into its floor opening.  

This is a Severity Level IV violation (Supplement 1) 

B. Technical Specification (TS) 6.5.1.6.a, states in part, that the Station 
Nuclear Safety Committee (SNSC) shall be responsible for review of all 
procedures required by TS 6.8.1 and changes thereto. TS 6.8.1 requires 
that written procedures be implemented covering activities referenced in 
Regulatory Guide 1.33, November 1972. Regulatory Guide (RG) 1.33, 
Appendix A, lists typical safety-related activities that should be 
covered by written procedures, including procedures for the startup, 
operation, and shutdown of safety-related systems such as the chemical 
and volume control system (CVCS) and emergency core cooling systems 
(ECCS), as well as procedures for the control of radioactivity including 
operation of the liquid radioactive waste system.  
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Contrary to the above, at Unit 2, operating instructions (Ols), which 
are not SNSC reviewed procedures per TS 6.5.1.6.a, were used on the 
following dates in the operation of systems under the purview of TS 
6.8.1 and RG 1.33, Appendix A.  

1) 01 95-90, dated March 23, 1995, aligned and operated the residual 
heat removal system, an ECCS component, to transfer water from the 
refueling cavity to the refueling water storage tank.  

2) 01 95-92, dated March 28, 1995, aligned blended makeup from the 
CVCS system through a jumper into the containment spray system, an 
ECCS component, in order to adjust level in the refueling cavity.  

3) 01 95-86, dated March 22, 1995, provided instructions for draining 
and flushing the 21 boric acid storage tank (BAST), part of the 
CVcS.  

4) 01 96-10, dated January 30, 1996, was used to align a water supply 
via jumpers to backflush and clear a clog in the evaporator feed 
pump suction header, a liquid radioactive waste system.  

5) 01 96-17, dated February 16, 1996, was used to flush the 21 mixed 
bed demineralizer, part of the CVCS, prior to its return to 
service.  

Collectively, this is a Severity Level IV violation (Supplement 1).  

Pursuant to the provisions of 10 CFR 2.201, Consolidated Edison Company of 
New York, Inc., is hereby required to submit a written statement or 
explanation to the U.S. Nuclear Regulatory Commission, ATTN: Document Control 
Desk, Washington, D.C. 20555, with a copy to the Regional Administrator, 
Region 1, and a copy to the NRC Resident Inspector, within 30 days of receipt 
of the letter transmitting this Notice of Violation (Notice). This reply 
should be clearly marked as a "Reply to a Notice of Violation" and should 
include for each violation: (1) the reason for the violation, or, if 
contested, the basis for disputing the violation, (2) the corrective steps 
that have been taken and the results achieved, (3) the corrective steps that 
will be taken to avoid further violations, and (4) the date when full 
compliance will be achieved. Your response may reference or include previous 
docketed correspondence, if the correspondence adequately addresses the 
required response. Where good cause is shown, consideration will be given to 
extending the response time.
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Because your response will be placed in the NRC Public Document Room (POR), to 
the extent possible, it should not include any personal privacy, proprietary, 
or safeguards information so that it can be placed in the PDR without 
redaction. However, if you find it necessary to include such information, you 
should clearly indicate the specific information that you desire not to be 
placed in the PDR, and provide the legal basis to support your request for 
withholding the information from the public.  

Dated at King of Prussia, PA 
this 27th day of March, 1996


