
ENCLOSURE 1

.NOTICE OF VIOLATION 

Consolidated Edison Company of New York, Inc. Docket No. 50-247 

Indian Point Nuclear Generating Station Unit 2 License No. DPR-26 

During an NRC inspection conducted from December 22, 1 996, through February 1 5, 
1 997, the following violations of NRC requirements were identified. In accordance with 
the "General Statement of Policy and Procedure for NRC Enforcement Actions," 60 FR 
34381; June 30, 1995, the following violations were identified: 

A. Technical Specification Section 6.8.1'. requires that written procedures 
be implemented covering activities referenced in Regulatory Guide 1 .33, 
November 1 972. Regulatory Guide 1 .33 requires written procedures that govern 
procedure adherence. Station Administrative Order (SAO)-1 33, "Procedure, 
Technical Specification and License Adherence and Use Policy," Section 5.1.1, 
states that procedures shall be followed. Instrument and Control Administrative 
Directive IC-AD-4, Procedure for Performing Maintenance, section 2.0 requires 
that procedures should be developed for all components specified in Regulatory 
Guide 1 .33. For routine or minor maintenance, an Investigation Checklist (ICL) may 
suffice where detailed step by step instruction are not considered necessary due to 
skills normally possessed by qualified maintenance personnel. Both troubleshooting 
and calibrations are listed as routine, minor maintenance in IC-AD-4. In addition, 
SAO-405, "Modifications to Indian Point Facilities", sets forth the requirements for 
modifications that affect the Indian Point Station.  

Contrary to the above: 

1. The requirements of IC-AD-4 were not met in that the inspectors observed 
neither a procedure or ICL was developed for a calibration performed on 
components of the filter/fire deluge panel; and, 

2. A modification was made to each of the BAST vent lines that reduced the 
vent area by approximately 94%, and SAO-405 was not used for this 
modification.  

This is a Severity Level IV Violation. (Supplement 1) 

B. Technical Specification Section 6.8.1. requires that written procedures 
be implemented covering activities referenced in Regulatory Guide 1 .33, 
November 1 972. Regulatory Guide 1 .33 requires written procedures that govern 
procedure adherence. Station Administrative Order (SAO)-1 33, "Procedure, 
Technical Specification and License Adherence and Use Policy," Section 5.1.1, 
states that procedures shall be followed. Procedure HP-3.01 1, Radiation and 
Contamination Survey Techniques, step 5.4.8 states that a sufficient number of 
smears, that are representative of the areas under evaluation, should be obtained 
for analysis.  
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Enclosure 1 2 

Contrary to this requirement, insufficient smears were obtained prior to releasing 
contaminated area controls in the 1 5' RHR hallway with the result that personnel 
contaminations occurred.  

This is a Severity Level IV Violation. (Supplement IV) 

Pursuant to the provisions of 10 CFR 2.201, Consolidated Edison Company of New York, 
Inc., is hereby required to submit a written statement or explanation to the U.S. Nuclear 
Regulatory Commission, ATTN: Document Control Desk, Washington, D.C. 20555, with a 
copy to the Regional Administrator, Region I, and a copy to the NRC Resident Inspector, 
within 30 days of receipt of the letter transmitting this Notice of Violation (Notice). This 
reply should be clearly marked as a "Reply to a Notice of Violation" and should include for 
each violation: (1) the reason for the violation, or, if contested, the basis for disputing the 
violation, (2) the corrective steps that have been taken and the results achieved, (3) the 
corrective steps that will be taken to avoid further violations, and (4) the date when full 
compliance will be achieved. Your response may reference or include previous docketed 
correspondence, if the correspondence adequately addresses the required response.  
Where good cause is shown, consideration will be given to extending the response time.  

Because your response will be placed in the N RC Public Document Room (PDR), to the 
extent possible, it should not include any personal privacy, proprietary, or safeguards 
information so that it can be placed in the PDR without redaction. However, if you find it 
necessary *to include such information, you should clearly indicate the specific information 
that you desire not to be placed in the PDR, and provide the legal basis to support your 
request for withholding the information from the public.  

Dated at King of Prussia, PA 
this 1 2th day of March, 1 997


