
 
 
 
 
 

February 16, 2010 
 
 
 
 
Mr. Scott Head, Manager 
Regulatory Affairs 
STP Nuclear Operating Company 
P. O. Box 289 
Wadsworth, TX 77483 
 
SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 315 RELATED TO 

SRP SECTIONS 9.4.4 FOR THE SOUTH TEXAS PROJECT COMBINED 
LICENSE APPLICATION   

 
 
Dear Mr. Head 
 
By letter dated September 20, 2007, STP Nuclear Operating Company (STP) submitted for 
approval a combined license application pursuant to 10 CFR Part 52.  The U. S. Nuclear 
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable 
the staff to reach a conclusion on the safety of the proposed application. 
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter.   
 
To support the review schedule, you are requested to respond within 30 days of the date of this 
letter.  If changes are needed to the safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 
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If you have any questions or comments concerning this matter, I can be reached at 
301-415-1695 or by e-mail at Eric.Miller@nrc.gov or you may contact George Wunder at 301-
415-1494 or George.Wunder@nrc.gov. 
 
 
 

Sincerely, 
 

 /RA/ 
 
 

Eric D. Miller, Project Manager 
ABWR Projects Branch  
Division of New Reactor Licensing 
Office of New Reactors 
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Request for Additional Information No. 4270 Revision 3 
 

South Texas Project Units 3 and 4 
South Texas Project Nuclear Operating Co 

Docket No. 52-012 and 52-013 
SRP Section: 09.04.04 - Turbine Area Ventilation System 

Application Section: 9.4.4 TURBINE ISLAND HVAC SYSTEM 
 
QUESTIONS for Containment and Ventilation Branch 2 (ESBWR/ABWR Projects) (SBCV) 
 
09.04.04-1 
 
The present RAI is based on the NRC staff’s recent site audit findings about the Tier 2 
departure STD DEP 9.4-9: “Turbine Building HVAC System”, for South Texas Units 3 & 4.   The 
applicant needs to address the following three staff concerns about the radiological 
consequences of the proposed once-through air-supply system; and raising the temperature in 
the two MSR (Moisture Separator Reheator) areas of the Turbine Building (TB). 
 
• The applicant must justify the determination it made under 10 CFR Part 52, Appendix A, 

Section VIII.B.5 (Step 7) by furnishing an analysis that would demonstrate that changing the 
certified recirculating HVAC system to a once-through air supply system would not result in 
an increase in the operational dose released from the TB to individual members of the 
public, and will follow the 10 CFR Part 20.1301 dose limits for normal plant operation. The 
staff is concerned that the proposed once-through system may increase the operational 
dose to the public beyond its design basis limit by enhancing the release of radionuclides 
from the TB and reducing their residence time inside the building to decay.   

 
• The staff noted during the audit that all air streams inside the TB are combined into one 

stream which is exhausted through the plant stack and is monitored for the operational dose 
to individual members of the public under normal plant operation, as required by 10 CFR 
Part 20.1302.  However, the overall flow rate of the combined air stream through the stack is 
not measured but rather computed by summing up the measured individual stream flow 
rates from various areas inside the TB.  The applicant is requested  to make provisions for 
the measurement of the overall air flow rate through the plant stack in order to reduce the 
uncertainties involved in monitoring the radioactive effluents due to the unaccounted-for air 
flows, such as, building air infiltration. 

 
• STD DEP 9.4-9 increased the temperature in the two MSR (Moisture Separator Reheator) 

areas inside the TB from 49 C (120.2 F) to 60 C (140 F).  The applicant is requested to 
identify any safety-related equipment/instrumentation located in the MSR areas and confirm 
that they are qualified for the proposed elevated MSR temperature, as per 10 CFR Part 50, 
Appendix B and GDC 1.  The applicant is also requested to state whether or not an operator 
would need to enter the high temperature, high radiation MSR areas to support a safety-
related function or to mitigate an accident and if so, identify any additional provisions 
needed or made by the applicant to offset the high heat stress due to the MSR area  
temperature rise.  
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