
June 10, 1999

Mr. A. Alan Blind 
Vice President - Nuclear Power 
Consolidated Edison Company of 

New York, Inc.  
Indian Point 2 Station 
Broadway and Bleakly Avenues 
Buchanan, NY 10511 

SUBJECT: NRC INTEGRATED INSPECTION REPORT 50-247/99-02 

Dear Mr. Blind: 

This letter transmits the results of safety inspections conducted by NRC inspectors at your 
Indian Point 2 reactor facility from March 16, through April 26, 1999. The unit was operated 
safely throughout the inspection period.  

The NRC identified that radioactive waste processing performed at Unit 1 did not meet station 
requirements, a recurrng problem from the last inspection period. Specifically, the inspectors 
identified a failure to follow procedures governing a temporary facility change. Subsequently, 
your staff performed a review of waste processing activities at Unit 1 and issued a stop-work 
order. Limited waste processing was resumed after implementation of short-term corrective 
actions.  

Our evaluation of the caution tag program and operator aids identified potential configuration 
control problems. Specifically, lapses in the tracking and control of corrective actions for 
conditions identified on caution tags were noted, and poor initial corrective actions were taken 
for unauthorized operator aids associated with non-licensed operator log readings. While there 
were no immediate consequences from these problems, they are similar to issues identified 
during NRC inspection 99-01. Corrective actions associated with the caution tags were in 
progress at the end of the inspection period.  

Your response to Generic Letter (GL) 96-01 adequately addressed the testing of safety-related 
logic circuits. Although your reviews had to be extended because the initial study was found by 
you to be incomplete, the subsequent actions were comprehensive and provided good 
assurance that the types of discrepancies described in GIL 96-01 have been identified and 
resolved. Discussions were conducted with your staff regarding the need to test the reactor 
coolant pump breaker logic circuits, which are part of the reactor protection system trip path.  
Subsequently, your staff provided an acceptable operability determination for these logic 
circuits. You also committed to fully test these circuits at the next plant shutdown.  
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A. Alan Blind

Based on the results of this inspection, the NRC determined that six violations of NRC 
requirements occurred. Five of the six violations were identified during NRC review of Licensee 
Event Reports (LERs) which you submitted from mid-1998 to early 1999. These violations are 
being treated as Non-Cited Violations (NCVs), consistent with Appendix C of the Enforcement 
Policy. These NCVs involve: (1) the failure to implement a temporary facility charge for 
processing radioactive water at Unit 1; (2) the failure to notify a licensed operator upon 
actuation of the Unit 1 spent fuel pool portable radiation monitor; (3) a missed Unit 2 TS 
surveillance for various radiation monitors; (4) a missed TS surveillance on sampling of the Unit 
1 sphere foundation drain sump and north curtain drain; (5) information provided in the last three 
annual effluent and waste disposal reports for Units 1 and 2 that was not accurate in all material 
respects; and (6) inadequate surveillance procedures to test various Unit 2 safety-related logic 
circuits. These NCVs are described further in the subject inspection report. If you contest these 
violations or the severity level of these NCVs, you should provide a response within 30 days of 
the date of this inspection report, with the basis for your denial, to the Nuclear Regulatory 
Commission, ATTN: Document Control Desk, Washington, D.C. 20555-0001; with copies to the 
Regional Administrator, Region I; the Director, Office of Enforcement, United States Nuclear 
Regulatory Commission, Washington, D.C. 20555-0001; and the NRC Resident Inspector at the 
Indian Point 2 facility.  

In accordance with 10 CER 2.790 of the NRC's "Rules of Practice," a copy of this letter and its 
enclosure will be placed in the NRC Public Document Room. Should you have any questions 
regarding this report, please contact Mr. John Rogge at 610-337-5146.  

Sincerely, 

Original Signed by: 

Richard V. Crienjak for 

A. Randolph Blough, Director 
Division of Reactor Projects 
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