
Mr. James Knubel 
SChief Nuclear Office9I 

j:Power Authority of the State 
of New York 

123 Main Street 
White Plains, NY 10601

March 1997

SUBJECT: REQUEST FOR ADDITIONAL INFORMATION REGARDING EXEMPTION FROM THE 
REQUIREMENTS OF 10 CFR 70.24 INDIAN POINT NUCLEAR GENERATING UNIT 
NO. 3 (TAC NO. M97671) 

Dear Mr. Knubel: 

By letter dated December 20, 1996, you requested an exemption from the 
requirements of 10 CFR 70.24. Before the staff can complete its review of 
your request, we need the following information: 

Please compare the capability of your fuel handling area detectors 
to the ANSI standard ANSI/ANS 8.3 (1986) for detection criteria 
(paragraph 5.6) and sensitivity criteria (paragraph 5.7).  

Please discuss the training provided to personnel in responding to 
criticality monitor alarms.  

Do your criticality detectors meet the 20 rad/min. criterion of 10 
CFR 70.24? If not, what is their detection capability? 

If you have any questions, please call (301) 415-1494.  

Sincerely, 

/s/ 

George F. Wunder, Project Manager 
Project Directorate I-1 
Division of Reactor Projects - I/II 
Office of Nuclear Reactor Regulation

Docket No. 50-286 

cc: See next page 
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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20565-0001 

March 18, 1997 

Mr. James Knubel 
Chief Nuclear Officer .  
Power Authority of the State 
of New York 

123 Main Street 
White Plains, NY 10601 

SUBJECT: REQUEST FOR ADDITIONAL INFORMATION REGARDING EXEMPTION FROM THE 
REQUIREMENTS OF 10 CFR 70.24 - INDIAN POINT NUCLEAR GENERATING UNIT 
NO. 3 (TAC NO. M97671) 

Dear Mr. Knubel: 

By letter dated December 20, 1996, you requested an exemption from the 
requirements of 10 CFR 70.24. Before the staff can complete its review of 
your request, we need the following information: 

Please compare the capability of your fuel handling area detectors 
to the ANSI standard ANSI/ANS 8.3 (1986) for detection criteria 
(paragraph 5.6) and sensitivity criteria (paragraph 5.7).  

Please discuss the training provided to personnel in responding to 
criticality monitor alarms.  

Do your criticality detectors meet the 20 rad/min. criterion of 10 
CFR 70.24?' If not, what is their detection capability? 

If you have any questions, please call (301) 415-1494.  

Sincerely, 

George F. Wunder, Project Manager 
Project Directorate I-i 
Division of Reactor Projects - I/II 
Office of Nuclear Reactor Regulation 

Docket.No. 50-286

cc: See next page



James Knubel 
Power Authority of the State 
.of New York

Regional Administrator, Region I 
U.S. Nuclear Regulatory Commission 
415 Allendale Road 
King of Prussia, PA 19406 

Mr. Gerald C. Goldstein 
Assistant General Counsel 
Power, Authority of the State 
of New York 

1633 Broadway 
New York, NY 10019 

Mr. Robert G. Schoenberger 
President and Chief Operating 
IOfficer 

Power Authority of the State 
of New York 

123 Main Street 
White Plains, NY 10601 

Mr. Robert J. Barrett 
Site Executive Officer 
Indian Point 3 Nuclear Power Plant 
P.O. Box 215 
Buchanan, NY 10511 

Ms. Charlene D. Faison 
Director Nuclear Licensing 
'Power Authority of the State 

of New York 
123 Main Street 
White Plains, NY 10601 

Mr. F. William Valentino, President 
New York State Energy, Research, 

and Development Authority 
Corporate Plaza West 
286 Washington Ave. Extension 
Albany, NY 12203-6399

Indian Point Nuclear Generating 
Station Unit No. 3

Resident Inspector 
Indian Point 3 Nuclear Power Plant 
U.S.-Nuclear Regulatory Commission 
P.O. Box 337 
Buchanan, NY 10511 

Mr. Charles.W. Jackson 
Manager, Nuclear Safety and 

Licensing 
Consolidated Edison Company 

of New York, Inc.  
Broadway and Bleakley Avenues 
Buchanan, NY 10511 

Mayor, Village of Buchanan 
236 Tate Avenue 
Buchanan, NY 10511 

Mr. Richard L. Patch, Director 
Quality Assurance 

Power Authority of the State 
of New York 

123 Main Street 
White Plains, NY 10601 

Union of Concerned Scientists 
Attn: Mr. David Lochbaum 
1616 P Street, NW, Suite 310 
Washington, DC 20036 

Mr. Paul Eddy 
New York State Dept. of 

Public Service 
3 Empire State Plaza, 10th Floor 
Albany, NY 12223

Charles Donaldson, Esquire 
Assistant Attorney General 
New York Department of Law 
120 Broadway 
New York, NY 10271


