
BEFORE THE UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

In the Matter of ) 
POWER AUTHORITY OF THE STATE OF NEW YORK ) Docket No. 50-286 
Indian Point 3 Nuclear Power Plant ) 

APPLICATION FOR AMENDMENT TO THE OPERATING LICENSE 

Pursuant to Section 50.90 of the regulations of the Nuclear Regulatory Commission, the Power 
Authority of the State of New York, as holder of the Facility Operating License No. DPR-64; hereby 
applies for an amendment to the Technical Specifications contained in Appendix A of the license.  

This application for amendment to the Indian Point 3 Technical Specifications proposes to revise 
Specifications 3.7.A.5 and 3.7.F.4, which are part of the Limiting Conditions for Operation (LCO) 
of the "Auxiliary Electrical Systems." The proposed changes will remove the words "three individual 
underground" and "underground" from these LCOs when addressing the Emergency Diesel 
Generator (EDG) Fuel Oil Storage Tanks (FOSTs). This is a line item change made to be more 
consistent with the Standard Technical Specifications (STS), NUREG-1431. The STS do not refer 
to the design features of these fuel storage tanks in the specification, but describes them in the 
bases. It is also consistent with the recently submitted Improved Technical Specifications (ITS) 
concerning Specification 3.8. This revision is cost beneficial since it would allow flexibility for IP3 
to be able to use the 10 CFR 50.59 change process for needed temporary modifications to allow 
alternate FOSTs to supply the EDGs if a present underground FOST were to require repair. In 
addition, this change also includes revisions to the Bases regarding removal of the "underground" 
description associated with the EDG FOSTs as well as an editorial change, a relocation in order 
to consolidate the entirety of LCO 3.7.A.5 to page 3.7-1.  

The proposed changes to the Technical Specifications are presented in Attachment I to this 
application. The Safety Evaluation for these changes is provided in Attachment II. A mark-up of 
the affected Technical Specification pages is provided in Attachment III, for information only.  
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