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UNITED STATES 

NUCLEAR REGULATORY COMMISSION 
WASHINGTON, D. C. 20555

SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION 

RELATED TO AMENDMENT NO. 78 TO FACILITY OPERATING LICENSE NO. DPR-64

POWER AUTHORITY OF THE STATE OF NEW YORK 

INDIAN POINT NUCLEAR GENERATING UNIT NO. 3

DOCKET NO. 50-286 

INTRODUCTION 

By letter dated March 6, 1987, the Power Authority of the State of New York 
submitted proposed Technical Specifications concerning limiting conditions for 
operation and surveillance requirements for the Reactor Vessel Level 
Indication System (RVLIS).  

EVALUATION AND DISCUSSION 

Generic Letter 83-37 dated November 1, 1983 provided guidelines concerning 
NUREG-0737 "Clarification of TMI Action Plan Requirements" related to 
Technical Specifications. The proposed Technical Specifications contained in 
the licensee's March 6, 1987 submittal relate to the RVLIS which is being 
implemented in accordance with the requirements of NUREG-0737, Item II.F.2, 
"Instrumentation for Detection of Inadequate Core Cooling." RVLIS outputs are 
displayed on the plant Qualified Safety Parameter Display System. The system 
performs an input autocalibration sequence by automatically injecting test 
signals directly into every input on a regular schedule while the system is on 
line.  

Previous revisions to the licensee's Technical Specifications added requirements 
for the subcooling margin monitor and the core exit thermocouples. The proposed 
Technical Specifications revise Tables 3.5-5 and 4.1-1 to incorporate the RVLIS 
requirements. Editorial changes are also being made to the Tables.  

The proposed changes have been reviewed and found to be in accordance with the 
guidance in Generic Letter 83-37. The proposed changes are acceptable.  

ENVIRONMENTAL CONSIDERATION

This amendment involves a change in the installation or 
component located within the restricted area as defined 
The staff has determined that the amendment involves no 
in the amounts, and no significant change in the types,

use of a facility 
in 10 CFR Part 20.  
significant increase 
of any effluents that
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may be released offsite, and that there is no significant increase in 
individual or cumulative occupational radiation exposure. The Commission 
has previously issued a proposed finding that this amendment involves no 
significant hazards consideration and there has been no public comment on 
such finding. Accordingly, this amendment meets the eligibility criteria 
for categorical exclusion set forth in 10 CFR Sec 51 .22(c)(9). Pursuant to 
10 CFR 51.22(b) no environmental impact statement or environmental assessment 
need be prepared in connection with the issuance of this amendment.  

CONCLUSION 

We have concluded, based on the considerations discussed above, that: (1) there 
is reasonable assurance that the health and safety of the public will not be 
endangered by operation in the proposed manner ? and (2) such activities will 
be conducted in compliance with the Commission s regulations and the issuance of 
this amendment will not be inimical to the common defense and security or to the 
health and safety of the public.  

Dated: July 13, 1987 
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