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acannel 
Description

43. Reactor Trip Bypass Breakers

Check

N.A.

Calibrate Test

N.A.

R(2) 

R(3) 

N.A.44. Reactor Vessel Level 
Indication System (RVLIS)

Remarks 

1) Manual shunt trip prior to 
each use 

2) Independent operation of 
undervoltage and shunt trip 
from Control Roam manual 
push-button 

3) Automatic undervoltage trip

* By means of the movable incore detector system 

** ~Monthly when reactor power is below the setpoint and prior to each startup if not done previous month.  

*** If either an acxcmulator level or pressure instrument channel is declared inoperable, the remaining level or 
pressure channel must be verified operable by interconnecting and equalizing (pressure and/or level wise) a 
minimum of two acmmulators and crosschecking the instrumentation.  

S - Each shift W - Weekly 
P - Prior to each startup if not done previous week M - Monthly 

NA- Not applicable Q - Quarterly 
D - Daily R - Each refueling outage 
.M- At least every two months on a staggered test basis (i.e., one train per month) 8707-
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