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LR-N10-0061
February 25, 2010

U. S. Nuclear Regulatory Commission
11555 Rockville Pike
Rockville, MD 20852
ATTN: Mr. Donnie J. Ashley

Stop 0-11 F1

Salem Nuclear Generating Station, Unit No. 1 and Unit No. 2
Facility Operating License Nos. DPR-70 and DPR-75
NRC Docket Nos. 50-272 and 50-311

Subject: Information to Support NRC Staff Review of the License Renewal Boundary
Drawings Associated with the Application for Renewed Operating Licenses -
Salem Nuclear Generating Station, Unit No. 1 and Unit No. 2

Reference: Scoping and Screening Methodology Audit, Conducted January 11, 2010 through
January 21, 2010 at Salem Nuclear Generating Station

During the referenced Audit, the NRC Auditors reviewed License Renewal boundary drawings
and other information to understand the extent to which plant components have been included
within the scope of license renewal. As part of that review, the Auditors requested information to
allow them to better differentiate between safety-related and non-safety related piping.

The attached document was developed as part of the license renewal project. It contains
simplified information drawn from Salem Nuclear Generating Station (Salem) plant design
information, and is being provided as a reviewer's aid. This will assist the NRC in better
understanding the interface points between safety-related and non-safety related piping and
facilitate the assessment of scoping results for the Salem License Renewal Application.

There are no regulatory commitments contained in this letter.

If you have any questions, please contact Mr. Ali Fakhar, PSEG Manager - License Renewal, at
856-339-1646.

Respectfully,

PSEG Nuclear LLC

AJTk<k-



LR-N10-0061
February 25, 2010
Page 2

Attachment

cc: Document Control Desk - Nuclear Regulatory Commission
S. Collins, Regional Administrator, USNRC Region I, w/out Attachment
D. Ashley, Senior NRC Project Manager, License Renewal USNRC
B. Rogers, Division of License Renewal, Audit Team Lead, USNRC
R. Ennis, Project Manager- USNRC, w/out Attachment
NRC Senior Resident Inspector - Salem
P. Mulligan, Manager IV, NJBNE, w/out Attachment
L. Marabella, Corporate Commitment Tracking Coordinator, w/out Attachment
Howard Berrick, Salem Commitment Tracking Coordinator, w/out Attachment



ATTACHMENT
Safety-Related Classification Summary of Salem Piping Schedules
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Main Steam No 205203/205303

C

12C Main Steam Yes 205203/205303
12D Main Steam Yes 205203/205303
13 Main Steam Drains No 205203/205303

13A Fire Protection No 205225/205325
16A Main Feedwater and Condensate Yes 205202/205302
16B Main Feedwater and Condensate No 205202/205302
16C Main Feedwater and Condensate No 205202/205302
16D Main Feedwater and Condensate No 205202/205302
17A Bleed Steam No 205245/205345
17B Bleed Steam No 205245/205345
17C Bleed Steam No 205245/205345
17D Bleed Steam No 205245/205345
17E Bleed Steam No 205245/205345
17F Bleed Steam No 205245/205345
17G Bleed Steam No 205245/205345
17H Bleed Steam No 205245/205345
171 Bleed Steam No 205245/205345
17J Bleed Steam No 205245/205345
17K Bleed Steam No 205245/205345
19A Condensate No 205202/205302
19B Condensate No 205202/205302
20A Demineralized Water Yes 205246
20B Nitrogen Yes 205240/205340
20C Chemical Handling No 205246
20D Chemical Handling No 205234/205334
20E Chemical Handling Yes 205246
21A Safety Valve Vents No 205236/205336
21 B Safety Valve Vents No 205234/205334
.23 Lube Oil No 205218/205318
24A Fuel Oil Yes 205249
24B Fuel Oil No 205249
26A Heating Water No 205215/205315
26B Heating Water No 205215/205315
26C Heating Water No 205215/205315
26D Heating Water No 205215/205315
26E Heating Water No 205215/205315
26F Heating Water No 205215/205315
27A Service Water Yes 205242/205342
27B Service Water Yes 205242/205342
27C Service Water/Chilled Water Yes 205242/205342
27D Service Water No 205242/205342
27E Service Water No 205242/205342
27F Service Water Yes 205242/205342
27G Service Water Yes 205242/205342
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ATTACHMENT
Safety-Related Classification Summary of Salem Piping Schedules

27J Service Water Yes 205242/205342
27K Service Water No 205242/205342
28B Service Water (Underground) Yes 205242/205342
28C Service Water (Underground) Yes 205242/205342
28D Service Water (Underground) No 205242/205342
28E Service Water (Underground) No 205242/205342
29 Drainage No 205242/205342
30 Plumbing No 205324

32A Compressed Air Yes 205217/205317
32B Compressed Air No 205217/205317
32C Compressed Air (Deisel Generators) Yes 205241
32D Compressed Air (Deisel Generators) No 205241
33A Instruments See Note 2
33B Instruments See Note 2 205201/205301
33C Instruments See Note 2
330 Instruments See Note 2 _________

33E Instruments See Note 2 ________

33F Instruments See Note 2 205244/205344
33G Instruments See Note 2 ________

33H Instruments See Note 2 205238/205338
33K Instruments See Note 2
33L Instruments See Note 2
38A Control Air Yes 205247/205347
38B Control Air Yes
38C Control Air No 205243/205343
380 Control Air Yes 205243/205343
38E Control Air No 604495
39 Circulating Water No 205209/205309

44A Reactor Coolant Yes 205201/205301
44B Reactor Coolant Yes 205201/205301
44C Reactor Coolant Yes 205201/205301
44D Reactor Coolant Yes 205201/205301
44E Reactor Coolant Yes 205201/205301
45 Monitor & Test No ________

46 Gland Sealing Steam No 205207/205307
48A Chem. & Vol. Control Yes 205228/205328
48B Chem. & Vol. Control No 205228/205328
48C Chem. & Vol. Control Yes 205228/205328
480 Chem. & Vol. Control No 205228/205328
48E Chem. & Vol. Control No . 205228/205328
48F Chem. & Vol. Control Yes 205228/205328
48G Chem. & Vol. Control No 205228/205328
48H Chem. & Vol. Control No 205228/205328
481 Chem. & Vol. Control Yes 205228/205328
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48L Chem. & Vol. Control Yes 205228/205328
48M Chem. & Vol. Control No 205228/205328
48N Chem. & Vol. Control No 205228/205328
480 Chem. & Vol. Control Yes 205228/205328
48P Chem. & Vol. Control No 205228/205328
48R Chem. & Vol. Control No 205229/205329
48S Chem. & Vol. Control No 205228/205328
48T Chem. & Vol. Control No 205229/205329
48U Chem. & Vol. Control No 205229/205329
48V Chem. & Vol. Control No 205228/205328
48W Residual Heat Removal No 205232/205332
49A Safety Injection Yes 205234/205334
49B Safety Injection Yes 205234/205334
49C Safety Injection Yes 205234/205334
49D Safety Injection Yes 205234/205334
49E Safety Injection Yes 205234/205334
49F Safety Injection Yes 205234/205334
49G Safety Injection Yes 205234/205334
49H Safety Injection Yes 205234/205334
50A Containment Spray Yes 205235/205335
50B Containment Spray Yes 205235/205335
50C Containment Spray Yes 205235/205335
50D Containment Spray Yes 205235/205335
51A Residual Heat Removal Yes 205232/205332
51B Residual Heat Removal Yes 205232/205332
52A Component Cooling Yes 205231/205331
52B Component Cooling Yes 205231/205331
52C Component Cooling Yes 205231/205331
52D Component Cooling Yes 205231/205331
53A Waste Disposal Liquid and Gas Yes 205240/205340
53B Waste Disposal Liquid and Gas No 205239/205339
53C Waste Disposal Liquid and Gas Yes 205240/205340
53D Waste Disposal Liquid and Gas No 205239/205339
53E Waste Disposal Liquid and Gas No 205239/205339
53F Waste Disposal Liquid and Gas No 205239/205339
53G Waste Disposal Liquid and Gas No 205239/205339
53H Waste Disposal Liquid and Gas Yes 205239/205339
53J Waste Disposal Liquid and Gas Yes 205239/205339
53K Waste Disposal Liquid and Gas No 205239/205339
53L Waste Disposal Liquid and Gas No 205239/205339
53M Waste Disposal Liquid and Gas Yes 205239/205339
53N Waste Disposal Liquid and Gas No 205239/205339
530 Waste Disposal Liquid and Gas No 205239/205339
53P Waste Disposal Liquid and Gas No 205239/205339

Page 3 of 4



ATTACHMENT
Safety-Related Classification Summary of Salem Piping Schedules

Sceue ubrSystem Titl Sfty~ Related fDrawing Numbers
_____________ ________________________ (Yes or N~o) (Note 1).

53Q Waste Disposal Liquid and Gas No 205239/205339
53R Waste Disposal Liquid and Gas Yes 205226/205326
53S Waste Disposal Liquid and Gas No 205239/205339
53T Waste Disposal Liquid and Gas No 205240/205340
53U Waste Disposal Liquid and Gas No 205240/205340
54A Aux. Feedwater Yes 205236/205336
54B Aux. Feedwater No 205236
54C Aux. Feedwater Yes 205236/205336
54D Aux. Feedwater Yes 205236/205336
54E Aux. Feedwater Yes 205236/205336
55A Spent Fuel Cooling No 205233/205333
55B Spent Fuel Cooling No 205233/205333
55C Spent Fuel Cooling Yes 205233/205333
56A Sampling Yes 205244/205344
56B Sampling No 205244/205344
56C Sampling Yes 205244/205344
56D Sampling No 205239/205339
56E Sampling No 205225/205325
57 Turbine Aux. Cooling No 205210/205310

58A Diesel Generator Exhaust Gases No 205241
58B Diesel Generator Exhaust Gases No 205241
58C Diesel Generator Exhaust Gases No 205241
59A Steam Gen. Blowdown Yes 205225/205325
59B Steam Gen. Blowdown No 205225/205325
59C Steam Gen. Blowdown No 205225/205325
59D Steam Gen. Blowdown No 205225/205325
59E Steam Gen. Blowdown No 205225/205325
59F Steam Gen. Blowdown No 205225/205325
61 Condenser Air Removal No 205208/205308
62 1Heater Vents & Misc. Drains No 205206/205306

Note 1. The drawing numbers listed are the primary drawings in which this piping
This schedule piping may also be on other boundary drawings.

schedule is used.

Note 2. Schedule number 33 refers to instrument tubing that can be procured, installed, and maintained
as safety-related or non safety-related depending on the function performed. Safety-related tubing is
shown in green on License Renewal Boundary Drawings. Attached non safety-related tubing is not
considered to provide structural support to in scope, safety-related piping or tubing.
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