
   

 
 
 
 
 
 
 
 
 
 
MFN 10-079, Supplement 1 Docket No. 52-010 
 
March 10, 2010 
 
 
U.S. Nuclear Regulatory Commission 
Document Control Desk 
Washington, D.C. 20555-0001 
 
Subject: Transmittal of ESBWR DCD Tier 1, Table 3.8-1 and Tier 2, Table 3.11-1 

Markups Related to GEH Internal Corrective Action 
  
The purpose of this letter is to correct the markup to Table 3.11-1 submitted in 
Reference 1.  The corrected page is contained in Enclosure 1 with the associated 
change enclosed by a box.  This page supercedes that provided in Reference 1 and will 
be incorporated into Revision 7 of the ESBWR DCD.  The change is summarized below. 
  
 
 
Affected Section  Description of Change  

Tier 2, T3.11-1 Lower Header Vent Valve Actuator  - Quantity should 
be 12. 

 
 
 
If you have any questions about the information provided, please contact me.  
 
Sincerely, 
 

 
 
Richard E. Kingston 
Vice President, ESBWR Licensing

GE Hitachi Nuclear Energy 
 
Richard E. Kingston 
Vice President, ESBWR Licensing 

PO Box 780 M/C A-65 
Wilmington, NC 28402-0780 
USA 

T 910 819 6192 
F 910 362 6192 
rick.kingston@ge.com 
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Reference:  
 

1. MFN 10-079, Letter from Richard E. Kingston to U.S. Nuclear Regulatory 
Commission, Transmittal of ESBWR DCD Tier 1, Table 3.8-1 and Tier 2, Table 
3.11-1 Markups Related to GEH Internal Corrective Action, dated March 9, 2010  

 
 
Enclosure: 

 
1. MFN 10-079, Supplement 1, Transmittal of ESBWR DCD Tier 1, Table 3.8-1 and 

Tier 2, Table 3.11-1 Markups Related to GEH Internal Corrective Action – DCD 
Markups  

 
cc: AE Cubbage USNRC (with enclosures) 

J G Head GEH/Wilmington (with enclosures) 
DH Hinds GEH/Wilmington (with enclosures) 
LF Dougherty GEH/Wilmington (with enclosures) 
eDRF Section 0000-0114-3167,  Revision 1 
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MFN 10-079, Supplement 1 
 
 
 

Transmittal of ESBWR DCD Tier 1, Table 3.8-1 and 
Tier 2, Table 3.11-1 Markups Related to GEH Internal 

Corrective Action –  
 

DCD Markups 
 
 
 



26A6642AK Rev. 07 
ESBWR   Design Control Document/Tier 2 

3.11-18 

Table 3.11-1 

Electrical and Mechanical Equipment for Environmental Qualification 

Components Quantity Location 
(note 1) 

Function 
(note 2) 

Required 
Operation 

Time 
(note 3) 

Qualification 
Program 
(note 4) 

Condensate Return Bypass 
Valve 4 CV ESF 100 Days MH 

Condensate Return Bypass 
Valve Operator 4 CV ESF 100 Days MH 

Upper Header Vent Valve 8 CV ESF 100 Days MH 

Upper Header Vent Valve 
Actuator 8 CV ESF 100 Days MH 

Lower Header Vent Valve 16 CV ESF 100 Days MH 

Lower Header Vent Valve 
Actuator 1612 CV ESF 100 Days MH 

Pool Cross-Connect Valves 4 RB ESF 100 Days  MH 

Vent Line Temperature 
Element 8 CV ESF 100 Days EH 

Condensate Drain 
Temperature Element 4 CV ESF 100 Days EH 

Steam Piping Diff Pressure 
Transmitter 8 CV ESF 100 Days EH 

Condensate Drain Diff 
Pressure Transmitter 8 CV ESF 100 Days EH 

Electrical Modules and 
Cable All CV, RB ESF 100 Days EH 

C11 Rod Control and Information System 

Electrical Modules and 
Cable All CB, RB ESF 72 hr EH 

C12  Control Rod Drive System 

HCU Scram Solenoid Pilot 
Valve 135 RB ESF 72 hr MH 

FMCRD Passive Holding 
Brake 269 CV ESF 72 hr MH 
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