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14.02-121 

RAI 14.02-121  
  
Followup to RAI 14.02-115 (2398/9963) 
  
Section 14.2.12.1.87 of the US-APWR DCD does not adequately document testing of 
the components listed below: 
 

 Testing of the system cross-connect valves to close within 10 seconds and 
verification that a water hammer event does not occur  

 
Please revise Section 14.2.12.1.87 accordingly. 
 
(Technical Branch Chapter 9 Review) 

 
 


