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From: Eudy, Michael

Sent: Friday, March 05, 2010 10:46 AM
To: 'Stillwell, Daniel'

Cc: STPCOL; Jeng, David

Subject: New Chapter 19 Draft RAI 4124
Attachments: RAI 4124 .doc

Importance: High

Bill,

Please review this RAI and let me know if you need to have a telecon to discuss or if we can issue it as soon
as possible. Thanks.

Michael A. Eudy - Project Manager
U.S. Nuclear Regulatory Commission
NRO/DNRL/NGE1&2

301-415-3104
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Request for Additional Information No. 4124 Revision 0

South Texas Project Units 3 and 4
South Texas Project Nuclear Operating Co
Docket No. 52-012 and 52-013
SRP Section: 19 - Probabilistic Risk Assessment and Severe Accident Evaluation
Application Section: FSAR Chapter 19

QUESTIONS for Structural Engineering Branch 2 (ESBWR/ABWR Projects) (SEB2)

19_***
In its response to RAI 19.9.4-1 the applicant states under action item No. 2:

“2. HCLPF values for site-specific SSCs (UHS/Pump House structure and Cooling
Tower) whose failure may affect the plant response to seismic events and which are not
included in the analyses described in Appendix 19H will be established. This will be
completed by September 2010.”

The safety related RSW system is the link between the UHS and the RCW system and
needs to be explicitly included under action item 2. The RSW system consists of piping,
tunnel structures and connections to Pump House and Control Building. The staff
requests for the applicant to specifically include and describe the complete set of SSCs
that make up the UHS/RSW system under action item 2 above. This requirement is also
recognized in the ABWR DCD, Revision 4, Subsection 19.9.26.
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