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To: Muniz, Adrian; Dyer, Linda; Wunder, George; Tonacci, Mark; Eudy, Michael; Kallan, Paul; 
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Subject: Transmittal of Letter U7-C-STP-NRC-100063
Attachments: U7-C-STP-NRC-100063.pdf

Please find attached a courtesy copy of letter number U7-C-STP-NRC-100063, which contains a revised response 
to RAI 19.01-13 and a supplemental response to RAI 19.01-23.     
 
The official version of this correspondence will be placed in today’s mail.  Please call Bill Stillwell at 361-972-
7581 if you have any questions concerning this letter. 
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STI 32632906 

March 16, 2010 
U7-C-STP-NRC-100063

U. S. Nuclear Regulatory Commission 
Attention: Document Control Desk 
One White Flint North 
11555 Rockville Pike 
Rockville MD  20852-2738 

South Texas Project 
Units 3 and 4 

Docket Nos. 52-012 and 52-013 
Response to Request for Additional Information

Reference:   1.  Letter, Scott Head to Document Control Desk, "Response to Request for 
Additional Information" dated August 5, 2009, U7-C-STP-NRC-090093 
(ML092220163).

 2.  Letter, Mark McBurnett to Document Control Desk, “Response to Request for 
Additional Information” dated December 3, 2009, U7-C-STP-NRC-090216 
(ML093421266).

Attachment 1 to this letter replaces the responses to RAI 19.01-13 that were provided in the 
References identified above.  Attachment 2 supplements the responses to RAI 19.01-23 that were 
provided in the References identified above. 

 19.01-13 Revised Response 
 19.01-23, Supplemental Response 2 

There are no commitments in this letter. 

If you have any questions regarding these RAI responses, please contact Scott Head at (361) 
972-7136, or Bill Mookhoek at (361) 972-7274. 
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cc:   w/o attachment except* 
(paper copy) (electronic copy) 
Director, Office of New Reactors 
U. S. Nuclear Regulatory Commission 
One White Flint North 
11555 Rockville Pike 
Rockville, MD  20852-2738 

Regional Administrator, Region IV 
U. S. Nuclear Regulatory Commission 
611 Ryan Plaza Drive, Suite 400 
Arlington, Texas   76011-8064 

Kathy C. Perkins, RN, MBA 
Assistant Commissioner 
Division for Regulatory Services 
Texas Department of State Health Services  
P. O. Box 149347 
Austin, Texas  78714-9347 

Alice Hamilton Rogers, P.E. 
Inspection Unit Manager 
Texas Department of State Health Services 
P. O. Box 149347 
Austin, Texas  78714-9347 

C. M. Canady 
City of Austin 
Electric Utility Department 
721 Barton Springs Road 
Austin, TX 78704 

*Steven P. Frantz, Esquire 
A. H. Gutterman, Esquire 
Morgan, Lewis & Bockius LLP 
1111 Pennsylvania Ave. NW 
Washington D.C.  20004 

*Michael Eudy 
*Rocky Foster 
Two White Flint North 
11545 Rockville Pike 
Rockville, MD  20852 

*George F. Wunder 
*Michael Eudy 
*Rocky Foster 
U. S. Nuclear Regulatory Commission 

Steve Winn 
Joseph Kiwak 
Eli Smith 
Nuclear Innovation North America 

Jon C. Wood, Esquire 
Cox Smith Matthews 

J. J. Nesrsta 
Kevin Pollo 
L. D. Blaylock 
CPS Energy 
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QUESTION 19.01-13 

In Section 19.2, Table 19.2-2 of the STP FSAR, Rev. 2, “PRA Assessment of STP COLA 
Departures from ABWR DCD”, Departure STD DEP T1 2.4-2 (Feedwater Line Break 
Mitigation), it is stated that this departure is not explicitly modeled in the ABWR DCD PRA. In 
the ABWR DCD original design, the feedwater was assumed to be unavailable when hotwell 
inventory was depleted. No automatic isolation of feedwater flow was assumed. In ABWR 
Standard R-COL design modification, the condensate pumps are tripped in the event of high 
containment pressure from Feedwater line break. 

Please explain whether this design change was included in the STP plant-specific PRA model. If 
so, explain its impact on the PRA results. 

REVISED RESPONSE

This Request for Additional Information response replaces the responses previously provided for 
RAI 19.01-13 in U7-C-STP-NRC-090093, dated August 5, 2009 (ML092220163), and RAI 
19.01-13, Supplement, in U7-C-STP-NRC-090216, dated December 3, 2009 (ML093421266) in 
their entirety. 

The feature described in STD DEP T1 2.4-2, was added to provide further assurance of 
acceptable results following a feedwater line break inside the containment. The response to RAI 
06.02.01.01.C-1 (Letter U7-C-STP-NRC-090074, dated July 15, 2009, ML092010088) indicates 
that the containment response portion of the STP Units 3 and 4 accident analysis has been re-
performed using the GOTHIC computer program in place of the GESSAR computer program. 
The data confirmed an acceptable containment response to a feedwater line break inside the 
containment without taking credit for the automated condensate pump trip. Despite these 
conclusions, STP Units 3&4 plans to maintain the feedwater line break mitigation function, 
including the condensate pump trip, as a safety-related feature of the STP 3&4 design, consistent 
with its original intent “to provide added assurance of acceptable results” following a feedwater 
line break inside the containment. 

The condensate system, as modeled in the ABWR DCD PRA, provides a source of low pressure 
injection to the reactor and is modeled in Top Event Q in the PRA event trees.  This top event is 
unaffected by the changes described in departure STD DEP T1 2.4-2. 

Based on the above information, no change to the STP PRA described in Chapter 19 was made 
and there is no impact on the results presented in Chapter 19. 

No COLA revision is required as a result of this RAI response. 
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QUESTION 19.01-23: 

A list of new components and their locations in the Turbine building for STP units 3&4 is 
provided in Table 9A.6-4 in STP FSAR Section 9A.6, Fire Hazard Analysis Database. However, 
the impact of these additional components on the FIVE (Fire-induced Vulnerability Evaluation 
Methodology) results associated with Turbine building was not discussed in Section 19M. 

Please explain whether these additional components are included in the fire risk assessment and, 
if so, please discuss their impact on the FIVE (Fire-induced Vulnerability Evaluation 
Methodology) results. 

Please explain whether these additional components are included in the fire risk assessment and, 
if so, please discuss their impact on the fire PRA results. 

SUPPLEMENTAL RESPONSE:

This Request for Additional Information (RAI) response supplements information previously 
provided for RAI 19.01-23 in letter U7-C-STP-NRC-090093 dated August 5, 2009 
(ML092220163) and RAI 19.01-23 Supplemental Response in letter U7-C-STP-NRC-090216, 
dated December 3, 2009 (ML093421266). 

Design Control Document (DCD) Table 9A.6-4 was reviewed against STP 3&4 COLA Table 
9A.6-4.  With the exception of equipment associated with the Combustion Turbine Generator 
(CTG), the two tables are consistent in terms of the types of equipment in the Turbine Building, 
and the general location of this equipment.  DCD Table 9A.6-4 does not identify any equipment 
related to the CTG, while COLA Table 9A.6-4 identifies CTG equipment in the Turbine 
Building.  The Fire Hazards Analysis described in Standard Safety Analysis Report (SSAR) 
Appendix 19M, notes, in Table 19M-7, that the turbine building fire area excludes the Auxiliary 
Boiler and the Combustion Turbine Generator, which are in individual fire areas.  The CTG and 
Auxiliary Boiler fire areas were screened from analysis using the FIVE methodology because 
fires in these areas do not directly lead to a plant trip and do not affect offsite power distribution 
to the plant. 

As stated previously, there is no effect on the fire screening assessment described in Appendix 
19M of the DCD for the Turbine Building departures described in the STP 3&4 FSAR. 

No COLA revision is required as a result of this supplemental RAI response. 
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