
March 24, 2010 
 
Mr. Jack M. Davis 
Senior Vice President and Chief Nuclear Officer 
Detroit Edison Company 
Fermi 2 – 210 NOC 
6400 North Dixie Highway 
Newport, MI  48166 
 
SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 27 RELATED TO 

THE SRP SECTION 13.06.01 FOR THE FERMI 3 COMBINED LICENSE 
APPLICATION 

 
Dear Mr. Davis: 
 
By letter dated September 18, 2008, Detroit Edison Company (Detroit Edison) submitted for 
approval a combined license application pursuant to 10 CFR Part 52.  The U.S. Nuclear 
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable 
the staff to reach a conclusion on the safety of the proposed application. 
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter.  To support the review schedule, you are requested to respond within 45 days of the date 
of this letter.  If changes are needed to the safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 
 
If you have any questions or comments concerning this matter, I can be reached at 
301-415-8148 or by e-mail at jerry.hale@nrc.gov. 
 

Sincerely, 
 
 /RA/ 
 
 

Jerry Hale, Project Manager 
ESBWR/ABWR Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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March 24, 2010 
 
 
Mr. Jack M. Davis 
Senior Vice President and Chief Nuclear Officer 
Detroit Edison Company 
Fermi 2 – 210 NOC 
6400 North Dixie Highway 
Newport, MI 48166 
 
SUBJECT:  REQUEST FOR ADDITIONAL INFORMATION LETTER NO. 27 RELATED TO 

THE SRP SECTION 13.06.01 FOR THE FERMI 3 COMBINED LICENSE 
APPLICATION 

 
Dear Mr. Smith: 
 
By letter dated September 18, 2008, Detroit Edison Company (Detroit Edison) submitted for 
approval a combined license application pursuant to 10 CFR Part 52.  The U.S. Nuclear 
Regulatory Commission (NRC) staff is performing a detailed review of this application to enable 
the staff to reach a conclusion on the safety of the proposed application. 
 
The NRC staff has identified that additional information is needed to continue portions of the 
review.  The staff’s request for additional information (RAI) is contained in the enclosure to this 
letter.  To support the review schedule, you are requested to respond within 45 days of the date 
of this letter.  If changes are needed to the safety analysis report, the staff requests that the RAI 
response include the proposed wording changes. 
 
If you have any questions or comments concerning this matter, I can be reached at 
301-415-8148 or by e-mail at jerry.hale@nrc.gov. 
 

Sincerely, 
 
 /RA/ 

 
Jerry Hale, Project Manager 
ESBWR/ABWR Projects Branch 1 
Division of New Reactor Licensing 
Office of New Reactors 
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Request for Additional Information No. 4470 Revision 1 
 

Fermi Unit 3 
Detroit Edison 

Docket No. 52-033 
SRP Section: 13.06.01 - Physical Security - Combined License 

Application Section: 13.6 
 
13.06.01-3 
 
Physical Security Plan, Page 1, section 1.1, paragraph 1.  Clarify that Fermi Unit 3 will be 
encompassed by the same protected area as Fermi Units 1 and 2. 
 
Regulatory Basis:  10 CFR 73.55(a)(2)  The security plans must identify, describe, and account for 
site-specific conditions that affect the licensee’s capability to satisfy the requirements of this section. 
 
13.06.01-4 
 
Section 1.1, Facility Physical Layout, Page 2:  Figures 1-1, 1-1a, 1-2, 1-3, 1-3a, 1-3b, 1-3c, 1-3d, 1-3e, 
and E-1 are not of sufficient size/magnification or detail to clearly identify or discern the appropriate 
information such as OCA boundary, PA perimeter boundary, Vehicle Barrier System (to include natural 
terrain features), Vital Areas, major structures in these different security areas or the Independent 
Spent Fuel Storage Installation.  The drawings should also clearly indicate the primary marshalling area 
for responding LLEA as indicated in the 2nd paragraph on page 2. 
 
Regulatory Basis:  10 CFR Part 73, Appendix C, Section II, paragraph B.3.b. Plans must include a site 
map depicting the physical structures located on site, including onsite independent spent fuel storage 
installations, and a description of the structures depicted on the map.  Plans must also include a 
description and map of the site in relation to nearby towns, transportation routes (e.g., rail, water, and 
roads), pipelines, airports, hazardous material facilities, and pertinent environmental features that may 
have an effect upon coordination of response activities.  10 CFR 52.17(a)(1)(x) Information 
demonstrating that site characteristics are such that adequate security plans and measures can be 
developed.  Title 10 CFR 52.6, Completeness and accuracy of information, requires information 
provided “shall be complete and accurate in all material respects.”  Subpart B of Title 10 CFR (10 CFR) 
52, § 52.79(a)(35)(i) and (ii) requires that information submitted for combined license (COL) include 
how the applicant will meet the requirements of 10 CFR 73 and descriptions of implementation of the 
physical security plan. 
 

Request For Additional Information No. 4471, Revision 1 
 

Fermi Unit 3 
Detroit Edison 

Docket No. 52-033 
SRP Section:  13.06.01 – Physical Security – Combined License 

Application Section:  13.6 
 

13.06.01-5 
 
Fermi Unit 3 should fully characterize the details of the proposed Remotely Operated Weapons System 
(ROWS) platform in their security plan.  Specifically, those sections of the security plan that refer to 
safety and security interface, design and installation, training, operations, testing and maintenance, and 
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special situations (compensatory measures) should be described in detail.  In addition, the plan should 
clearly state how the ROWS platform will be utilized (purpose) in the overall security strategy, defense 
in depth and contingency response. 
 
10 CFR 73.55(c) Security plans.  (1) Licensee security plans must describe:  (i) how the licensee will 
implement requirements of this section through the establishment and maintenance of a security 
organization, the use of security equipment and technology, the training and qualification of security 
personnel, the implementation of predetermined response plans and strategies, and the protection of 
digital computer and communication systems and networks; (ii) Site-specific conditions that affect how 
the licensee implements Commission requirements. 
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